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ADDENDUM #1 
     

 Date Issued: March 19, 2018 
 
 

GENERAL INFORMATION 
 

1. The bid due dates have remained unchanged.  Refer to the Invitation to Bid in the Project Manual for the 
bid due date and time for each bid package. 

2. All apparent low bidders for the following critical packages need to be available for scope review 
meetings per the following schedule: 

 Monday April 2nd 8am – BP-02A Sitework Scope Review 

 Monday April 2nd 9:30am – BP-05A Structural Steel & Misc Metals Scope Review 

 Monday April 2nd 11am – BP-03A Concrete Scope Review 

 Monday April 2nd 1pm – BP-15A Mechanical Scope Review 

 Monday April 2nd 3pm – BP-16A Electrical Scope Review 

 Tuesday April 3rd 8am – BP-06A Wall Systems & Specialties Scope Review 

 Tuesday April 3rd 9:30am – BP-04A Masonry Scope Review 

 Tuesday April 3rd 11am – BP-08A Windows & Curtainwall Scope Review 

 Wednesday April 4th 8am – BP-07A Roofing 

 Wednesday April 4th 1pm – BP-07B Exterior Panels 

3. Bidder’s List:   A bidder’s list is attached.   If you are bidding this project and are not on the list, or if 
there is incorrect or missing information, please contact Chris Malerba: cmm@giordano.build      

4. All Bid Packages:  All original scope notes shall apply to any new work added by this addendum. 

5. All RFIs to date with responses are attached to this addendum. 

6. All approved substitution requests are attached. 

7. Note to all bidders:  The jobsite is on the SCSU campus.   There is zero tolerance for any inappropriate 
behavior.   No smoking is allowed anywhere on campus including the jobsite and the parking area.  All 
workers & visitors to the site will be required to have a SCSU ID BADGE and a Parking Pass must be 
issued for all vehicles parking at the site.  There is no cost associated with the SCSU ID or parking 
passes, but all contractors must coordinate in advance with the CM.   All Contractors must submit a 
roster of workers & vehicles and give advanced notice when new workers are scheduled to be onsite.  
All workers will be required to go to the SCSU Photo ID Center on campus to get their ID & parking 
pass when directed by the CM. 

 



        Strong 21st Century Communications Magnet Lab School 
New Haven Board of Education 

Phase 1-Construction Documents  
September 8, 2017 

 

Strong 21st Century Communications Magnet Lab School 
Addendum #1 

Page 2 of 5 
 

 
REVISIONS TO THE SPECIFICATIONS 
 

1. TABLE OF CONTENTS:  
a) Added Section 083513.23 - Horizontal Sliding, Accordion-Type Fire Door  
b) Delete Section 096543 - Linoleum Flooring 

 
2. Section 080600 - OPENINGS SCHEDULE: Delete existing schedule and insert new attached schedule.  

22 pages. 
 

3. Section 083513.23 - HORIZONTAL SLIDING, ACCORDION-TYPE FIRE DOOR: Insert new 
Section.  6 pages. 
 

4. Section 096543 - LINOLEUM FLOORING: Delete Section in its entirety. 
 

5. Section 096500 - RESILIENT FLOORING:  Add the following Paragraph 2.7: 
 

2.7 LUXURY VINYL FLOOR TILE [FT-(#)]: 
 
  A. Basis-of-Design Product: Subject to compliance with requirements, provide one of the 

following: 
    1. Tarkett, iQ Optima, Homogeneous Vinyl Tile 
     a. FT-1:  #3242205 Summer Moon. 
     b. FT-2:  #3242207 Prairie Dancing. 
     c. FT-3: #3242898 Heavy Cream. 
 
    2. Mannington, Primary Elements - Bond Luxury Vinyl Tile 
     a. FT-1: #PE117 Point. 
     b. FT-2: #PE118 Crystal. 
     c. FT-3: #PE119 Alumina. 
 

B. Nominal Floor Tile Size: 12 by 12 inches (330 by 330 mm), unless otherwise noted. 
C. Thickness: 0.80 inch (2.0 mm). 
D. Product Standard: ASTM F 1913. 
E. Wearing Surface: Smooth. 

 
6. Section 101100 - VISUAL DISPLAY SURFACES:  

a)  Add the following manufacturer to Paragraph 2.1.A.: 
    5. Nelson Adams (NACO).� 
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REVISIONS TO THE DRAWINGS 
 

1. S-131: Revised drawing to indicate additional steel for folding door 224A. 
2. S-406: Added Section 13 showing door 224A attachment to structure.  
3. A-003: Added indication for partition QW located between Cafe/Gym and Corridor 119 & 224.  
4. G-220: Deleted rated enclosure and doors around Stair 4 and added Door 224A accordion door.  
5. G-230: Deleted rated enclosure and doors around Stair 4. 
6. A-112: Added indication for partition QW located between Cafeteria/Gymnasium and Corridor 119. 
7. A-120: Deleted rated enclosure and doors around Stair 4 and added Door 224A accordion door. 
8. A-121: Deleted rated enclosure and doors around Stair 4 and added Door 224A accordion door. 
9. A-122: Deleted rated enclosure and doors around Stair 4 and added Door 224A accordion door and 

added indication for partition QW located between Cafeteria/Gymnasium and Corridor 119. 
10. A-130: Deleted rated enclosure and doors around Stair 4. 
11. A-131: Deleted rated enclosure and doors around Stair 4. 
12. A-132: Deleted rated enclosure and doors around Stair 4. 
13. AC-121: Deleted rated enclosure and doors around Stair 4 and added soffit for Door 224A accordion 

door. 
14. AC-122: Deleted rated enclosure and doors around Stair 4 and added soffit for Door 224A accordion 

door. 
15. AC-131: Deleted rated enclosure and doors around Stair 4. 
16. AC-132: Deleted rated enclosure and doors around Stair 4. 
13. A-201: Revised detail tag at Special Education Storefront. 
14. A-202: Revised detail tag at Special Education Storefront. 
15. A-212: Deleted rated enclosure and doors around Stair 4 and added guardrails. 
16. A-214: Deleted rated enclosure and doors around Stair 4 and added guardrails. 
17. A-422: Deleted rated enclosure and doors around Stair 4 and added guardrails. 
18. A-521: Revised details deleting wood blocking and indicating plywood in lieu of coverboard.  
19. A-522: Revised details deleting wood blocking and indicating plywood in lieu of coverboard.  
20. A-560: Added Door 224A accordion door. 
21. A-571: Added Special Education Storefront elevation 16. 
22. A-590: Revised construction sign to include associate architect. 
 

SCOPE CLARIFICATIONS 
 

BP-02A Sitework Scope Clarifications: 
1. Refer to the attached “Retaining Wall Clarification Sketch” to clarify the extent of retaining wall work 

included in the BP-02A Sitework package. 
 

BP-03A Concrete Scope Clarifications: 
1. Refer to the attached “Retaining Wall Clarification Sketch” to clarify the extent of retaining wall work 

included in the BP-03A Concrete package. 
 

2. Clarification:  The concrete spec calls for corrosion-inhibiting admixture to be used where indicated.   
Corrosion-inhibiting admixture is not required on this project. 
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BP-05A Structural Steel & Misc Metals Scope Clarifications: 
1. The BP-05A Structural Steel & Misc Metals Contractor shall furnish and install the support steel for the 

Horizontal Sliding Accordion Type Fire Door.   Refer to detail 13 on the revised S-406 issued in this 
addendum. 
 

BP-06A Wall System & Specialties Scope Clarifications: 
1. The BP-06A Wall Systems Contractor shall supply and install the Horizontal Sliding Accordion Type 

Fire Door as shown on the plans and described in section 08 35 13.23. 
 

2. Delete all references to Stage Curtains in the BP-06A Scope of Work and the bid breakdown sheet.   
There are no stage curtains included in the project. 
 

3. A revised BP-06A Bid Breakdown sheet is attached. 
 

4. Exterior Blocking Clarification: 
 

a. All plywood and blocking beneath the PVC roofing or at roof edges, parapets & copings shall be 
furnished and installed by the BP-07A Roofing Contractor.   All roof blocking is to be 
mechanically fastened to the structure, assume the proper length fasteners and installation in 
compliance with section 06 10 00 Rough Carpentry. 

b. All studs, sheathing and insulation (within studs) beneath the PVC roofing or at roof edges, 
parapets and copings shall be furnished and installed by the BP-06A Wall Systems Contractor. 

c. All studs, sheathing, insulation, (within studs), plywood and wood blocking shown beneath 
exterior panels shall be furnished and installed by the BP-06A Wall Systems Contractor.  Refer 
to detail 8 on A501 and 2 on A503 for typical examples.   
 

5. Clarification: Detail 6 on A503 – BP-06A Wall Systems to furnish and install MDF board on the 
underside of the interior soffit above the curtainwall head. 
 

BP-07A Roofing Scope Clarifications: 
1. Exterior Blocking Clarification: 

a. All plywood and blocking beneath the PVC roofing or at roof edges, parapets & copings shall be 
furnished and installed by the BP-07A Roofing Contractor.   All roof blocking is to be 
mechanically fastened to the structure, assume the proper length fasteners and installation in 
compliance with section 06 10 00 Rough Carpentry. 

b. All studs, sheathing and insulation (within studs) beneath the PVC roofing or at roof edges, 
parapets and copings shall be furnished and installed by the BP-06A Wall Systems Contractor. 

c. All studs, sheathing, insulation, (within studs), plywood and wood blocking shown beneath 
exterior panels shall be furnished and installed by the BP-06A Wall Systems Contractor.  Refer 
to detail 8 on A501 and 2 on A503 for typical examples.   
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BP-15A Mechanical Scope Clarifications: 
1. The BP-15A Mechanical Contractor shall provide a breakout cost on the radiant floor heating system.  

This shall include all piping, valves, pumps, manifolds, etc and labor to install.  A revised BP-06A Bid 
Breakdown sheet is attached. 
 

2. Clarification:   The Mechanical Superintendent to be a non-working super in charge of supervising all 
field operations, quality control, coordination, safety, etc. of the mechanical contractor’s own crew and 
all subcontractors of the BP-15A Mechanical package.  The Superintendent needs to have authority to 
make decisions on manpower, material deliveries and will be responsible for coordination and 
scheduling of all subcontractors of the BP-15A Mechanical package. 

 
 
ATTACHMENTS: 

1. Bidders List 

2. March 15, 2018 Pre-Bid Meeting Sign-In Sheet 

3. BP-06A Wall Systems & Specialties Bid Breakdown Form 

4. BP-15A Mechanical Bid Breakdown Form 

5. Approved Substitution Requests 

6. RFIs with responses (001, 002 & 003) 

7. Retaining Wall Clarification Sketch 

8. JCJ Architects Addendum #1 dated March 19, 2018 with specifications & drawings attached. 

  

End of Addendum #1 
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BIDDERS LIST

Company  Contact Email  Phone
Prime 
or Sub Sub Discipline

SCD

M
BE  AA

M
BE H

W
BE

Orissa LLC Tejal Vallum tvallam@gmail.com (860) 983‑6999 Prime X
Advantage Maintenance  Tom Wilkinson tom@advantagemaintenanceinc.com (203) 387‐1968 Prime
McKay's Custom Clean LLC Blaine McKay mckayscustomclean@gmail.com (203) 444‑3375 Prime
Horizon Services Company Tom Baerlein tbaerlein@horizonsvcs.com (860) 291‑9111 Prime
Go To Services Bob Fitch BFITCH@GTSERVU.COM 203‐624‐3200 Prime X

CDees Cleaning  Claudette Deer claudettedeer1954@gmail.com 203‐727‐7800 Sub Final Cleaning X X X

Tim's Enterprises LLC Timothy Washington tims.enterprises@yahoo.com 203.410.5189 Prime X X
CDees Cleaning  Claudette Deer claudettedeer1954@gmail.com 203‐727‐7800 Prime X X X

Investigative Consultants LLC Mark Schachter mschachter@ic‐ct.com 203 623‐7955 X X

AMEC Construction Ray Zanon rzanon@amecllc.com 203‐726‐4653 Prime
C.J. Fucci Vincent Federico vfederico@cjfucci.com (203) 469‑7487 Prime
Camputaro & Sons Dennis Camputaro dcamputaro@camputaroandson.com (203) 483‐0330 Prime
Manafort Brothers Incorporated Timothy J. Meneo tmeneo@manafort.com 860.983.0733 Prime
Center Earth LLC Ted Gallagher tgallagher@centerearth.com 203.314.2924 Prime

Core Site Services Allen Page apage@coresiteservicesct.com 475.227.9026 SUB Curbs, sidewalks, stairs, drainage X
Aqua Technologies Luz Carvajal aquatechnologiesllc@outlook.com (203) 889‑7707 SUB Waterproofing X X X
White Owl Construction, LLC Clayton Henderson hollywod@comcast.net 203‐435‐4455 SUB Sidewalks, Pads, Stairs X X
J & S General Contractors, LLC Mike D'Errico jsgc.mike@gmail.com 203 497‐9096 SUB Fencing X
Cornerstone Fence Sharon Boucher sharon.cfllc@gmail.com 203‐237‐4283 SUB Fencing
Select Fence & Guardrail Maryanne Ottaviano selectfence@att.net 203‐843‐2726 SUB Fencing X X
Beech Construction LLC Mike Gaudio beechconstructionllc@gmail.com (203) 200‑9047 SUB Curbs, sidewalks, stairs X X
C.A.S.T. LLC Samuel Wilson s.wilson@castco.co 203.368.6086 SUB Curbs, sidewalks, stairs X
ACP Plus Hamptom Watson Watsoneliminator@aol.com (860) 982‐1330 Sub Conc Pumping, Sidewalks, Pads X X

Select Fence & Guardrail Maryanne Ottaviano selectfence@att.net 203‐843‐2726 Prime X X
J & S General Contractors, LLC Mike D'Errico jsgc.mike@gmail.com 203 497‐9096 Prime X

BP‐01A Progress & Final Cleaning

BP‐01C SCD Final Cleaning

BP‐01S SCD Site Security

BP‐02A Sitework

BP‐02F SCD Construction Fencing
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Beech Construction Mike Gaudio beechconstructionllc@gmail.com (203) 200‑9047 Prime X X
Glen Terrace Landscaping Mario Calcagni m.calcagni@outlook.com (203) 996‑9390 Prime X X

Beech Construction Mike Gaudio beechconstructionllc@gmail.com (203) 200‑9047 Prime X X
Americity Construction Co, Inc Durval Pereira americity@cox.net (203) 271‑2704 Prime X X
White Owl Construction, LLC Clayton Henderson hollywod@comcast.net 203‐435‐4455 Prime X X
DP& Sons Durval  Pereira Durval@cox.net (203) 271‑2704 Prime X
Tim's Enterprises LLC Timothy Washington tims.enterprises@yahoo.com 203.410.5189 Prime X X

Universal Foundations Abi Malode abim@universalfoundations.com (203) 272‑5966 Prime
Carvalho & McDowell Construction Mike Aletta  estimating@cm‐inc.net (860) 231‐7110 Prime
Camputaro & Sons Dennis Camputaro dcamputaro@camputaroandson.com (203) 483‐0330 Prime
Manafort Brothers Incorporated Timothy J. Meneo tmeneo@manafort.com 860.983.0733 Prime

Alvarez Industries Lenny Alvarez Lenny.alvarez@gmail.com (203) 799‐2356 Sub Rebar X
Americity Construction Co, Inc Durval Pereira americity@cox.net (203) 271‑2704 Sub X X
C.A.S.T. LLC Samuel Wilson s.wilson@castco.co 203.368.6086 SUB Concrete X
ACP Plus Hamptom Watson Watsoneliminator@aol.com (860) 982‐1330 Sub Conc Pumping, Slabs X X

Joe Capasso Mason Riazulla Baig estimating@joecapassomason.com (860) 638‑1111 Prime
Civitillo Masonry, Inc. Carm D'Agostino CDAgostino@civitillo.net 860‐523‐5278 Prime
Connecticut Mason Contractors John Civitillo jcivitillo@connecticutmason.com 860.296.9984 Prime

Aqua Technologies Luz Carvajal aquatechnologiesllc@outlook.com (203) 889‑7707 SUB Caulking X X X
Premier Construction MAC, LLC Marshan Coleman premiermac@optonline.net 203.650.2656 Sub Masonry X X
C.A.S.T. LLC Samuel Wilson s.wilson@castco.co 203.368.6086 SUB Masonry X
Tri‐State Brick David Zetoff TSB‐CT@HOTMAIL.COM (860) 649‑8886 Sub Brick Supplier

Schenectady Steel Claudio Zullo CZullo@schenectadysteel.com 518‐355‐3220  Prime
Berlin Steel Joseph Pizzichemi jpizzichemi@berlinsteel.com 860‐828‐3531 Prime
United Steel Inc. Brian Dube bdube@unitedsteel.com (860) 610‐4095 Prime
Shepard Steel Co Inc Eric Staszko estaszko@shepardsteel.com (860) 692‐7049 Prime

Proiron, LLC John  Charbonneau  john@promocoinc.com 203‐934‐7967 Sub Misc Metals, Steel Erection X X

BP‐02L SCD Landscaping

BP‐02W SCD Concrete Sidewalks & Stairs

BP‐03A Concrete

BP‐04A Masonry

BP‐05A Structural Steel & Misc Metals

Page 2 of 5



Strong 21st Century Communications Magnet Lab School
BIDDERS LIST

Conn Acoustics Coby Emshwiller cemshwiller@connacoustics.com (860) 666‐5631 Prime
A & A Drywall Alex Klemonski aadrywall@hotmail.com (203) 878‐3392 Prime

Acoustics Inc. Christopher Cianci chrisc@acousticsinc.net (860) 282‑0227 Sub Sheetrock & Acoustical Ceilings
Central Conn Acoustics Inc Gerald St.Hilaire gsthilaire@centralconnacoustics.com (203) 269‑1421 Sub Acoustical Ceilings 
Willco Sales & Service Tricia Tague triciatague@willcosales.com (203) 366‑3896 Sub Folding Partitions
Aqua Technologies Luz Carvajal aquatechnologiesllc@outlook.com (203) 889‑7707 SUB Caulking X X X
Hewitt Construction Services LLC Charles Hewitt Hewittconstruction@yahoo.com 203.214.6134 Sub Drywall X X
The Steel Network Chris Tomaino ctomaino@steelnetwork.com (919) 845‐1025 Sub Light gauge framing & connectors
MacKenzie Companies Brendan Luddy bluddy@themackenziecos.com (203) 380‐9000 Sub Fireproofing & Spray Insulation
Builder's Hardware David Beaton daveb@okee.net (203) 380‐2122 Sub Door & Hardware Supplier

Desco Professional Builders, Inc Shane Bruscoe sbruscoe@descopro.com 413‐218‐6111  Prime
Northeast Interior Systems Robin Quinn rquinn@neis.cc (401) 721‑5600 Prime
Madigan Millworks Matthew Madigan Mmadigan@madiganmillworks.com (860) 673‑7601 Prime
Legere Group Steve Nagle stevenagle@legeregroup.com (860) 674‐0392 Prime

Maple Carpentry & GC LLC Joel Perez joelperez75@att.net 203 668‐2325 Sub Millwork Installation X X
Gyroscope Construction LLC Gregory Howard gregorycraftmens@aol.com 203.578.7719 Sub Millwork Installation X
Turnbridge Construction, LLC John Mastriano johnm@turnbridgeconstruction.com 203‐776‐8876 Sub Millwork Installation X X

Turnbridge Construction, LLC John Mastriano johnm@turnbridgeconstruction.com 203‐776‐8876 Prime X X

Turnbridge Construction, LLC John Mastriano johnm@turnbridgeconstruction.com 203‐776‐8876 Prime X X
Tim's Enterprises LLC Timothy Washington tims.enterprises@yahoo.com 203.410.5189 Prime X X

Maple Carpentry & GC LLC Joel Perez joelperez75@att.net 203 668‐2325 Prime X X
Turnbridge Construction, LLC John Mastriano johnm@turnbridgeconstruction.com 203‐776‐8876 Prime X X

The Imperial Company Amy Carpenter amyc@theImperialco.com (860) 632‑2258 Prime
Silktown Roofing  John Morrissey john.morrissey@silktownroofing.com 203.735.0552 Prime
Titan Roofing Edguardo Vasquez evazquez@titanroofing.com 413‐536‐1624 Prime
Allied Restoration Herb Williamson herb@alliedrestoration.net (860) 291‐8833 Prime
Greenwood Industries bidcoordinator@greenwood‐industries.c (508) 865‐4040 Prime
Barrett Roofing Jim Dobush jdobush@barrettroofing.com (203) 744‑2780 Prime

Turnbridge Construction, LLC John Mastriano johnm@turnbridgeconstruction.com 203‐776‐8876 Sub Roof Blocking X X
Maple Carpentry & GC LLC Joel Perez joelperez75@att.net 203 668‐2325 Sub Roof Blocking X X
Hewitt Construction Services LLC Charles Hewitt Hewittconstruction@yahoo.com 203.214.6134 Sub Roofing X X
Evergreen Environments, LLC John Kruzshak jk@evergreeninc.net (800) 547‐1222 Sub Green Roof Trays X
Weston Solutions, Inc. Michal Krol Michal.Krol@WestonSolutions.com (888) 404‐4743 Sub Green Roof Trays

BP‐06A Wall Systems & Specialties

BP‐06B Millwork

BP‐06C SCD Acoustical Ceilings

BP‐06D SCD Drywall & Taping

BP‐06M SCD Millwork Installation

BP‐07A Roofing
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Cherry Hill Glass Kevin O'Neill koneill@cherryhillglass.com (203) 483‐1717 Prime
Massey Plate Glass & Aluminum Rob Kolek rkolek@masseysglass.com 203.488.2377   Prime
Greenwood Industries bidcoordinator@greenwood‐industries.c (508) 865‐4040 Prime
Northeast Panel Company James Thaxter northeast_panel@snet.net (860) 678‑9078 Prime

Pro‐Const & Seal LLC Wilmer Valverde pro.const.seal.llc@gmail.com 203 828‐7719 Sub X X

Cherry Hill Glass Kevin O'Neill koneill@cherryhillglass.com (203) 483‐1717 Prime
Massey Plate Glass & Aluminum Rob Kolek rkolek@masseysglass.com 203.488.2377   Prime

New Haven Glass & Mirror Rich McCormick estimating@newhavenglass.net (203) 469‑2440 Sub X

M Frank Higgins Kathleen Cloud kcloud@mfhiggins.com (860) 953‑6826 Prime
R&B Ceramic Tile Dan Wolfer dan@rbceramictile.com 203‐284‐1856 Prime X
Spectrum Floors Wojtek Pelka wpelka@spectrumfloor.com 203‐250‐1500 Prime
M Frank Higgins and Co Inc Kathleen Cloud kcloud@mfhiggins.com (860) 953‑6826 Prime

MacKenzie Companies Brendan Luddy bluddy@themackenziecos.com (203) 380‐9000 Sub Epoxy Flooring
Bella Tile LLC Alphonse Piscitelli bellatilellc@yahoo.com (203) 234‑8300 Sub Ceramic Tile X

Professional Painting William Ianiello professionalptg@aol.com (203) 789‐0326 Prime X X
Decco International Francesco Zaffina fazaffina@decco‐int.com (203) 334‐5100 Prime
Scholar Painting & Restoration Vaughn Butler scholarpainting@gmail.com 203 906‐8650 Prime X X
MacKenzie Companies Brendan Luddy bluddy@themackenziecos.com (203) 380‐9000 Prime

Hewitt Construction Services LLC Charles Hewitt Hewittconstruction@yahoo.com 203.214.6134 Sub Painting X X
B&W Painting Milllicent Bowens millicentbowens@aol.com (203) 887‑7896 Sub Painting X X X

Bella Tile LLC Alphonse Piscitelli bellatilellc@yahoo.com (203) 234‑8300 Prime X
Sullivan & Son Carpet Brad Sullivan bradsullivan22@yahoo.com (203) 281‐3022 Prime X

Professional Painting William Ianiello professionalptg@aol.com (203) 789‐0326 Prime X X
Scholar Painting & Restoration Vaughn Butler scholarpainting@gmail.com 203 906‐8650 Prime X X
B&W Painting Milllicent Bowens millicentbowens@aol.com (203) 887‑7896 Prime X X X
Tim's Enterprises LLC Timothy Washington tims.enterprises@yahoo.com 203.410.5189 Prime X X
M.Q.S. Painting Alwyn Morrison alwynraymorrison@yahoo.com (203) 308‐9684 Prime X X

The Coe & Brown Company John Carey johncarey@snet.net (203) 288‐9211 Prime X X

BP‐08A Windows & Curtainwall

BP‐07B Exterior Panels

BP‐09A Flooring

BP‐09B Painting

BP‐09F SCD Flooring

BP‐09P SCD Painting

BP‐10A SCD Toilet Partitions & Accessories
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The Coe & Brown Company John Carey johncarey@snet.net (203) 288‐9211 Prime X X
Maple Carpentry & GC LLC Joel Perez joelperez75@att.net 203 668‐2325 Prime X X

The Coe & Brown Company John Carey johncarey@snet.net (203) 288‐9211 Prime X X

Maple Carpentry & GC LLC Joel Perez joelperez75@att.net 203 668‐2325 Prime X X
Archer Signs Bryan Vasser bryan@archer‐signs.com (203) 882‐8484 Prime X

P & D Mechanical Alison Burzdak alisonb@pdmechanical‐inc.com (860) 537‑0617 Prime
MJ Daly Rich Melo rmelo@mjdalyllc.com 203∙706∙1841    Prime
B G Mechanical Contractors Inc. Stuart Davis sdavis@bgmechanical.com (413) 527‑5200 Prime

Fire Protection Testing John Abbate  John@fireprotectiontesting.com 860.578.0382  Sub Fire Protection
K&M Fire Protection Services Kyle Evans kyle.evans@kandmfire.com (877) 591‐1970 Sub Fire Protection
Environmental Systems Corp James Barber j.barber@esccontrols.com (860) 953‑8800 Sub Mech Controls
Automated Building Systems Salvatore Fazzino sfazzino@absddc.com 860‐682‐2591 Sub Mech Controls
New Haven Firestop, LLC Robert Carter carterrobert1988@gmail.com 203‐821‐7428 Sub Firesafing X X
Barber Firestop Systems, LLC Todd Barber barberfirestop@hotmail.com 203‐795‐3622 Sub Firesafing X
East West Mechanical, LLC James Jones joneslogic@hotmail.com (203) 605‐1820 Sub Plumbing, HVAC X
Providence Install Keith Providence providenceinstall@gmail.com 646.573.0308 Sub HVAC X

Paul Dinto Electrical Contractors Wayne Strong wstrong@pauldintoelec.com 203.575.9473 Prime
Custom Electric, Inc. Jackie Collet jcollet@customelectricusa.com (860) 643‐7110 Prime
Ducci Electrical Contractor Rich Kelleher rkelleher@duccielectrical.com (860) 489‐9267 Prime
McPhee Electric Ltd Julie Blum julieb@mcpheeusa.com (860) 677‐9797 Prime

Nationwide Security Corp Michael Colavito mikec@nationwidesecuritycorp.com (203) 785‑0300 Sub Security
Consolidated Electric William Mackey mackeyb@conelectricinc.com 203‐468‐2111 Sub Telecom, security, AV X
New Haven Firestop, LLC Robert Carter carterrobert1988@gmail.com 203‐821‐7428 Sub Firesafing X X
Barber Firestop Systems, LLC Todd Barber barberfirestop@hotmail.com 203‐795‐3622 Sub Firesafing X
Security 101 Matthew Moore Matthew.Moore@Security101ne.com 860‐538‐3631 Sub Security, FA, Access, Video
Hadco Safety Solutions Martin Beck m.beck@hadco.us (800) 451‐5488 Sup Luminous Egress Path Markings 
Masque Sound Jeanne Wu jeannewu@masquesound.com 201.939.8666 Sub AV
North American Theatrix Gary Peck gpeck@natheatrix.com (860) 863‐4122 Sub AV
Professional Audio Designs, Inc. Kim Leonard kim@proaudiodesigns.com (414) 476‐1011 Sub AV
Sound Associates, Inc Phillip Peglow ppeglow@soundassociates.com 914.963.3452 Sub AV

BP‐10C SCD Lockers

BP‐10D SCD Signage

BP‐15A Mechanical

BP‐16A Electrical

BP‐10B SCD Metal Shelving

Page 5 of 5
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 BP #06-A  - WALL SYSTEMS & SPECIALTIES – Bid Breakdown, Allowances & SCD Alts 
 

BID BREAKDOWN 
Bid breakdown totals are for bid comparison and scope review, totals below should include OH&P. 

 
        
General Conditions & Miscellaneous Items     $___________________ 
(Including Allowances) 
 
Drywall Partition & Ceiling Assemblies      $___________________ 
 
 
Cold Formed Framing & Sheathing Assemblies     $___________________ 
 
 
Acoustical Ceilings (ACP-1 & ACP-2)      $___________________ 
 
 
Linear Ceilings (AC-2)        $___________________ 
 
 
Doors, Frames & Hardware        $___________________ 
 
 
Skyfold Partition         $___________________ 
 
 
Accordion Fire Barrier Partition       $___________________ 
 
 
Gym Equipment         $___________________ 
 
 
Spray-on Insulation        $___________________ 
 
 
Spray-on Fireproofing        $___________________ 
 
 
Window Treatments        $___________________ 
 
 
Elevator          $___________________ 
 
 
Acoustical Wall Panels        $___________________ 
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Visual Display Boards        $___________________ 
 
 
Wood Wall Paneling        $___________________ 
 
 
Temporary Stair Towers        $___________________ 
 
 
Temporary Protection, Rails, Toeboards      $___________________ 
 
 
Misc Items / Specialties        $___________________ 
 
 
Residential Appliances        $___________________ 
 
 
 
TOTAL              $___________________  
 

GENERAL UNIT PRICES: 
The Unit Prices shall remain valid for the entire life of the project and are to include all costs for 
labor, materials, tools, equipment, shipping, handling, storage, hoisting, rigging, distribution, 
protection of materials, wages, benefits, applicable taxes, insurance and any other required matters 
in order to achieve completion of the work.  Overhead & profit should not be included in the unit 
prices.  Further, the prices below will be used as a basis of additions and deletions to the scope of 
work, as applicable. 

Unit Price 6A-1:   

Description: Ceiling ACP-1 -  09 51 13 – SF cost to furnish and install complete system 
 

Unit Price:  Per SF    $     

Unit Price 6A-2:   

Description: Ceiling ACP-2  - 09 51 13 – SF cost to furnish and install complete system 
 

Unit Price:  Per SF    $   

 

Unit Price 6A-3:   
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Description: Ceiling AC-2 - SF cost to furnish and install complete system 
 

Unit Price:  Per SF    $     

Unit Price 6A-4:   

Description: WPN-1 Wood Wall Paneling 06 42 00 SF cost to furnish & install complete 
system 
 

Unit Price:  Per SF    $     

Unit Price 6A-5:   

Description: WPN-2 Wood Wall Paneling 06 42 00 SF cost to furnish & install complete 
system 
 

Unit Price:  Per SF    $     

Unit Price 6A-6:  Wall Types:  Provide a SF unit price for all the wall types listed below.  
Unit price to include all labor, materials, access, insulation, taping, anchors, accessories, 
etc. for a complete system. 

 Wall Type F:      $    per SF 

 Wall Type K:      $    per SF 

 Wall Type KA:    $    per SF 

 Wall Type P:      $    per SF 

 Wall Type PA:     $    per SF 

 Wall Type Q:      $    per SF 

 Wall Type R:     $    per SF 

 Wall Type SA:     $    per SF 

 Wall Type V2:     $    per SF 

ALLOWANCES 
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All Allowance work will be performed per the direction of the CM.  Allowance work must be tracked 
and documented by T&M tickets approved by the CM on a daily basis. An itemized cost proposal 
which summarizes all approved T&M tickets for each Allowance during the billing period must be 
approved by the CM prior to billing any Allowances on the monthly payment application.  Any 
unused allowance funds will be credited back to the Owner. 

 
 
1. Spray Applied Insulation Patching This bidder should include in its bid 8 additional hours of 

labor for the patching of spray insulation as directed and scheduled by the CM.  Cost to include 
patching materials. 

 
Labor Rate: $_______per Hour x 8 Hours =  $________________________ 

 
 
2. Spray Applied Fireproofing Patching This bidder should include in its bid 16 additional hours 

of labor for the patching of spray insulation as directed and scheduled by the CM.  Cost to include 
patching materials. 

 
Labor Rate: $_______per Hour x 24 Hours =  $________________________ 
 
 

3. Elevator Operator   This bidder should include in its bid 48 additional hours of operator time for 
miscellaneous deliveries as directed and scheduled by the CM. 

 
Elevator Operator Rate: $_______per Hour x 48 Hours = $________________________ 
 

 
 
 

SCD Alternates 
 

 
ALTERNATE: SCD Drywall & Taping: The BP-06A Contractor will provide pricing for the 
following alternate:  

Cost to furnish, install & tape drywall in the following rooms:  111 Classroom, 
111A Toilet, 111B Storage, 113 Classroom, 113A Toilet, 115 Classroom, 115A 
Toilet, 115B Storage, 117A Toilet, 117 Classroom, 131 Classroom, 131A Toilet, 
131B Storage, 133A Toilet & 133 Classroom.  This includes cement board at all 
areas scheduled to receive ceramic wall tile. 
 
        $________________________ 
         
 
 
 

ALTERNATE: SCD Acoustical Ceilings: The BP-06A Contractor will provide pricing for the 
following alternate:  
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Cost to furnish & install ACP-1 ceilings in the following rooms:  111 Pre K 
Classroom, 111A Toilet, 111B Storage, 113 Pre K Classroom, 113A Toilet, 115 
Pre-K Classroom, 115A Toilet, 115B Storage, 117A Toilet, 117 Kindergarten 
Classroom, 131 Kindergarten Classroom, 131A Toilet, 131B Storage, 133A Toilet 
& 133 Kindergarten Classroom.   

 
        $________________________ 
         

 
 
ALTERNATE: SCD Signage: The BP-06A Contractor will provide pricing for the following 
alternate:  

 
Cost to furnish and install all Signage as shown on the plans and described in specification 
section 10 43 10 and brushed stainless steel exterior sign lettering shown on the plans and 
described in specification section 05 70 00.   This includes but is not limited to submittals, 
shop drawings, samples, installation, interior panel signs, exterior signs, pin mounted 
aluminum letters, vinyl applied letters to glazing. etc.   Refer to drawing A-590 for signage 
required at the exterior school sign.     

 
        
        $________________________ 
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BP 15A – Mechanical Bid Breakdown, Allowances & Unit Prices 
 

BID BREAKDOWN 
Bid breakdown totals are for bid comparison and scope review, totals below should include OH&P. 

 
        

General Conditions & Miscellaneous     $__________________________ 
 
 
BIM Coordination Drawings     $__________________________ 
 
 
Fire Suppression System     $__________________________ 
 
 
Plumbing Fixtures      $__________________________ 
 
 
Plumbing Piping & Equipment    $__________________________ 
 
 
HVAC Piping & Distribution     $__________________________ 
 
 
Radiant Floor System      $__________________________ 
(inc piping, pumps, valves & install) 
 
Ductwork       $__________________________ 
 
 
HVAC Equipment      $__________________________ 
 
 
Duct, Pipe & Equipment Insulation    $__________________________ 
 
 
Controls Package      $__________________________ 
 
 
Food Service Equipment     $__________________________ 
 
 
Temporary Heat Provisions     $__________________________ 
 
 
TOTAL              $__________________________  
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GENERAL UNIT PRICES: 
The Unit Prices shall remain valid for the entire life of the project and are to include all costs for 
labor, materials, tools, equipment, shipping, handling, storage, hoisting, rigging, distribution, 
protection of materials, wages, benefits, applicable taxes, insurance and any other required matters 
in order to achieve completion of the work.  Overhead & profit should not be included in the unit 
prices.  Further, the prices below will be used as a basis of additions and deletions to the scope of 
work, as applicable. 

Unit Price 15A-1:   

 Description:  Temporary Heating Units, provide unit costs for each type of heating 
unit. 

 SH-1000 Unit Price: Per Week    $____________________ 

    Per Month    $____________________ 
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Request For Informa�on Detail
 with Consultant Reviewers

Strong School 
Project #: J02445.975

 

RFI-00001 Rev:  0 Stage:  Closed Date Created: 03-16-2018

Author Reference Number: CHG RFI 1-6

Primary External Reviewer Secondary Reviewer Author Company Authored By
Ayles,  William Giordano Construc�on Co Rinaldi,   Lou

Subject Discipline Category Bid Package
PB - Windows, Frames & Curtainwall BP-08A-Windows and Curtainwall

Ques�on Date Required: 03-23-2018

1)  Opening schedule show Dr-234 to have frame type SF-7, should this be SF-8?

 

 

 

2)  Regarding interior windows types W2 & W2A show on Dwgs A570: The Eleva�on, 1/A210 & 2/A212 only show type W2 and also does not indicate the color of 
the glass that is required?  Please advise.

 

 

 

3)  The following type curtainwall frames detailed on 2/A320 does not match the eleva�on show on A320.  Eleva�on 2 on A201 C/L1-2, Eleva�on 2 on A202 C/L B9.  
Please clarify.

 

 

 

4)   Scope item “28 calls for aluminum windows see dwg A571.  There is no aluminum window spec.  Also, no details on A571.  Please provide spec.

 

 

 

5)  Window type W21 on A571 calls for different colored glass, the eleva�ons do not show glass type.  Please provide.

 

 

 

6) Frame type-C A560 shows a glass type TG but is not show on the glazing legend.  Please advise.

Sugges�on 
 

Answer Answer Company:  JCJ Architecture,  PC Answered By:    Ayles,   William

http://gilbane.smartapp.com/EnterpriseDesktop/DocumentItemDetails.aspx?pageMode=open&instanceId=76597835&smartfolderId=F6F8892A740F4B30ADE2F2125428E487&smartItemId=76597835&openedFrom=email
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1)  Opening schedule show Dr-234 to have frame type SF-7, should this be SF-8?

 

 Door 234 should be frame type SF-5.

 

2)  Regarding interior windows types W2 & W2A show on Dwgs A570: The Elevation, 1/A210 & 2/A212 only show type W2 and also does not indicate the color of 
the glass that is required?  Please advise.

 

Refer to elevation 3/A-217. Elevation 3/A-217 is the view of the wall from the Gymnasium/Cafeteria side containing all the windows and indicates the required 
glazing colors. 

 

Note that windows labeled as W2A are only visible from the Gymnasium/Cafeteria side.  Refer to detail 23/A-561.  

 

3)  The following type curtainwall frames detailed on 2/A320 does not match the elevation show on A320.  Elevation 2 on A201 C/L1-2, Elevation 2 on A202 C/L 
B9.  Please clarify.

 

Refer to revised drawing A-571 adding Special Education Storefront Elevation (16/A-571). This is indicated on the revised drawings 2/A-201 and 2/A-202. Revised 
drawings will be included in addendum 1.

 

Head detail shall be 18/A-561, Jamb details shall be 21/A-571 (at brick side) & similar to 3/A-501 glazing corner condition.   

 

4)  Scope item “28 calls for aluminum windows see dwg A571.  There is no aluminum window spec.  Also, no details on A571.  Please provide spec.

 

There are no aluminum windows. The W#s are in the specifications as storefront system. Refer to specification section 084343. 

 

The W#s indicated on A-571 are on A-501. See elevation /A-201 calling out the blow up elevation 2/A-321. 

 

 5)  Window type W21 on A571 calls for different colored glass, the elevations do not show glass type.  Please provide.

 

W21 is IG-1 (No color). The colors listed to the left of the symbol W21 are for windows W22 through W31.   

 

 6) Frame type-C A560 shows a glass type TG but is not show on the glazing legend.  Please advise.

  

The glazing type in frame type C shall be SG-2.  

Cycle Dates 
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Date Issued Date Sent for Review Date Answered 
03-16-2018 03-16-2018 03-19-2018

Date Returned to Author Date Answer Acknowledged
03-19-2018 03-19-2018

Clarifica�on Cycle Dates

Clarifica�on Date Requested Clarifica�on Date Received 

Disclaimer
If the informa�on provided in the response to this RFI cons�tutes a change in contract price or �me, the trade contractor shall not proceed with this work unless 
authorized to do so by the Construc�on Manager in wri�ng. The trade contractor shall provide the Construc�on Manager wri�en no�ce within five (5) working days 
from receipt of this Request for Informa�on that this RFI cons�tutes a change, all in accordance with Ar�cle 8 of the Contract Agreement. Should no change be 
required, a no cost change will be issued to you incorpora�ng this RFI into your contract.

RFI Coordina�on 

Sent RFI For Answer Answered RFI

One Time CC No�fica�on List 

Consultant Review

Stage Date Answered Answer Contact Answer Company Answer
 

A�achments
CHG - RFI's 3-16-18.pdf

Page 1 of 2 gilbane.smartapp.com 3/19/2018

https://gilbane.smartapp.com/EnterpriseDesktop/contentitemdetails.aspx?PageFrom=Linkcontrol&mode=edit&linkId=76665255&smartfolderId=F6F8892A740F4B30ADE2F2125428E487&smartItemId=76665255&openedFrom=email
http://gilbane.smartapp.com/
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Request For Informa�on Detail
 with Consultant Reviewers

Strong School 
Project #: J02445.975

 

RFI-00002 Rev:  0 Stage:  Closed Date Created: 03-16-2018

Author Reference Number: 

Primary External Reviewer Secondary Reviewer Author Company Authored By
Ayles,  William Giordano Construc�on Co Rinaldi,   Lou

Subject Discipline Category Bid Package
PB - Corrosion-Inhibi�ng Admixture BP-02A-Sitework

Ques�on Date Required: 03-23-2018

The concrete spec call for corrosion-inhibi�ng admixture to be used where indicated. I dont see where it is to be used.  Please 
advise.

Sugges�on 
 

Answer Answer Company:  JCJ Architecture,  PC Answered By:    Ayles,   William
3/16/18 Michael Horton Associates, Inc.: No corrosion-inhibiting admixture is required.

Cycle Dates 

Date Issued Date Sent for Review Date Answered 
03-16-2018 03-16-2018 03-19-2018

Date Returned to Author Date Answer Acknowledged
03-19-2018 03-19-2018

Clarifica�on Cycle Dates

Clarifica�on Date Requested Clarifica�on Date Received 

Disclaimer
If the informa�on provided in the response to this RFI cons�tutes a change in contract price or �me, the trade contractor shall not proceed with this work unless 
authorized to do so by the Construc�on Manager in wri�ng. The trade contractor shall provide the Construc�on Manager wri�en no�ce within five (5) working days 
from receipt of this Request for Informa�on that this RFI cons�tutes a change, all in accordance with Ar�cle 8 of the Contract Agreement. Should no change be 
required, a no cost change will be issued to you incorpora�ng this RFI into your contract.

RFI Coordina�on 

Sent RFI For Answer Answered RFI

One Time CC No�fica�on List 

Consultant Review

Stage Date Answered Answer Contact Answer Company Answer
Consultant Review 
Complete

03-16-2018 Diehl,   Laura Michael Horton Associates, 
Inc.

No corrosion-inhibi�ng admixture is required.

http://gilbane.smartapp.com/EnterpriseDesktop/DocumentItemDetails.aspx?pageMode=open&instanceId=76621628&smartfolderId=F6F8892A740F4B30ADE2F2125428E487&smartItemId=76621628&openedFrom=email
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Request For Informa�on Detail
 with Consultant Reviewers

Strong School 
Project #: J02445.975

 

RFI-00003 Rev:  0 Stage:  Awai�ng CM Acceptance Date Created: 03-16-2018

Author Reference Number: MJD RFI 1-11

Primary External Reviewer Secondary Reviewer Author Company Authored By
Ayles,  William Giordano Construc�on Co Rinaldi,   Lou

Subject Discipline Category Bid Package
PB - Misc Mech #1 BP-15A-Mechanical

Ques�on Date Required: 03-23-2018

1.  Raychem is currently flat spec'd for the heat trace? Please advise if Thermon & Nelson can be added as approved manufacturers for compe��ve bidding 
purposes? REF: M-604 & 230700

 

2)     Please advise if Novia associates will be acceptable for the Vib-Iso & Seismic Control Products? They have a stronger representa�on in the CT area than most of 
the other spec'd manufacturer's, they can meet all specs and provide a PE stamp & calcula�ons where necessary. REF: 220516, 220548, 230516 & 230548

 

3)     Please advise if TWA would be an acceptable manufacturer for the Radiant Ceiling Panels? Currently, Sun-El and Shelley are considered acceptable, however 
they are both defunct companies (out-of-business). The local vendor who carried Sun-El now carries TWA. Please update master spec to eliminate this ques�on on 
future projects, if possible? REF: 238200

 

4)     A spec was not provided for the Plate & Frame Heat Exchangers (typically 235700)? Please provide a spec for HX-1 and please advised if Taco and Paul Mueller 
Company be added as approved manufacturers  in order to sa�sfy the three approved manufacturers for compe��ve bidding? REF: HVAC

 

5)     Please verify if the items spec'd in 234000 are for the AHU and/or DOA manufacturers to account for only, and not a separate Air-Filter duct mounted housing 
that is usually displayed on plans with the tag 'AF'? If any separate duct mounted filters/housings are required, please show on drawings and provide scheduled data 
and quan��es for the HVAC Air Cleaning Devices called out for in spec 234000? Spec'd vendors are willing to quote, however, scheduled data is requested for 
accurate counts, selec�ons and pricing. REF: 234000

 

6)     A�er speaking with a Maxxon rep, they cannot meet the spec nor provide the items required for this project. Can Rehau replace them as an approved 
manufacturer for the Floor Radiant Hea�ng, as they can meet the spec? REF: 230800

 

7)     RTI is currently listed as an approved manufacturer for the Floor Radiant Hea�ng, but I believe they are a defunct company? Please advise if Wa�s can take their 
place as they have local representa�on in CT and can meet the spec? REF: 230800

http://gilbane.smartapp.com/EnterpriseDesktop/DocumentItemDetails.aspx?pageMode=open&instanceId=76623308&smartfolderId=F6F8892A740F4B30ADE2F2125428E487&smartItemId=76623308&openedFrom=email
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8)     Who owns trenching, excava�ng, and backfilling for the underground mechanical (PLBG or HVAC) piping? With the P.L.A, we are assuming the site contractor, 
but please verify this is not on the mechanical contractor? REF: HVAC & PLBG

 

9)     Are there any associated CAD fees with signing over the release forms from the Architect to start our 3D coordina�on? REF: HVAC & PLBG

 

10)  Please clarify if the Combus�on Air Piping is being requested as Schedule 80 CPVC (as spec'd on 232113) or if you would prefer them installed using AL29-4C, as 
spec'd on 235100, like the boiler and water heater vents? REF: 235100 & 232113

 

1 I 11)  I saw that the following liquidated damages apply regarding minority and women employment goals: "a back charge against 
the subcontractor, of one-tenth ( 1/10 ) of one (1) percent of the subcontract price, in the nature of liquidated damages, for 
each week that such contractor fails or refuses to comply." Are there any other liquidated damages associated with this 
project? If so, what are they and is there a cap?1)    

Sugges�on 
 

Answer Answer Company:  JCJ Architecture,  PC Answered By:    Ayles,   William

 

1 .Other equals that meet the design intent are acceptable.

 

2. Other equals that meet the design intent are acceptable.

 

3. Other equals that meet the design intent are acceptable.

 

4. See addendum 1 specification 232116.

 

5. Filters shall be coordinated with equipment shown in contract documents and equipment manufacturer. 

 

6. Other equals that meet the design intent are acceptable.

 

7. Other equals that meet the design intent are acceptable.

 

8. CM to respond. - BP-02A Sitework owns trenching, excava�ng, and backfilling for the underground mechanical.   BP-15A Mechanical 
owns all layout.

 

9. Architect will provide the Construction manager with the Revit model. Architect does not require any fees for doing so. 
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10. Water heater and boiler flues refer to 235100. Water heater and boiler combustion air intake refer to 232113. Schedule 40 CPVC shall be used for combustion air 
piping. Refer to addendum 1 for additional information.

 

11. CM to respond. - The note about liquidated damages quoted in ques�on 11 is part of the city of new havens EEO ordinance.   There 
are no other liquidated damages on the project.

 
Cycle Dates 

Date Issued Date Sent for Review Date Answered 
03-16-2018 03-16-2018 03-19-2018

Date Returned to Author Date Answer Acknowledged
03-19-2018 03-19-2018

Clarifica�on Cycle Dates

Clarifica�on Date Requested Clarifica�on Date Received 

Disclaimer
If the informa�on provided in the response to this RFI cons�tutes a change in contract price or �me, the trade contractor shall not proceed with this work unless 
authorized to do so by the Construc�on Manager in wri�ng. The trade contractor shall provide the Construc�on Manager wri�en no�ce within five (5) working days 
from receipt of this Request for Informa�on that this RFI cons�tutes a change, all in accordance with Ar�cle 8 of the Contract Agreement. Should no change be 
required, a no cost change will be issued to you incorpora�ng this RFI into your contract.

RFI Coordina�on 

Sent RFI For Answer Answered RFI

One Time CC No�fica�on List 
Webster Grouten, Jr. - Gilbane Building Company

Consultant Review

Stage Date Answered Answer Contact Answer Company Answer
 

A�achments
Rehau - Subs�tu�on Request Form  Backup.pdf

RFI-00003 - Bid Package misc mech ques�ons - CES Response.pdf

Strong School - MJD Misc Mech RFI.xlsx

Page 1 of 2 gilbane.smartapp.com 3/19/2018

https://gilbane.smartapp.com/EnterpriseDesktop/contentitemdetails.aspx?PageFrom=Linkcontrol&mode=edit&linkId=76642117&smartfolderId=F6F8892A740F4B30ADE2F2125428E487&smartItemId=76642117&openedFrom=email
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 ADDENDUM NO. 1 
 
 

DATE:  March 19, 2018 
 

PROJECT: Strong 21st Century Communications Lab School 
Farnham Avenue 
New Haven, 06515 

 

FROM:  JCJ Architecture, Inc. 
120 Huyshope Avenue, Suite 400 
Hartford, Connecticut  06106 
(860) 247-9226 

 

TO:  Bidders of Record 
 
This Addendum forms a part of the Contract Documents and modifies the original Bidding 
Documents dated September 8, 2017.  Acknowledge receipt of this Addendum in the space 
provided on the Bid Form.  Failure to do so may subject the Bidder to disqualification. 
 
This Addendum consists of three (3) pages and the following attached documents: 
 

1. Drawings. 
2. Specification Sections. 

 
  
 

PROJECT MANUAL: 
 
1. TABLE OF CONTENTS:  

a. Added Section 083513.23 - Horizontal Sliding, Accordion-Type Fire Door   
b. Delete Section 096543 - Linoleum Flooring 
 

2. Section 080600 - OPENINGS SCHEDULE 
a. Delete existing schedule and insert new attached schedule.  22 pages. 
 

3. Section 083513.23 - HORIZONTAL SLIDING, ACCORDION-TYPE FIRE DOOR: 
a. Insert new Section.  6 pages. 
 

4. Section 096543 - LINOLEUM FLOORING: Delete Section in its entirety. 
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5. Section 096500 - RESILIENT FLOORING: 
a. Add the following Paragraph 2.7: 
 

A2.7 LUXURY VINYL FLOOR TILE [FT-(#)]: 

 
A. Basis-of-Design Product: Subject to compliance with requirements, 

provide one of the following: 
 

1. Tarkett, iQ Optima, Homogeneous Vinyl Tile 
 

a. FT-1:  #3242205 ASummer Moon.@ 

b. FT-2:  #3242207 APrairie Dancing.@ 

c. FT-3: #3242898 AHeavy Cream.@ 

 
2. Mannington, Primary Elements - Bond Luxury Vinyl Tile 

 

a. FT-1: #PE117 APoint.@ 

b. FT-2: #PE118 ACrystal.@ 

c. FT-3: #PE119 AAlumina.@ 

 
B. Nominal Floor Tile Size: 12 by 12 inches (330 by 330 mm), unless 

otherwise noted. 
 

C. Thickness: 0.80 inch (2.0 mm). 
 

D. Product Standard: ASTM F 1913. 
 

E. Wearing Surface: Smooth.@ 

 
6. Section 101100 - VISUAL DISPLAY SURFACES: 

a. Add the following manufacturer to Paragraph 2.1.A.: 
 

A5. Nelson Adams (NACO).@ 

 
 

RE-ISSUED DRAWINGS: 
 
1. S-131: Revised drawing to indicate additional steel for folding door 224A. 
2. S-406: Added section 13 showing door 224A attachment to structure.  
3. A-003: Added indication for partition QW located between Cafeteria/Gymnasium and 

Corridor 119 & 224.  
4. G-220: Deleted rated enclosure and doors around Stair 4 and added Door 224A 

accordion door.  
5. G-230: Deleted rated enclosure and doors around Stair 4. 
6. A-112: Added indication for partition QW located between Cafeteria/Gymnasium and 

Corridor 119. 
 
7. A-120: Deleted rated enclosure and doors around Stair 4 and added Door 224A 

accordion door. 
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8. A-121: Deleted rated enclosure and doors around Stair 4 and added Door 224A 

accordion door. 
9. A-122: Deleted rated enclosure and doors around Stair 4 and added Door 224A 

accordion door and added indication for partition QW located between 
Cafeteria/Gymnasium and Corridor 119. 

10. A-130: Deleted rated enclosure and doors around Stair 4. 
11. A-131: Deleted rated enclosure and doors around Stair 4. 
12. A-132: Deleted rated enclosure and doors around Stair 4. 
13. AC-121: Deleted rated enclosure and doors around Stair 4 and added soffit for Door 

224A accordion door. 
14. AC-122: Deleted rated enclosure and doors around Stair 4 and added soffit for Door 

224A accordion door. 
15. AC-131: Deleted rated enclosure and doors around Stair 4. 
16. AC-132: Deleted rated enclosure and doors around Stair 4. 
17. A-201: Revised detail tag at Special Education Storefront. 
18. A-202: Revised detail tag at Special Education Storefront. 
19. A-212: Deleted rated enclosure and doors around Stair 4 and added guardrails. 
20. A-214: Deleted rated enclosure and doors around Stair 4 and added guardrails. 
21. A-422: Deleted rated enclosure and doors around Stair 4 and added guardrails. 
22. A-521: Revised details deleting wood blocking and indicating plywood in lieu of 

coverboard.  
23. A-522: Revised details deleting wood blocking and indicating plywood in lieu of 

coverboard.  
24. A-560: Added Door 224A accordion door. 
25. A-571: Added Special Education Storefront elevation 16. 
26. A-590: Revised construction sign to include associate architect.  

 
 
 
 END OF ADDENDUM NO. 1 
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SECTION 083513.23 HORIZONTAL SLIDING, ACCORDION-TYPE FIRE DOOR

PART 1 - GENERAL

1.1 RELATED DOCUMENTS:

A. Drawings and general provisions of the Contract, including General and Supplementary
Conditions and Division 1 Specification Sections, apply to this Section.

1.2 SUMMARY:

A. This Section includes the following:

1. Fire-rated folding door.

B. Related Requirements:

1. Section 018113 “Sustainable Design Requirements.”
2. Division 05 Section "Metal Fabrications" for support of and blocking for partition

tracks, jamb conditions, pocket doors, motor operators, and controls; and for
prepunching metal support members.

3. Division 08 Section "Access Doors and Frames" for access panels to controls of
fire-rated folding doors.

4. Division 08 Section "Door Hardware" for cylinders for lockable jambs.
5. Division 26 Sections for electrical service and connections and for fire-alarm and

activating signaling systems.

1.3 SUBMITTALS:

A. Product Data:  For each type of product indicated.

B. Sustainable Design Submittals:

1. A completed Green Building Materials Form, per Section 018113 – Sustainable
Design Requirements:  Information to be supplied includes:

a. Material cost(s) for building materials included in contractor’s or
subcontractor’s work. The Materials cost shall not include costs associated
with contractor’s or subcontractor’s labor or equipment.

b. The amount of post consumer and/or post industrial recycled content in the
supplied product(s).

c. The location of origin and manufacture for the supplied product(s). 

2. Letters of Certification, provided from the product manufacturer on the
manufacturer’s letterhead, to verify the amount of recycled content. 

3. Product Cut Sheets for all materials that meet the Connecticut High Performance
Building Requirements of this Section. 

4. Material Safety Data Sheets (MSDS), for all applicable products. Applicable
products include, but are not limited to adhesives, sealants, carpets, paints and
coatings applied on the interior of the building. MSDS shall indicate the Volatile
Organic Compound (VOC) limits of products submitted (If an MSDS does not
include a product’s VOC content, then product data sheets, manufacturer literature,
or a letter of certification from the manufacturer can be submitted in addition to the
MSDS to indicate the VOC content).
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C. Shop Drawings:  Show fabrication and installation details for folding doors.  Include plans,
elevations, details of components, attachments to other work, operating clearances,
electronic operating and control mechanisms, access requirements, pockets and pocket
doors, and accessory items.  Show blocking to be provided by others.

1. Fire-Release System:  Describe system, including testing and resetting instructions.
2. Wiring Diagrams:  Power, signal, and control wiring.

D. Setting Drawings:  For embedded items and cutouts required in other work, including
support beam punching template.

E. Samples for Initial Selection:  For each type of finish, covering, or facing indicated.

F. Samples for Verification:  For each type of finish, covering, or facing indicated.

G. Folding Door Schedule:  Use same designations indicated on Drawings.

H. Product Certificates:  For each type of fire-rated folding door, signed by product
manufacturer.

I. Qualification Data:  For Installer.

J. Material Test Reports:  For each type of finish, covering, or facing indicated.

K. Material Certificates:  For each type of finish, covering, or facing for folding doors, signed
by manufacturers.

L. Product Test Reports:  Based on evaluation of comprehensive tests performed by a
qualified testing agency, for fire-rated folding doors.

M. Research/Evaluation Reports:  For fire-rated folding doors.

N. Operation and Maintenance Data:  For the following to include in emergency, operation,
and maintenance manuals:

1. Finishes, coverings, or facings for folding doors including finishes for exposed trim
and accessories.  Include precautions for cleaning materials and methods that could
be detrimental to finishes and performance.

2. Hardware, track, carriers, seals, fire release, and other operating components.
3. For electric operator.

1.4 QUALITY ASSURANCE:

A.  Installer Qualifications:  A firm or individual authorized, approved, or licensed by fire-rated
folding door manufacturer to install manufacturer's products.

B. Fire-Test-Response Characteristics:  Provide folding doors with the following fire-test-
response characteristics, as determined by testing identical products per test method
indicated below by UL or another testing and inspecting agency acceptable to authorities
having jurisdiction.  Identify materials with appropriate markings of applicable testing and
inspecting agency.

1. Surface-Burning Characteristics:  As follows, per ASTM E 84:

a. Flame-Spread Index:  25 or less.
b. Smoke-Developed Index:  450 or less.
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C. Fire-Rated Folding Doors:  Assemblies complying with NFPA 80 that are listed and
labeled by a testing and inspecting agency acceptable to authorities having jurisdiction,
for fire ratings indicated, based on testing according to UL 10B.

1. Oversize Fire-Rated Folding Doors:  For units exceeding sizes of tested assemblies,
provide certification by a testing agency acceptable to authorities having jurisdiction
that doors comply with standard construction requirements for tested and labeled
fire-rated folding door assemblies except for size.

1.5 PROJECT CONDITIONS:

A. Field Measurements:  Verify folding door openings and storage arrangements by field
measurements before fabrication and indicate measurements on Shop Drawings.

PART 2 - PRODUCTS

2.1 MANUFACTURERS:

A. In other Part 2 articles where titles below introduce lists, the following requirements apply
to product selection:

1. Available Manufacturers:  Subject to compliance with requirements, manufacturers
offering products that may be incorporated into the Work include, but are not limited
to, manufacturers specified.

2.2 FIRE-RATED FOLDING DOORS:

A. Available Manufacturers:

1. WON_DOOR FIREGUARD MFW (movable fire wall);  Won-Door Corporation.

B. General:  Provide electrically-operated, automatic- or self-closing, UL- or ITS-listed,
folding fire-rated assembly; top supported from overhead dual tracks without floor guides;
complete with hardware, seals, track, closing devices, releasing devices, controls, pocket
doors, and accessories necessary for intended operation and complying with the following
requirements:

1. Remains in normal open (stacked) position.  Signal from fire-alarm system initiates
self-closing operation.

2. Controls allow manual operation in either conventional or emergency mode.  When
opened manually during emergency mode, control mechanism automatically closes
assembly.

C. Fire Rating: 2 hours.

D. Panel Construction:  Formed-steel sheet panels connected by formed-steel hinges.

E. Fire Insulation:

1. Cover interior surface of both series of panels in parallel panel doors with
continuous fire-resistive blanket secured to each panel with metal clip system.

2. Extend fire insulation from bottom edge of panels to tracks and meet at interior
centers of fixed jamb and lead post, forming an effective fire barrier.
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F. Perimeter Seals and Closures:  Provide manufacturer's standard vinyl or neoprene vertical
seals, horizontal top and bottom seals, and closures identical to products tested for fire
rating indicated and forming an effective smoke and draft seal.

G. Track and Trolley System:  2 parallel steel tracks on 8-inch centers, with ball-bearing roller
trolleys and adjustable steel hanger rods for overhead support; designed for type of
operation, size, and weight of fire-rated folding door indicated.  Provide a continuous
system of track sections and accessories identical to products tested for fire rating
indicated, to accommodate configuration and layout indicated for door operation and
storage.

H. Lead Posts:  Formed from not less than 0.026-inch- thick steel sheet, connected to door
panels by specially adapted panels and equipped with manufacturer's standard handle on
each side.

I. Electric Operators and Controls:

1. Operators:  Factory-assembled power drive unit consisting of motor, remote-located
control panel, limit switches, torque-limiting devices, clutch, reversing magnetic
motor operator, leading-edge obstruction detectors, and key-switch control for
conventional operation.

a. Motor:  1/8 hp, controlled by reversing magnetic starter and equipped with
overload protection.

b. Limit Switches:  To prevent overtravel.
c. Roller Chain or Cable:  Connected to lead posts by means of vertical stabilizer

bar assembly.
d. Drive Mechanism:  Protected by torque limiter and emergency clutch.
e. Travel Speed:  18 inches per second maximum; 6 inches per second,

minimum.

2. In case of fire, closing system is activated by building's fire and smoke detection
equipment and automatically closes fire-rated folding doors.

3. Electrical Service:  Equip for 120-V, single-phase, 60-cycle ac.

4. Battery:  Electrical current connects through relay to battery charger that
continuously charges 12-V dc battery and automatically maintains battery at
capacity.  Automatic audible signal device sounds off if battery falls below or
exceeds proper charge, if power loss has occurred, or if high-ac line voltage has
been experienced.

5. Leading-Edge Obstruction Detector:

a. Equip with pressure-sensitive leading edge that on contact with an obstruction
causes door to stop and pause before attempting to re-close.

b. Disable leading-edge obstruction detector until fire-rated folding door has
opened pocket door.

6. Fire-rated folding doors can be manually opened at any time by pushing against
leading edge.

7. Audible alarm sounds at automatic closing of door.
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J. Accessories:

1. Exit Hardware:  Located on both sides of fire-rated folding door.  In emergency
mode, slight pressure on hardware causes door to open a minimum of 32 inches,
pause for 3 seconds, then automatically close.  Furnish hardware than can be field
programmable to allow automatic opening distances of up to the entire opening
width.  In conventional mode, hardware may be used to open door and move it back
into storage pocket.

K. Finishes:

1. Baked-enamel finish for panels and hinges in colors selected by Architect from
manufacturer's full range.

2. Manufacturer's standard finish for handles.

L. Pocket Door:

1. Provide solid-core pocket doors with Stanley #314, continuous hinge; 90-degree
minimum swing.

2. Face Finish:  Match adjacent finishes.
3. Magnetic Catch:  Holding force of no more than 30 lbf.
4. Maximum Opening Force:  50 lbf.
5. Provide bumper on interior side of pocket door as required by fire-rated folding door

manufacturer to prevent interference with opening or retracting operation of fire-
rated folding door.

6. Coordinate pocket door sizes with fire-rated folding door manufacturer.

PART 3 - EXECUTION

3.1 EXAMINATION:

A. Examine conditions, with Installer present, for compliance with requirements for
installation tolerances and other conditions affecting performance of folding doors, and
the following:

1. Verify that headers are level with finished floor to within plus or minus 1/16-inch
tolerance over the entire length of opening.

2. Proceed with installation only after unsatisfactory conditions have been corrected.

3.2 PREPARATION:

A. For folding doors supported by or anchored to permanent construction, advise installers
of specific requirements for placement of anchorage devices.  Furnish installers of other
work with templates and drawings showing locations of anchorage devices and similar
items.

B. In path of fire-rated folding doors, level floor with header to tolerance of plus or minus 1/16
inch across opening; grind or fill floor as necessary.

3.3 INSTALLATION:

A. General:  Install folding doors to comply with manufacturer's written installation
instructions.  Install track in one piece.

1. Comply with NFPA 80 for installing fire-rated folding doors.
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B. Standard Floor Clearances:  1/4 to 3/4 inch maximum (above floor finish).

1. Comply with NFPA 80 for clearances required for fire-rated folding doors.

C. Coordinate provisions for electrical service, sensing devices, and final connections for fire-
rated folding doors.

3.4 ADJUSTING:

A. Adjust units as necessary to ensure smooth, quiet operation without warping or binding. 
Check and readjust operating hardware so latches engage accurately and securely
without forcing or binding.

1. Fire-Rated Folding Doors:  Verify that all operations are functional and meet
requirements of authorities having jurisdiction.

B. Pocket Doors:  Adjust to operate smoothly and easily, without binding or warping.  Check
and readjust operating hardware.  Confirm that latches and locks engage accurately and
securely without forcing or binding.

3.5 DEMONSTRATION:

A. Engage a factory-authorized service representative to train Owner's maintenance
personnel to adjust, operate, and maintain fire-rated folding doors.  Refer to Division 1
Section “Demonstration and Training."

END OF SECTION 083513.23
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OPENINGS SCHEDULE
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FLOOR PLAN - LEVEL - 1 - AREA AA-111DRAWING NO: OPENING NOTES

AC, EDET6L, E1, AR11, CL06, SW3113 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 115A-111 l l l l ll 1-3/4" lLHR AR10180 2

DS5, SW1113A 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 505A-111 l ll 1-3/4" LH 3.6

DS5, SW1113B 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 505A-111 l ll 1-3/4" RH 3.6

DS1113C 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 501A-111 l ll 1-3/4" LHR 90 1

AR11, DHEO, SW3113D 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 507A-111 l l l l ll 1-3/4" LHR AR10180 2

AC, EDET6R, E1, AR11, CL06, SW3115 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 116A-111 l l l l ll 1-3/4" lRHR AR10180 2

DS5, SW1115A 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 505A-111 l ll 1-3/4" LH 3.6

DS1115B 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 501A-111 l ll 1-3/4" RHR 90 1

DS5, SW1115C 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 505A-111 l ll 1-3/4" RH 3.6

AR11, DHEO, SW3115D 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 508A-111 l l l l ll 1-3/4" RHR AR10180 2

AC, EDET6L, E1, AR11, CL06, SW3117 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 115A-111 l l l l ll 1-3/4" lLHR AR10180 2

DS5, SW1117A 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 505A-111 l ll 1-3/4" LH 3.6

DS5, SW1117B 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 505A-111 l ll 1-3/4" LH 3.6

DS1117C 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 501A-111 l ll 1-3/4" LHR 90 1

AR11, DHEO, CL01, SW1117D 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 506A-111 l l l l ll 1-3/4" lRHR AR1090 2

AC, ES1, E1121 3'-  0" 7'-  0" WD- 1 HM- A H-3 J-3 148A-111 l l l ll 1-3/4" lLH 3.3, 10

AC, MLEU06.3, E1, CL06, SW3123 3'-  0" 7'-  0" WD- 1 HM- B H-2 J-2 137A-111 l l l ll 1-3/4" lRHR 180 1

AL, CL01, SW1127A 3'-  0" 3'-  0" 7'-  0" SF- 3 SF- 3 041A-111 l ll l1-3/4" RHR/LHR 90 8

AL, AC, EDML4, E1, CL11, SW1127B 3'-  0" 3'-  0" 7'-  0" AL AL 7/A560 006A-111 l l ll l2" lRHR/LHR 90 8, 9, 19

AC, EDET6L, E1, AR11, CL06, SW3131 3'-  0" 7'-  0" WD- 2 HM- A H-2 J-2 14/A560 115A-111 l l l l ll 1-3/4" lLHR AR10180 2

3/16/2018 1:38:47 PMReport Print Date
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DS5, SW1131A 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 505A-111 l ll 1-3/4" RH 3.6

DS1131B 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 501A-111 l ll 1-3/4" LHR 90 1

AL, AC, MLEU06.3, E1, CL11, SW1131C 3'-  0" 7'-  0" AL AL H-1 J-1 7/A560 007A-111 l l l ll 2" lRHR 90 1, 8

DS5, SW1131D 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 505A-111 l ll 1-3/4" LH 3.6

AC, MLEU06.3, E1, AR11, CL06, DS5, SW1133 3'-  0" 7'-  0" WD- 2 HM- A H-2 J-2 14/A560 114A-111 l l l l ll 1-3/4" lLHR AR1090 2

DS5, SW1133A 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 505A-111 l ll 1-3/4" RH 3.6

DS5, SW1133B 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 505A-111 l ll 1-3/4" LH 3.6

DS1133C 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 501A-111 l ll 1-3/4" RHR 90 1

AL, AC, MLEU06.3, E1, CL11, SW1133D 3'-  0" 7'-  0" AL AL H-1 J-1 7/A560 008A-111 l l l ll 2" lLHR 90 1, 8

AC, EDMLR1, E1, CL03, DS5, SW1134 3'-  0" 3'-  0" 7'-  0" WD- 2 HM- B H-3 J-3 14/A560 111A-111 l l l l ll 1-3/4" lRHR/LHR 90 1, 21.1

AC, MLEU06.3, E1, DS1, SW1134A 3'-  0" 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 161A-111 l l l ll 1-3/4" lRHR-ACT 90 1

AC, MLEU06.4, E1134B 3'-  0" 7'-  0" WD- 1 HM- A H-3 J-3 128A-111 l l l ll 1-3/4" lRH 1

AC, MLEU06.3, E1, DS2, SW1134C 3'-  0" 7'-  0" WD- 2 HM- C H-3 J-3 136A-111 l ll 1-3/4" lRHR 90 2

134D 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 601A-111 l ll 1-3/4" LH 3.3

AC, EDMLR1, E1, CL06, SW3134E 3'-  0" 3'-  0" 7'-  0" WD- 2 HM- B H-3 J-3 112A-111 l l l l ll 1-3/4" lRHR/LHR 180 1, 21.1

AL, AC, EDML4, E1, CL11, SW1134F 3'-  0" 3'-  0" 7'-  0" AL AL 7/A560 006A-111 l l ll l2" lRHR/LHR 90 1, 8

FLOOR PLAN - LEVEL - 1 - AREA BA-112DRAWING NO: OPENING NOTES

AL, AC, EDMLR1, E1, CL11, SW1, AOR100A 3'-  0" 3'-  0" 7'-  0" AL AL 13/A560 001A-112 l l ll l2" lRHR/LHR 90

AL, AC, EDMLR1, E1, CL11, SW1100B 3'-  0" 3'-  0" 7'-  0" AL AL 13/A560 003A-112 l l ll l2" lRHR/LHR 90 8

AL, AC, EDMLR1, E1, CL11, SW1, AOR100C 3'-  0" 3'-  0" 7'-  0" SF- 1 SF- 1 002A-112 l l ll l1-3/4" lRHR/LHR 90

AL, AC, EDMLR1, E1, CL11, SW1100D 3'-  0" 3'-  0" 7'-  0" SF- 1 SF- 1 004A-112 l l ll l1-3/4" lRHR/LHR 90 8
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AL, AC, MLEU06.3R, E1, CL11, SW1101 3'-  0" 7'-  0" SF- 2 SF- 2 13/A560 034A-112 l l ll 1-3/4" lRHR 90 1 (*)

AC, MLEU06.4, E1, SW1, DS5101A 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 122A-112 l ll 1-3/4" lRH 90 1

AC, MLEU06.3, E1, SW3101B 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 143A-112 l l l ll 1-3/4" lRHR 180 1

AC, ES1, E1101C 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 148A-112 l l l ll 1-3/4" lLH 3.3, 10

AC, MLEU06.4, E1101D 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 121A-112 l ll 1-3/4" lRH 2

AC, MLEU06.4, E1101E 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 121A-112 l ll 1-3/4" lLH 2

AC, MLEU06.4, E1, AR11, DS5, SW1101F 3'-  0" 7'-  0" WD- 3 HM- A H-2 J-2 14/A560 129A-112 l ll 1-3/4" lLH AR1090 1

AC, MLEU06.4, E1, AR11, CL05, SW1101G 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 133A-112 l l l ll 1-3/4" lRH AR1090 1 (*)

AL, AC, MLEU32SEC, E1, CL01, SW1101L 3'-  0" 7'-  0" SF- 2 SF- 2 031A-112 l l ll 1-3/4" lLHR 90 1, 22.1 (*)

AC, MLEU06.4, E1, AR11103 3'-  0" 7'-  0" WD- 2 HM- A H-2 J-2 14/A560 135A-112 l l l ll 1-3/4" lLH AR10 1

AC, ES1, E1103A 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 148A-112 l l l ll 1-3/4" lRH 3.6

AC, EDML4, E1, DS5, MH32104 3'-  6" 3'-  6" 7'-  0" HM - 4 HM- B H-2 J-2 113A-112 l l l l l ll 1-3/4" l90 SPRHR/LHR 4, 5

AL, DHEO, E1, CL11, SW1, AA104A 3'-  0" 7'-  0" AL AL H-2 J-2 7/A560 009A-112 l l ll 2" lRHR 90 1, 8, 18

AC, MLEU06.3, E1, CL06, SW3105 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 137A-112 l l l ll 1-3/4" lRHR 180 1

AL, AC, EDMLR1, E1, CL11, SW1106 3'-  0" 3'-  0" 7'-  0" AL AL 13/A560 003A-112 l l ll l2" lRHR/LHR 90 8, 9, 19

AL, CL01, SW1106A 3'-  0" 3'-  0" 7'-  0" SF- 4 SF- 4 13/A560 041A-112 l ll l1-3/4" RHR/LHR 90 8

AC, MLEU06.3, E1, AR11, CL06, SW3107 3'-  0" 7'-  0" WD- 3 HM- A H-2 J-2 14/A560 144A-112 l l l ll 1-3/4" lRHR AR10180 1

AC, ES1, E1107A 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 148A-112 l l l ll 1-3/4" lRH 3.6

AC, MLEU06.4, E1107B 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 121A-112 l ll 1-3/4" lLH 2

AC, MLEU06.4, E1107C 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 121A-112 l ll 1-3/4" lRH 2

AC, MLEU06.4, E1107D 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 121A-112 l ll 1-3/4" lRH 2

AC, MLEU06.4, E1107E 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 127A-112 l l l ll 1-3/4" lLH 1
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AC, ES1, E1108 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 148A-112 l l l ll 1-3/4" lRH 3.7, 10

AC, MLEU06.3, E1, AR11, CL06, SW3109 3'-  0" 7'-  0" WD- 2 HM- A H-2 J-2 14/A560 146A-112 l l l ll 1-3/4" lRHR AR10180 1

AC, EDML6, E1110 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 106A-112 l l l ll l1-3/4" lRHR 3.4

AC, EDET6R, E1, AR11, CL06, SW3111 3'-  0" 7'-  0" WD- 1 HM- A H-3 J-3 14/A560 116A-112 l l l l ll 1-3/4" lRHR AR10180 2

DS5, SW1111A 3'-  0" 7'-  0" WD- 5 HM- B H-1 J-1 505A-112 l ll 1-3/4" LH 3.6

DS1111B 3'-  0" 7'-  0" WD- 1 HM- B H-1 J-1 501A-112 l ll 1-3/4" RHR 90 1

DS5, SW1111C 3'-  0" 7'-  0" WD- 5 HM- B H-1 J-1 505A-112 l ll 1-3/4" RH 3.6

AR11, DHEO, SW3111D 3'-  0" 7'-  0" WD- 1 HM- A H-3 J-3 14/A560 508A-112 l l l l ll 1-3/4" RHR AR10180 2

AC, EDML5, E1112 3'-  0" 7'-  0" WD- 2 HM- A H-3 J-3 107A-112 l l l ll l1-3/4" lLHR 3.5

AC, MLEU06.4, E1, MH32114 3'-  0" 2'-  6" 7'-  0" WD- 1 HM- A H-2 J-2 163A-112 l l l l ll 1-3/4" l90 SPLH-ACT 1

AC, MLEU06.4, E1, CL07, DS3, SW1114A 3'-  0" 7'-  0" HM - 1 HM- A H-3 J-3 124A-112 l l l ll 1-3/4" lRH 90 2

AC, MLEU06.4, E1, CL05, SW3114B 3'-  0" 7'-  0" HM - 1 HM- A H-3 J-3 125A-112 l l l ll 1-3/4" lLH 180 1

AC, MLEU06.3, E1, CL06, SW3114C 4'-  0" 7'-  0" HM - 1 HM- A H-3 J-3 142A-112 l l l ll 1-3/4" lRHR 180 1

AC, MLEU06.3, E1, CL13, SW1114D 3'-  0" 3'-  0" 7'-  0" HM- 1 HM- B H-1 J-1 055A-112 l l ll 1-3/4" lRHR-ACT 90 1, 8, 19

AC, MLEU06.4, E1116 3'-  0" 7'-  0" HM - 1 HM- B H-3 J-3 127A-112 l l l ll 1-3/4" lRH 1

E1, NDEH, DS1, SW1118 3'-  0" 3'-  0" 7'-  0" HM- 1 HM- A H-3 J-3 061A-112 l ll 1-3/4" lRHR-ACT 90 1, 6, 13

AC, MLEU06.3, E1, CL01, SW1118A 3'-  0" 3'-  0" 7'-  0" HM - 1 HM- A H-3 J-3 162A-112 l l l ll 1-3/4" l90 SPRHR-ACT 90 1, 6, 13

AC, MLEU06.4, E1120 3'-  0" 7'-  0" HM - 1 HM- A H-3 J-3 130A-112 l l l ll 1-3/4" l90 SPLH 1

E1, NDEH, DS1, SW1122 3'-  0" 3'-  0" 7'-  0" HM- 1 HM- A 061A-112 l ll 1-3/4" lRHR-ACT 90 1, 13

CL01, SW1122A 3'-  0" 7'-  0" HM - 1 HM- A H-3 J-3 503A-112 l l l ll 1-3/4" 90 SPLHR 90 1, 6, 13

AC, MLEU06.3, E1, CL13, SW1124 3'-  0" 3'-  0" 7'-  0" HM- 1 HM- A H-3 J-3 054A-112 l l ll 1-3/4" lRHR-ACT 90 1

AC, MLEU06.3, E1, CL13, SW1126 3'-  0" 3'-  0" 7'-  0" HM- 1 HM- A H-3 J-3 054A-112 l l ll 1-3/4" lRHR-ACT 90 1
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AC, MLEU06.3, E1, CL06, SW3128 3'-  0" 7'-  0" HM - 1 HM- A H-3 J-3 141A-112 l l l ll 1-3/4" lRHR 180 1

AC, MLEU06.4, E1128A 3'-  0" 7'-  6" HM - 1 HM- A H-3 J-3 121A-112 l ll 1-3/4" lRH 2

AC, ES1 E1128B 3'-  0" 7'-  0" HM - 1 HM- A H-3 J-3 147A-112 l l l ll 1-3/4" lLH 1

AC, ES1 E1128C 3'-  0" 7'-  0" HM - 1 HM- A H-3 J-3 147A-112 l l l ll 1-3/4" lRH 3.3, 10

AC, MLEU06.4, E1, CL05128D 3'-  0" 7'-  6" HM - 1 HM- B 126A-112 l l l ll 1-3/4" lLH 1

AC, EDET6R, E1, AR11, CL06, SW3128E 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 14/A560 117A-112 l l l l ll 1-3/4" LHR AR10180 1

ROLLUP SHUTTER128F 11- 8" 7'-  4" AL- 4 NHRA-112 l - OHS

ROLLUP SHUTTER128G 3'-  0" 7'-  4" AL- 6 NHRA-112 l - OHS 1

AC, MLEU06.4, E1, CL05, SW1130 3'-  0" 3'-  0" 7'-  0" WD- 1 HM- B H-3 3 164A-112 l l l ll 1-3/4" lRH-ACT 90 1

AC, EDMLR1, E1, CL03, DS5, SW1132 3'-  0" 3'-  0" 7'-  0" WD- 2 HM- A H-1 J-1 14/A560 111A-112 l l l l ll 1-3/4" lRHR/LHR 90 1, 21.2

AL, AC, EDML4, E1, CL11, SW1132A 3'-  0" 3'-  0" 7'-  0" AL AL 7/A560 006A-112 l l ll l2" lRHR/LHR 90 1, 8

AC, EDMLR1, E1, CL03, DS5, SW1132D 3'-  0" 3'-  0" 7'-  0" WD- 2 HM- A H-1 J-1 14/A560 111A-112 l l l l ll 1-3/4" lRHR/LHR 90 1, 7, 21.2

AL, AC, EDMLR1, E1, CL03, SW1132E 3'-  0" 3'-  0" 7'-  0" AL AL 14/A560 012A-112 l l l ll 1-3/4" lRHR/LHR 90 1

AL, AC, MLEU06.4, E1, CL12, SW1132F 3'-  0" 7'-  0" AL AL 7/A560 026A-112 l l l ll 1-3/4" lLH 90

FLOOR PLAN - LEVEL - 2 - AREA AA-121DRAWING NO: OPENING NOTES

AC, MLEU06.3, E1, AR11, CL06, SW3211 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-121 l l l ll 1-3/4" lRHR AR10180 2

DS5, SW1211A 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 505A-121 l ll 1-3/4" RH 3.6

AC, MLEU06.3, E1, AR11, CL06, SW3213 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-121 l l l ll 1-3/4" lLHR AR10180 2

DS5, SW1213A 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 505A-121 l ll 1-3/4" LH 3.6

AC, MLEU06.3, E1, AR11, CL06, SW3215 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-121 l l l ll 1-3/4" lLHR AR10180 2

AC, MLEU06.4, E1215A 3'-  0" 7'-  0" WD- 2 HM- A H-2 J-2 127A-121 l l l ll 1-3/4" lRH 1
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DS5, SW1215B 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 504A-121 l ll 1-3/4" LHR 90 3.3

AC, EDML5, E1, SW3217A 3'-  0" 7'-  0" WD- 1 HM- A H-3 J-3 102A-121 l l l ll l1-3/4" lLHR 180 3.1

AC, EDML6, E1, SW3217B 3'-  0" 7'-  0" WD- 1 HM- A H-3 J-3 103A-121 l l l ll l1-3/4" lRHR 180 3.2

AC, MLEU06.4, E1219 3'-  0" 7'-  0" WD- 1 HM- A H-3 J-3 127A-121 l l l ll 1-3/4" lRH 1

AC, MLEU06.3, E1, CL06, SW2223 4'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 123A-121 l l l ll 1-3/4" lRHR 110 1

AL, AC, MLEU32SEC, E1, CL11, SW1224 3'-  0" 7'-  0" AL AL H-3 J-3 12/A520 011A-121 l l ll 1-3/4" lRHR 90 15

POCKET DOOR224A 12'-  3" 8'-  8" 5C/A-560 5A/A-560 NHRA-121 l l60PD1

AC, MLEU06.4, E1, AR11, SW3225 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-121 l l l ll 1-3/4" lRHR AR10180 2

AC, MLEU06.4, E1225A 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 127A-121 l l l ll 1-3/4" lLH 1

AC, EDML4, E1, DS5, MH32226 3'-  6" 3'-  6" 7'-  0" HM - 4 HM- B H-3 J-3 113A-121 l l l l l ll 1-3/4" l60 SPRHR/LHR 4,5, 8

AL, AC, EDML4, E1, CL11, SW1226A 3'-  0" 3'-  0" 7'-  0" AL AL 7/A560 006A-121 l l ll l2" lRHR/LHR 90 1, 8, 19

AC, MLEU06.4, E1, AR11, CL05, SW3227 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 134A-121 l l l ll 1-3/4" lRH AR10180 2

AC, MLEU06.3, E1, CL06, SW3228 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 137A-121 l l l ll 1-3/4" lRHR 180 1

AC, ES1, E1229 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 148A-121 l l l ll 1-3/4" lRH 3.3, 10

AC, MLEU06.3, E1, SW3230 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 151A-121 l l l lll 1-3/4" lLHR 180 1

AC, MLEU06.4, E1, AR11, CL05, DS5, SW1232 3'-  0" 7'-  0" WD- 3 HM- A H-2 J-2 14/A560 131A-121 l l l ll 1-3/4" lRH AR1090 1

AC, MLEU06.4, E1232A 3'-  0" 7'-  0" WD- 3 HM- A H-2 J-2 127A-121 l l l ll 1-3/4" lRH 2

AC, MLEU06.4, E1232B 3'-  0" 7'-  0" WD- 3 HM- A H-2 J-2 121A-121 l ll 1-3/4" lRH 2

AC, MLEU06.4, E1232C 3'-  0" 7'-  0" WD- 3 HM- A H-2 J-2 121A-121 l ll 1-3/4" lLH 2

AC, MLEU06.4, E1, AR11232D 3'-  0" 7'-  0" WD- 3 HM- A H-2 J-2 14/A560 132A-121 l ll 1-3/4" lLH AR10 1

AL, AC, MLEU06.3, E1, AR11, CL06234 3'-  0" 7'-  0" SF- 5 SF- 5 14/A560 033A-121 l l ll 1-3/4" lLHR AR10 1, 22.2(*)

AL, AC, MLEU06.3, E1, AR11, CL01, SW1234A 3'-  0" 7'-  0" SF- 7 SF- 7 14/A560 032A-121 l l ll 1-3/4" lRHR AR1090 1 (*)
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AC, EDML6, E1, CL11, SW1234B 3'-  0" 7'-  0" HM- 1 HM- A H-3 J-3 7/A560 052A-121 l l l l ll 1-3/4" lRHR 90 1, 8, 18

FLOOR PLAN - LEVEL - 2 - AREA BA-122DRAWING NO: OPENING NOTES

AC, EDML4, E1, DS5, MH32200 3'-  6" 3'-  6" 7'-  0" HM - 4 HM- B H-3 J-3 113A-122 l l l l l ll 1-3/4" l90 SPRHR/LHR 4, 5

AC, MLEU06.3, E1, AR11, CL06, SW3201 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-122 l l l ll 1-3/4" lRHR AR10180 2

201A 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 502A-122 l ll 1-3/4" LH 1

AC, MLEU06.4, E1, AR11202 3'-  0" 7'-  0" WD- 3 HM- A H-3 J-3 14/A560 135A-122 l l l ll 1-3/4" lLH AR10 1

AC, MLEU32SEC, E1, CL14, SW1202A 3'-  0" 7'-  0" HM- 1 HM- A H-3 J-3 12/A520 051A-122 l l ll 1-3/4" lLH 90 15

AC, MLEU06.3, E1, AR11, CL06, SW3203 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-122 l l l ll 1-3/4" lLHR AR10180 2

203A 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 502A-122 l ll 1-3/4" RH 1

AC, EDML6, E1, CL11, SW1204A 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 105A-122 l l l ll l1-3/4" lRHR 90 3.1

AC, EDML5, E1, CL11, SW1204B 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 104A-122 l l l ll l1-3/4" lLHR 90 3.2

AR11, CL21, SW1205 3'-  0" 7'-  0" SF- 9 SF- 9 14/A560 035A-122 l l ll 1-3/4" LH AR1090 1 (*)

AL, AC, MLEU06.4, E1, AR11, DS5, SW1205A 3'-  0" 7'-  0" SF- 9 SF- 9 14/A560 025A-122 l l ll 1-3/4" lRH AR1090 1 (*)

AC, MLEU06.3, E1, AR11, CL06, SW3207 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-122 l l l ll 1-3/4" lRHR AR10180 2

207A 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 502A-122 l ll 1-3/4" LH 1

AL, AC, EDML4, E1, CL11, SW1208 3'-  0" 3'-  0" 7'-  0" AL AL 14/A560 006A-122 l l ll l2" lRHR/LHR 90 8, 9

AL, CL01, SW1208A 3'-  0" 3'-  0" 7'-  0" SF- 10 SF- 10 041A-122 l ll l1-3/4" RHR/LHR 90 8

AC, MLEU06.3, E1, AR11, CL06, SW3209 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-122 l l l ll 1-3/4" lLHR AR10180 2

DS5, SW1209A 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 505A-122 l ll 1-3/4" LH 3.6

AC, MLEU06.3, E1, CL06, SW3210 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 137A-122 l l l ll 1-3/4" lLHR 180 1

AC, ES1, E1212 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 148A-122 l l l ll 1-3/4" lRH 3.3, 10
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AC, MLEU06.4, E1214 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 127A-122 l l l ll 1-3/4" lRH 1

AC, MLEU06.4, E1216 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 152A-122 l l l lll 1-3/4" lRH 1

AC, MLEU06.3, E1, AR10, CL06, SW3218 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 149A-122 l l l ll 1-3/4" lLHR AR10180 2

AC, MLEU06.3, E1, AR11, CL06, SW3220 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-122 l l l ll 1-3/4" lRHR AR10180 2

AC, MLEU06.3, E1, AR11, CL06, SW3222 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-122 l l l ll 1-3/4" lLHR AR10180 2

FLOOR PLAN - LEVEL - 3 - AREA AA-131DRAWING NO: OPENING NOTES

AC, MLEU32SEC, E1, CL14, SW1302D 3'-  0" 7'-  0" HM- 1 HM- B H-3 J-3 12/A520 051A-131 l l ll 1-3/4" LH 90

302F 3'-  0" 3'-  0" HM- 1 HM- B H-3 J-3 18/A562 062A-131 l l1-3/4" RH 90

AC, MLEU06.3, E1, AR11, CL06, SW3311 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-131 l l l ll 1-3/4" lRHR AR10180 2

311A 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 502A-131 l ll 1-3/4" LH 1

AC, MLEU06.3, E1, AR11, CL06, SW3313 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-131 l l l ll 1-3/4" lLHR AR10180 2

313A 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 502A-131 l ll 1-3/4" RH 1

AC, MLEU06.3, E1, AR11, CL06, SW3315 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-131 l l l ll 1-3/4" lLHR AR10180 2

AC, MLEU06.4, E1315A 3'-  0" 7'-  0" WD- 3 HM- A H-2 J-2 127A-131 l l l ll 1-3/4" lRH 1

DS5, SW1315B 3'-  0" 7'-  0" WD- 5 HM- A H-2 J-2 504A-131 l ll 1-3/4" LHR 90 3.3

AC, EDML5, E1, DS5, MH31316 3'-  0" 7'-  0" HM - 4 HM- B H-3 J-3 101A-131 l l l l l ll 1-3/4" l60 SPLHR 4, 5

AC, EDML5, E1, SW3317A 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 102A-131 l l l ll l1-3/4" lLHR 180 3.1

AC, EDML6, E1, SW3317B 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 103A-131 l l l ll l1-3/4" lRHR 180 3.2

AC, MLEU06.4, E1, CL05, SW1318A 3'-  0" 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 165A-131 l l l lll 1-3/4" lRH-ACT 1, 13

AC, MLEU32SEC, E1, CL14, SW1318B 3'-  0" 3'-  0" 7'-  0" HM- 1 HM- B H-3 J-3 12/A520 056A-131 l l ll 1-3/4" lRH-ACT 90 15

AC, MLEU06.3, E1, CL06, SW1319 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 138A-131 l l l ll 1-3/4" lLHR 90 1
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AC, ES1, E1320 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 148A-131 l l l ll 1-3/4" lRH 3.3, 10

AC, MLEU06.3, E1, CL06, SW2322 4'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 123A-131 l l l ll 1-3/4" lLHR 90 1

FLOOR PLAN - LEVEL - 3 - AREA BA-132DRAWING NO: OPENING NOTES

AC, EDML4, E1, DS5, MH32300 3'-  6" 3'-  6" 7'-  0" HM - 4 HM- B H-3 J-3 113A-132 l l l l l ll 1-3/4" l90 SPRHR/LHR 4, 5

AC, MLEU06.3, E1, AR11, CL06, SW3301 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-132 l l l ll 1-3/4" lRHR AR10180 2

301A 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 502A-132 l ll 1-3/4" LH 1

AC, MLEU06.4, E1, CL05, SW1302A 3'-  0" 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 166A-132 l l l lll 1-3/4" lRH-ACT 13

AC, MLEU06.4, E1, CL06.1, SW1302B 2'-  6" 7'-  0" HM- 1 HM- A H-3 J-3 18/A562 053A-132 l l ll 1-3/4" lRH 90 1

AC, MLEU06.4, E1, CL06.1, SW1302C 11'-  8" 7'-  8" - - 4A/A562 3A/A562 18/A562 NHRA-132 l - lOHD 1

302E 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 509A-132 l l l lll 1-3/4" RH 180

AC, MLEU06.3, E1, AR11, CL06, SW3303 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-132 l l l ll 1-3/4" lLHR AR10180 2

303A 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 502A-132 l ll 1-3/4" RH 1

AC, EDML6, E1, CL11, SW1304A 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 105A-132 l l l ll l1-3/4" lRHR 90 3.1

AC, EDML5, E1, CL11, SW1304B 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 104A-132 l l l ll l1-3/4" lLHR 90 3.2

AL, AC, MLEU06.4, E1, AR11305 3'-  0" 7'-  0" SF- 11 SF- 11 14/A560 024A-132 l ll 1-3/4" lRH AR1090 2 (*)

AL, AC, MLEU06.4, E1, AR11305A 3'-  0" 7'-  0" SF- 11 SF- 11 14/A560 024A-132 l ll 1-3/4" lLH AR1090 2 (*)

AL, AC, MLEU06.4, E1, AR11305B 3'-  0" 7'-  0" SF- 11 SF- 11 14/A560 024A-132 l ll 1-3/4" lLH AR1090 2 (*)

AC, MLEU06.3, E1, CL06, SW3306 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 137A-132 l l l ll 1-3/4" lRHR 180 1

AC, MLEU06.3, E1, AR11, CL06, SW3307 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-132 l l l ll 1-3/4" lRHR AR10180 2

307A 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 502A-132 l ll 1-3/4" LH 1

308 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 502A-132 l ll 1-3/4" RH 1
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AC, MLEU06.3, E1, AR11, CL06, SW3309 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 14/A560 146A-132 l l l ll 1-3/4" lLHR AR10180 2

309A 3'-  0" 7'-  0" WD- 1 HM- A H-2 J-2 502A-132 l ll 1-3/4" RH 1

310 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 502A-132 l ll 1-3/4" LH 1

AC, ES1, E1312 3'-  0" 7'-  0" WD- 1 HM- B H-3 J-3 148A-132 l l l ll 1-3/4" lRH 3.3, 10

SCHEDULE GENERAL NOTES

CONSTRUCTION MANAGER / GENERAL CONTRACTOR:

*****ALL DOOR HARDWARE MUST BE FURNISHED BY SECTION 087100 DOOR HARDWARE SUPPLIER.

      "CONTRACTS, Including Door Hardware, ISSUED TO ALUMINUM DOOR SUPPLIER" must stipulate aluminum door hardware

       must be purchased from SECTION 087100 HARDWARE SUPPLIER. NO EXCEPTIONS !!

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------

CONSTRUCTION MANAGER / GENERAL CONTRACTOR / HARDWARE SUPPLER:

Shall coordinate an inspection, with all manufacturer's representatives to confirm that all hardware has been installed and adjusted properly; 

      See   "Specification Section   - 08 71 00  - 3.2  - INSTALLATION

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------

HARDWARE SUPPLIER:

Must employ an experienced Architectural Hardware Consultant (AHC) who is available to Owner, Architect, and 

Contractor, at reasonable times during the course of the Work, for consultation.

 CONFLICTS between the SPECIFIED DOOR HARDWARE and the DOORS / FRAMES must be brought to the attention of the ARCHITECT prior to submitting HARDWARE SUBMITTAL to the 

ARCHITECT.

HARDWARE SUPPLIER must schedule a pre - installation meeting to instruct installers on proper installation and adjustment of the Locks, Exit Devices, and Closers. A manufacturers' 

 .
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representative of each major hardware category shall be present to complete the instructions, and then certify to the Architect that the door hardware installer has been trained in the 

proper installation procedures and is certified to install the finish hardware.

DOOR HARDWARE INSTALLATION: All door hardware shall be installed according to manufactures' instructions. 

This includes following the template required to complete the intended operation of the door hardware, and all fastener holes required shall be drilled and tapped to the correct size as 

detailed in the template. Template Hardware Installation so that Door will be able to swing a Minimum of 90 degrees. Doors swinging less than 90 Degrees will be reinstalled to meet 

ADA requirements. 

All "DOOR HARDWARE FASTENERS" used during installation must be original hardware manufacturer's supplied fasteners. 

The use of drywall screws or non "OEM" self tapping screws will be rejected, reinstallation of hardware will be required. 

Fastener holes in doors and frames from the use of improper hardware fasteners will not be acceptable,

doors and frames will be replaced at no cost to the owner.

HARDWARE SUPPLIER shall confirm specified LOCK FUNCTIONS with the OWNER at the KEYING MEETING.

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------

CONTINUOUS HINGES on ALUMINUM DOORS

Verify with Aluminum Door Supplier Hinge Model Selections for compatibility with Aluminum Head and Jamb Profiles.

All  "LOCKS"  shall be of the same Manufacturer.

All  "EXIT DEVICES"  shall be of the same Manufacturer.

All  "DOOR CLOSERS"  shall be of the same Manufacturer unless specified as no substitution.

(Provide All Necessary Hardware To Complete Installation of Closers on Aluminum and Hollow Metal Frames)

All Aluminum Sills to be continuous, exterior Sills set in Sealant Typical.

Exterior HM Frames and Doors shall be Galvanized and Insulated.

Provide Blocking in walls for all Door Hardware (i.e., but not limited to: Door Closers, Wall & Overhead Stops)

Provide Blocking for Door Closers in Wood Doors ( USE THRU BOLTS WHEN INSTALLING DOOR CLOSERS )
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DOOR PROTECTION PLATES:

 "MOP PLATES" Install on PULL SIDE od Door. 

 "KICKPLATES" Install on "PUSH SIDE" of Door. 

 "ARMOR PLATES" Install on "PUSH SIDE" of Door.

TACTILE WARNING:  Hazardous Areas may include, but NOT limited to: Custodial Spaces, Shops, Storage, Boiler Rooms, Trash Rooms, Basement, 

Finishing Rooms, Mechanical Rooms, Labs and Prep Rooms, Electrical Transfer Vaults, and Art Rooms.

GLAZING TYPES - See Drawing A8.01

-------------------------------------------------------------------------------------------------------------------------------------------------------------------------

HARDWARE / ELECTRICAL / SECURITY

CONDUIT & WIRING:

 1. Install all conduits where required for electrified door hardware prior to applying in Grouting Solid or Spray Foam Solid in Door Frame.

 2. All Conduits required for Power and Control Wiring, and Power Wiring, to be furnished and installed by Electrical Contractor.

 3. All Low Voltage Access Control Wiring and Terminations are furnished and installed by the Access Control Contractor.

 4. Controls and Control Wiring (provide 16 ga. Wire unless noted otherwise) of Electrified Devices, Transfer Hinges, and Power

Supplies to be provided by Security Contractor.

DOOR & FRAMES:

 1. Door Frame Supplier must coordinate Door Contact Frame Prep with Security Contractor.

 2. Door and Frame Suppliers must prep doors and frames to accommodate all electrified hardware, including all required conduits in

doors and frames, when prepping doors and frames for door hardware.

HARDWARE:

 1. Hardware supplier must provide, Wiring Diagrams - Elevation and Riser & Point to Point, to Electrical Contractor.
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 2. Electromagnetic Door Release (Magnetic Door Holders) to be furnished by Section 08 71 00 and Installed by Electrical Contractor.

ACCESS CONTROL READERS:

 1. “READERS" by Access Control / Security Contractor.

OPENING NOTES

GENERAL DOOR NOTES:

"A"  All Doors Exiting 50 or More Persons shall have Panic Hardware.

"B"  All Door Hardware shall be Accessible to Persons with Disabilities. Hardware shall comply with ADA Standards.

"C"  Closers shall open a minimum of 175 Degrees, where 180 Degree swing is shown as such on Floor Plans and Door Schedule.

"D"  Where (*) occurs in the "DEGREE OF SWING REQUIREMENTS" column, refer to the "OPENING NOTES" column for swing requirements at each leaf.

"E"  Where (*) occurs in the "HEAD", "JAMB", or "SILL" detail column, refer to the "OPENING NOTES" column for "DETAILS" .

"F"  Provide UL Rated KICK / ARMOR PLATES where detailed on UL Rated Openings.

"G" Refer to Mechanical Series Drawing for all "Door Undercuts"

__________________________________________________________________________________________

-

(*) ROOM SIGNS MOUNTED ON GLASS (Provide Backing On Glass Mounted Signs)(*)

 AUDIBLE ALARM

______________________________

AA

ACCESS CONTROLLED OPENINGS: Opening hardware will include some form of mechanical or electrical access control.

"AC" by "READER"

"AC / AC" by "READER / READER"

"AC" / KP" by "READER / KEYPAD"

__________________________________________________________________________________________

AC
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"ALUMINUM DOOR HARDWARE"   2" Thick @ Exterior, 1-3/4" @ Interior Openings

      All door hardware with the exception of "Perimeter Weatherstripping and Meeting Styles"

      shall be Supplied by "SECTION 08 71 00" .        (NO EXCEPTIONS).

ALL DOOR HARDWARE MUST BE FIELD installer BY TRAINED DOOR HARDWARE installers.    (NO EXCEPTIONS).

Aluminum Door Hardware shall not be furnished to the Aluminum Door Manufacturer for installation by Door Manufacturer.

Weatherstripping, Door Bottoms, and Meeting Styles shall be Supplied and installer by the Aluminum Door Supplied.

Aluminum Door Supplied must verify with Section 08 71 00 for compatibility with the Aluminum Door & Frame profiles.

Changes required to Complete the installation will be Completed at no additional charge to the Owner.

Aluminum Door Manufacturer must provide sufficient Reinforcing for all door hardware, and not limited to; 

Hinges, Locks, Exit Devices, Closers, and Door Pulls.

Provide All necessary Auxiliary Hardware required to Complete the door Closer installation including but not limited to

Drop Plate Brackets, OEM Fasteners, etc.

Where "SMOKE GASKETS" are specified, Section 08 71 00 shall provide and install.

Where "ELECTRICAL Terminations" are required, Manufacturers' Representative will be present during electrical terminations.

Manufacturers' Representative will instruct installers or will make any final adjustments required to Complete the smooth operation of the Door(s) Hardware.

__________________________________________________________________________________________

AL

"AO"  AUTO OPERATOR - "RHR LEAF" ONLY: Stanley Technology Magic Force Auto Swing Operator, surface mounted, clear anodized finish. Provide Micro Processor, Control 

Logic, Electro Mechanical Power Open / Spring Close Drive. Provide (2) Push Plate Activation, 120 Volt Wiring and Cut Off Switch. Installation and Terminations of all controls is 

by STANLEY.

__________________________________________________________________________________________

AOR

PERIMETER SOUND SEALS and STEPPED THRESHOLD

See Door Type:  Opening to receive "SOUND SEALS"(Section 08 71 00).

Provide Sound Seals and 2009_PK Threshold.

Door undercut must be 5/16" (verify Clearances in Field).

__________________________________________________________________________________________

AR10
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l NEW WORKl NEW WORK

AR ACOUSTICAL RATED

SMOKE / POSITIVE 
PRESSURE

SP

FACTORY INSTALLED DOOR 
HARDWARE MUST BE 
PERFORMED BY CERTIFIED 
INSTALLERS.
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 (*)  ROOM SIGNS ON GLASS 
(Provide Backing On Glass     
Mounted Signs)
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"SOUND GASKETS" Furnish and Install Sound Gasketing as specified in Hardware Sets

________________________________________________________________________

AR11

Provide Parallel Arm Closer with Integral Heavy Duty Stop Arm.

__________________________________________________________________________________________

CL01

Provide Parallel Arm Closer with Integral Heavy Duty Stop and Hold Open Arm.

__________________________________________________________________________________________

CL03

Provide Regular Arm Closer with Friction Hold Open Arm.

__________________________________________________________________________________________

CL05

Provide Parallel Arm Closer with Friction Hold Open Arm.

__________________________________________________________________________________________

CL06

Provide Parallel Arm Closer with Friction Hold Open Arm. Install "PUSH SIDE"

__________________________________________________________________________________________

CL06.1

"CL7" Provide Top Jamb Arm Closer with Friction Hold Open Arm.

__________________________________________________________________________________________

CL07

Provide Parallel Arm Closer with Integral Heavy Duty Integral Cush Stop Arm.

__________________________________________________________________________________________

CL11

Provide Parallel Arm Closer with Integral Heavy Duty Integral Cush Stop Arm, (Install "PUSH SIDE" of Door).

__________________________________________________________________________________________

CL12

Provide Parallel Arm Closer with Integral Heavy Duty Integral Cush Stop and Hold Open Arm.

__________________________________________________________________________________________

CL13

Provide Parallel Arm Closer with Integral Heavy Duty Integral Cush Stop and Hold Open Arm, , (Install "PUSH SIDE" of Door).

__________________________________________________________________________________________

CL14

Provide Track Arm Closer  (Pull Side Install)

__________________________________________________________________________________________

CL21
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l NEW WORKl NEW WORK

AR ACOUSTICAL RATED

SMOKE / POSITIVE 
PRESSURE

SP

FACTORY INSTALLED DOOR 
HARDWARE MUST BE 
PERFORMED BY CERTIFIED 
INSTALLERS.
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E

 (*)  ROOM SIGNS ON GLASS 
(Provide Backing On Glass     
Mounted Signs)
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B
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"DHEO"  EXIT ONLY - No exterior Hardware

__________________________________________________________________________________________

DHEO

Provide Overhead Positive Stop, install "PUSH SIDE".

__________________________________________________________________________________________

DS1

Provide Overhead Positive Stop and Hold Open, install "PUSH SIDE".

__________________________________________________________________________________________

DS2

Provide Overhead Positive Stop, install "PULL SIDE".

__________________________________________________________________________________________

DS3

Template Hardware Installation of Concealed Overhead Stop to Recommend Degree of Swing (90-120), See Door Schedule. 

Adjust for maximum obtainable swing.

__________________________________________________________________________________________

DS5

Door Contacts to be furnished and installer by Security Contractor.  

Door(s) and Frame(s) to have factory preparations for Door Contact(s), coordinate with Door Contact Supplied.

  

___________________________________________________________________________________________

E1

"EDET6L" PRL - ELECTRICALLY CONTROLLED TRIM:   "LHR" Leaf

"LM"  LATCH MONITOR -  A SPDT switch that monitors the position of the solenoid (lock and unlock status).

"MS"  MONITOR SWITCH -  Two Micro Switches in the Touch Bar.

Section 08 71 00 to provide Electrically Controlled Heavy Duty Trim Panic Release Hardware.

"FAIL SECURE OPERATION".

Security Monitor. A SPDT switch that monitors the position of the solenoid (lock and unlock status).

Section 08 71 00 to provide 1 each (10 RETW) Wire Power Transfer Hinge, and  Power Supply (See Hardware Sets for PS Requirements).

___________________________________________________________________________________________

EDET6L
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l NEW WORKl NEW WORK

AR ACOUSTICAL RATED

SMOKE / POSITIVE 
PRESSURE

SP

FACTORY INSTALLED DOOR 
HARDWARE MUST BE 
PERFORMED BY CERTIFIED 
INSTALLERS.
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 (*)  ROOM SIGNS ON GLASS 
(Provide Backing On Glass     
Mounted Signs)
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B
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"EDET6R" PRL - ELECTRICALLY CONTROLLED TRIM:   "RHR" Leaf

"LM"  LATCH MONITOR -  A SPDT switch that monitors the position of the solenoid (lock and unlock status).

"MS"  MONITOR SWITCH -  Two Micro Switches in the Touch Bar.

Section 08 71 00 to provide Electrically Controlled Heavy Duty Trim Panic Release Hardware.

"FAIL SECURE OPERATION".

Security Monitor. A SPDT switch that monitors the position of the solenoid (lock and unlock status).

Section 08 71 00 to provide 1 each (10 RETW) Wire Power Transfer Hinge, and  Power Supply (See Hardware Sets for PS Requirements).

___________________________________________________________________________________________

EDET6R

Electric Motorized Latch Retraction  - "RHR" LEAF  ("LHR" Leaf to Be Exit Only - No Trim Required)

Electric Motorized Latch Retraction Panic Release Hardware with Bolt Monitor (Latch) Monitor.

Section 08 71 00 to provide ONE(1) each (10 RETW) Wire Power Transfer Hinge, and  Power Supply (See Hardware Sets for PS Requirements).

__________________________________________________________________________________________

EDML4

Electric Motorized Latch Retraction  - "LHR" LEAF

Electric Motorized Latch Retraction Panic Release Hardware with Bolt Monitor (Latch) Monitor.

Section 08 71 00 to provide ONE(1) each (10 RETW) Wire Power Transfer Hinge, and  Power Supply (See Hardware Sets for PS Requirements).

__________________________________________________________________________________________

EDML5

Electric Motorized Latch Retraction  - "RHR" LEAF

Electric Motorized Latch Retraction Panic Release Hardware with Bolt Monitor (Latch) Monitor.

Section 08 71 00 to provide ONE(1) each (10 RETW) Wire Power Transfer Hinge, and  Power Supply (See Hardware Sets for PS Requirements).

__________________________________________________________________________________________

EDML6
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l NEW WORKl NEW WORK

AR ACOUSTICAL RATED

SMOKE / POSITIVE 
PRESSURE

SP

FACTORY INSTALLED DOOR 
HARDWARE MUST BE 
PERFORMED BY CERTIFIED 
INSTALLERS.
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 (*)  ROOM SIGNS ON GLASS 
(Provide Backing On Glass     
Mounted Signs)
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E

R

Electric Motorized Latch Retraction  - "LHR/RHR" LEAF

Electric Motorized Latch Retraction Panic Release Hardware with Bolt Monitor (Latch) Monitor, Touchbar Monitor Switch (Request to Exit Function),and Trim Monitor Switch.

Section 08 71 00 to provide TWO(2) each (10 RETW) Wire Power Transfer Hinge, and  Power Supply (See Hardware Sets for PS Requirements).

__________________________________________________________________________________________

EDMLR1

ELECTRIC STRIKE:  ES by Section 08 71 00.

CARD READER at PULL Side of Opening

verify Voltage Required with Electrical Contractor

__________________________________________________________________________________________

ES1

"MH31"  EMC(1); ELECTROMAGNETIC DOOR RELEASE:  (1); "CLOSER" Mounted.

Holder / Release Device, Maximum Hold Open is 110 Degrees.

Electro Mechanical Closer Holder Release shall release door upon receiving signal from Fire Alarm System.

EDR to be furnished by Section 08 71 00

EDR installed by Electrical Contractor under the direction of the Door Hardware Supplier.

24V  x Fire Alarm System

____________________________________________________________________________________________

MH31

"MH32"  EMC(2); ELECTROMAGNETIC DOOR RELEASE:  (2); "CLOSERS" Mounted.

Holder / Release Device, Maximum Hold Open is 110 Degrees.

Electro Mechanical Closer Holder Release shall release doors upon receiving signal from Fire Alarm System.

EDR to be furnished by Section 08 71 00

EDR installed by Electrical Contractor under the direction of the Door Hardware Supplier.

Verify Voltage Required with Electrical Contractor -

POWER SUPPLY: Power furnished by Electrical Division

____________________________________________________________________________________________

MH32
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l NEW WORKl NEW WORK

AR ACOUSTICAL RATED

SMOKE / POSITIVE 
PRESSURE

SP

FACTORY INSTALLED DOOR 
HARDWARE MUST BE 
PERFORMED BY CERTIFIED 
INSTALLERS.
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(Provide Backing On Glass     
Mounted Signs)
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"MLEU06.3"  ELECTRICALLY CONTROLLED TRIM, FAIL SECURE

"ELECTRICALLY CONTROLLED TRIM" 

"M91"  LATCHBOLT MONITOR

"M92"  REQUEST TO EXIT SWITCH

"CARD Reader" installer on the PULL Side of the Opening.

System to have "FAIL SECURE operation" :

Section 08 71 00 to provide Electrically Locked Trim, provide Integral Latchbolt Monitor and Request to Exit Function.

Section 08 71 00 to provide (10 RETW) Wire Power Transfer Hinge, and  Power Supply (See Hardware Sets for PS Requirements).

Latchbolt by Grip out side only when  lock is energized.

Outside Grip locked when  lock is not energized.

Latchbolt by key outside when  lock is not energized.

Auxiliary latch deadlocks Latchbolt

Inside Grip always FREE.

__________________________________________________________________________________________

MLEU06.3
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New Haven, Connecticut
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l NEW WORKl NEW WORK

AR ACOUSTICAL RATED

SMOKE / POSITIVE 
PRESSURE

SP

FACTORY INSTALLED DOOR 
HARDWARE MUST BE 
PERFORMED BY CERTIFIED 
INSTALLERS.
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 (*)  ROOM SIGNS ON GLASS 
(Provide Backing On Glass     
Mounted Signs)
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"MLEU06.3R"  ELECTRICALLY CONTROLLED TRIM, FAIL SECURE

"ELECTRICALLY CONTROLLED TRIM" 

"M91"  LATCHBOLT MONITOR

"M92"  REQUEST TO EXIT SWITCH

Provide "REMOTE RELEASE"

"CARD Reader" installer on the PULL Side of the Opening.

System to have "FAIL SECURE operation" :

Section 08 71 00 to provide Electrically Locked Trim, provide Integral Latchbolt Monitor and Request to Exit Function.

Section 08 71 00 to provide (10 RETW) Wire Power Transfer Hinge, and  Power Supply (See Hardware Sets for PS Requirements).

Latchbolt by Grip out side only when  lock is energized.

Outside Grip locked when  lock is not energized.

Latchbolt by key outside when  lock is not energized.

Auxiliary latch deadlocks Latchbolt

Inside Grip always FREE.

__________________________________________________________________________________________
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l NEW WORKl NEW WORK

AR ACOUSTICAL RATED

SMOKE / POSITIVE 
PRESSURE

SP

FACTORY INSTALLED DOOR 
HARDWARE MUST BE 
PERFORMED BY CERTIFIED 
INSTALLERS.
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(Provide Backing On Glass     
Mounted Signs)

  
  
 A

D
D

E
N

D
U

M
 N

U
M

B
E

R

"MLEU06.4"    ELECTRICALLY CONTROLLED TRIM, FAIL SECURE

"ELECTRICALLY CONTROLLED TRIM "

"M91"  LATCHBOLT MONITOR

"M92"  REQUEST TO EXIT SWITCH

"CARD Reader" installer on the PUSH Side of the Opening.

System to have "FAIL SECURE operation" :

Section 08 71 00 to provide Electrically Locked Trim, provide Integral Latchbolt Monitor and Request to Exit Function.

Section 08 71 00 to provide (10 RETW) Wire Power Transfer Hinge, and  Power Supply (See Hardware Sets for PS Requirements).

Latchbolt by Grip out side only when  lock is energized.

Outside Grip locked when  lock is not energized.

Latchbolt by key outside when  lock is not energized.

Auxiliary latch deadlocks Latchbolt

Inside Grip always FREE.

__________________________________________________________________________________________

MLEU06.4

"MLEU32"  ELECTRICALLY CONTROLLED TRIMS: KEY X KEY

"M91"  LATCHBOLT MONITOR

"CARD Reader" installer on both sides of the opening.

System to have "FAIL SECURE operation" :

Section 08 71 00 to provide Electrically Locked Trims

Section 08 71 00 to provide (10 RETW) Wire Power Transfer Hinge, and  Power Supply (See Hardware Sets for PS Requirements).

Latchbolt by Grip either side, unless both grips are locked by energizing lock.

Latchbolt by key inside and / or outside when lock is energized.

Auxiliary latch deadlocks Latchbolt.

__________________________________________________________________________________________

MLEU32SEC
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l NEW WORKl NEW WORK

AR ACOUSTICAL RATED

SMOKE / POSITIVE 
PRESSURE

SP

FACTORY INSTALLED DOOR 
HARDWARE MUST BE 
PERFORMED BY CERTIFIED 
INSTALLERS.
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No Exterior Hardware "EXIT ONLY" 

__________________________________________________________________________________________

NDEH

"SW1"  DEGREE SWING (90) - Template Hardware (Door Closers / Overhead Stops) Installation to Specified Degree of Swing (90), See Door Schedule. 

__________________________________________________________________________________________

SW1

"SW2"  DEGREE SWING (110 - 120) - Template Hardware (Door Closers / Overhead Stops) Installation to Specified Degree of Swing (110 - 120), See Door Schedule. 

__________________________________________________________________________________________

SW2

"SW3"  DEGREE SWING (180)  -  Door must be able to swing 180 degrees. 

Template Hardware installation for 180 Degree swing operation. 

 (175 Degrees where limited by field conditions or hardware specified)

__________________________________________________________________________________________

SW3
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iQ™ Optima®

Technical Data Standards

Type of Floor Covering ASTM F1913 Homogeneous Vinyl Sheet

Classification ASTM F1913 (Vinyl Sheet) Exceeds Requirements

Wear Layer Thickness ASTM F410 0.080” Gauge (2.0 mm)

Polyurethane Reinforced ASTM F410 Yes 

Total Thickness ASTM F386 0.080” Gauge (2.0 mm)

Static Load Limit ASTM F970 Passes

Resistance to Heat ASTM F1514 ∆E ≤ 8.0

Resistance to Light ASTM F1515 ∆E ≤ 8.0

Slip Resistance ASTM D2047 SCOF ≥ 0.5

Flame Resistance ASTM E648 Class 1

Surface Burning Rating CAN/ULC S102.2 Passes

Chemical Resistance ASTM F925 Passes

Tile Size Tolerance ASTM F2055 ≤ 0.016” per lin ft.

Tile Squareness ASTM F2055 ≤ 0.010”

Tile Dimensional Stability ASTM F2199 ≤ 0.020” per lin. ft.

Colors 64

Roll
Length 

Width 
Weight/ yd²/ m²

82’ 7” (25 linear meters) 
6’ 6” nominal (2m) 
Approximately 5.3 lbs/yd² (2.8 kg/m²)

Tile

Size 
Pieces per Carton

Square feet per carton 
Weight

Please visit www.tarkettna.com for the most updated specification, installation, cleaning and maintenance instructions. The weld rods listed 
are intended to correspond with the denoted iQ Optima colors. Other welding rods can be used for a variety of visual “effects”.

How to Order:
Rolls
Tiles

XXXX-(XXX) Color Number
XXXX-(XXX) Color Number

30000 Aurora Road 
Solon, OH 44139

800-899-8916 or 440-543-8916

tarkettna.com
©2017 Tarkett

02/17 

by

TVOC14 ASTM D5116

<10 µg/m3

Better Indoor
Air Quality

*

GOOD MATERIALS
•  Materials safe for the environment  

and safe for people
•  Contains 25.5% pre-consumer  

recycled content

RESOURCE STEWARDSHIP
•  Committed to 3% yearly reduction goals  

in water, waste and energy and 20% in  
greenhouse gas emissions by 2020.

PEOPLE FRIENDLY SPACES
• TVOCs ≤10 μg/m3

• Phthalate free
•  FloorScore® certified meeting CA01350
•  CERTIFIED asthma & allergy friendly™ by the 

Asthma and Allergy Foundation of America 
(AAFA) and the Asthma Society of Canada (ASC)

•  Low-emitting adhesives
•  SpraySmart 901 - C2C bronze certified meeting 

MR credit 4 option 1 requirements

REUSE:
•  ReStart® program reclaims samples, installation 

waste and flooring at end of use.

Unique
Surface
Restoration

NO WAX. NO FINISH. FOR LIFE.

R E S T O R E S  L I K E  N E W.

12” x 12” (30cm x 30cm) 
60
60 ft2 (5.57 m2) 
36 lbs. per ctn (16 kg)

12” x 24” (30cm x 61cm) 
28
56 ft2 (5.20 m2) 
34.7 lbs. per ctn (15.75 kg)

24” x 24” (61cm x 61cm) 
14
56 ft2 (5.21 m2) 
33 lbs. per ctn (15 kg)

12"

24"

12"

12"

24"

24"

Acoustiflor® options available



C O N S T R U C T I O N LVT with micro-beveled edges

AVA I L A B L E  S I Z E S 12” x 12” (305 mm x 305 mm), 12” x 24” (305 mm x 610 mm)

W E A R L AY E R T H I C K N E S S 20 mil (0.51 mm)

OV E R A L L  T H I C K N E S S .098” (2.5 mm)

P I E C E S  P E R  C A R TO N 36 pieces – 12” x 12”; 18 pieces – 12” x 24”

C OV E R AG E P E R  C A R TO N 36 sq. ft. – 12” x 12”; 36 sq. ft. – 12” x 24”

Q U I C K S T I X ®
LVT with pre-applied adhesive, reducing time and labor required to install the flooring. QuickStix floors can be used immediately after 
installation, even in extreme moisture areas.

1 0 WA R R A N T Y This product is backed by our Limited 10 Year Commercial Warranty.

3 R D  PA R T Y  C E R T I F I C AT I O N S FloorScore, Industry-wide 3rd party Type III EPD (Environmental Product Declaration)

L E E D Mannington Commercial products may contribute to multiple LEED credits.

U S  M A N U FAC T U R I N G
Mannington is a fourth generation, family-owned company deeply committed to U.S. manufacturing. We make flooring in seven 
communities across the U.S., allowing us to provide the highest levels of service and quality in the industry, while supporting local 
economies and crafting quality, American-made products.

S TAT I C  LOA D L I M I T 750 PSI

S P E C I F I C AT I O N S  ( A S T M F 1 7 0 0) Class III, Type B

H E AT  S TA B I L I T Y  ( A S T M F 1 5 1 4) Passes

S TA I N  &  C H E M I C A L  R E S I S TA N C E ( A S T M F 9 2 5 ) Passes

H U D/ F H A R E Q U I R E M E N T S Exceeds

A M E R I C A N S  W I T H  D I S A B I L I T I E S  AC T  G U I D E L I N E S  ( A DAG ) Meets or exceeds ADA Guidelines

C O E F F I C I E N T  O F  F R I C T I O N (C O F ) ≥ 0.5 Leather; 0.6 Rubber

F LO O R I N G R A D I A N T  PA N E L  ( A S T M E 6 4 8 ) ≥ 0.45 watts/cm2, Passes (Class 1)

N . B . S .  S M O K E C H A M B E R ( A S T M E 6 6 2 ) < 450-Passes

I N S TA L L AT I O N A D H E S I V E

Porous Substrate: V-82 Full Spread/RH 75%, MVER 3. Non-Porous Substrate: V-95 Full Spread, 2 Part Epoxy/RH 75%, MVER 3. Porous & Non-
Porous Substrate: M-Guard V-88 Full Spread, Transitional Pressure Sensitive/RH 90%, MVER 8; XpressStep for LVT Spray Adhesive/RH 90%, 
MVER 8, pH 11; XpressStep Premium Spray Adhesive/RH 93%, MVER 10, pH 12; QuickStix®  pre-applied adhesive/99% RH, MVER 18, pH 12.
Note: Must use V-95 or XpressStep for LVT or Premium Spray adhesive under hospital beds and heavy rolling loads or where high performance is needed.

SPECIFICATIONS -  PRIMARY ELEMENTS  (Bond & St ructure)

For complete specifications, visit our website, manningtoncommercial.com.

B O  N  D  1  2  ”  x 1  2  ” a  n  d  1  2  ”  x  2 4  ” - A u  r  a  P  E  1  0  4  ,  C  a  d  m  i  a  P  E  1  0 3  ,  A  z  u  r e  P  E  1  0  9  ,  B  e  a 
m  P  E  1  1  2  ,  S  p  a  r  P  E  1  0 7 ,  H  e  l  i  o  s  P  E  1  1  3  
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1. FLOOR CONSTRUCTION: 3" LIGHTWEIGHT CONCRETE ON 2"-20ga LOK GALV.  COMPOSITE FLOOR DECK (5" TOTAL THICKNESS)
REINFORCED WITH 6x6-W2.9xW2.9 WELDED WIRE FABRIC (CHAIRED).

2. TOP OF SLAB ELEVATION: 21'-0"

3. TOP OF STEEL ELEVATION (-5") FROM TOP OF SLAB

4. (XX) INDICATES NUMBER OF 3/4"Ø x4" SHEAR STUDS WELDED TO THE TOP FLANGE OF STEEL BEAMS.

5. PROVIDE POURSTOP AT ALL EDGE OF SLAB CONDITIONS UNLESS OTHERWISE SHOWN ON DRAWINGS.

  "  INDICATES MOMENT CONNECTION, REFER TO  TYPICAL DETAILS ON DRAWING  S-6016. "

7. "R.A."  INDICATES STEEL RELIEVING ANGLE. SEE 7/S601

FLOOR FRAMING NOTES

8. ALL BEAM FRAMING SHALL HAVE EQUAL SPACING BETWEEN COLUMNS, UNLESS NOTED OTHERWISE.

HIGH ROOF FRAMING NOTES:

1. TYPICAL ROOF CONSTRUCTION: 1 1/2 "X20GA. GALVANIZED TYPE "BA" ACOUSTIC METAL ROOF DECK, 
REFER TO GENERAL NOTES FOR FASTENING REQUIREMENTS.

D1.5A

"  INDICATES MOMENT CONNECTION, REFER TO  TYPICAL DETAILS ON DRAWING S-6012. "

4. UNDERSIDE OF DECK EL. 73'-7 /2"

5. ALL BEAM FRAMING SHALL HAVE EQUAL SPACING BETWEEN COLUMNS, UNLESS NOTED OTHERWISE.

3. REFER TO DRAWING S-601 FOR ALL ROOF FRAMES AT OPENINGS. COORDINATE ALL OPENING LOCATIONS
WITH ARCHITECTURAL AND MECHANICAL DRAWINGS.
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980 CHAPEL STREET
NEW HAVEN, CT 06510
203.786.8600

NEW HAVEN PUBLIC
SCHOOLS

120 HUYSHOPE AVENUE
SUITE 400
HARTFORD, CT 06106
860.247.9226

KEY PLAN NORTH

BA

 1/8" = 1'-0"

STRONG 21st
CENTURY
COMMUNICATIONS
LAB SCHOOL
SOUTHERN CONNECTICUT STATE UNIVERSITY
69 FARNHAM AVENUE
NEW HAVEN, CT 06515

STATE PROJECT# : 093-0368N

CAFE AND GYM ROOF AND
FLOOR FRAMING PLAN -
LEVEL 3 AREA B

S-131

100 % CONSTRUCTION
DOCUMENTS

H16040.00

AC

2017-09-08

FREEMAN COMPANIES
36 JOHN STREET
HARTFORD, CT 06106
860.251.9550

MICHAEL HORTON ASSOCIATES
151 MEADOW STREET
BRANFORD, CT 06405
203.481.8600

CONSULTING ENGINEERING SERVICES
811 MIDDLE STREET
MIDDLETOWN, CT 06457
860.632.1682

JAFFE HOLDEN ACOUSTICS
114A WASHINGTON STREET
NORWALK, CT 06854
203.838.4167

McFARLAND KISTLER & ASSOCIATES
1130 PERRY HIGHWAY - SUITE 115
PITTSBURGH, PA 15237
412.367.1905

P.H. HAWLEY ASSOCIATES
36 SCENIC DRIVE
BERLIN, CT 06037
860.438.7636

SITE/CIVIL ENGINEER

STRUCTURAL ENGINEER

MEP ENGINEER / FIRE PROTECTION

ACOUSTIC / AUDIO VISUAL

FOOD SERVICE

HARDWARE CONSULTANT

 1/8" = 1'-0"1 FLOOR FRAMING PLAN LEVEL 3 AREA B

1 03/16/2018 ADDENDUM 1

1
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WF BEAM
REFER TO PLAN
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REFER TO COLUMN
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NOTE: EXPOSED CONNECTIONS
TO MEET AESS REQUIREMENTS

10.111

ROOF DECK
REFER TO PLAN

WF BEAM
REFER TO PLAN

10 3/8"

CANOPY FRAMING
BY OTHERS

CANOPY CONNECTION
TO HSS BY CANOPY
MANUFACTURER

PROVIDE BETWEEN SOLID
BLOCKING STUDS TO
SUPPORT HANGER ROD.
COORDINATE WITH CANOPY
MANUFACTURER

L4X4X5/16 CONT.
TOP AND BOTTOM

BOTTOM OF PLATE
REFER TO ARCH'L DRAWINGS

5/16" CONT. PLATE

REFER TO 10/S-601

1' - 0"

1/4" 3 @ 8"1 1/2" MIN.

1 1/2" MIN.

3/8"xCONT. BENT PLATE.
MAINTAIN 1 1/2" EDGE
CLEARANCE TO RODS.
COORDINATE DIMENSION
WITH FIRE DOOR MANUF.

NEW WF BEAM,
REFER TO PLAN
FOR SIZE AND
LOCATION

SLAB ON GRADE
REFER TO PLAN

RODS BY FIRE
DOOR MANUF.

2016 JCJ Architecturec

P.M.

P.I.C.

P.A.

L.D.

REVISIONS:

SCALE

DRAWN

ISSUE

JOB

CONSULTANTS:

980 CHAPEL STREET
NEW HAVEN, CT 06510
203.786.8600

NEW HAVEN PUBLIC
SCHOOLS

120 HUYSHOPE AVENUE
SUITE 400
HARTFORD, CT 06106
860.247.9226

 3/4" = 1'-0"

STRONG 21st
CENTURY
COMMUNICATIONS
LAB SCHOOL
SOUTHERN CONNECTICUT STATE UNIVERSITY
69 FARNHAM AVENUE
NEW HAVEN, CT 06515

STATE PROJECT# : 093-0368N

FLOOR SECTIONS

S-406

100 % CONSTRUCTION
DOCUMENTS

H16040.00

AC

2017-09-08

FREEMAN COMPANIES
36 JOHN STREET
HARTFORD, CT 06106
860.251.9550

MICHAEL HORTON ASSOCIATES
151 MEADOW STREET
BRANFORD, CT 06405
203.481.8600

CONSULTING ENGINEERING SERVICES
811 MIDDLE STREET
MIDDLETOWN, CT 06457
860.632.1682

JAFFE HOLDEN ACOUSTICS
114A WASHINGTON STREET
NORWALK, CT 06854
203.838.4167

McFARLAND KISTLER & ASSOCIATES
1130 PERRY HIGHWAY - SUITE 115
PITTSBURGH, PA 15237
412.367.1905

P.H. HAWLEY ASSOCIATES
36 SCENIC DRIVE
BERLIN, CT 06037
860.438.7636

SITE/CIVIL ENGINEER

STRUCTURAL ENGINEER

MEP ENGINEER / FIRE PROTECTION

ACOUSTIC / AUDIO VISUAL

FOOD SERVICE

HARDWARE CONSULTANT

 3/4" = 1'-0"1 SECTION
 3/4" = 1'-0"2 SECTION

 3/4" = 1'-0"3 SECTION
 3/4" = 1'-0"4 SECTION

 3/4" = 1'-0"5 SECTION

 3/4" = 1'-0"6 SECTION
 3/4" = 1'-0"7 SECTION

 3/4" = 1'-0"8 SECTION
 3/4" = 1'-0"9 SECTION

 3/4" = 1'-0"10 SECTION
 3/4" = 1'-0"11 SECTION

 3/4" = 1'-0"12 SECTION
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 3/4" = 1'-0"13 SECTION
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CHANNEL RUNNER FASTENED
TO FLOOR SLAB

DETAIL AT BASE

PLAN DETAIL

DETAIL AT TOP

VARIES

METAL STUDS AT 16" OC

DEFLECTION TRACK
ATTACHED TO DECK

FILL VOIDS BETWEEN
PARTITION AND DECK WITH
MINERAL FIBER SOUND
ATTENUATION INSULATION AT
NON-RATED PARTITIONS OR
MINERAL FIBER SAFING
INSULATION AT SMOKETIGHT
PARTITIONS

FLOOR LINE

CONTROL JOINT STAPLE TO
GYPSUM BOARD AND FINISH
WITH JOINT COMPOUND

(2) LAYERS 5/8" TYPE X
GYPSUM BOARD

EXTENDED WALL TO UNDERSIDE
OF STRUCTURE ABOVE -
PROVIDE 1/2" CLEARANCE
BETWEEN TOP OF GYPSUM
BOARD AND BOTTOM OF DECK

BOTTOM OF FLOOR OR ROOF
SLAB / DECK BEYOND

FIRE - RESISTIVE SEALANT AT
GYPSUM BOARD SIDE OF
VOIDS BETWEEN WALL AND
DECK AT SMOKETIGHT
PARTITIONS

SOUND ATTENUATION FULL
DEPTH AND HEIGHT OF METAL
STUDS

VARIES

SEAL CONCELED JOINTS IN
PERIMETER AND PENETRATIONS
WITH ACOUSTICAL SEALANT
BOTH SIDES

1" MIN

(2) LAYERS 5/8" TYPE X
GYPSUM BOARD

FLOOR LINE

AT TYPE 'KA' PROVIDE SOUND
ATTENUATION FULL DEPTH
AND HEIGHT OF METAL STUDS

CONTROL JOINT STAPLE TO
GYPSUM BOARD AND FINISH
WITH JOINT COMPOUND

BOTTOM OF FLOOR OR ROOF
SLAB / DECK BEYOND

DETAIL AT BASE

PLAN DETAIL

DETAIL AT TOP

METAL STUDS AT 16" OC

METAL STUDS AT 16" OC

METAL STUDS AT 16" OC

FACE  OF WALL (SEE PLANS)

FIRE - RESISTIVE SEALANT AT
GYPSUM BOARD SIDE OF
VOIDS BETWEEN WALL AND
DECK AT SMOKETIGHT
PARTITIONS

5/8" TYPE X GYPSUM BOARD
(2 LAYERS AT TYPE 'KA')

FLOOR LINE

SOUND ATTENUATION FULL
DEPTH AND HEIGHT OF METAL
STUDS

CONTROL JOINT BOTH
SIDES: STAPLE TO GYPSUM
BOARD AND FINISH WITH
JOINT COMPOUND

5/8" TYPE X GYPSUM BOARD
BOTH SIDES

EXTENDED PARTITION TO
UNDERSIDE OF STRUCTURE
ABOVE - PROVIDE 1/2"
CLEARANCE BETWEEN TOP OF
GYPSUM BOARD AND BOTTOM
OF DECK

BOTTOM OF FLOOR OR ROOF
SLAB / DECK BEYOND

FIRE-RESISTIVE SEALANT AT
BOTH SIDES OF VOIDS
BETWEEN PARTITION AND
DECK AT SMOKETIGHT AND
FIRE-RATED PARTITIONS

DETAIL AT BASE

PLAN DETAIL

DETAIL AT TOP
FILL VOIDS BETWEEN
PARTITION AND DECK WITH
MINERAL FIBER SOUND
ATTENUATION INSULATION AT
NON-RATED PARTITIONS OR
MINERAL FIBER SAFING
INSULATION AT SMOKETIGHT
AND FIRE-RATED PARTITIONS

SEAL CONCEALED JOINTS IN
PERIMETER AND PENETRATIONS
WITH ACOUSTICAL SEALANT
BOTH SIDES

CHANNEL RUNNER FASTENED
TO FLOOR SLAB

METAL STUDS AT 16" OC

DEFLECTION TRACK
ATTACHED TO DECK

MOMENT CLIPS  ATTACHED TO
FLOOR AND STUDS AT
CLERESTORY WINDOWS

FLOOR LINE

SOUND ATTENUATION FULL
DEPTH AND HEIGHT OF METAL
STUDS

5/8" TYPE X GYPSUM BOARD

5/8" TYPE X GYPSUM BOARD
- 1 LAYERS = 1HR
- 2 LAYERS = 2HR
- 3 LAYERS = 3HR

EXTEND WALL TO UNDERSIDE
OF STRUCTURE ABOVE -
PROVIDE 1/2" CLEARANCE
BETWEEN TOP OF GYPSUM
BOARD AND BOTTOM OF DECK

BOTTOM OF FLOOR OR ROOF
SLAB DECK BEYOND

FIRE-RESITIVE SEALANT AT
BOTH SIDES OF VOIDS
BETWEEN PARTITION AND
DECK AT SMOKETIGHT AND
FIRE-RATED PARTITIONS

FILL VOIDS BETWEEN
PARTITION AND DECK WITH
MINERAL FIBER SOUND
ATTENUATION INSULATION AT
NON-RATED PARTITION OR
MINERAL FIBER SAFING
INSULATION AT SMOKETIGHT
AND FIRE-RATED PARTITIONS

DEFLECTION TRACK
ATTACHED TO DECK

METAL STUDS AT 16" OC

CONTROL JOINT BOTH
SIDES: STAPLE TO GYPSUM
BOARD AND FINISH WITH
JOINT COMPOUND

CHANNEL RUNNER FASTENED
TO FLOOR SLAB

SEAL CONCEALED JOINTS IN
PERIMETER AND PENETRATIONS
WITH ACOUSTICAL SEALANT
BOTH SIDES

DETAIL AT BASE

PLAN DETAIL

DETAIL AT TOP

1/
2"

 M
A

X
.

5/
8"

MOMENT CLIPS ATTACHED TO
FLOOR AND STUDS AT
CLERESTORY WINDOWS

FIRE-RESITIVE SEALANT AT
BOTH SIDES OF VOIDS
BETWEEN PARTITION AND
DECK AT SMOKETIGHT AND
FIRE-RATED PARTITIONS

BOTTOM OF FLOOR OR ROOF
SLAB DECK BEYOND

EXTEND WALL TO UNDERSIDE
OF STRUCTURE ABOVE -
PROVIDE 1/2" CLEARANCE
BETWEEN TOP OF GYPSUM
BOARD AND BOTTOM OF DECK

5/8" TYPE X GYPSUM BOARD
- 1 LAYERS = 1HR
- 2 LAYERS = 2HR
- 3 LAYERS = 3HR

C-H STEEL STUDS AT
16" OC

MINERAL WOOL BATT
INSULATION

FLOOR LINE

DETAIL AT BASE

PLAN DETAIL

DETAIL AT TOP

ALL VOIDS BETWEEN
PARTITION AND DECK WITH
MINERAL FIBER SOUND
ATTENUATION INSULATION AT
NON-RATED PARTITION OR
MINERAL FIBER SAFING
INSULATION AT SMOKETIGHT
AND FIRE-RATED PARTITIONS

2 1/2" J RUNNER CHANNEL

1" TYPE X GYPSUM BOARD
LINER PANEL

2 1/2" J CHANNEL RUNNER
FASTENED TO FLOOR SLAB

SEAL CONCEALED JOINTS IN
PERIMETER AND PENETRATIONS
WITH ACOUSTICAL SEALANT
BOTH SIDES

FILL VOIDS BETWEEN
PARTITION AND DECK WITH
MINERAL FIBER SOUND
ATTENUATION INSULATION AT
NON-RATED PARTITION OR
MINERAL FIBER SAFING
INSULATION AT SMOKETIGHT
AND FIRE-RATED PARTITIONS

TOP OF WALL ANCHOR AND
SEISMIC LATERAL SUPPORT

HORIZONTAL JOINT
REINFORCEMENT AT 16" OC
VERTICALLY - DO NOT RUN
REINFORCEMENT THROUGH
CMU CONTROL JOINT

HORIZONTAL JOINT
REINFORCEMENT AT 16" OC
VERTICALLY

CONCRETE MASONRY UNITS

FIRE-RESISTIVE SEALANT AT
BOTH SIDES OF VOIDS
BETWEEN PARTITION AND
DECK AT SMOKETIGHT AND
FIRE-RATED PARTITIONS

BOTTOM OF FLOOR OR ROOF
SLAB / DECK BEYOND

EXTENDED WALL TO UNDERSIDE
OF STRUCTURE ABOVE -
PROVIDE 3/4" CLEARANCE
BETWEEN TOP OF CMU AND
BOTTOM OF DECK

ELASTOMERIC CONTROL JOINT

SEALANT AND BACKER ROD
AT NON-RATED PARTITIONS,
FIRE-RESISTIVE SEALANT AND
BACKER ROD AT SMOKETIGHT
AND FIRE-RATED WALLS BOTH
SIDES OF VERTICAL JOINTS

FLOOR LINE

DETAIL AT BASE

PLAN DETAIL

DETAIL AT TOP

FLOOR LINE

SOUND ATTENUATION FULL
DEPTH AND HEIGHT OF METAL
STUDS

5/8" TYPE X GYPSUM BOARD

5/8" TYPE X GYPSUM BOARD
2 LAYERS

EXTEND WALL TO UNDERSIDE
OF STRUCTURE ABOVE -
PROVIDE 1/2" CLEARANCE
BETWEEN TOP OF GYPSUM
BOARD AND BOTTOM OF DECK

FIRE-RESITIVE SEALANT AT
BOTH SIDES OF VOIDS
BETWEEN PARTITION AND
DECK AT SMOKETIGHT AND
FIRE-RATED PARTITIONS

BOTTOM OF FLOOR OR ROOF
SLAB DECK BEYOND

DETAIL AT BASE

PLAN DETAIL

DETAIL AT TOP
ALL VOIDS BETWEEN
PARTITION AND DECK WITH
MINERAL FIBER SOUND
ATTENUATION INSULATION AT
NON-RATED PARTITION OR
MINERAL FIBER SAFING
INSULATION AT SMOKETIGHT
AND FIRE-RATED PARTITIONS

DEFLECTION TRACK
ATTACHED TO DECK

METAL STUDS AT 16" OC

CONTROL JOINT BOTH
SIDES: STAPLE TO GYPSUM
BOARD AND FINISH WITH
JOINT COMPOUND

5/8" TYPE X GYPSUM BOARD
2 LAYERS

CHANNEL RUNNER FASTENED
TO FLOOR SLAB

SEAL CONCEALED JOINTS IN
PERIMETER AND PENETRATIONS
WITH ACOUSTICAL SEALANT
BOTH SIDES

1/
2"

 M
A

X
.

5/
8"

CONCRETE MASONRY UNIT
BULLNOSE CAP

BOND BEAM

HORIZONTAL JOINT
REINFORCEMENT AT 16" OC
VERTICALLY - DO NOT RUN
REINFORCEMENT THROUGH
CMU CONTROL JOINT

DETAIL AT TOP

PLAN DETAIL

DETAIL AT BASE

HORIZONTAL JOINT
REINFORCEMENT AT 16" OC
VERTICALLY

CONCRETE MASONRY UNITS

FLOOR LINE

SEALANT AND BACKER ROD
AT NON-RATED PARTITIONS,
FIRE-RESISTIVE SEALANT AND
BACKER ROD AT SMOKETIGHT
AND FIRE-RATED WALLS BOTH
SIDES OF VERTICAL JOINTS

RUBBER CONTROL JOINT

FLOOR LINE

CHANNEL RUNNER FASTENED
TO FLOOR SLAB

MEAL STUDS AT 16" OC

2" X 2" X 1/4" STEEL ANGLES
BOTH SIDES WELDED TO
STEEL TUBE AND BOLTED TO
WOOD BLOCKING

DETAIL AT BASE

PLAN DETAIL

DETAIL AT TOP

2" X 2" X 1/4" STEEL ANGLES
BOTH SIDES WELDED TO
STEEL TUBE AND BOLTED TO
FLOOR

2" X 6" X 1/4" STEEL TUBE @ 8'-0"
OC WELDED TO ANGLES TOP
AND BOTTOM

2" X 2" X 1/4" STEEL ANGLES
BOTH SIDES WELDED TO
STEEL TUBE AND BOLTED TO
FLOOR

METAL STUDS AT 16" OC

CONTINUOUS WOOD BLOCKING

PAINTED WOOD TOP RAIL

1/
4"

1 
1/

4"

DETAIL AT TOP

DETAIL AT BOTTOM

CONCRETE MASONRY UNITS

HORIZONTAL JOINT
REINFORCEMENT AT 16" OC
VERTICALLY

SEAL JOINTS IN PERIMETER
AND PENETRATIONS WITH
ACOUSTICAL SEALANT BOTH
SIDES

LIGHT GAUGE TRACK
ANCHORED TO BOND BEAM

SOUND ATTENUATION FULL
DEPTH AND HEIGHT OF METAL
STUDS

DEFLECTION TRACK
ATTACHED TO DECK

FILL VOIDS BETWEEN
PARTITION AND DECK WITH
MINERAL FIBER SOUND
ATTENUATION INSULATION AT
NON-RATED PARTITION OR
MINERAL FIBER SAFING
INSULATION AT SMOKETIGHT
AND FIRE-RATED PARTITIONS

FIRE-RESISTIVE SEALANT AT
BOTH SIDES OF VOIDS
BETWEEN PARTITION AND
DECK AT SMOKETIGHT AND
FIRE-RATED PARTITIONS
BOTTOM OF FLOOR OR ROOF
SLAB / DECK BEYOND

BOTTOM OF FLOOR OR ROOF
SLAB / DECK BEYOND

EXTEND WALL TO UNDERSIDE
OF STRUCTURE ABOVE -
PROVIDE 1/2" CLEARANCE
BETWEEN TOOP OF GYPSUM
BOARD AND BOTTOM OF DECK

STUDS BRACING FROM TOP
OF WALL TO STRUCTURE
ABOVE

CONCRETE MASONRY
BOND BEAM

6"

DETAIL AT BASE

PLAN DETAIL

DETAIL AT TOP

METAL STUDS AT 16" OC

METAL STUDS AT 16" OC

METAL STUDS AT 16" OC

FACE OF WALL (SEE PLANS)

FLOOR LINE

5/8" TYPE X GYPSUM
BOARD

CONTROL JOINT
STAPLE TO GYPSUM
BOARD AND FINISH
WITH JOINT
COMPOUND

CEILING LINE - REFER
TO REFLECTED CEILING
PLANS

BOTTOM OF FLOOR OR
ROOF SLAB / DECK
BEYOND

APPLY FIRESTOP  SEALANT AT
VOIDS BETWEEN VERTICAL
RATED WALLS AND HORIZONTAL
SHAFT WALL (BOTH SIDES) IN
ACCORDANCE WITH A UL
APPROVED FIRE STOP SYSTEM

1" SHAFT WALL SEE SPECS

SHAFT WALL METAL STUDS
24" OC SPANNING WIDTH OF
SHAFT

5/8" TYPE C GYPSUM BOARD
- 1 LAYERS = 1HR
- 2 LAYERS = 2HR
TESTING NUMNBER NER 258

APPLY FIRESTOP SEALANT AT
VOIDS BETWEEN VERTICAL
RATED WALLS AND
HORIZONTAL SHAFT WALL
(BOTH SIDES) IN
ACCORDANCE WITH A UL
APPROVED FIRE STOP SYSTEM

SHAFT WALL RUNNER
CHANNEL EACH SIDE

TYPICAL NOTE:
FIRE STOP PERIMETER
AND ALL
PENETRATIONS WITH
FIRE SAFING AND
FIRESTOP SEALANT IN
ACCORDANCE WITH A
UL APPROVED FIRE
STOP SYSTEM.

SEAL CONCEALED JOINTS IN
PERIMETER AND PENETRATIONS
WITH ACOUSTICAL SEALANT
BOTH SIDES

CHANNEL RUNNER FASTENED
TO FLOOR SLAB

5/8" TYPE X GYPSUM BOARD
BOTH SIDES

METAL STUDS AT 16" OC

DETAIL AT BASE

PLAN DETAIL

DETAIL AT TOP

FLOOR LINE

SOUND ATTENUATION
FULL DEPTH AND
HEIGHT OF METAL
STUDS

CONTROL JOINT BOTH
SIDES:  STAPLE TO GYPSUM
BOARD AND FINISH WITH
JOINT COMPOUND

CEILING LINE - REFER
TO REFLECTED
CEILING PLANS

STUDS BRACING FROM TOP
OF WALL 24" OC
STAGGERED AND FASTENED
TO STRUCTURE ABOVE
WHERE WALL DOES NOT
EXTEND TO DECK ABOVE

6"

BRACING CONDITION #1

1. PROVIDE STUD BRACING AT 24" OC STAGGERED AND FASTENED TO STEEL FRAMING ABOVE

(NON-RATED, NON-ACOUSTIC PARTITIONS)

BRACING CONDITION #2

1. PROVIDE STUD BRACING AT 24" OC STAGGERED AND FASTENED TO STEEL FRAMING ABOVE
AND ONE LAYER GYPSUM BOARD ONE SIDE OF VERTICAL STUDS

2. SMOKE SEAL ENTIRE GYPSUM BOARD PERIMTER AND ALL PENETRATIONS WITH A U.L.
APPROVED SMOKE STOP SEALANT

(SMOKE PARTITIONS)

BRACING CONDITION #3

1. PROVIDE STUD BRACING AT 24" OC STAGGERED AND FASTENED TO STEEL FRAMING ABOVE
AND ONE OR TWO LAYERS GYPSUM BOARD EACH SIDE OF VERTICAL STUDS, IN ACCORDANCE
WITH TEST ASSEMBLY

2. PROVIDE SOUND ATTENUATION INSULATION AS SHOWN
3. SEAL ENTIRE GYPSUM BOARD PERIMETER AND ALL PENETRATIONS WITH MINERAL BIBER

SOUND ATTENUATION AND ACOUSTICAL SEALANT.

(ACCOUSTIC PARTITIONS)

BRACING CONDITION #4

1. PROVIDE STUD BRACING AT 24" OC STAGGERED AND FASTENED TO STEEL FRAMING ABOVE
AND ONE LAYER GYPSUM BOARD EACH SIDE OF VERTICAL STUDS

2. FIRE STOP ENTIRE GYPSUM BOARD PERIMETER AND ALL PENETRATINS WITH FIRESAFING AND
FIRESTOP SEALANT IN ACCORDANCE WITH A U.L. APPROVED FIRE STOP SYSTEM.

(RATED PARTITIONS)

 1" = 1'-0"3
MTL. STUD ACOUSTIC PARTITIONS

 1" = 1'-0"2
METAL STUD FURRING

 1" = 1'-0"4
METAL STUD PARTITION

 1" = 1'-0"5
RATED METAL STUD PARTITION

 1" = 1'-0"6
SHAFT WALL PARTITION

 1" = 1'-0"1
CONCRETE MASONRY PARTITION

 1" = 1'-0"9
METAL STUD ACOUSTIC PARTITION

 1" = 1'-0"10
LOW CONCRETE MASONRY PARTITIONS

 1" = 1'-0"11
LOW METAL STUD PARTITIONS

 1" = 1'-0"12
PARTITION BRACING DETAIL

 1" = 1'-0"13
STUD FURRING

 1" = 1'-0"14
HORIZONTAL SHAFT WALL

 1" = 1'-0"15
METAL STUD PARTITIONS

USED WHERE WALL DOES NOT EXTEND TO DECK ABOVE ONLY

USED WHERE WALL DOES NOT EXTEND TO DECK ABOVE ONLY

NOTES:
1. ALL WALLS SHALL EXTEND TO THE UNDERSIDE OF THE FLOOR OR ROOF DECK ABOVE UNLESS OTHERWISE NOTED.
2. TOP OF WALL, PERIMETER AND PENETRATIONS OF FIRE-RATED WALLS SHALL BE FIRESTOPPED WITH A UL APPROVED

THROUGH PENETRATION FIRESTOP SYSTEM.
3. TOP OF WALL, PERIMETER AND PENETRATIONS OF SMOKE PARTITION WALLS SHALL BE MADE SMOKETIGHT.
4. SEAL ALL PENETRATIONS THROUGH AND PERIMETER OF GYPSUM BOARD PARTITIONS WITH ACOUSTICAL SEALANT. SEAL

AROUND ALL DEVICES MOUNTED IN GYPSUM BOARD PARTITIONS WITH ACOUSTICAL SEALANT.
5. STEEL FRAMING MEMBERS INTEGRAL WITH NEW PARTITION CONSTRUCTION PROVIDING AT FIRE SEPARATION SHALL RECEIVE

SPRAY-ON FIREPROOFING (UL DESIGN NO. N720 AT FLOOR CONSTRUCTION AND UL DESIGN NO. S715 AT ROOF CONSTRUCTION)
TO ACHIEVE THE DESIGNATED FIRE RATING OF THE FIRE SEPARATION.

6. REFER TO EQUIVALENT THICKNESS RATINGS, IBC, TABLE 720.1(2).
7. PROVIDE ABUSE RESISTANT GYPSUM BOARD ON ALL EXPOSED CORRIDOR WALLS FROM FLOOR TO 4'-0" A.F.F. WALLS WITH

TILES FINISH OR BEHIND LOCKERS NOT REQUIRED.
8. PROVIDE MOMENT CLIPS AT ALL STUD WALLS AT CLERESTORIES.

 12" = 1'-0"16
PARTITION BRACING NOTES

2016 JCJ Architecturec

P.M.

P.I.C.

P.A.

L.D.

REVISIONS:

SCALE

DRAWN

ISSUE

JOB

CONSULTANTS:

980 CHAPEL STREET
NEW HAVEN, CT 06510
203.786.8600

NEW HAVEN PUBLIC

SCHOOLS

120 HUYSHOPE AVENUE
SUITE 400
HARTFORD, CT 06106
860.247.9226

As indicated

STRONG 21st

CENTURY

COMMUNICATIONS

LAB SCHOOL
SOUTHERN CONNECTICUT STATE UNIVERSITY

69 FARNHAM AVENUE

NEW HAVEN, CT 06515

STATE PROJECT# : 093-0368N

PARTITION TYPES

A-003

ISSUED FOR BID
03-05-2018

H16040.00

2017-09-08

FREEMAN COMPANIES

36 JOHN STREET

HARTFORD, CT 06106

860.251.9550

MICHAEL HORTON ASSOCIATES

151 MEADOW STREET

BRANFORD, CT 06405

203.481.8600

CONSULTING ENGINEERING SERVICES

811 MIDDLE STREET

MIDDLETOWN, CT 06457

860.632.1682

JAFFE HOLDEN ACOUSTICS

114A WASHINGTON STREET

NORWALK, CT 06854

203.838.4167

McFARLAND KISTLER & ASSOCIATES

1130 PERRY HIGHWAY - SUITE 115

PITTSBURGH, PA 15237

412.367.1905

P.H. HAWLEY ASSOCIATES

36 SCENIC DRIVE

BERLIN, CT 06037

860.438.7636

SITE/CIVIL ENGINEER

STRUCTURAL ENGINEER

MEP ENGINEER / FIRE PROTECTION

ACOUSTIC / AUDIO VISUAL

FOOD SERVICE

HARDWARE CONSULTANT

PARTITION TYPE SCHEDULE
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REMARKS

A 3 5/8" 4" X 1

C 7 5/8" 8" X 1

C1 7 5/8" 8" X 1 48 1 NOTE 6

C2 7 5/8" 8" X 2 U906 48 1

E 11 5/8" 12" X 1

F 7/8" 1 1/2" X 2 FURRING SHEATHING ONE SIDE

K 3 5/8" 4 1/4" X 2 SHEATHING ONE SIDE (1 LAYER)

KA 3 5/8" 4 7/8" X 2 SHEATHING ONE SIDE (2 LAYERS)

P 3 5/8" 4 7/8" X 4 SHEATHING BOTH SIDES

P1 3 5/8" 4 7/8" X 1 U419 49 SA-870717 5

PA 3 5/8" 6 1/8" X 56 USG-840818 5

Q 6" X 4

QW 8" 11 3/4" X 2 1 HOUR FIRE RATED AT LEVEL 2 ONLY

R 8" 9 1/4" X 4

SA 3 5/8" 10 3/4" X 2 66 SA-841102 3 ACOUSTIC PARTITION - DOUBLE STUD - RATED

V1 6" 6 5/8" X 1 U415 39 USG-040901 6 VERTICAL SHAFTWALL

V2 6" 7 1/4" X 2 U415 43 USG-040912 6 VERTICAL SHAFTWALL

1 03/16/2018 ADDENDUM 01



DN

RESOURCE

227

LANGUAGE
OFFICE

232A

CONFERENCE

232D

MEDIA
TECHNOLOGY

CENTER

234

SPED OFFICE

232B

WORK ROOM

232

CORRIDOR

224

STORAGE

203A

STORAGE

201A

2ND GRADE

203

2ND GRADE

201

STAIR 1

STAIR 1

WORK ROOM

202

1ST GRADE

211

1ST GRADE

213

TOILET

209A

1ST GRADE

209

TOILET

213A

TOILET

211A

2ND GRADE

207

STORAGE

207A

ELEVATOR

ELEVATOR

STAFF

212

CUSTODIAL

210

SENSORY

225

FACULTY
INNOVATION LAB

205

DATA

214

ELEC

216

ESL OFFICE

232C

ART

220

DISCOVERY

222

VESTIBULE

208

MUSIC

218

MEDIA WORK
ROOM

234A

BREAKOUT

224A

CORRIDOR

200

CORRIDOR

206

STAIR 3

STAIR 3

48P

165P
931 SF 20

E 47

814 SF 20

E 41

688 SF 20

E 35

448 SF 100

B 5

845 SF 20

E 43

837 SF 20

E 42

566 SF 100

B 6

862 SF 20

E 44

864 SF 20

E 44

864 SF 20

E 44

858 SF 20

E 43

0P

165P

3P

165P

400 SF 20

E 21

34P

165P

250 SF 100

B 3

216 SF 100

B 3

110 SF 100

B 2

95 SF 100

B 1

159 SF 100

B 2

256 SF 15

B 18

18P

165P

1P

165P

1P

165P

31

456 SF 100

B 5

21P

165P

1P

165P

26P

165P

54

188P

366P

42P

165P

88

44P

165P

44P

165P

130

44P

165P

45P

165P

89

73 SF 300

S 1

75 SF 300

S 1

0P

165P

6P

165P

1P

165P

1P

165P

45P

165P

45P

165P

95 185

190P

366P

0P

165P

30 SF 300

S 1

95

1P

165P

50 SF 300

S 1

68 SF 300

S 1

1P

165P

1P

165P

44P

165P

35P

165P

2

81

129

129P

366P

129P

366P

185'

T.D.

74 SF 300

S 1
1P

165P
0P

165P

=
72

.3
240P

193'

T.D.

=
1324

50
27P

=
330

100
4P

READING AREA  =

STACK AREA  =

TOTAL OCCUPANTS  = 31P

2P

165P

2P

165P

1P

165P

ELEC

230

DATA

228

STORAGE

219

184 SF 300

S 1

5P

165P

0P

165P

0P

165P

DN

SPECIAL
EDUCATION

215

CHANGING

215B

OBSERVATION

215A

CUSTODIAL

223

6P

165P

82 SF 300

S 1
1P

165P

21

96 SF 300

S 1

55 SF 300

S 1

55

188P

366P

864 SF 20

E 44

62 SF 100

B 1 1P

165P

131

132

34

3

OPEN TO
BELOW

OPEN TO
BELOW

OPEN TO
BELOW

1 HOUR FIRE RATING EXTENDING
10'-0" BEYOND STAIR 2 WINDOW
UL DESIGN V414

1 HOUR FIRE RATING EXTENDING
10'-0" BEYOND STAIR 2 WINDOW
UL DESIGN V414

1 HOUR FIRE RATING EXTENDING
10'-0" BEYOND STAIR 2 WINDOW
UL DESIGN V414

1 HOUR FIRE RATING EXTENDING
10'-0" BEYOND STAIR 2 WINDOW
UL DESIGN V414

CODE REFERENCE PLAN LEGEND

ROOM NAME & NUMBER

= ROOM OCCUPANCY LOAD (PEOPLE)=
875

20
43P

2345

OFFICE

AREA IN SQUARE FEET

OCCUPANCY LOAD FACTOR

1P

165P

ACTUAL EGRESS OCCUPANCY OF DOOR / STAIR

MAX. ALLOWABLE EGRESS OCCUPANCY OF DOOR
OR STAIR OR RAMP

ROOM OCCUPANCY LOAD

EXIT CAPACITY

DIRECTION OF TRAVEL
WITH ACCUMULATED OCCUPANCY LOAD

MAXIMUM TRAVEL DISTANCE (T.D.)
FROM FURTHEST POINT

ACCESSIBLE AREA OR EXIT

FLUSH CONDITION - 1/2" MAXIMUM ELEVATION CHANGE

2 HOUR FIRE RATED WALL
TIGHT TO DECK ABOVE (SMOKE TIGHT)

SMOKE TIGHT TO DECK ABOVE.  SEAL
AROUND ALL PENETRATIONS TO ACHIEVE
SMOKE TIGHT CONSTRUCTION

FIRE EXTINGUISHER (CABINET)F.E.(C)

200' T.D.

AREA OF REFUGEAOR

REQUIRED EXTERIOR EXITR

DOOR CLEAR EGRESS WIDTHS

0P

165P
3'-0" DOOR (33" CLR.)

0P

195P
3'-6" DOOR (39" CLR.)

0P

225P
4'-0" DOOR (45" CLR.)

0P

336P
6'-0" DOOR (67.2" CLR.)

0P

396P
7'-0" DOOR (79.2" CLR.)

TRAVEL DISTANCE + COMMON PATH

EDUCATION (E) AND ASSEMBLY (A) WITH SPRINKLER SYSTEM
- COMMON PATH OF EGRESS TRAVEL = 75'-0"
- TRAVEL DISTANCE = 250'-0"

BUSINESS (B) WITH SPRINKLER SYSTEM
- COMMON PATH OF EGRESS TRAVEL = 100'-0"
- TRAVEL DISTANCE = 300'-0"

STORAGE (S) WITH SPRINKLER SYSTEM
- COMMON PATH OF EGRESS TRAVEL = 100'-0"
- TRAVEL DISTANCE = 400'-0"

200'

50'

150'

MAXIMUM FLOOR AREA PER OCCUPANT

EDUCATIONAL
CLASSROOMS
SHOPS AND OTHER VOCATIONAL

ASSEMBLY
CHAIRS ONLY
TABLE AND CHAIRS

STAGES AND PLATFORMS
BUSINESS
WARMING KITCHEN
STORAGE AND MECHANICAL AREAS

20 NET
50 NET

7 NET
15 NET
15 NET
100 GROSS
200 GROSS
300 GROSS

1 HOUR FIRE RATED WALL
TIGHT TO DECK ABOVE (SMOKE TIGHT)
NOTE: EXTERIOR WALLS ENCLOSING AND
ADJACENT TO STAIR 1 AND 2 EXCEED 1 HOUR FIRE
RATING PER UL DESIGN NO. V414.

2016 JCJ Architecturec

P.M.

P.I.C.

P.A.

L.D.

REVISIONS:

SCALE

DRAWN

ISSUE

JOB

CONSULTANTS:

980 CHAPEL STREET
NEW HAVEN, CT 06510
203.786.8600

NEW HAVEN PUBLIC

SCHOOLS

120 HUYSHOPE AVENUE
SUITE 400
HARTFORD, CT 06106
860.247.9226

KEY PLAN NORTH

BA

As indicated

STRONG 21st

CENTURY

COMMUNICATIONS

LAB SCHOOL
SOUTHERN CONNECTICUT STATE UNIVERSITY

69 FARNHAM AVENUE

NEW HAVEN, CT 06515

STATE PROJECT# : 093-0368N

CODE PLAN - LEVEL 02

G-220

ISSUED FOR BID
03-05-2018

H16040.00

Author

2017-09-08

FREEMAN COMPANIES

36 JOHN STREET

HARTFORD, CT 06106

860.251.9550

MICHAEL HORTON ASSOCIATES

151 MEADOW STREET

BRANFORD, CT 06405

203.481.8600

CONSULTING ENGINEERING SERVICES

811 MIDDLE STREET

MIDDLETOWN, CT 06457

860.632.1682

JAFFE HOLDEN ACOUSTICS

114A WASHINGTON STREET

NORWALK, CT 06854

203.838.4167

McFARLAND KISTLER & ASSOCIATES

1130 PERRY HIGHWAY - SUITE 115

PITTSBURGH, PA 15237

412.367.1905

P.H. HAWLEY ASSOCIATES

36 SCENIC DRIVE

BERLIN, CT 06037

860.438.7636

SITE/CIVIL ENGINEER

STRUCTURAL ENGINEER

MEP ENGINEER / FIRE PROTECTION

ACOUSTIC / AUDIO VISUAL

FOOD SERVICE

HARDWARE CONSULTANT

 3/32" = 1'-0"1
FLOOR PLAN, LEVEL 02 - Code Plan

1 03/16/2018 ADDENDUM 01

1



SOUTH
PENTHOUSE

302

STAIR 1

STAIR 1

STORAGE

303A

CORRIDOR

314

3RD GRADE

311

3RD GRADE

313

3RD GRADE

309

4TH GRADE

307

NORTH
PENTHOUSE

318

MATH COACH

305A 4TH GRADE

303

STORAGE

301A

4TH GRADE

301

STORAGE

309A

STORAGE

313A

STORAGE

311A
STORAGE

307A

ELEVATOR

ELEVATOR

STAFF

312

CUSTODIAL

310

STAIR 2

STAIR 2

REMOTE ADMIN

305B

SPECIAL
EDUCATION

315

OBSERVATION

315A

BREAK OUT

314A

ELEV
CONTROLLER

308

CUSTODIAL

322

STAFF

320

LITERACY COACH

305

CORRIDIOR

306

SOUTH
PENTHOUSE

ACCESS

302A

CORRIDOR

300

STAIR 4

STAIR 4

CORRIDOR

316

889 SF 20

E 45

1520 SF 300

S 6

864 SF 20

E 44

868 SF 20

E 44

868 SF 20

E 44

864 SF 20

E 44

CHANGING

315B

203 SF 100

B 3

154 SF 100

B 2

205 SF 100

B 3

859 SF 20

E 43

868 SF 20

E 44

69 SF 300

S 1

2143 SF 300

S 8

92

46P

165P73 SF 300

S 1

73 SF 300

S 1

74 SF 300

S 1

74 SF 300

S 1

1P

165P

1P

165P

1P

165P

1P

165P

0P

165P

0P

165P

46P

165P
46P

165P

46P

165P

1P

165P

62 SF 100

B 1

1P

165P

5P

366P

143P

165P

92

2P

165P

2P

165P

2P

165P

98

64 SF 300

S 1
40 SF 300

S 1

1P

165P

1P

165P

2P

165P

100

73 SF 300

S 1

75 SF 300

S 1

1P

165P

1P

165P

0P

165P

46P

165P

46P

165P

192

7P

366P

7P

366P

199P

366P

0P

165P

=
72

.3
240P

=
48

.3
160P

140

166' T.D.

STORAGE

319

84 SF 300

S 1 1P

165P

43P

165P

141

187' T.D.

135

1 HOUR FIRE RATING EXTENDING
10'-0" BEYOND STAIR 2 WINDOW
UL DESIGN V414

1 HOUR FIRE RATING EXTENDING
10'-0" BEYOND STAIR 2 WINDOW
UL DESIGN V414

1 HOUR FIRE RATING EXTENDING
10'-0" BEYOND STAIR 2 WINDOW
UL DESIGN V414

1 HOUR FIRE RATING EXTENDING
10'-0" BEYOND STAIR 2 WINDOW
UL DESIGN V414

CODE REFERENCE PLAN LEGEND

ROOM NAME & NUMBER

= ROOM OCCUPANCY LOAD (PEOPLE)=
875

20
43P

2345

OFFICE

AREA IN SQUARE FEET

OCCUPANCY LOAD FACTOR

1P

165P

ACTUAL EGRESS OCCUPANCY OF DOOR / STAIR

MAX. ALLOWABLE EGRESS OCCUPANCY OF DOOR
OR STAIR OR RAMP

ROOM OCCUPANCY LOAD

EXIT CAPACITY

DIRECTION OF TRAVEL
WITH ACCUMULATED OCCUPANCY LOAD

MAXIMUM TRAVEL DISTANCE (T.D.)
FROM FURTHEST POINT

ACCESSIBLE AREA OR EXIT

FLUSH CONDITION - 1/2" MAXIMUM ELEVATION CHANGE

2 HOUR FIRE RATED WALL
TIGHT TO DECK ABOVE (SMOKE TIGHT)

SMOKE TIGHT TO DECK ABOVE.  SEAL
AROUND ALL PENETRATIONS TO ACHIEVE
SMOKE TIGHT CONSTRUCTION

FIRE EXTINGUISHER (CABINET)F.E.(C)

200' T.D.

AREA OF REFUGEAOR

REQUIRED EXTERIOR EXITR

DOOR CLEAR EGRESS WIDTHS

0P

165P
3'-0" DOOR (33" CLR.)

0P

195P
3'-6" DOOR (39" CLR.)

0P

225P
4'-0" DOOR (45" CLR.)

0P

336P
6'-0" DOOR (67.2" CLR.)

0P

396P
7'-0" DOOR (79.2" CLR.)

TRAVEL DISTANCE + COMMON PATH

EDUCATION (E) AND ASSEMBLY (A) WITH SPRINKLER SYSTEM
- COMMON PATH OF EGRESS TRAVEL = 75'-0"
- TRAVEL DISTANCE = 250'-0"

BUSINESS (B) WITH SPRINKLER SYSTEM
- COMMON PATH OF EGRESS TRAVEL = 100'-0"
- TRAVEL DISTANCE = 300'-0"

STORAGE (S) WITH SPRINKLER SYSTEM
- COMMON PATH OF EGRESS TRAVEL = 100'-0"
- TRAVEL DISTANCE = 400'-0"

200'

50'

150'

MAXIMUM FLOOR AREA PER OCCUPANT

EDUCATIONAL
CLASSROOMS
SHOPS AND OTHER VOCATIONAL

ASSEMBLY
CHAIRS ONLY
TABLE AND CHAIRS

STAGES AND PLATFORMS
BUSINESS
WARMING KITCHEN
STORAGE AND MECHANICAL AREAS

20 NET
50 NET

7 NET
15 NET
15 NET
100 GROSS
200 GROSS
300 GROSS

1 HOUR FIRE RATED WALL
TIGHT TO DECK ABOVE (SMOKE TIGHT)
NOTE: EXTERIOR WALLS ENCLOSING AND
ADJACENT TO STAIR 1 AND 2 EXCEED 1 HOUR FIRE
RATING PER UL DESIGN NO. V414.

2016 JCJ Architecturec

P.M.

P.I.C.

P.A.

L.D.

REVISIONS:

SCALE

DRAWN

ISSUE

JOB

CONSULTANTS:

980 CHAPEL STREET
NEW HAVEN, CT 06510
203.786.8600

NEW HAVEN PUBLIC

SCHOOLS

120 HUYSHOPE AVENUE
SUITE 400
HARTFORD, CT 06106
860.247.9226

KEY PLAN NORTH

BA

As indicated

STRONG 21st

CENTURY

COMMUNICATIONS

LAB SCHOOL
SOUTHERN CONNECTICUT STATE UNIVERSITY

69 FARNHAM AVENUE

NEW HAVEN, CT 06515

STATE PROJECT# : 093-0368N

CODE PLAN - LEVEL 03

G-230

ISSUED FOR BID
03-05-2018

H16040.00

Author

2017-09-08

FREEMAN COMPANIES

36 JOHN STREET

HARTFORD, CT 06106

860.251.9550

MICHAEL HORTON ASSOCIATES

151 MEADOW STREET

BRANFORD, CT 06405

203.481.8600

CONSULTING ENGINEERING SERVICES

811 MIDDLE STREET

MIDDLETOWN, CT 06457

860.632.1682

JAFFE HOLDEN ACOUSTICS

114A WASHINGTON STREET

NORWALK, CT 06854

203.838.4167

McFARLAND KISTLER & ASSOCIATES

1130 PERRY HIGHWAY - SUITE 115

PITTSBURGH, PA 15237

412.367.1905

P.H. HAWLEY ASSOCIATES

36 SCENIC DRIVE

BERLIN, CT 06037

860.438.7636

SITE/CIVIL ENGINEER

STRUCTURAL ENGINEER

MEP ENGINEER / FIRE PROTECTION

ACOUSTIC / AUDIO VISUAL

FOOD SERVICE

HARDWARE CONSULTANT

 3/32" = 1'-0"1
FLOOR PLAN, LEVEL 03 - Code Plan

1 03/16/2018 ADDENDUM 01

1



DN

$

5 7

B

D

E

C

6 8 9 10

F

G

J

H

AREA A AREA B

AREA A AREA B

A-410

1

A-410

6

BOILER

118

CAFETERIA

132

GYMNASIUM

134

SECURITY

105

CONFERENCE

101F

ASS'T PRINCIPAL

101D

STAIR 1

STAIR 1

SOCIAL WORKER

107C

MAIN LOBBY

102

VESTIBULE

100

CHAIR STORAGE

130

MAIL / WORK

101B

SPEECH PATH.

107B

CORRIDOR

119

CORRIDOR

104

PSYCHOLOGIST

107D

MAIN OFFICE

101

WOMEN

110

HEALTH SUITE

103

PRE-K

113
PRE-K

111

PRINCIPAL

101E

MEN

112

STAIR 3

STAIR 3

ELEVATOR

ELEVATOR

PARENT ROOM

109

PASSAGE

107

PLATFORM

132A

TOILET

107A

TELECOM

120

OUTDOOR MAINT.

124

OUTDOOR GYM

126

WATER

116

ELEC

122

RECEIVING

114

CUSTODIAL WORK

114A

KITCHEN

128

CUSTODIAL
SUPPLY

114C

TOILET

101C

STORAGE

111B

TOILET

113A

TOILET

111A

A-217

1

4

3

A-210

4

1

2
A-210

7

A-215 8

A-21510

9

A-21517

16
5

A-215 2527

A-21523

7

6

11

12

A-215 1315

14

A-215

A-21518

20

A

C.5

D.2

D.7

E.2

E.9

F.7

F.8

H.4

8.1 8.7 9.4 9.7 9.9 10.1

P

Q

K

PA
PA

Q

Q

P P

Q

PA

Q

E

C

C2

C2

C2A

PA

C

A
C1

C1

C1

C1

C1
C1 C1

C2

C

C

C

C

C2
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1
3
4

113 111

111D 109
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101B

1
0
3

106A

1
0
4

1
1
4

110 112

1
0
8
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1
8
A

114D
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1
2
8
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1
2
2
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2
4

113A 111C

113B 111A

113C 111B

A-200

1

A-201

1

A-2013 4

A-203

3

1

A-204

4

3

A-330

A-425

2

A-420

1

A-422

1

5

A-420

4

A-420

4

A-422

3

A-422

A-585

1

2
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5
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6

A-425

5

A-425
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6
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5
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A

A-215
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METAL DETECTORS

PRIVACY
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SEE DETAIL
6A/A-560
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1
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1

F.5

D.8

7.9 9.3 9.6
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A
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(3) EQ-1
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7
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2
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5
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D.5
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Q
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[RA-5]

7'
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3

A-312

B.1
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C

C

C C

C

C

C1

K

K

1'
-7
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"

1'-2 1/4"

B.9

SF2A

A-423 5
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TYP.

PEDESTAL CARD
READER SEE
DETAIL 6B/A-560

ACCESSIBLE LOCKER

ACCESSIBLE
LOCKER

C1

[RA-6]

BUILT-IN  BENCH

K K

Q

(9) EQ-2

(12) EQ-2

QW

QW

2016 JCJ Architecturec

P.M.

P.I.C.

P.A.

L.D.

REVISIONS:

SCALE

DRAWN

ISSUE

JOB

CONSULTANTS:

980 CHAPEL STREET
NEW HAVEN, CT 06510
203.786.8600

NEW HAVEN PUBLIC

SCHOOLS

120 HUYSHOPE AVENUE
SUITE 400
HARTFORD, CT 06106
860.247.9226

KEY PLAN NORTH

BA

 1/8" = 1'-0"

STRONG 21st

CENTURY

COMMUNICATIONS

LAB SCHOOL
SOUTHERN CONNECTICUT STATE UNIVERSITY

69 FARNHAM AVENUE

NEW HAVEN, CT 06515

STATE PROJECT# : 093-0368N

FLOOR PLAN - LEVEL 1 -

AREA B

A-112

ISSUED FOR BID
03-05-2018

H16040.00

Author

2017-09-08

FREEMAN COMPANIES

36 JOHN STREET

HARTFORD, CT 06106

860.251.9550

MICHAEL HORTON ASSOCIATES

151 MEADOW STREET

BRANFORD, CT 06405

203.481.8600

CONSULTING ENGINEERING SERVICES

811 MIDDLE STREET

MIDDLETOWN, CT 06457

860.632.1682

JAFFE HOLDEN ACOUSTICS

114A WASHINGTON STREET

NORWALK, CT 06854

203.838.4167

McFARLAND KISTLER & ASSOCIATES

1130 PERRY HIGHWAY - SUITE 115

PITTSBURGH, PA 15237
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MEP ENGINEER / FIRE PROTECTION

ACOUSTIC / AUDIO VISUAL

FOOD SERVICE

HARDWARE CONSULTANT

 1/8" = 1'-0"1
REFLECTED CEILING PLAN, LEVEL 02 - AREA A
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NOTE: ALL DEVICES IN CEILINGS THAT ARE NOT
WHITE ARE TO BE CUSTOM COLOR TO MATCH
ADJOINING/ADJACENT SURFACES.
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BUILDING MODULES

MP-1 & MP-2 PANEL JOINTS &
EXPOSED FASTENER TO BE
DETERMINED BASED ON PRODUCTS
MAXIMUM PANEL SIZE AND ALIGNMENT
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WALL BASE, TYP. ACCESSIBLE LOCKER

5 73 4 63.3

HARDWOOD END PANEL &
TOP AT ISLAND LOCKER.
REF DTL: 10/A-582

SINGLE TIER 12"W.X15"D.X48"H [LOC-1].
LOCKERS ON Z BASE. FIRE RETARDANT
HARDWOOD ANGLED TOP & END
PANELS [ST-1], TYP.

FABRIC WRAPPED
TACKABLE PANELS, TYP.

FWP-5

EQEQEQEQEQEQEQ

30'-0 3/4"

FWP-1 FWP-1

FWP-5

OPEN TO
CORRIDOR 316

7

A-582

2'
-0

"
2'

-0
"

WALL BASE, TYP. WALL BASE, TYP.

FLAT SCREEN DISPLAY
MONITOR

1/
A

-2
14

4'
-8

"

CORNER GUARD,
[CG-1] TYP.

5'
-0

"

5'-2" 5'-2"
1

78910 8.18.79.49.79.9

SF11

W7W7

ALUMINUM STOREFRONT
SYSTEM

SINGLE TIER 12"W.X15"D.X48"H [LOC-1].
LOCKERS ON Z BASE. FIRE RETARDANT
HARDWOOD ANGLED TOP [ST-1], TYP.

FABRIC WRAPPED
TACKABLE PANELS, TYP.

CLERESTORY WITH BUTT
GLAZING, TYP.

PAINTED GYP. BD. SOFFIT [P-2], TYP.
FACE & UNDERSIDE OF SOFFIT

   . FWP-1   .

CERAMIC WALL TILE [T-5], TYPICAL
(SEE ALTERNATE 16)

7.99.39.6

FWP-1FWP-1 FWP-1

7

A-582

2'X3' FABRIC WRAPPED
PANEL, RECESSED IN
TILE, TYP.

FWP-5 FWP-5

SIGNAGE, TYP.

WALL BASE, TYP. SIGNAGE W/ GLASS BACKER, TYP.

EQ. EQ.

4/
 A

-2
14

FWP-1 FWP-1 FWP-1 FWP-1 FWP-1 FWP-1

EQ.1 EQ.1 EQ.1

ACCESSIBLE LOCKER ACCESSIBLE LOCKERACCESSIBLE LOCKERACCESSIBLE LOCKER

57 346 3.34.2

W7 W7 W7 W7

SINGLE TIER 12"W.X15"D.X48"H [LOC-1]. LOCKERS
ON Z BASE. FIRE RETARDANT HARDWOOD ANGLED
TOP [ST-1], TYP.

CLERESTORY WITH BUTT
GLAZING, TYP.

PAINTED GYP. BD. SOFFIT [P-2], TYP. FACE &
UNDERSIDE OF SOFFIT

FABRIC WRAPPED
TACKABLE PANELS, TYP.

   .    .    .    .FWP-1 FWP-1

CERAMIC WALL TILE [T-5], TYPICAL (SEE ALTERNATE 16)

CERAMIC WALL TILE [T-5], TYPICAL
(SEE ALTERNATE 16)

FWP-1FWP-1FWP-1

FWP-X

FWP-1 FWP-1

2'X3' FABRIC WRAPPED
PANEL, RECESSED IN
TILE, TYP.

7

A-582

FWP-5 FWP-5

WALL BASE, TYP.

EQ. EQ.

SIGNAGE, TYP

FWP-X

EQ. EQ. 0"

3/
A

-2
14

EQ. EQ. EQ. EQ.

FWP-1 FWP-1 FWP-1

EQ.1 EQ.1 EQ.1

FWP-1

FWP-1 FWP-1 FWP-1FWP-1 FWP-1 FWP-1 FWP-1 FWP-1 FWP-1

5

A-560

ACCESSIBLE LOCKERACCESSIBLE
LOCKER

ACCESSIBLE LOCKER

ACCESSIBLE LOCKERACCESSIBLE LOCKERACCESSIBLE LOCKER

DC C.5

8

A-582

SINGLE TIER LOCKER PENINSULA  [LOC-1],
LOCKERS ON Z BASE,  FIRE RETARDANT
HARDWOOD FLAT TOP AND END PANELS [ST-1]

B.9

2016 JCJ Architecturec

P.M.

P.I.C.

P.A.

L.D.

REVISIONS:

SCALE

DRAWN

ISSUE

JOB

CONSULTANTS:

980 CHAPEL STREET
NEW HAVEN, CT 06510
203.786.8600

NEW HAVEN PUBLIC

SCHOOLS

120 HUYSHOPE AVENUE
SUITE 400
HARTFORD, CT 06106
860.247.9226

As indicated

STRONG 21st

CENTURY

COMMUNICATIONS

LAB SCHOOL
SOUTHERN CONNECTICUT STATE UNIVERSITY

69 FARNHAM AVENUE

NEW HAVEN, CT 06515

STATE PROJECT# : 093-0368N

INTERIOR ELEVATIONS

A-214

ISSUED FOR BID
03-05-2018

H16040.00

EEC

2017-09-08

FREEMAN COMPANIES

36 JOHN STREET

HARTFORD, CT 06106

860.251.9550

MICHAEL HORTON ASSOCIATES

151 MEADOW STREET

BRANFORD, CT 06405

203.481.8600

CONSULTING ENGINEERING SERVICES

811 MIDDLE STREET

MIDDLETOWN, CT 06457

860.632.1682

JAFFE HOLDEN ACOUSTICS

114A WASHINGTON STREET

NORWALK, CT 06854

203.838.4167

McFARLAND KISTLER & ASSOCIATES

1130 PERRY HIGHWAY - SUITE 115

PITTSBURGH, PA 15237

412.367.1905

P.H. HAWLEY ASSOCIATES

36 SCENIC DRIVE

BERLIN, CT 06037

860.438.7636

SITE/CIVIL ENGINEER

STRUCTURAL ENGINEER

MEP ENGINEER / FIRE PROTECTION

ACOUSTIC / AUDIO VISUAL

FOOD SERVICE

HARDWARE CONSULTANT

 1/4" = 1'-0"1
300 CORRIDOR - EAST

 1/4" = 1'-0"2
314 CORRIDOR /314A BREAKOUT- EAST

 1/4" = 1'-0"3
300 CORRIDOR - WEST

 1/4" = 1'-0"5
314 CORRIDOR /314A BREAKOUT - WEST

 1/4" = 1'-0"4
314A BREAK OUT - NORTH

1 03/16/2018 ADDENDUM 01



UPUP

D

6

STAIR 3

STAIR 3

4

A-422

3

A-422

BENCH AND DISPLAY
CASES BELOW STAIR

34" HIGH 1-1/2" WALL
MOUNTED SS PIPE
HANDRAIL

9

A-422

5'
-4

"

A-210 3

D

6

STAIR 3

STAIR 3

4

A-422

3

A-422
34" HIGH 1-1/2" WALL MOUNTED SS PIPE
HANDRAIL

54" HIGH STEEL
GUARDRAIL

34" HIGH 1-1/2" SS
PIPE HANDRAIL

E.O.S.

13'-4"

24'-2"

1'-0"

11 T @ 11"

10'-1"

LANDING

4'-0"

11 T @ 11"

10'-1" 1'-11"

1'
-1

0"
5'

-2
"

7"

C
LR

.

1'
-6

"

9

A-422

LEVEL 01

28' - 3"

LEVEL 02

42' - 3"

D

4

A-422

54" HIGH STEEL
GUARDRAIL

34" HIGH 1-1/2" SS
PIPE HANDRAIL 34" HIGH 1-1/2"  WALL

MOUNTED SS PIPE
HANDRAIL

9

A-422
A-424

2

A-424

4

LOCKERS

RISERS BEYOND

GYPSUM BOARD
ENCLOSURE

HARDWOOD BENCH SEAT,
WRAPS UNDER STAIR

LEVEL 01

28' - 3"

LEVEL 02

42' - 3"

6

3

A-422

6'
-8

"

12
 R

 @
 7

"

7'
-0

"

12
R

 @
 7

"

7'
-0

"

1'-0"

2'
-1

0"

3 EQ. SPACES

3 EQ. SPACES

WALL MOUNTED HANDRAIL
BRACKETS, TYP.

GYPSUM BOARD ENCLOSURE

11" 1'-0"

2'
-1

0"

STEEL LANDING
SUPPORT

5
4

D

8

A-422

7

A-422

A-560 3

34" HIGH 1-1/2" WALL MOUNTED SS
PIPE HANDRAIL

10

A-422

A-212 2A

STEEL POST LANDING
SUPPORT AS REQUIRED

54

D

STAIR 4

STAIR 4

7

A-422
34" HIGH 1-1/2" WALL MOUNTED SS
PIPE HANDRAIL

34" HIGH 1-1/2" SS
PIPE HANDRAIL

6'
-1

 5
/8

" 10

A-422

E.O.S.

8"

1'-11"

A-504

12

LEVEL 02

42' - 3"

CLASSROOM T.O.S.

70' - 3"

LEVEL 03

56' - 3"

D
8

A-422

34" HIGH 1-1/2"  WALL
MOUNTED SS
HANDRAIL

34" HIGH 1-1/2"  SS
PIPE HANDRAIL

10

A-422

12
R

 @
 7

"

7'
-0

"

12
R

 @
 7

"

7'
-0

"

LEVEL 02

42' - 3"

CLASSROOM T.O.S.

70' - 3"

LEVEL 03

56' - 3"

54

7

A-422

34" HIGH 1-1/2" WALL
MOUNTED SS PIPE
HANDRAIL

2'
-1

0"

2'
-1

0"

3 EQ. SPACES

3 EQ. SPACES

12
R

 @
 7

"

7'
-0

"

12
R

 @
 7

"

7'
-0

"

STEEL POST LANDING
SUPPORT AS REQUIRED

LEVEL 01

28' - 3"

LEVEL 02

42' - 3"

6

3

A-422

A-424

1

A-424

3

12
R

 @
 7

"

7'
-0

"

12
R

 @
 7

"

7'
-0

"

1'-0"3 EQ. SPACES

11" 1'-0"

3 EQ. SPACES

GYPSUM BOARD ENCLOSURE

4

A-424

HARDWOOD BENCH SEAT,
WRAPS UNDER STAIR

LEVEL 02

42' - 3"

CLASSROOM T.O.S.

70' - 3"

LEVEL 03

56' - 3"

5 4

12
R

 @
 7

"

7'
-0

"

12
R

 @
 7

"

7'
-0

"

2

A-339

2'
-1

0"

1'-0"3 EQ. SPACES

1'-0" 11"

3 EQ. SPACES

2'
-1

0"

2'
-1

0"

WALL MOUNTED
HANDRAIL
BRACKETS, TYP.

34" HIGH 1-1/2" WALL
MOUNTED SS PIPE HANDRAIL

2016 JCJ Architecturec

P.M.

P.I.C.

P.A.

L.D.

REVISIONS:

SCALE

DRAWN

ISSUE

JOB

CONSULTANTS:

980 CHAPEL STREET
NEW HAVEN, CT 06510
203.786.8600

NEW HAVEN PUBLIC

SCHOOLS

120 HUYSHOPE AVENUE
SUITE 400
HARTFORD, CT 06106
860.247.9226

 1/4" = 1'-0"

STRONG 21st

CENTURY

COMMUNICATIONS

LAB SCHOOL
SOUTHERN CONNECTICUT STATE UNIVERSITY

69 FARNHAM AVENUE

NEW HAVEN, CT 06515

STATE PROJECT# : 093-0368N

STAIR PLANS AND

SECTIONS

A-422

ISSUED FOR BID
03-05-2018

H16040.00

Author

2017-09-08

FREEMAN COMPANIES

36 JOHN STREET

HARTFORD, CT 06106

860.251.9550

MICHAEL HORTON ASSOCIATES

151 MEADOW STREET

BRANFORD, CT 06405

203.481.8600

CONSULTING ENGINEERING SERVICES

811 MIDDLE STREET

MIDDLETOWN, CT 06457

860.632.1682

JAFFE HOLDEN ACOUSTICS

114A WASHINGTON STREET

NORWALK, CT 06854

203.838.4167

McFARLAND KISTLER & ASSOCIATES

1130 PERRY HIGHWAY - SUITE 115

PITTSBURGH, PA 15237

412.367.1905

P.H. HAWLEY ASSOCIATES

36 SCENIC DRIVE

BERLIN, CT 06037

860.438.7636

SITE/CIVIL ENGINEER

STRUCTURAL ENGINEER

MEP ENGINEER / FIRE PROTECTION

ACOUSTIC / AUDIO VISUAL

FOOD SERVICE

HARDWARE CONSULTANT

 1/4" = 1'-0"1
ENLARGED STAIR 3 PLAN - LEVEL 01

 1/4" = 1'-0"2
ENLARGED STAIR 3 PLAN - LEVEL 02

 1/4" = 1'-0"3
STAIR 3 - NORTH

 1/4" = 1'-0"4
STAIR 3 - WEST

 1/4" = 1'-0"5
ENLARGED STAIR 4 PLAN - LEVEL 02

 1/4" = 1'-0"6
ENLARGED STAIR 4 PLAN - LEVEL 03

 1/4" = 1'-0"7
STAIR 4 - NORTH

 1/4" = 1'-0"8
STAIR 4 - WEST

 1/4" = 1'-0"9
STAIR 3 - EAST

 1/4" = 1'-0"10
STAIR 4 - EAST

1 03/16/2018 ADDENDUM 01
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NOTE: PROVIDE AND INSTALL MANUFACTURERS
INTERLOCKING DISKS FASTENING TRAYS TO EACHOTHER

MEMBRANE ROOF

MEMBRANE SLIP SHEET, EDGES OVERLAPPED & SEAMED

GREEN ROOF PLANTS (MINIMUM 95% COVERAGE AT INSTALLATION)

ENGINEERED SOIL

STANDARD MODULE

CONT. AIR/VAPOR BARRIER ON COVERBOARD

COVERBOARD

CLASSROOM T.O.S.

70' - 3"

A.2

SEALANT

FLASHING WITH DRIP EDGES
BOTH SIDES

PRECAST CONCRETE CAP CS-2
PROVIDE SEALANT JOINTS

STAINLESS STEEL DOWEL

MEMBRANE FLASHING

CONTINUOUS VAPOR BARRIER
ON COVERBOARD

5/8" EXTERIOR SHEATHING
ON 8" METAL STUDS

CONTINUOUS
AIR/VAPOR BARRIER

NOTE: SEE
FOR SIMILAR SINGLE PLY ROOF
DETAILING AT PARAPET

/4 A-520

1'-1 1/4"

CAST STONE [CS-1]
AIRSPACE
3" INSULATION
AIR/VAPOR BARRIER
EXTERIOR SHEATHING
8" METAL STUD FRAMING
W/ CAVITY INSULATION

SLOPE
.

1'
-9

"
8"

4"

MASONRY TIES

BOND BREAKER
AND SEALANT

FULLY SOLDERED STAINLESS
STEEL METAL CAPS

H

NOTE:
SEE                         FOR TYPICAL
COPING AND ROOF NOTES

/4 A-521

SLOPE
.

7"

2'-2" 4"

1'-0 1/2" 2'-4"

TUBE STEEL

CURTAINWALL SYSTEM AS SCHEDULED

STEEL BEAM AND STRUCTURE
PAINTED BLACK IN POCKET

MOTORIZED ROLLER SHADE
SUSPENDED FROM UNISTRUT
(DISCOVERY ROOM ONLY)

11
"

METAL PANEL WALL
SYSTEM [MP-1]

CP-3

4"

METAL PANEL WALL
SYSTEM [MP-1]

METAL COPING [MC-2]

4"

COLD FORMED METAL
FRAMING

4"

1'-6 1/2"

SIM.

NOTE: NO CURTAINWALL @ "SIM"; METAL PANEL EXTENDS

ROOF DECK

CONT. AIR/VAPOR BARRIER
ON COVERBOARD

VP AVB

VP AVB

IP AVB

LEVEL 02

42' - 3"

TAPERED INSULATION

4 
1/

2"
2'

-3
"

SINGLE PLY ROOFING [RF-2]

METAL COPING [MC-2]

1'-0"

11
 1

/2
"

CUSTOM METAL
PANEL [MP-1]

METAL PANEL
SYSTEM [MP-1]

COLD FORMED METAL
FRAMING

WRAP MEMBRANE
UNDER COPING

COMPOSITE WALL
PANEL SYSTEM [MP-2]

SEE                          FOR
ADDITIONAL INFORMATION

/4 A-520

11

CONT. AIR/VAPOR
BARRIER

CONT. AIR/VAPOR
BARRIER ON
COVERBOARD

IP AVB

VP AVB

VP AVB

IP AVB

1

LEVEL 02

42' - 3"

CUSTOM METAL
PANEL [MP-1]

CEILING AS SCHEDULED [CP-3]

METAL PANEL SYSTEM [MP-1]

1/
2"

4 
1/

2"
2'

-3
"

4"

1'-0"

11
 1

/2
"

SEE
AND
FOR TYPICAL NOTES

/4 A-520

/9 A-521

METAL COPING
[MC-2]

11

CONT.
AIR/VAPOR
BARRIER

CONT. AIR/VAPOR
BARRIER ON
COVERBOARD

VP AVB

VP AVB

CUSTOM METAL
PANEL [MP-1]

VP AVB

IP AVB

LEVEL 03

56' - 3"

D

GYM T.O.S.

55' - 2"

A-520

8

A-511

10
SIM

GROUND FACE CMU [CM-1]

EXTRUDED ALUMINUM SILL
TO MATCH [AL-1]

SINGLE-PLY ROOF
RF-1

11 9/16"

TAPERED INSULATION

NOTE: NO WINDOW @ "SIM"

CONT. AIR/VAPOR BARRIER ON COVERBOARD

CONT. AIR/VAPOR BARRIER ON COVERBOARD

LAP FLASHING

2X TREATED WOOD BLOCKING
FASTENED AT 12" O.C.
STAGGERED

TWO LAYERS (MIN.) OF ROOF
INSULATION

BONDING ADHESIVE

INSULATED PRE FABRICATED
METAL SKYLIGHT CURB SET ON
WOOD BLOCKING

SKYLIGHT

SEALANT

1/2" COVER BOARD

MEMBRANE FLASHING

SPLICING CEMENT

8"
 M

IN
.

FASTENING PLATE 12" O.C.

SINGLE PLY
ROOF RF-2

MP-2

CONT. AIR/VAPOR BARRIER ON COVERBOARD

FULLY SOLDERED METAL FLASHING

GF.8

NOTE: SEE                        FOR ADDTIONAL
STEP FLASHING INFORMATION

/15 A-520

CUSTOM FLASHING TO MATCH [MC-2]

THROUGH WALL COUNTERFLASHING
SEE                         SIM./8 A-520

CUSTOM FLASHING RETURNS
BENEATH COUNTER FLASHING

2'-0"

A-521

4
SIM.

COLD FORMED METAL FRAMING

5"

CONT. AIR\VAPOR BARRIER ON COVER BOARD

IP AVB

VP AVB

5/8" PLYWOOD

1

4.2

METAL PANEL
[MP-1]

COMPOSITE
[CP-3]

SINGLE-PLY MEMBRANE ROOFING
1/2" COVERBOARD
CONTINUOUS ROOF INSULATION (6" MINIMUM)
METAL ROOF DECK - SLOPED

SUNSHADE SYSTEM
(SEE ALTERNATE 10)

4" 2'-2"

HOLD AIR WELD

1/2" COVERBOARD

METAL COPING [MC-2]
7"

LAP SINGLE-PLY ROOF MEMBRANE
OVER AIR & VAPOR BARRIER

METAL PANEL [MP-1]

4"

CONT. FIRE RETARDANT WOOD BLOCKING

COLD FORMED
METAL FRAMING

STRUCTURAL STEEL FRAMING
PAINTED BLACK

TUBE STEEL BEETWEEN
OUTRIGGERS FOR
CURTAINWALL
CONNECTION

SIM.

FIRE-RETARDANT WOOD BLOCKING

ROLLER SHADE MOUNTED TO
UNISTRUT FRAMING

CONT. AIR/VAPOR BARRIER ON COVERBOARD

VP AVB

IP AVB

5/8" PLYWOOD

METAL WALL PANEL

3" MINERAL WOOL
INSULATION

BASE EXTRUSION

SINGLE PLY MEMBRANE
WALL FLASHING

HOT AIR WELD

SINGLE PLY MEMBRANE ROOF

BONDING ADHESIVE

1/2" COVERBOARD

1/2" COVERBOARD

CONT. AIR/VAPOR BARRIER
ON COVERBOARD

RIGID INSULATION

TAPERED INSULATION

BASE OF WALL FLASHING

AIR/VAPOR BARRIER

ROOF DECK

DECK BOARD

CONT. AIR/VAPOR BARRIER
ON COVERBOARD

EDGE SECUREMENT

H0T AIR WELD

SINGLE PLY MEMBRANE ROOF

BONDING ADHESIVE

DECK BOARD

1/2" COVERBOARD

1/2" COVERBOARD

TAPERED ROOF INSULATION

CONT. AIR/VAPOR BARRIER
ON COVERBOARD

INSULATE FLUTES

METAL COPING BEYOND [MC-2]

METAL FASCIA AT SCUPPER
OPENING  TO MATCH COPING

METAL WALL PANEL

FIRE-RETARDANT WOOD BLOCKING

1/2" COVERBOARD

SINGLE PLY MEMBRANE ROOF

3" INSULATION

TUBE STEEL SUPPORT

STEEL BEAM

THERMALLY BROKEN CLIP

CONT. AIR/VAPOR BARRIER

CONT. AIR/VAPOR
BARRIER ON
COVERBOARD

IP AVB

VP AVB

VP AVB

IP AVB

/4 A-521NOTE: REFER TO
FOR TYPICAL COPING NOTES

THERMALLY BROKEN CLIP

METAL COPING [MC-2]

METAL WALL PANEL

COLD FORMED METAL FRAMING

3" INSULATION

CONT. AIR & VAPOR BARRIER

CONT. AIR & VAPOR BARRIER
ON COVERBOARD

WOOD BLOCKING

IP AVB

VP AVB

VP AVB

IP AVB

2016 JCJ Architecturec

P.M.

P.I.C.

P.A.

L.D.

REVISIONS:

SCALE

DRAWN

ISSUE

JOB

CONSULTANTS:

980 CHAPEL STREET
NEW HAVEN, CT 06510
203.786.8600

NEW HAVEN PUBLIC

SCHOOLS

120 HUYSHOPE AVENUE
SUITE 400
HARTFORD, CT 06106
860.247.9226

3/15/2018 9:36:30 AM

As indicated

STRONG 21st

CENTURY

COMMUNICATIONS

LAB SCHOOL
SOUTHERN CONNECTICUT STATE UNIVERSITY

69 FARNHAM AVENUE

NEW HAVEN, CT 06515

STATE PROJECT# : 093-0368N

ROOF DETAILS

A-521

ISSUED FOR BID
03-05-2018

H16040.00

MO

2017-09-08

FREEMAN COMPANIES

36 JOHN STREET

HARTFORD, CT 06106

860.251.9550

MICHAEL HORTON ASSOCIATES

151 MEADOW STREET

BRANFORD, CT 06405

203.481.8600

CONSULTING ENGINEERING SERVICES

811 MIDDLE STREET

MIDDLETOWN, CT 06457

860.632.1682

JAFFE HOLDEN ACOUSTICS

114A WASHINGTON STREET

NORWALK, CT 06854

203.838.4167

McFARLAND KISTLER & ASSOCIATES

1130 PERRY HIGHWAY - SUITE 115

PITTSBURGH, PA 15237

412.367.1905

P.H. HAWLEY ASSOCIATES

36 SCENIC DRIVE

BERLIN, CT 06037

860.438.7636

SITE/CIVIL ENGINEER

STRUCTURAL ENGINEER

MEP ENGINEER / FIRE PROTECTION

ACOUSTIC / AUDIO VISUAL

FOOD SERVICE

HARDWARE CONSULTANT

 3" = 1'-0"1
VEGETATIVE ROOF ASSEMBLY

 3" = 1'-0"2
MASONRY CAP PARAPET

 1 1/2" = 1'-0"5
SLOPED ROOF COPING - SIDE

 1 1/2" = 1'-0"9
BUS ENTRY ROOF AND PARAPET

 1 1/2" = 1'-0"10
BUS ENTRY OVERHANG

 1 1/2" = 1'-0"12
WALL TO ROOF  TRANSITION

 3" = 1'-0"11
SKYLIGHT FLASHING

 1 1/2" = 1'-0"6
DISCOVERY ROOF TO WALL TRANSITION

 1 1/2" = 1'-0"4
SLOPED ROOF COPING - HIGH

 3" = 1'-0"3
METAL PANEL WALL TO ROOF

 3" = 1'-0"13
ROOF HEIGHT TRANSITION

 1 1/2" = 1'-0"8
SLOPED ROOF - OVERFLOW SCUPPER

 1 1/2" = 1'-0"7
SLOPED ROOF COPING - LOW

1 03/16/2018 ADDENDUM 01

GENERAL NOTES:
1. REFER TO A-320 FOR FINISHES ABBREVIATION LEGEND.
2. PROVIDE IMPERMEABLE AIR/VAPOR BARRIER (IP AVB)
THROUGHOUT UNLESS OTHER  NOTED TO PROVIDE
VAPOR PERMEABLE (VP AVB)

1

1

1



CLASSROOM T.O.S.

70' - 3"

10.1

1'-2"

1'
-9

" CAST STONE [CS-1]
AIRSPACE
3" INSULATION
AIR/VAPOR BARRIER
5/8" EXTERIOR SHEATHING
8" METAL STUD FRAMING
W/ BATT INSULATION
5/8" EXTERIOR SHEATHING
ROOF MEMBRANE

4" CMU VENEER
AIRSPACE
4 1/2" INSULATION
AIR/VAPOR BARRIER
8" CMU

4"

CONTINUOUS AIR/
VAPOR BARRIER

BOND BREAKER
AND SEALANT

CONTINUOUS AIR/
VAPOR BARRIER ON
COVERBOARD

LEVEL 03

56' - 3"

1

GYM T.O.S.

55' - 2"

1'-1 3/8"

METAL COPING AND EXTENDER
MC-1, RE-2

PARAPET BLOCKING

1'
-4

"

ROOF MEMBRANE OVER
5/8" PLYWOOD

RF-5 ROOF MEMBRANE
1/2" COVERBOARD
6" MIN ROOF INSULATION
METAL ROOF DECK

CMU VENEER
AIRSPACE

3" INSULATION
AIR/VAPOR BARRIER

5/8" EXTERIOR SHEATHING
8" METAL STUD FRAMING

W/ BATT INSULATION
5/8" GYPSUM BOARD

CONT. AIR/VAPOR BARRIER
ON COVERBOARD

CONT. AIR/VAPOR BARRIER

1

LEVEL 02

42' - 3"

1

8"
 M

IN

1'-1 3/8"
METAL COPING

MC-1
ON BLOCKING

8 
1/

2"

BRICK VENEER
AIRSPACE

3" INSULATION
CONCRETE FOUNDATION WALL

RF-5 ROOF MEMBRANE
1/2" COVERBOARD
TAPERED ROOF INSULATION
METAL ROOF DECK

INTERIOR PARTITION
WITH BATT INSULATION

CONT. AIR/VAPOR BARRIER
ON COVERBOARD

CONT. AIR/VAPOR BARRIER

CONT. AIR/VAPOR BARRIER

100 PSI EXTRUDED POLYSTYRENE

5/8" PLYWOOD

CUSTOM METAL WALL PANEL

RIGID INSULATION

BASE EXTRUSION

SINGLE PLY MEMBRANE WALL FLASHING

HOT AIR WELD

SINGLE PLY MEMBRANE ROOF

BONDING ADHESIVE

1/2" COVERBOARD

RIGID INSULATION

TAPERED INSULATION

4"

4"

LAP ROOF MEMBRANE
AND AIR/VAPOR BARRIER

METAL COUNTER FLASHING

ICE AND WATER BARRIER UNDERLAYMENT
BEHIND METAL PANELS, TYP.

CONT. AIR/VAPOR BARRIER
ON COVERBOARD

CLASSROOM T.O.S.

70' - 3"

D

1'-1 3/8"

METAL FASCIA AND EXTENDER
[RE-1, RE-2]

ROOF MEMBRANE
ROOF EDGE BLOCKING

4" CMU VENEER
AIRSPACE
3" INSULATION
AIR/VAPOR BARRIER
5/8" EXTERIOR SHEATHING
METAL STUD FRAMING
W/ BATT INSULATION

THROUGH-WALL FLASHING
MORTAR NETS
MASONRY WEEP VENTS

ROOF MEMBRANE

CMU/METAL STUD
PARITIONS BELOW

CONT. AIR/VAPOR BARRIER ON COVERBOARD

LAP FLASHING

INSULATE FLUTES

CLASSROOM T.O.S.

70' - 3"

3.3

1'-1 3/8"

ROOF EDGE FASCIA
RE-1

EDGE ROOF BLOCKING

ROOF MEMBRANE
1/2" COVERBOARD
6" MIN ROOF INSULATION
METAL ROOF DECK

CMU VENEER
AIRSPACE

3" INSULATION
AIR/VAPOR BARRIER

5/8" EXTERIOR SHEATHING
8" METAL STUD FRAMING

W/ BATT INSULATION
5/8" GYPSUM BOARD

MORTAR NET
THROUGH-WALL FLASHING

MASONRY WEEP VENTS

ROOF MEMBRANE
1/2" COVERBOARD

ROOF MEMBRANE
1/2" COVERBOARD

6" MIN ROOF INSULATION
METAL ROOF DECK

CONT. AIR/VAPOR
BARRIER ON
COVERBOARD

CONT. AIR/VAPOR
BARRIER ON
COVERBOARD

LAP FLASHING

LEVEL 02

42' - 3"

C

BRICK VENEER
AIRSPACE

3" INSULATION
AIR/VAPOR BARRIER

5/8" EXTERIOR SHEATHING
8" METAL STUD FRAMING

W/ BATT INSULATION
5/8" GYPSUM BOARD

MASONRY WEEP VENTS
THROUGH-WALL FLASHING

MORTAR NET

LAP FLASHING/AVB

VERTICAL ROOF MEMBRANE
1/2" COVERBOARD OVER BRICK

RF-5 ROOF MEMBRANE
1/2" COVERBOARD
ROOF INSULATION

METAL ROOF DECK

STEEL AND CONCRETE STRUCTURE

1'-1 3/8"

CONT. AIR/VAPOR BARRIER ON COVERBOARD
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36 JOHN STREET
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SITE/CIVIL ENGINEER

STRUCTURAL ENGINEER

MEP ENGINEER / FIRE PROTECTION

ACOUSTIC / AUDIO VISUAL

FOOD SERVICE

HARDWARE CONSULTANT

 1 1/2" = 1'-0"1
CAST STONE CAP @ CMU

 1 1/2" = 1'-0"2
COPING @ CMU VENEER PARAPET

 1 1/2" = 1'-0"3
COPING @ GREEN ROOF

 3" = 1'-0"4
METAL PANEL WALL TO ROOF

 1 1/2" = 1'-0"5
NORTH PENTHOUSE @ D LINE

 1 1/2" = 1'-0"6
MECH PENTHOUSE ROOF EDGE

 1 1/2" = 1'-0"7
GREEN ROOF @ STEEL FRAMING

1 03/16/2018 ADDENDUM 01

GENERAL NOTES:
1. REFER TO A-320 FOR FINISHES ABBREVIATION LEGEND.
2. PROVIDE IMPERMEABLE AIR/VAPOR BARRIER (IP AVB)
THROUGHOUT UNLESS OTHER  NOTED TO PROVIDE
VAPOR PERMEABLE (VP AVB)

1

1



SG
IG
MO
WD
HMF
GALV
RO
SO
SC

LEGEND:

SINGLE PANE GLASS
INSULATING GLASS
MASONRY OPENING
SOLID CORE WOOD DOOR
HOLLOW METAL FRAME
GALVANIZED
ROUGH OPENING
STEEL INSULATING OVERHEAD DOOR
STEEL COILING DOOR

1) REFER TO SECURITY DRAWINGS FOR
ADDITIONAL INFORMATION ON DEVICE
PUNCH-OUTS IN FRAMES TO ACCOMODATE
CONCEALED WIRING.

NOTES:

IG-1

IG-2

IG-3
IG-4A
IG-4B
IG-4C
IG-4D
IG-4E

(NEW EXTERIOR WINDOWS STOREFRONT, ALMUNINUM
CURTAINWALL)
INSULATING GLASS-GLASS FULLY TEMPERED
(ALUMINUM STOREFRONT AND CURTAIN WALL WHERE
SAFETY GLAZING IS REQUIRED)
COATED SPANDREL INSULATING GLASS
INSULATING GLASS-GLASS FULLY TEMPERED (COLOR 1)
INSULATING GLASS-GLASS FULLY TEMPERED (COLOR 2)
INSULATING GLASS-GLASS FULLY TEMPERED (COLOR 3)
INSULATING GLASS-GLASS FULLY TEMPERED (COLOR 4)
INSULATING GLASS-GLASS FULLY TEMPERED (FROSTED)

SG-1
SG-2
SG-3
SG-4
SG-5
SG-6A
SG-6B
SG-6C
SG-6D

UNCOATED CLEAR FLOAT-GLASS
UNCOATED CLEAR FLOAT-GLASS FULLY TEMPERED
FROSTED FLOAT-GLASS
FIRE RATED SAFETY GLASS
MIRROPANE ONE WAY GLASS
COLORED INTERLAYER LAMINATED GLAZING (COLOR 1)
COLORER INTERLAYER LAMINATED GLAZING (COLOR 2)
COLORED INTERLAYER LAMINATED GLAZING (COLOR 3)
COLORED INTERLAYER LAMINATED GLAZING (COLOR 4)

LSG-1
LSG-2

LSIG-1
LSIG-2A
LSIG-2B
LSIG-2C
LSIG-2D
LSIG-2E

LAMINATED SECURITY GLAZING (BULLET RESISTANT)
LAMINATED SECURITY GLAZING (SCHOOL GUARD)

LAMINATED SECURITY INSULATING GLAZING (SCHOOL GUARD) (CLEAR)
LAMINATED SECURITY INSULATING GLAZING (SCHOOL GUARD) (COLOR 1)
LAMINATED SECURITY INSULATING GLAZING (SCHOOL GUARD) (COLOR 2)
LAMINATED SECURITY INSULATING GLAZING (SCHOOL GUARD) (COLOR 3)
LAMINATED SECURITY INSULATING GLAZING (SCHOOL GUARD) (COLOR 4)
LAMINATED SECURITY INSULATING GLAZING (SCHOOL GUARD) (FROSTED)

LEVEL 01

28' - 3"

DF

OVERALL - 4 PANELS

47'-6 1/2"
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R
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E
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4

A-560

STRUCTURAL STEEL COLUMN;
PROVIDE GASKETS AND CLOSURE
PANELS AS REQUIRED

PROVIDE REMOVABLE WALL
PADDING (WP-1) FULL LENGTH
AND ATTACHED TO DOOR WITH Z
CLIPS. COORDINATE WITH DOOR
MANUFACTURES REQUIREMENTS.

A

SCHEDULE

SEE DOOR2" 2"

2"
S

E
E

 D
O

O
R

 S
C

H
E

D
U

L
E

B

SCHEDULE

SEE DOOR2" 2"

4"
S

E
E

 D
O

O
R

 S
C

H
E

D
U

L
E

SCHEDULE

SEE DOOR 1'-2"

TG

TG

2"2"2"

C

2"
3'

-4
"

8"
2'

-6
"

6"

S
E

E
 D

O
O

R
 S

C
H

E
D

U
LE

D

SCHEDULE

SEE DOOR2" 2"

2"
S

E
E

 D
O

O
R

 S
C

H
E

D
U

L
E

2"

SCHEDULE

SEE DOOR

S
E

E
 D

O
O

R
 S

C
H

E
D

U
LE

8"
V

A
R

IE
S

3'
-4

"

SCHEDULE

SEE DOOR

S
E

E
 D

O
O

R
 S

C
H

E
D

U
LE

SCHEDULE

SEE DOOR

S
E

E
 D

O
O

R
 S

C
H

E
D

U
LE

SG4

8" 8"

1234

3'
-0

"
3'

-4
"

6"4"

8"

SCHEDULE

SEE DOOR

S
E

E
 D

O
O

R
 S

C
H

E
D

U
LE

8"
V

A
R

IE
S

1'
-1

0"

8" 8"

SG-3
LSG-2 AT
DOORS 111,
113, 115 & 117
W/ FIELD
APPLIED FILM
TO MATCH
SG-3

SG-2
LSG-2 AT
DOORS 101C,
103, 107 & 109
W/ FIELD
APPLIED FILM
TO MATCH
SG-3

SCHEDULE

SEE DOOR

S
E

E
 D

O
O

R
 S

C
H

E
D

U
LE

56

3'-0"

7'
-4

"

7

7'
-4

"

11'-8"

4

A-562

3

A-562

4

A-562

3

A-562

8

7'
-8

"

4A

A-562

3A

A-562

11'-8"

9

8'
-8

"

12'-3"

OPENING 224A

2'-10"

DOOR POCKET -
VERIFT DEPTH WITH
DOOR MANUFACTURER

5A

A-560

5B

A-560

5C

A-560

TRANSITION STRIP [TS-4]

RESILIENT FLOORING

TOP OF SLAB

EPOXY RESINOUS FLOOR

CONCRETE FLOOR SLAB

1 15/16" 1 15/16"

DOOR FRAME AS SCHEDULED

TOP OF SLAB

CARPET/ ATHLETIC FLOORING

TRANSITION STRIP [TS-1]

RESILIENT FLOORING

DOOR AS SCH.

METAL FRAME

CONC. FLOOR SLAB

1 15/16" 1 15/16"

DOOR FRAME AS SCHEDULED

TOP OF SLAB

REDUCER STRIP [TS-2]

RESILIENT FLOORING

DOOR AS SCH.

METAL FRAME

CONC. FLOOR

1 15/16" 1 15/16"

DOOR FRAME AS SCHEDULED

TOP OF SLAB

RESILIENT FLOORING

TRANSITION STRIP [TS-3]

RESILIENT FLOORING

SEE DOOR SCHEDULED
FOR TYPE AND RATING

METAL FRAME

CONC. FLOOR SLAB

1 15/16" 1 15/16"

DOOR FRAME AS SCHEDULED

REDUCER STRIP [TS-6]

ATHLETIC FLOORING

DOOR AS SCH.

METAL FRAME

CONC. FLOOR

TOP OF SLAB

FLOOR FINISH AS
SCHEDULED

DOOR AS SCH.

METAL FRAME

CONC. FLOOR SLAB

TOP OF SLAB

DOOR FRAME AS SCHEDULED

GENERAL NOTE:

PROVIDE THIS THRESHOLD AT ALL
EXTERIOR DOORS

ALUM. THRESHOLD W/ THERMAL
BREAK, FULLY SET IN MASTIC W/
EXPANSION ANCHORS 2" MIN.
DEPTH

BRUSH W/ WATERSEAL AT EXT.
DOORS AND AS SCHEDULED

MEMBRANE FLASHING

STAINLESS STEEL ANGLE
TO MATCH STOREFRONT

BED THRESHOLD IN SEALANT

DOOR AS SCHEDULED
ALUM. DOOR FRAME

ALUM. THRESHOLD W/
THERMAL BREAK, FULLY
SET IN MASTIC W/
EXPANSION ANCHORS
2" MIN. DEPTH

BRUSH W/ WATERSEAL AT
EXT. DOORS AND AS
SCHEDULED

SPACERS

SPECIFIED ANGLE

CONC. SLAB

SOUND GASKET

COORDINATE DEPTH OF RECESSED
SLAB W/ WALK OFF MAT GRILLE SYSTEM

WALK OFF CARPET
TILE

RODS

SUPPORT

1 
3/

4"FLOOR FINISH AS
SCHEDULED

DOOR AS SCH.

METAL FRAME

CONC. FLOOR SLAB

TOP OF SLAB

5 9/16"

GENERAL NOTE:

PROVIDE THIS THRESHOLD AT ALL
EXTERIOR DOORS

ALUM. THRESHOLD W/ THERMAL
BREAK, FULLY SET IN MASTIC W/
EXPANSION ANCHORS 2" MIN.
DEPTH

BRUSH W/ WATERSEAL AT EXT.
DOORS AND AS SCHEDULED

CONC. FLOOR FINISH1 15/16"

5

GYM T.O.S.

55' - 2"

MANUFACTURER

CONFIRM WITH

MOTOR
CONTROL BOX

LINEAR CEILING

5/8" GYPSUM BOARD
6" METAL STUD FRAMING

18' - 1"

DROP-DOWN
PANELS

ACOUSTIC
ENCLOSURE
WITH ACOUSTIC
INSULATION MOTOR

ASSEMBLY

METAL STUD
BRACING AS REQUIRED

STRUCTURAL
CHANNEL - SUSPENDED
FROM JOIST

ROOF STRUCTURE
ABOVE

NOTE:  ALL DIMENSIONS TO BE
CONFIRMED WITH PARTITION
MANUFACTURER'S REQUIREMENTS

7 1/4"

FLOOR GASKET

SUSPENSION
ASSEMBLY

2 LAYERS 5/8"
TYPE X GYPSUM
BOARD ON 6"
METAL STUDS

SOUND
INSULATION

FILL VOIDS BETWEEN
PARTITION AND DECK
WITH MINERAL FIBER
SOUND ATTENUATION
INSULATION

5'
-0

"
2'

-1
"

7" 6" 7"

ACCESSIBLE DOOR
OPERATOR

CONCRETE FOOTING

3'
-2

 5
/8

"
6"

9 
1/

4"

ACCESS CONTROLS
CARD READER

DOOR STATION

NOTE:
COORDINATE BACK
BOX REQUIREMENTS
WITH DEVICES AND
PROVIDE CUSTOM
FACTORY CUTOUTS

4'
-0

"

ACCESSIBLE DOOR
OPERATOR

3'
-2

 5
/8

"
6"

ACCESS CONTROLS
CARD READER

NOTE:
COORDINATE BACK
BOX REQUIREMENTS
WITH DEVICES AND
PROVIDE CUSTOM
FACTORY CUTOUTS

BASE PLATE AND ANCHOR
BOLTS PER MANUFACTURES
INSTALLATION INSTRUCTIONS

CONTINUOUS METAL STUD
BLOCKING. REFER TO
MANUFACTURES INSTALLATION
REQUIREMENTS

PARTITION TYPE P1

PARTITION TYPE P1

5"

1'-6"

SLIDING JAMB BY
DOOR MANUFACTURE

WOOD BLOCKING
AS REQUIRED

J BOX

CONTROL BOX

FLOATING JAMB STOPS

FLAT LEADPOST/POCKET
COVER DOOR

V
E

R
IF

Y
 W

IT
H

 D
O

O
R

 M
A

N
U

F
A

C
T

U
R

E
R

2'
-1

0"

D

2-3/8" X 1-1/2" RECESSED STRIKER
JAMBS BY DOOR MANUFACTURE.
REFER TO MANUFACTURES
INSTALLATION REQUIREMENTS

CONTINUOUS METAL STUD BLOCKING.
REFER TO MANUFACTURES
INSTALLATION REQUIREMENTS

1'-11"

PARTITION TYPE QW (1 HOUR
FIRE RATED AT LEVEL 2)

GYPSUM BOARD OVER METAL
STUD FRAMING - REFER TO
PARTITION TYPE V1 , CONTINUE
FRAMING TO STRUCTURE ABOVE

METAL ANGLE WALL TRIM,
AS SCHEDULED

ACOUSTICAL CEILING PANEL (AS
SCHEDULED) IN CEILING SUSPENSION
SYSTEM SUSPENDED FROM STRUCTURE
WITH WIRE HANGERS 4'-0" O.C.

SEE PART'N TYPESEE PART'N TYPE

1/2" DIA. THREADED ROODS WITH NUTS
AND WASHERS BY MANUFACTURE. 9-3/4"
FROM BACK OF POCKET 24" O.C. IN THE
OPENING AND 12" FROM THE STRIKER.

PRE-FINISHED WHITE
TRACK ASSEMBLE

2 7/8" 1'-0 1/4" 2 7/8"

1'-6"

3 
1/

4"
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STRUCTURAL ENGINEER

MEP ENGINEER / FIRE PROTECTION

ACOUSTIC / AUDIO VISUAL

FOOD SERVICE

HARDWARE CONSULTANT

 1/4" = 1'-0"3
OVERHEAD DROP DOWN PARTITION

 1/4" = 1'-0"2
FRAME TYPES

 1/4" = 1'-0"1
DOOR PANEL TYPES

 6" = 1'-0"11

TRANSITION DETAIL -
RESINOUS FLOORING TO RESILIENT

 6" = 1'-0"8
THRESHOLD - RESILIENT TO CARPET

 6" = 1'-0"9
THRESHOLD - RESILIENT TO CONCRETE

 6" = 1'-0"10
THRESHOLD - RESILIENT TO RESILIENT

 6" = 1'-0"12
THRESHOLD - ATHLETIC FLOOR TO CONCRETE

 6" = 1'-0"7
THRESHOLD - EXTERIOR DOORS

 6" = 1'-0"13
THRESHOLD - RECESSED GRILLE TO CARPET/ RESILIENT

 6" = 1'-0"14
THRESHOLD - ACOUSTICAL DOORS

 1/2" = 1'-0"4
DROP DOWN PARTITION HEAD

1 03/16/2018 ADDENDUM 01

 1/2" = 1'-0"6A

DOOR OPERATOR
EXTERIOR PEDESTAL DETAIL

 1/2" = 1'-0"6B

DOOR OPERATOR
INTERIOR PEDESTAL DETAIL

 1 1/2" = 1'-0"5A
HORZONTAL DOOR POCKET

 1 1/2" = 1'-0"5B
HOZONTAL DOOR AT WALL

 1 1/2" = 1'-0"5C
HORIZONTAL DOOR HEAD & SOFFIT

1



V
A

R
IE

S
2'

-0
"

1'-4"

LSIG-2A = COLOR 1
LSIG-2B = COLOR 2
LSIG-2C = COLOR 3
LSIG-2D = COLOR 4
LSIG-2E = FROSTED

IG-4A = COLOR 1
IG-4B = COLOR 2
IG-4C = COLOR 3
IG-4D = COLOR 4
IG-4E = FROSTED

4'-0"

2'
-0

"
V

A
R

IE
S

W22 W21
IG-1

GLAZING TYPES BELOW:

IG-1
(LSIG-1 ADD ALT 9)

W27 IG-1

W23
IG-4A
(LSIG-2A ADD ALT 9)

W24
IG-4B
(LSIG-2B ADD ALT 9)

W25
IG-4C
(LSIG-2C ADD ALT 9)

W26 IG-4D
(LSIG-2D ADD ALT 9)

W28

W29

W30

W31

IG-4A

IG-4B

IG-4C

IG-4D

= ADD ALT 9

8'
-0

"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

14'-0"

6'-0"8'-0"

IG-1 (LSIG-1 ADD ALT 8)

IG-4E (LSIG-2E ADD ALT 8)

IG-4E (LSIG-2E ADD ALT 8)

IG-4E (LSIG-2E ADD ALT 8)

IG-1 (LSIG-1 ADD ALT 8)

IG-4E (LSIG-2E ADD ALT 8)

IG-4E (LSIG-2E ADD ALT 8)

IG-4E (LSIG-2E ADD ALT 8)

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'-11" 5'-0" 5'-0" 1'-3 1/2"

IG-3

1G-1
(LSIG-1 ADD ALT 7)

1G-4E
(LSIG-2E ADD ALT 7)

1G-4E
(LSIG-2E ADD ALT 7)

1G-4E
(LSIG-2E ADD ALT 7)

8'
-0

"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

6'-0"

W20

IG-2

IG-1

IG-1

IG-1

6'
-0

"

2'
-0

"
2'

-0
"

2'
-0

"

15'-0"

5'-0" 5'-0" 5'-0"

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

8'
-0

"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

24'-4"

1'-4" 5'-0" 5'-0" 5'-0" 5'-0" 3'-0"

1G-1 (LSIG-1
ADD ALT 7)

IG-3

1G-1 (LSIG-1
ADD ALT 7)

1G-1 (LSIG-1
ADD ALT 7)

1G-1 (LSIG-1
ADD ALT 7)

2'
-0

"
2'

-0
"

2'
-0

"

IG-1
(LSIG-1ADD ALT 9)

10'-0"

5'-0" 5'-0"

IG-1
(LSIG-1ADD ALT 9)

IG-1
(LSIG-1ADD ALT 9)

6'
-0

"

2'
-0

"
2'

-0
"

2'
-0

"

21'-4"

5'-0" 5'-0" 1'-4" 5'-0" 5'-0"

IG-3

IG-1
(LSIG-1 ADD ALT 9)

IG-1
(LSIG-1 ADD ALT 9)

IG-1
(LSIG-1 ADD ALT 9)

IG-1
(LSIG-1 ADD ALT 9)

IG-1
(LSIG-1 ADD ALT 9)

IG-1
(LSIG-1 ADD ALT 9)

LEVEL 01

28' - 3"

8'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

15'-0"

6'-0" 5'-10"

DOOR OPENING

3'-0"
BREAK METAL TO
MATCH MULLIONS

IG-1 (LSIG-1 ADD ALT 8)

IG-1 (LSIG-1 ADD ALT 8)

IG-1 (LSIG-1 ADD ALT 8)

IG-1 (LSIG-1 ADD ALT 8)

IG-1 (LSIG-1 ADD ALT 8)

IG-1 (LSIG-1 ADD ALT 8)

IG-1 (LSIG-1 ADD ALT 8)

IG-1 (LSIG-1 ADD ALT 8)

10
"

T
Y

P

6'
-0

"

2'
-0

"
2'

-0
"

2'
-0

"

38'-0"

IG-2

IG-1

IG-1

IG-2

IG-1

IG-1

IG-2

IG-1

IG-1

IG-2

IG-1

IG-1

IG-2

IG-1

IG-1

IG-2

IG-1

IG-1

5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 3'-0"

IG-2

IG-1

IG-1

IG-2

IG-1

IG-1

LEVEL 02

42' - 3"

R
.O

.

19
'-1

0"

23'-4"

3'-0" 6'-0" 6'-0" 6'-0" 2'-4"

IG-2 IG-2 IG-2 IG-2 IG-2

IG-1 IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1

1'
-1

0"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

LEVEL 02

42' - 3"

15
'-8

 1
/2

"

R
.O

.

19
'-1

0"

42'-0"

1'
-1

0"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"

6'-0" 6'-0" 6'-0" 6'-0" 6'-0" 6'-0"

84
°

IG-2

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-2

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-2

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-2

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-2

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-2

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-2

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

6'-0"

METAL PANEL
SEAMS TO ALIGN
WITH CENTERLINE
OF MULLIONS

SUNSHADE
SYSTEM
DEDUCT ALT 10

LEVEL 02

42' - 3"

19
'-1

0"

14
'-2

"

47'-5"

7'-5" 6'-0" 6'-0" 6'-0" 6'-0" 6'-0" 5'-0" 5'-0"

8'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

97
°

IG-1

IG-2IG-2

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-2

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-2

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-2

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-2

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-2

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-2

IG-1 IG-1

IG-1 IG-1

IG-1 IG-1

IG-1 IG-1

IG-1 IG-1

IG-1 IG-1

ALIGN

6'
-0

"

2" 2"

D
O

O
R

 O
P

E
N

IN
G

DOOR OPENINGMETAL PANEL TRANSOM
TO MATCH MULLIONS

10
"

T
Y

P

LEVEL 01

28' - 3"

LSIG-1

LSIG-1

LS
IG

-1
LS

IG
-1

LSIG-1

10
'-0

"

2'
-0

"
8'

-0
"

2'
-0

"
1'

-0
"

7'
-0

"

8'-0"

DOOR OPENING

6'-4"

10
"

T
Y

P

LEVEL 02

42' - 3"

12

A-520

IG-1

IG-1

IG-1

IG-1

IG-1 IG-1

10
'-0

"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

6'-0"

2'-9" 3'-3"

10
"

T
Y

P

LEVEL 01

28' - 3"

GYM T.O.S.

55' - 2"

123'-2 5/8" R.O.

4'-8" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 1'-4" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 1'-4" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 1'-4" 5'-0" 5'-0" 5'-0" 5'-0" 5'-0" 4'-6 5/8"

28
'-0

" 
R

.O
.

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

2'
-0

"
2'

-0
"

EQ.DOOR OPENINGEQ.

D
O

O
R

 O
P

E
N

IN
G

METAL PANEL INFILL
SEE A-327

METAL PANEL INFILL
SEE A-327

METAL PANEL INFILL
SEE A-327

IG-2 IG-2 IG-2 IG-2 IG-2 IG-2 IG-2 IG-2 IG-2 IG-2IG-2 IG-2IG-2 IG-2IG-2 IG-2IG-2 IG-2IG-2 IG-2

IG-1 IG-1

IG-2

IG-2

IG-2 IG-2

IG-2

IG-2

IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1IG-1 IG-1 IG-1 IG-1

IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1 IG-1IG-1 IG-1 IG-1 IG-1

IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3

IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3

IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3

IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3

IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3

IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3 IG-3

IG-3 IG-3 IG-3 IG-3 IG-3 IG-3

IG-3 IG-3 IG-3 IG-3 IG-3 IG-3

D
O

O
R

 O
P

E
N

IN
G

EQ.DOOR OPENINGEQ.

10
"

T
Y

P

10
"

T
Y

P

123'-2 5/8" R.O.

4'-6 5/8"5'-0"5'-0"5'-0"5'-0"5'-0"1'-4"5'-0"5'-0"5'-0"5'-0"5'-0"5'-0"1'-4"5'-0"5'-0"5'-0"5'-0"5'-0"5'-0"1'-4"5'-0"5'-0"5'-0"5'-0"5'-0"4'-8"

R
.O

.

6'
-0

"

2'
-0

"
2'

-0
"

2'
-0

"

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-1

IG-3IG-3IG-3

LEVEL 02

42' - 3"

1'
-0

"
6 

1/
4"

5'
-1

0"8'
-0

"

8"1'-10"8"

3'-2"

1G-1
(LSIG-1
ADD ALT 9)

1G-1
(LSIG-1
ADD ALT 9)

10
"

T
Y

P

LEVEL 02

42' - 3"

8'
-0

"
4'

-0
"

8'
-0

"

IG-1 IG-1

IG-1 IG-1

IG-1 IG-1

IG-1 IG-1

IG-3 IG-3

IG-3 IG-3

IG-1 IG-1

IG-1 IG-1

IG-1 IG-1

IG-1 IG-1

2'
-0

"

6'-0" 6'-0"

2016 JCJ Architecturec

P.M.

P.I.C.

P.A.

L.D.

REVISIONS:

SCALE

DRAWN

ISSUE

JOB

CONSULTANTS:

980 CHAPEL STREET
NEW HAVEN, CT 06510
203.786.8600

NEW HAVEN PUBLIC

SCHOOLS

120 HUYSHOPE AVENUE
SUITE 400
HARTFORD, CT 06106
860.247.9226

 1/4" = 1'-0"

STRONG 21st

CENTURY

COMMUNICATIONS

LAB SCHOOL
SOUTHERN CONNECTICUT STATE UNIVERSITY

69 FARNHAM AVENUE

NEW HAVEN, CT 06515

STATE PROJECT# : 093-0368N

EXTERIOR MISC.

STOREFRONT

CURTAINWALL AND

WINDOW TYPES

A-571

ISSUED FOR BID
03-05-2018

H16040.00

MO

2017-09-08

FREEMAN COMPANIES

36 JOHN STREET

HARTFORD, CT 06106

860.251.9550

MICHAEL HORTON ASSOCIATES

151 MEADOW STREET

BRANFORD, CT 06405

203.481.8600

CONSULTING ENGINEERING SERVICES

811 MIDDLE STREET

MIDDLETOWN, CT 06457

860.632.1682

JAFFE HOLDEN ACOUSTICS

114A WASHINGTON STREET

NORWALK, CT 06854

203.838.4167

McFARLAND KISTLER & ASSOCIATES

1130 PERRY HIGHWAY - SUITE 115

PITTSBURGH, PA 15237

412.367.1905

P.H. HAWLEY ASSOCIATES

36 SCENIC DRIVE

BERLIN, CT 06037

860.438.7636

SITE/CIVIL ENGINEER

STRUCTURAL ENGINEER

MEP ENGINEER / FIRE PROTECTION

ACOUSTIC / AUDIO VISUAL

FOOD SERVICE

HARDWARE CONSULTANT

NOTE: REFER TO SHEETS A-200 THRU A-204
A-320 THRU A-340 FOR ADDITIONAL TYPES

 1/4" = 1'-0"1
WEST STOREFRONT

 1/4" = 1'-0"2
SOUTHWEST STOREFRONT

 1/4" = 1'-0"3
SOUTH STOREFRONT

 1/4" = 1'-0"4
SOUTH STOREFRONT

 1/4" = 1'-0"5
NORTH STOREFRONT

 1/4" = 1'-0"6
NORTH STOREFRONT

 1/4" = 1'-0"7
COURTYARD STOREFRONT

 1/4" = 1'-0"10
COURTYARD STOREFRONT

 1/4" = 1'-0"11
DISCOVERY CURTAIN WALL - NORTH

 1/4" = 1'-0"13
MEDIA CURTAIN WALL EAST

 1/4" = 1'-0"12
DISCOVERY CURTAIN WALL - EAST

 1/4" = 1'-0"8
COURTYARD STOREFRONT

 1/4" = 1'-0"9
STOREFRONT AT GREEN ROOF

 1/4" = 1'-0"14
GYM/CAF CURTAINWALL OVERALL

 1/4" = 1'-0"15
CORRIDOR CURTAINWALL OVERALL

 1/4" = 1'-0"5A
N. SF DOOR

1 03/16/2018 ADDENDUM 01

 1/4" = 1'-0"16
SPECIAL EDUCATION STOREFRONT

1



ACOUSTICAL CEILING

SUSPENSION SYSTEM,

AS SCHEDULED

10'-0"

FINISH CEILING

CEILING PANEL

HANGER WIRE

FORGED STEEL

EYEBOLT

STRUCTURAL BEAM

C CHANNEL FIELD

WELDED TO BOTTOM OF

FLANGE OF BEAM, CENTER

ON BEAM FLANGE

THREADED ROD

SUPPORT STRUTS

2016 JCJ Architecturec

P.M.

P.I.C.

P.A.

L.D.

REVISIONS:

SCALE

DRAWN

ISSUE

JOB

CONSULTANTS:

980 CHAPEL STREET

NEW HAVEN, CT 06510

203.786.8600

NEW HAVEN PUBLIC

SCHOOLS

120 HUYSHOPE AVENUE

SUITE 400

HARTFORD, CT 06106

860.247.9226

N
O
T F

O
R

C
O
N
S
TR

U
C
TIO

N

 1 1/2" = 1'-0"

STRONG 21st

CENTURY

COMMUNICATIONS

LAB SCHOOL
SOUTHERN CONNECTICUT STATE UNIVERSITY

69 FARNHAM AVENUE

NEW HAVEN, CT 06515

STATE PROJECT# : 093-0368N

MISCELLANEOUS DETAILS

A-590

100% CONSTRUCTION

DOCUMENTS

H16040.00

Author

2017-09-08

FREEMAN COMPANIES

36 JOHN STREET

HARTFORD, CT 06106

860.251.9550

MICHAEL HORTON ASSOCIATES

151 MEADOW STREET

BRANFORD, CT 06405

203.481.8600

CONSULTING ENGINEERING SERVICES

811 MIDDLE STREET

MIDDLETOWN, CT 06457

860.632.1682

JAFFE HOLDEN ACOUSTICS

114A WASHINGTON STREET

NORWALK, CT 06854

203.838.4167

McFARLAND KISTLER & ASSOCIATES

1130 PERRY HIGHWAY - SUITE 115

PITTSBURGH, PA 15237

412.367.1905

P.H. HAWLEY ASSOCIATES

36 SCENIC DRIVE

BERLIN, CT 06037

860.438.7636

SITE/CIVIL ENGINEER

STRUCTURAL ENGINEER

MEP ENGINEER / FIRE PROTECTION

ACOUSTIC / AUDIO VISUAL

FOOD SERVICE

HARDWARE CONSULTANT

 1 1/2" = 1'-0"1
THERAPY SWING DETAIL

STRONG 21ST CENTURY COMMUNICATIONS
MAGNET LAB SCHOOL

State Project Number 093-0368N

CITY OF NEW HAVEN
Mayor Toni Harp

JCJ Architecture
120 Huyshope Avenue

Hartford, CT 06106

Gilbane Building Company
54 Meadow Street

New Haven, CT 06519

Giordano Construction Co., Inc.
1155 Main Street

Branford, CT 06405

Pickard Chilton
980 Chapel Street

New Haven, CT 06510

1

ISSUED FOR BID
03-05-2018

03/16/2018 ADDENDUM 11


	A00 Strong Addendum Coversheet
	A001 Strong Bidders List 3-19-18
	A02 Prebid Sign In Sheet 3-15-18
	A03 Wall Systems Breakdown, UPs & Allowances - Add 1
	A04 Mechanical Breakdown, UPs & Allowances - Add #1
	A05a Visual Display Boards - Approved substition request
	A06a Strong RFI#001 PB - Windows, Frames & Curtainwall - ASW
	A06b Strong RFI#2 PB - Corrosion Inhibiting Admixture - ASW
	A06c Strong RFI#003 PB - Misc Mech #1 - ASW
	A07 Retaining Wall Clarification
	A08 JCJ Addendum 1.wpd
	A09 JCJ Add #1 Specs & Drawings
	083513.23_Horizontal Sliding, Accordion-Type Fire Door
	083513.23a Horizontal Sliding Door Basis of Design - FIRE GUARD ELEVATION
	083513.23b Horizontal Sliding Door Basis of Design - FIRE GUARD HEAD FLAT LP 20-60 MIN UTS
	083513.23c Horizontal Sliding Door Basis of Design - FIREGUARD ELECTRICAL
	083513.23d Horizontal Sliding Door Basis of Design - PLAN VIEW FIREGUARD FLAT LP 60 MIN
	087100 STRONG SCHOOL_2018.03.12_add1
	096500 A [FT-1-3] Johnsonite IQ Optima_Spec Sheet-Alt 1
	096500 B [FT-1-3] Mannington PrimaryElements_Brochure_Spec-Alt 2
	S-131 & S-406 
	Sheets
	S-131 - CAFE AND GYM ROOF AND FLOOR FRAMING PLAN - LEVEL 3 AREA B
	S-406 - FLOOR SECTIONS


	A-003
	Sheets
	A-003 - PARTITION TYPES


	G-220
	Sheets
	G-220 - CODE PLAN - LEVEL 02


	G-230
	Sheets
	G-230 - CODE PLAN - LEVEL 03


	A-112
	Sheets
	A-112 - FLOOR PLAN - LEVEL 1 - AREA B


	A-120
	Sheets
	A-120 - FLOOR PLAN - LEVEL 2 - OVERALL


	A-121
	Sheets
	A-121 - FLOOR PLAN - LEVEL 2 - AREA A


	A-122
	Sheets
	A-122 - FLOOR PLAN - LEVEL 2 - AREA B


	A-130
	Sheets
	A-130 - FLOOR PLAN - LEVEL 3 - OVERALL


	A-131
	Sheets
	A-131 - FLOOR PLAN - LEVEL 3 - AREA A


	A-132
	Sheets
	A-132 - FLOOR PLAN - LEVEL 3 - AREA B


	AC-121
	Sheets
	AC-121 - REFLECTED CEILING PLAN - LEVEL 2 - AREA A


	AC-122
	Sheets
	AC-122 - REFLECTED CEILING PLAN - LEVEL 2 - AREA B


	AC-131
	Sheets
	AC-131 - REFLECTED CEILING PLAN - LEVEL 3 - AREA A


	AC-132
	Sheets
	AC-132 - REFLECTED CEILING PLAN - LEVEL 3 - AREA B


	A-201
	Sheets
	A-201 - EXTERIOR ELEVATIONS - WEST & ENTRY


	A-202
	Sheets
	A-202 - EXTERIOR ELEVATIONS - NORTH &  SOUTH & SERVICE COURT


	A-212
	Sheets
	A-212 - INTERIOR ELEVATIONS


	A-214
	Sheets
	A-214 - INTERIOR ELEVATIONS


	A-422
	Sheets
	A-422 - STAIR PLANS AND SECTIONS


	A-521
	Sheets
	A-521 - ROOF DETAILS


	A-522
	Sheets
	A-522 - ROOF DETAILS


	A-560
	Sheets
	A-560 - DOORS, FRAMES, & WINDOWS - PLANS, ELEVATIONS, SECTIONS


	A-571
	Sheets
	A-571 - EXTERIOR MISC. STOREFRONT CURTAINWALL AND WINDOW TYPES


	A-590
	Sheets
	A-590 - MISCELLANEOUS DETAILS






