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 Wallingford Housing Authority (WHA) 

 45 Tremper Drive 

 Wallingford, CT  06492 

 Tel (203) 269-5173 

 

 INVITATION FOR QUOTATIONS 

 

 MCKENNA COURT ADA UPGRADES 

 

 Quotes will be received at the Housing Authority’s Office until 

 

 2:00 pm, Thursday, May 2, 2019 

 
IFQ documents may be obtained on the CT DAS website or directly from the Wallingford Housing Authority 

by emailing kmcdermott@wallingfordha.com. 

 

Bid security payable to the Wallingford Housing Authority in the form of a certified check or bid bond is required 

for ten percent (10%) of the base bid proposal, issued by an acceptable surety on AIA Document A310 or 

comparable legal bond form, and must accompany each bid.  All bonds must be from sureties listed on the most 

recent IRS Circular 570. 

 

The successful bidder must post a one hundred percent (100%) Performance Bond and a one hundred percent 

(100%) Labor and Materials Bond on notice of contract award in the form of AIA Document A311 or comparable 

legal bond form.  The cost for these bonds must be included in the bid price. 

 

Attention of bidders is directed to certain requirements of this contract which require payment of minimum wages 

and compliance with certain, local, state and federal requirements. 

 

Bids must be held firm and may not be withdrawn for one-hundred twenty (120) days after the bid opening, and 

the award is contingent on funding commitment by the Community Preservation Corporation (CPC) and US 

Department of Housing and Urban Development. 

 

Please be advised that funds for the work to be performed in connection with this Invitation for Quotations 

have not been awarded to the WHA and may not be awarded.  WHA reserves the right to terminate this bid, 

at any time, including, but not limited to, after the opening of bids submitted in response hereto, and to 

accept any offer or multiple offers as WHA determines to be in the best interests of the WHA and its 

prospective funders for the work contemplated by this Invitation for Quotations.  Any and all expenses 

incurred by Bidders in preparing a response to this Invitation for Quotations shall be the sole responsibility 

of the Bidder.  

 

An Affirmative Action/Equal Opportunity Employer 

MBE’s, WBE’s, SBE’s and Section 3 Designated Enterprises are encouraged to apply 
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TO:   

 

Kelly McDermott, Executive Director 

Wallingford Housing Authority 

45 Tremper Drive 

Wallingford, CT  06492  

  

Project: ADA Upgrades at McKenna Ct 

 

Submitted by: 

(full name) 

 

(full address) 

 

  

 

1.  OFFER 

 

Pursuant to and in compliance with the Invitation to Bid relating thereto, the undersigned, 

 

 

Has familiarized himself/herself with the conditions present and carefully examined all 

the Documents (including the drawings and specifications dated April 2019 as prepared 

by Quisenberry Arcari Malik, LLC), Instructions to Bidders, Supplementary Instructions 

to Bidders, Bid Bond Form, Non Collusive Affidavit, Statement of Bidder’s Construction 

Experience, Previous participation Certificate, Representations, Certifications and Other 

Statements of Bidders, form of Contract, Notice to Proceed, Performance and Payment 

Bond, General Conditions of the Contract for Construction, Supplemental General 

Conditions of the Contract for Construction, together with all Addenda issued and 

received prior to closing time for receipt of Bids hereby offers and agrees as follows: 

 

To provide all materials, all labor and all else whatsoever necessary to erect and properly 

finish all work in accordance with said Documents for the above mentioned project(s) to 

the satisfaction of the Architect and Owner for the Stipulated Sum of: 

 

__________________________________________________________($_______________) 

This amount shall be identified as the BASE BID 

 

 

Alternate #1 – Apartment Bathrooms (3 total)  

       ($_______________________________) 

Alternate #2 – Standard Unit Tub to Shower  

Replacement (20 total)    ($_______________________________) 
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ALLOWANCES: 

 

Allowance #1 – not used 

($_______________________________) 

 

 
UNIT PRICES: 

 

Unit Price #1 – Tub to Shower Replacement (1 Unit) ($_______________________________) 

 

All State of Connecticut Taxes are excluded from the Bid Sum.  Contractor shall be 

required to obtain and pay for all Permits required as part of the Work. 

 

 

Small, Minority, Women-Owned Business Concern Representation 

 

The bidder represents and certifies as part of its bid / offer that it –  

 

(a) (   ) is, (   ) is not a small business concern.  “Small business concern” as used in this 

provision, means a concern, including its affiliates, that is independently owned and operated, 

not dominant in the field of operation in which it is bidding, and qualified as a small business 

under the criteria and size standards in 13 CFR 121. 

 

(b) (   ) is, (   ) is not a women owned business.  “Women-owned business enterprise,” as used in 

this provision, means a business that is atleast 51 percent owned by a woman or women who are 

U.S. citizens and who also control and operate the business. 

 

(c) (   ) is, (   ) is not a minority business enterprise. “Minority business enterprise,” as used in 

this provision, means a business which is atleast 51 percent owned or controlled by one or more 

minority group members or, in the case of a publicly owned business, atleast 51 percent of its 

voting stock is owned by one or more minority group members, and whose management and 

daily operations are controlled by one or more such individuals.  For purpose of this definition, 

minority group members are: 

 

(check the block applicable to you) 
 

(   ) Black Americans (   ) Asian Pacific Americans (   ) Hispanic Americans 

(   ) Asian Indian Americans (   ) Native Americans  (   ) Hasidic Jewish Americans 

  

(d) (   ) is, (   ) is not a bonafide Section 3 Company, and that it meets (   ), does not meet (   ) the 

following definition of a Section 3 Business: 

1. 51% or more of the ownership of this company is owned by Section 3 residents, as 

defined by HUD. 

2. Currently, at least 30% of the employees of the company are Section 3 residents, as 

defined by HUD. 
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3. At least 30% of the employees of the company were Section 3 residents, as defined 

by HUD, within three years of the date of first employment with this company. 
 

4. I commit to subcontract at least 25% of the total value of this contract to Section 3 

subcontractors, as these companies are defined above, and to provide the necessary 

evidence to substantiate this, prior to award of the contract. 

 

The apparent low bidder will be required to submit documentation from a Certified Agency for 

any of designations noted in the affirmative above prior to the award of the contract. 

 

The Contract Award shall be made on available funds; the Wallingford Housing Authority 

reserves the right to add/deduct work based on the availability of funds. 

 

2.  ACCEPTANCE 

 

This offer shall be open to acceptance for one hundred twenty ( 90 ) days from the bid 

opening date. 

 

If this Bid is accepted by the Owner within the time period stated above, undersigned 

will: 

 Execute this Agreement within ten days of receipt of acceptance of this Bid. 

 

 Furnish the required bonds(s) within ten days of receipt of acceptance of this Bid. 

 

 Commence work within seven days after written Notice to Proceed. 

 

If this bid is accepted within the time stated, and the Undersigned fails to provide the 

required Bond(s), the Owner may charge against the Undersigned the difference between 

the amount of this bid and the amount for which a contract for the work is subsequently 

executed, irrespective of whether the amount thus due exceeds the amount of the bid 

guaranty. 

 

In the event this Bid is not accepted within the time stated above, the required security 

deposit shall be returned to the undersigned, in accordance with the provisions of the 

Instructions to Bidders; unless a mutually satisfactory arrangement is made for its 

retention and validity for an extended period of time. 

 

3.  CONTRACT TIME 

 

If this Bid is accepted, the Undersigned will Complete all the work within 120 calendar 

days from Notice to Proceed.  It is additionally understood that liquidated damages, in 

the amount of $250.00 per day, will be assessed for failure to complete the project within 

the above time period as described in the General Conditions.  

 

4.  CHANGES TO THE WORK 
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Equitable adjustments for Changes in the Work will be net cost plus a maximum limit of 

7% General Requirements and 9% Overhead & Profit 

 

 

5.  ADDENDA 

 

The following Addenda have been received.  The modifications to the Bid Documents 

noted therein have been considered and all costs thereto are included in the Base Bid. 

 

Addenda #  _____,dated_  ____,   Addenda #  _____,dated_  ____,  

 

 

6.  BID FORM SIGNATURE (S) 

 

The Corporate Seal 

 

 

(Bidder – please print the full name of your Proprietorship, Partnership, or Corporation) 

 

Was hereunto affixed in the presence of: 

 

 

(Authorized signing officer)                                                       (Title) 

 

Contact Information 

 

Contact:             

 

Phone:     Email:         

 

 

END OF BID FORM 
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SECTION 079200 - JOINT SEALANTS 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. The Contractor, Subcontractors, and/or suppliers providing goods or services referenced in or related to 

this Section shall also be bound by the Documents identified in Division 01 Section “Summary”, 

Paragraph 1.1A, entitled “Related Documents.” 

1.2 SUMMARY 

A. Section Includes: 

 

1. Silicone joint sealants. 

2. Urethane joint sealants. 

3. Latex joint sealants. 

1.3 PRECONSTRUCTION TESTING 

A. Preconstruction Compatibility and Adhesion Testing:  Submit to joint-sealant manufacturers, for testing 

indicated below, samples of materials that will contact or affect joint sealants. 

1. Use ASTM C 1087 to determine whether priming and other specific joint preparation techniques 

are required to obtain rapid, optimum adhesion of joint sealants to joint substrates. 

2. Submit not fewer than eight pieces of each type of material, including joint substrates, shims, 

joint-sealant backings, secondary seals, and miscellaneous materials. 

3. Schedule sufficient time for testing and analyzing results to prevent delaying the Work. 

4. For materials failing tests, obtain joint-sealant manufacturer's written instructions for corrective 

measures including use of specially formulated primers. 

5. Testing will not be required if joint-sealant manufacturers submit joint preparation data that are 

based on previous testing of current sealant products for adhesion to, and compatibility with, joint 

substrates and other materials matching those submitted. 

1.4 PERFORMANCE REQUIREMENTS 

A. Provide elastomeric joint sealants that establish and maintain watertight and airtight continuous joint seals 

without staining or deteriorating joint substrates. 

B. Provide joint sealants for interior applications that establish and maintain airtight and water-resistant 

continuous joint seals without staining or deteriorating joint substrates. 

1.5 ACTION SUBMITTALS 

A. Product Data:  For each joint-sealant product indicated. 
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B. Samples for Initial Selection:  Manufacturer's color charts consisting of strips of cured sealants showing 

the full range of colors available for each product exposed to view. 

C. Samples for Verification:  For each type and color of joint sealant required, provide Samples with joint 

sealants in 1/2-inch- wide joints formed between two 6-inch- long strips of material matching the 

appearance of exposed surfaces adjacent to joint sealants. 

D. Joint-Sealant Schedule:  Include the following information: 

1. Joint-sealant application, joint location, and designation. 

2. Joint-sealant manufacturer and product name. 

3. Joint-sealant formulation. 

4. Joint-sealant color. 

1.6 INFORMATIONAL SUBMITTALS 

A. Product Certificates:  For each type of joint sealant and accessory, signed by product manufacturer. 

B. Qualification Data:  For Installer. 

C. Compatibility and Adhesion Test Reports:  From sealant manufacturer, indicating the following: 

1. Materials forming joint substrates and joint-sealant backings have been tested for compatibility 

and adhesion with joint sealants. 

2. Interpretation of test results and written recommendations for primers and substrate preparation 

needed for adhesion. 

D. Product Test Reports:  Based on comprehensive testing of product formulations performed by a qualified 

testing agency, indicating that sealants comply with requirements. 

E. Preconstruction Compatibility and Adhesion Test Reports:  From sealant manufacturer, indicating the 

following: 

1. Materials forming joint substrates and joint-sealant backings have been tested for compatibility 

and adhesion with joint sealants. 

2. Interpretation of test results and written recommendations for primers and substrate preparation 

needed for adhesion. 

F. Warranties:  Special warranties specified in this Section. 

1.7 QUALITY ASSURANCE 

A. Installer Qualifications:  Manufacturer's authorized Installer who is approved or licensed for installation 

of elastomeric sealants required for this Project. 

B. Source Limitations:  Obtain each type of joint sealant through one source from a single manufacturer. 

C. Product Testing:  Test joint sealants using a qualified testing agency. 

1. Testing Agency Qualifications:  An independent testing agency qualified according to 

ASTM C 1021 to conduct the testing indicated. 
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2. Test according to SWRI's Sealant Validation Program for compliance with requirements specified 

by reference to ASTM C 920 for adhesion and cohesion under cyclic movement, adhesion-in-peel, 

and indentation hardness. 

D. Mockups:  Build mockups incorporating sealant joints, as follows, to verify selections made under sample 

submittals and to demonstrate aesthetic effects and set quality standards for materials and execution: 

 

1. Joints in mockups of assemblies specified in other Sections that are indicated to receive 

elastomeric joint sealants, which are specified by reference to this Section. 

2. Each type of sealant and joint substrate indicated. 

E. Preinstallation Conference:  Conduct conference at Project site to comply with requirements in 

Division 01 Section "Project Management and Coordination." 

1.8 PROJECT CONDITIONS 

A. Do not proceed with installation of joint sealants under the following conditions: 

1. When ambient and substrate temperature conditions are outside limits permitted by joint-sealant 

manufacturer or are below 40 deg F. 

2. When joint substrates are wet. 

3. Where joint widths are less than those allowed by joint-sealant manufacturer for applications 

indicated. 

4. Contaminants capable of interfering with adhesion have not yet been removed from joint 

substrates. 

1.9 WARRANTY 

A. Special Installer's Warranty:  Installer's standard form in which Installer agrees to repair or replace 

elastomeric joint sealants that do not comply with performance and other requirements specified in this 

Section within specified warranty period. 

1. Warranty Period:  Two years from date of Substantial Completion. 

B. Special Manufacturer's Warranty:  Manufacturer's standard form in which elastomeric sealant 

manufacturer agrees to furnish elastomeric joint sealants to repair or replace those that do not comply 

with performance and other requirements specified in this Section within specified warranty period. 

1. Warranty Period:  Five years from date of Substantial Completion. 

C. Special warranties specified in this Article exclude deterioration or failure of elastomeric joint sealants 

from the following: 

1. Movement of the structure resulting in stresses on the sealant exceeding sealant manufacturer's 

written specifications for sealant elongation and compression caused by structural settlement or 

errors attributable to design or construction. 

2. Disintegration of joint substrates from natural causes exceeding design specifications. 

3. Mechanical damage caused by individuals, tools, or other outside agents. 

4. Changes in sealant appearance caused by accumulation of dirt or other atmospheric contaminants. 
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PART 2 - PRODUCTS 

2.1 MATERIALS, GENERAL 

A. Compatibility:  Provide joint sealants, backings, and other related materials that are compatible with one 

another and with joint substrates under conditions of service and application, as demonstrated by joint-

sealant manufacturer, based on testing and field experience. 

B. VOC Content of Interior Sealants:  Provide sealants and sealant primers for use inside the 

weatherproofing system that comply with the following limits for VOC content when calculated 

according to 40 CFR 59, Part 59, Subpart D (EPA Method 24): 

1. Architectural Sealants:  250 g/L. 

2. Sealant Primers for Nonporous Substrates:  250 g/L. 

3. Sealant Primers for Porous Substrates:  775 g/L. 

C. Stain-Test-Response Characteristics:  Where sealants are specified to be nonstaining to porous substrates, 

provide products that have undergone testing according to ASTM C 1248 and have not stained porous 

joint substrates indicated for Project. 

D. Suitability for Contact with Food:  Where sealants are indicated for joints that will come in repeated 

contact with food, provide products that comply with 21 CFR 177.2600. 

E. Colors of Exposed Joint Sealants:  As selected by Architect from manufacturer's full range. 

2.2 SILICONE JOINT SEALANTS 

A. Mildew Resistant, Single-Component, Nonsag, Acid-Curing Silicone Joint Sealant:  ASTM C 920, 

Type S, Grade NS, Class 25, for Use NT. 
 

1. Products:  Subject to compliance with requirements, provide one of the following: 

 

a. Dow Corning Corporation; 786 Mildew Resistant. 

b. GE Silicones; Sanitary SCS1700. 

c. Tremco; Tremsil 200 Sanitary. 

2.3 URETHANE JOINT SEALANTS 

A. Multicomponent, Nonsag, Urethane Joint Sealant:  ASTM C 920, Type M, Grade NS, Class 50, for 

Use NT. 

 

1. Products:  Subject to compliance with requirements, provide one of the following: 

 

a. BASF Corporation-Construction Systems; MasterSeal NP 2 (formerly Sonolastic NP2). 

c. Pecora Corporation; Dynatrol II. 

d. Tremco; Dymeric 240 FC. 

 

 

 

 

http://www.specagent.com/Lookup?uid=123457011225
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2.4 LATEX JOINT SEALANTS 

A. Acrylic Latex: Acrylic latex or siliconized acrylic latex, ASTM C 834, Type OP, Grade NF. 

 

1. Products:  Subject to compliance with requirements, provide one of the following: 
 

a. Pecora Corporation; AC-20+. 

b. Tremco; Tremflex 834. 

2.5 JOINT-SEALANT BACKING 

A. General:  Provide sealant backings of material and type that are nonstaining; are compatible with joint 

substrates, sealants, primers, and other joint fillers; and are approved for applications indicated by sealant 

manufacturer based on field experience and laboratory testing. 

B. Cylindrical Sealant Backings:  ASTM C 1330, Type C (closed-cell material with a surface skin) as 

approved in writing by joint-sealant manufacturer for joint application indicated, and of size and density 

to control sealant depth and otherwise contribute to producing optimum sealant performance. 

C. Bond-Breaker Tape:  Polyethylene tape or other plastic tape recommended by sealant manufacturer for 

preventing sealant from adhering to rigid, inflexible joint-filler materials or joint surfaces at back of joint 

where such adhesion would result in sealant failure.  Provide self-adhesive tape where applicable. 

2.6 MISCELLANEOUS MATERIALS 

A. Primer:  Material recommended by joint-sealant manufacturer where required for adhesion of sealant to 

joint substrates indicated, as determined from preconstruction joint-sealant-substrate tests and field tests. 

B. Cleaners for Nonporous Surfaces:  Chemical cleaners acceptable to manufacturers of sealants and sealant 

backing materials, free of oily residues or other substances capable of staining or harming joint substrates 

and adjacent nonporous surfaces in any way, and formulated to promote optimum adhesion of sealants to 

joint substrates. 

C. Masking Tape:  Nonstaining, nonabsorbent material compatible with joint sealants and surfaces adjacent 

to joints. 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine joints indicated to receive joint sealants, with Installer present, for compliance with 

requirements for joint configuration, installation tolerances, and other conditions affecting joint-sealant 

performance. 

B. Proceed with installation only after unsatisfactory conditions have been corrected. 
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3.2 PREPARATION 

A. Surface Cleaning of Joints:  Clean out joints immediately before installing joint sealants to comply with 

joint-sealant manufacturer's written instructions and the following requirements: 

1. Remove all foreign material from joint substrates that could interfere with adhesion of joint 

sealant, including dust, paints (except for permanent, protective coatings tested and approved for 

sealant adhesion and compatibility by sealant manufacturer), old joint sealants, oil, grease, 

waterproofing, water repellents, water, surface dirt, and frost. 

2. Clean porous joint substrate surfaces by brushing, grinding, blast cleaning, mechanical abrading, 

or a combination of these methods to produce a clean, sound substrate capable of developing 

optimum bond with joint sealants.  Remove loose particles remaining after cleaning operations 

above by vacuuming or blowing out joints with oil-free compressed air.  Porous joint substrates 

include the following: 

a. Concrete. 

b. Masonry. 

c. Unglazed surfaces of ceramic tile. 

3. Remove laitance and form-release agents from concrete. 

4. Clean nonporous surfaces with chemical cleaners or other means that do not stain, harm substrates, 

or leave residues capable of interfering with adhesion of joint sealants.  Nonporous joint substrates 

include the following: 

a. Metal. 

b. Glass. 

c. Porcelain enamel. 

d. Glazed surfaces of ceramic tile. 

B. Joint Priming:  Prime joint substrates, where recommended in writing by joint-sealant manufacturer, 

based on preconstruction joint-sealant-substrate tests or prior experience.  Apply primer to comply with 

joint-sealant manufacturer's written instructions.  Confine primers to areas of joint-sealant bond; do not 

allow spillage or migration onto adjoining surfaces. 

C. Masking Tape:  Use masking tape where required to prevent contact of sealant with adjoining surfaces 

that otherwise would be permanently stained or damaged by such contact or by cleaning methods 

required to remove sealant smears.  Remove tape immediately after tooling without disturbing joint seal. 

3.3 INSTALLATION OF JOINT SEALANTS 

A. General:  Comply with joint-sealant manufacturer's written installation instructions for products and 

applications indicated, unless more stringent requirements apply. 

B. Sealant Installation Standard:  Comply with recommendations in ASTM C 1193 for use of joint sealants 

as applicable to materials, applications, and conditions indicated. 

C. Install sealant backings of type indicated to support sealants during application and at position required to 

produce cross-sectional shapes and depths of installed sealants relative to joint widths that allow optimum 

sealant movement capability. 

1. Do not leave gaps between ends of sealant backings. 

2. Do not stretch, twist, puncture, or tear sealant backings. 
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3. Remove absorbent sealant backings that have become wet before sealant application and replace 

them with dry materials. 

D. Install bond-breaker tape behind sealants where sealant backings are not used between sealants and backs 

of joints. 

E. Install sealants using proven techniques that comply with the following and at the same time backings are 

installed: 

1. Place sealants so they directly contact and fully wet joint substrates. 

2. Completely fill recesses in each joint configuration. 

3. Produce uniform, cross-sectional shapes and depths relative to joint widths that allow optimum 

sealant movement capability. 

F. Tooling of Nonsag Sealants:  Immediately after sealant application and before skinning or curing begins, 

tool sealants according to requirements specified below to form smooth, uniform beads of configuration 

indicated; to eliminate air pockets; and to ensure contact and adhesion of sealant with sides of joint. 

1. Remove excess sealant from surfaces adjacent to joints. 

2. Use tooling agents that are approved in writing by sealant manufacturer and that do not discolor 

sealants or adjacent surfaces. 

3. Provide concave joint configuration per Figure 5A in ASTM C 1193, unless otherwise indicated. 

3.4 CLEANING 

A. Clean off excess sealant or sealant smears adjacent to joints as the Work progresses by methods and with 

cleaning materials approved in writing by manufacturers of joint sealants and of products in which joints 

occur. 

3.5 PROTECTION 

A. Protect joint sealants during and after curing period from contact with contaminating substances and from 

damage resulting from construction operations or other causes so sealants are without deterioration or 

damage at time of Substantial Completion.  If, despite such protection, damage or deterioration occurs, 

cut out and remove damaged or deteriorated joint sealants immediately so installations with repaired 

areas are indistinguishable from original work. 

3.6 JOINT-SEALANT SCHEDULE 

A. Joint-Sealant Application:  Exterior joints in vertical surfaces and horizontal nontraffic surfaces. 

1. Joint Locations: 

 

a. Joints in vinyl siding and trim. 

b. Joints in cellular PVC trim. 

c. Joints between different materials listed above. 

d. Perimeter joints between materials listed above and frames of doors, windows and louvers. 

e. Control and expansion joints in ceilings and other overhead surfaces. 

f. Other joints as indicated. 

 

2. Urethane Joint Sealant:  Multicomponent, nonsag, Class 50. 
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3. Joint-Sealant Color:  As selected by Architect from manufacturer's full range of colors, for each 

material. 

B. Joint-Sealant Application:  Interior joints in all vertical surfaces and horizontal nontraffic surfaces. 

1. Joint Locations: 

 

a. Perimeter joints between interior wall surfaces and frames of interior doors. 

b. Other joints as indicated. 

2. Joint Sealant:  Latex. 

3. Joint-Sealant Color:  As selected by Architect from manufacturer's full range of colors. 

C. Joint-Sealant Application:  Mildew-resistant interior joints in vertical surfaces and horizontal nontraffic 

surfaces. 

1. Joint Sealant Location: 

a. Joints between plumbing fixtures and adjoining walls, floors, and counters. 

b. Other joints as indicated. 

2. Joint Sealant:  Single component, nonsag, mildew resistant, acid curing silicone. 

3. Joint-Sealant Color:  White. 

D. Joint-Sealant Application:  Mildew-resistant interior joints in vertical surfaces and horizontal nontraffic 

surfaces at counters and backsplashes. 

1. Joint Sealant Location: 

 

a. Joints between counters and walls. 

b. Joints between counters and backsplashes. 

c. Other joints as indicated. 

2. Joint Sealant:  Single component, nonsag, mildew resistant, acid curing silicone. 

3. Joint-Sealant Color:  Clear. 

END OF SECTION 079200 
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SECTION 081113 - HOLLOW METAL DOORS AND FRAMES 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. The Contractor, Subcontractors, and/or suppliers providing goods or services referenced in or related to 

this Section shall also be bound by the Documents identified in Division 01 Section “Summary”, 

Paragraph 1.1A, entitled “Related Documents.” 

1.2 SUMMARY 

A. Section includes hollow-metal work. 

B. Related Requirements: 

 

1. Division 08 Section "Door Hardware" for door hardware for hollow metal doors. 

2. Division 09 Section “Painting” for field painting hollow metal doors and frames. 

1.3 DEFINITIONS 

A. Minimum Thickness: Minimum thickness of base metal without coatings according to NAAMM-

HMMA 803 or SDI A250.8. 

1.4 COORDINATION 

A. Coordinate anchorage installation for hollow-metal frames. Furnish setting drawings, templates, and 

directions for installing anchorages, including sleeves, concrete inserts, anchor bolts, and items with 

integral anchors. Deliver such items to Project site in time for installation. 

1.5 ACTION SUBMITTALS 

A. Product Data: For each type of product. 

1. Include construction details, material descriptions, core descriptions, and finishes. 

B. Shop Drawings: Include the following: 

1. Elevations of each door type. 

2. Details of doors, including vertical- and horizontal-edge details and metal thicknesses. 

3. Frame details for each frame type, including dimensioned profiles and metal thicknesses. 

4. Locations of reinforcement and preparations for hardware. 

5. Details of each different wall opening condition. 

6. Details of anchorages, joints, field splices, and connections. 

7. Details of accessories. 
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C. Schedule: Provide a schedule of hollow-metal work prepared by or under the supervision of supplier, 

using same reference numbers for details and openings as those on Drawings. Coordinate with final Door 

Hardware Schedule. 

1.6 INFORMATIONAL SUBMITTALS 

A. Product Test Reports: For each type of hollow-metal door and frame assembly, for tests performed by a 

qualified testing agency. 

1.7 DELIVERY, STORAGE, AND HANDLING 

A. Deliver hollow-metal work palletized, packaged, or crated to provide protection during transit and 

Project-site storage. Do not use nonvented plastic. 

1. Provide additional protection to prevent damage to factory-finished units. 

B. Deliver welded frames with two removable spreader bars across bottom of frames, tack welded to jambs 

and mullions. 

C. Store hollow-metal work vertically under cover at Project site with head up. Place on minimum 4-inch-

high wood blocking. Provide minimum 1/4-inch space between each stacked door to permit air 

circulation. 

PART 2 - PRODUCTS 

2.1 MANUFACTURERS 

A. Manufacturers: Subject to compliance with requirements, provide products by one of the following: 

 

1. Ceco Door; ASSA ABLOY. 

2. Curries Company; ASSA ABLOY. 

3. DE LA FONTAINE. 

4. Steelcraft; an Allegion brand. 

B. Source Limitations: Obtain hollow-metal work from single source from single manufacturer. 

2.2 EXTERIOR HOLLOW-METAL DOORS AND FRAMES 

A. Construct exterior doors and frames to comply with the standards indicated for materials, fabrication, 

hardware locations, hardware reinforcement, tolerances, and clearances, and as specified. 

B. Extra-Heavy-Duty Doors and Frames: SDI A250.8, Level 3. 

1. Physical Performance: Level A according to SDI A250.4. 

2. Doors: 

a. Type: As indicated in the Door and Frame Schedule. 

b. Thickness: 1-3/4 inches 

http://www.specagent.com/Lookup?ulid=5745
http://www.specagent.com/Lookup?uid=123456969965
http://www.specagent.com/Lookup?uid=123456969956
http://www.specagent.com/Lookup?uid=123456969975
http://www.specagent.com/Lookup?uid=123456969981


CRITICAL NEEDS IMPROVEMENTS AT 

 McKENNA CT 

 WALLINGFORD HOUSING AUTHORITY 

WALLINGFORD, CT 

 

QA 1929 081113 - 3 of 7 

March 2019 HOLLOW METAL DOORS AND FRAMES 

c. Face: Metallic-coated steel sheet, minimum thickness of 0.053 inch (16 gauge), with 

minimum A60 coating. 

d. Edge Construction: Model 2, Seamless 

e. Core: Polyurethane. 

1) Thermal-Rated Doors: Provide doors fabricated with thermal-resistance value (R-

value) of not less than 2.5 deg F x h x sq. ft./Btu when tested according to 

ASTM C 1363. 

3. Frames:  Provide maximum-duty frames for exterior frames. 

a. Materials: Metallic-coated steel sheet, minimum thickness of 0.067 inch (14 gauge), with 

minimum A60 coating. 

b. Construction: Face welded. 

4. Exposed Finish: Prime. 

2.3 FRAME ANCHORS 

A. Jamb Anchors: 

 

1. Postinstalled Expansion Type for In-Place Concrete or Masonry: Minimum 3/8-inch-diameter 

bolts with expansion shields or inserts. Provide pipe spacer from frame to wall, with throat 

reinforcement plate, welded to frame at each anchor location. 

B. Floor Anchors: Formed from same material as frames, minimum thickness of 0.042 inch, and as follows: 

1. Monolithic Concrete Slabs: Clip-type anchors, with two holes to receive fasteners. 

2.4 MATERIALS 

A. Metallic-Coated Steel Sheet: ASTM A 653/A 653M, Commercial Steel (CS), Type B, with minimum 

A60 metallic coating. 

B. Frame Anchors: ASTM A 879/A 879M, Commercial Steel (CS), 04Z coating designation; mill 

phosphatized. 

1. For anchors built into exterior walls, steel sheet complying with ASTM A 1008/A 1008M or 

ASTM A 1011/A 1011M, hot-dip galvanized according to ASTM A 153/A 153M, Class B. 

C. Inserts, Bolts, and Fasteners: Hot-dip galvanized according to ASTM A 153/A 153M. 

D. Power-Actuated Fasteners in Concrete: Fastener system of type suitable for application indicated, 

fabricated from corrosion-resistant materials, with clips or other accessory devices for attaching hollow-

metal frames of type indicated. 

E. Bituminous Coating: Cold-applied asphalt mastic, compounded for 15-mil dry film thickness per coat. 

Provide inert-type noncorrosive compound free of asbestos fibers, sulfur components, and other 

deleterious impurities. 
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2.5 FABRICATION 

A. Fabricate hollow-metal work to be rigid and free of defects, warp, or buckle. Accurately form metal to 

required sizes and profiles, with minimum radius for metal thickness. Where practical, fit and assemble 

units in manufacturer's plant. To ensure proper assembly at Project site, clearly identify work that cannot 

be permanently factory assembled before shipment. 

B. Hollow-Metal Doors: 

1. Steel-Stiffened Door Cores: Provide minimum thickness 0.026 inch, steel vertical stiffeners of 

same material as face sheets extending full-door height, with vertical webs spaced not more than 6 

inches apart. Spot weld to face sheets no more than 5 inches o.c. Fill spaces between stiffeners 

with glass- or mineral-fiber insulation. 

2. Vertical Edges for Single-Acting Doors: Bevel edges 1/8 inch in 2 inches. 

3. Top Edge Closures: Close top edges of doors with inverted closures, except provide flush closures 

at exterior doors of same material as face sheets. 

4. Bottom Edge Closures: Close bottom edges of doors where required for attachment of weather 

stripping with end closures or channels of same material as face sheets. 

5. Exterior Doors: Provide weep-hole openings in bottoms of exterior doors to permit moisture to 

escape. Seal joints in top edges of doors against water penetration. 

C. Hollow-Metal Frames: Where frames are fabricated in sections due to shipping or handling limitations, 

provide alignment plates or angles at each joint, fabricated of same thickness metal as frames. 

 

1. Provide countersunk, flat- or oval-head exposed screws and bolts for exposed fasteners unless 

otherwise indicated. 

2. Grout Guards: Weld guards to frame at back of hardware mortises in frames to be grouted. 

3. Floor Anchors: Weld anchors to bottoms of jambs with at least four spot welds per anchor; 

however, for slip-on drywall frames, provide anchor clips or countersunk holes at bottoms of 

jambs. 

4. Jamb Anchors: Provide number and spacing of anchors as follows: 

 

a. Postinstalled Expansion Type: Locate anchors not more than 6 inches from top and bottom 

of frame. Space anchors not more than 26 inches o.c. 

5. Head Anchors: Two anchors per head for frames more than 42 inches wide and mounted in metal-

stud partitions. 

6. Door Silencers: Except on weather-stripped frames, drill stops to receive door silencers as follows. 

Keep holes clear during construction. 

a. Single-Door Frames: Drill stop in strike jamb to receive three door silencers. 

b. Double-Door Frames: Drill stop in head jamb to receive two door silencers. 

D. Fabricate concealed stiffeners and edge channels from either cold- or hot-rolled steel sheet. 

E. Hardware Preparation: Factory prepare hollow-metal work to receive templated mortised hardware; 

include cutouts, reinforcement, mortising, drilling, and tapping according to SDI A250.6, the Door 

Hardware Schedule, and templates. 

1. Reinforce doors and frames to receive nontemplated, mortised, and surface-mounted door 

hardware. 

2. Comply with applicable requirements in SDI A250.6 and BHMA A156.115 for preparation of 

hollow-metal work for hardware. 
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F. Hardware Reinforcement:  Fabricate reinforcement plates from same material as frames to comply with 

manufacturer’s standard gauges and sizes, but not less than the following minimum sizes. 

 

1. Hinges:  Minimum 10 gauge by 1-1/2 inches wide by 6 inches longer than hinge, secured by not 

less than 6 spot welds. 

2. Lock Face, Flush and Surface Bolts, Closers, and Concealed Holders:  Minimum 14 gauge. 

3. Pull Plates and Bar:  Minimum 16 gauge. 

2.6 STEEL FINISHES 

A. Prime Finish: Clean, pretreat, and apply manufacturer's standard primer. 

1. Shop Primer: Manufacturer's standard, fast-curing, lead- and chromate-free primer complying with 

SDI A250.10; recommended by primer manufacturer for substrate; compatible with substrate and 

field-applied coatings despite prolonged exposure. 

2.7 ACCESSORIES 

A. Grout Guards: Formed from same material as frames, not less than 0.016 inch thick. 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine substrates, areas, and conditions, with Installer present, for compliance with requirements for 

installation tolerances and other conditions affecting performance of the Work. 

B. Examine roughing-in for embedded and built-in anchors to verify actual locations before frame 

installation. 

C. Prepare written report, endorsed by Installer, listing conditions detrimental to performance of the Work. 

D. Proceed with installation only after unsatisfactory conditions have been corrected. 

3.2 PREPARATION 

A. Remove welded-in shipping spreaders installed at factory. Restore exposed finish by grinding, filling, and 

dressing, as required to make repaired area smooth, flush, and invisible on exposed faces. 

B. Drill and tap doors and frames to receive nontemplated, mortised, and surface-mounted door hardware. 

3.3 INSTALLATION 

A. General: Install hollow-metal work plumb, rigid, properly aligned, and securely fastened in place. 

Comply with Drawings and manufacturer's written instructions. 
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B. Hollow-Metal Frames: Install hollow-metal frames for doors, transoms, sidelites, borrowed lites, and 

other openings, of size and profile indicated. Comply with SDI A250.11 or NAAMM-HMMA 840 as 

required by standards specified. 

1. Set frames accurately in position; plumbed, aligned, and braced securely until permanent anchors 

are set. After wall construction is complete, remove temporary braces, leaving surfaces smooth 

and undamaged. 

 

a. Where frames are fabricated in sections because of shipping or handling limitations, field 

splice at approved locations by welding face joint continuously; grind, fill, dress, and make 

splice smooth, flush, and invisible on exposed faces. 

b. Install frames with removable stops located on secure side of opening. 

c. Install door silencers in frames before grouting. 

d. Remove temporary braces necessary for installation only after frames have been properly 

set and secured. 

e. Check plumb, square, and twist of frames as walls are constructed. Shim as necessary to 

comply with installation tolerances. 

2. Floor Anchors: Provide floor anchors for each jamb and mullion that extends to floor, and secure 

with postinstalled expansion anchors. 

a. Floor anchors may be set with power-actuated fasteners instead of postinstalled expansion 

anchors if so indicated and approved on Shop Drawings. 

 

3. In-Place Concrete or Masonry Construction: Secure frames in place with postinstalled expansion 

anchors. Countersink anchors, and fill and make smooth, flush, and invisible on exposed faces. 

4. Installation Tolerances: Adjust hollow-metal door frames for squareness, alignment, twist, and 

plumb to the following tolerances: 

a. Squareness: Plus or minus 1/16 inch, measured at door rabbet on a line 90 degrees from 

jamb perpendicular to frame head. 

b. Alignment: Plus or minus 1/16 inch, measured at jambs on a horizontal line parallel to 

plane of wall. 

c. Twist: Plus or minus 1/16 inch, measured at opposite face corners of jambs on parallel 

lines, and perpendicular to plane of wall. 

d. Plumbness: Plus or minus 1/16 inch, measured at jambs at floor. 

C. Hollow-Metal Doors: Fit hollow-metal doors accurately in frames, within clearances specified below. 

Shim as necessary. 

1. Non-Fire-Rated Steel Doors: 

a. Between Door and Frame Jambs and Head: 1/8 inch plus or minus 1/32 inch. 

b. Between Edges of Pairs of Doors: 1/8 inch to 1/4 inch plus or minus 1/32 inch. 

c. Between Bottom of Door and Top of Threshold:  Maximum 3/8 inch. 

d. Between Bottom of Door and Top of Finish Floor (No Threshold):  Maximum 3/4 inch. 

e. Between Door Face and Stop: 1/16 inch to 1/8 inch plus or minus 1/32 inch. 
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3.4 ADJUSTING AND CLEANING 

A. Final Adjustments: Check and readjust operating hardware items immediately before final inspection. 

Leave work in complete and proper operating condition. Remove and replace defective work, including 

hollow-metal work that is warped, bowed, or otherwise unacceptable. 

B. Prime-Coat Touchup: Immediately after erection, sand smooth rusted or damaged areas of prime coat and 

apply touchup of compatible air-drying, rust-inhibitive primer. 

C. Metallic-Coated Surface Touchup: Clean abraded areas and repair with galvanizing repair paint according 

to manufacturer's written instructions. 

D. Touchup Painting: Cleaning and touchup painting of abraded areas of paint are specified in Division 09 

Section “Painting.” 

END OF SECTION 081113 
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SECTION 081433 - STILE AND RAIL WOOD DOORS 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. The Contractor, Subcontractors, and/or suppliers providing goods or services referenced in or related to 

this Section shall also be bound by the Documents identified in Division 01 Section “Summary”, 

Paragraph 1.1A, entitled “Related Documents.” 

1.2 SUMMARY 

A. Section Includes: 

 

1. Interior stile and rail wood doors. 

2. Fitting stile and rail wood doors to frames and machining for hardware. 

3. Pre-hanging doors in frames. 

B. Related Section: 

 

1. Division 06 Section “Interior Architectural Woodwork” for wood door frames for stile and rail 

doors. 

2. Division 08 Section “Door Hardware” for door hardware for stile and rail wood doors. 

3. Division 09 Section “Painting” for field finishing stile and rail doors. 

1.3 SUBMITTALS 

A. Product Data:  For each type of product indicated. 

1. Include details of construction. 

2. Include factory finishing specifications. 

B. Shop Drawings:  For stile and rail wood doors.  Indicate location, size, and hand of each door; elevation 

of each kind of door; construction details not covered in Product Data, including those for stiles, rails, 

panels, and moldings; and other pertinent data, including the following: 

1. Dimensions of doors for factory fitting. 

2. Locations and dimensions of mortises and holes for hardware. 

C. Product Certificates:  For each type of door, from manufacturer. 

D. Warranty:  Sample of special warranty. 

1.4 QUALITY ASSURANCE 

A. Source Limitations:  Obtain stile and rail wood doors from single manufacturer. 
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1.5 DELIVERY, STORAGE, AND HANDLING 

A. Comply with manufacturer's written instructions and requirements of quality standard referenced in 

Part 2. 

B. Package doors individually in opaque plastic bags or cardboard cartons. 

C. Mark each door on top and bottom edge with opening number used on Shop Drawings. 

1.6 PROJECT CONDITIONS 

A. Environmental Limitations:  Do not deliver or install doors until spaces are enclosed and weathertight, 

wet work in spaces is complete and dry, and HVAC system is operating and maintaining temperature 

between 50 and 90 deg F and relative humidity between 30 and 60 percent during the remainder of the 

construction period. 

1.7 WARRANTY 

A. Special Warranty:  Manufacturer's standard form in which manufacturer agrees to repair or replace doors 

that fail in materials or workmanship, or have warped (bow, cup, or twist) more than 1/4 inch in a 42-by-

84-inch section. 

1. Warranty shall also include installation and finishing that may be required due to repair or 

replacement of defective doors. 

2. Warranty shall be in effect during the following period of time from date of Substantial 

Completion: 

 

a. Interior Doors:  5 years from date of Substantial Completion. 

PART 2 - PRODUCTS 

2.1 MATERIALS 

A. General:  Use only materials that comply with referenced standards and other requirements specified. 

 

1. Assemble interior door and frames, including components, with either dry-use or wet-use 

adhesives complying with ASTM D 5572 for finger joints and with ASTM D 5751 for joints other 

than finger joints. 

B. Low-Emitting Materials:  Provide doors made with adhesives and composite wood products that do not 

contain urea-formaldehyde resins. 

 

 



CRITICAL NEEDS IMPROVEMENTS AT 

 McKENNA CT 

 WALLINGFORD HOUSING AUTHORITY 

WALLINGFORD, CT 

 

QA 1929 081433 - 3 of 4 

March 2019 STILE AND RAIL WOOD DOORS 

2.2 INTERIOR STILE AND RAIL WOOD DOORS 

A. Interior Stile and Rail Doors:  Stock interior doors complying with WDMA I.S.6, "Industry Standard for 

Wood Stile and Rail Doors," and with other requirements specified. 

 

1. Basis-of-Design Product:  Subject to compliance with requirements, provide Masonite; Safe ‘N 

Sound Molded Panel Series, or comparable product by one of the following: 

 

a. JELD-WEN Windows & Doors. 

b. Simpson; Infinity Series. 

 

2. Door Panel:  Fabricated using loose lay-up assembly that includes molded wood fiber facings, 

wood stiles, wood rails and engineered low density composite core.  Door facings are bonded to 

stiles, rails and core forming a 3-ply structural attachment. 

 

a. Mounting surface for latching hardware to be reinforced with solid internal support. 

 

3. Finish:  Factory primed. 

4. Profile:  As indicated. 

 

a. At doors designated to be handicapped accessible, provide 10-inch high bottom stile.  

Match panel door design. 

 

5. Thickness:  1-3/8-inch. 

6. Panel Type:  Beveled panel (flush molding). 

2.3 STILE AND RAIL WOOD DOOR FABRICATION 

A. Fabricate stile and rail wood doors in sizes indicated for prehung wood frames. 

B. Factory fit doors to suit frame-opening sizes indicated, with the following uniform clearances and bevels 

unless otherwise indicated: 

 

1. Clearances:  Provide 1/8 inch at heads, jambs, and between pairs of doors.  Provide 1/2 inch from 

bottom of door to top of decorative floor finish or covering.  Where threshold is shown or 

scheduled, provide not more than 3/8 inch from bottom of door to top of threshold. 

2. Bevel non-fire-rated doors 1/8 inch in 2 inches at lock and hinge edges. 

C. Factory machine doors for hardware that is not surface applied.  Locate hardware to comply with DHI-

WDHS-3.  Comply with final hardware schedules, door frame Shop Drawings, DHI A115-W Series 

standards, and hardware templates. 

1. Coordinate measurements of hardware mortises in metal frames to verify dimensions and 

alignment before factory machining. 

D. Prehung Doors:  Provide stile and rail doors as prehung units including doors and frames, and hinges. 

1. Provide wood door frames that comply with Division 06 Section "Interior Architectural 

Woodwork." 

2. Provide hardware that complies with Division 08 Section "Door Hardware." 

http://www.specagent.com/LookUp/?uid=123456837538&mf=04&src=wd


CRITICAL NEEDS IMPROVEMENTS AT 

 McKENNA CT 

 WALLINGFORD HOUSING AUTHORITY 

WALLINGFORD, CT 

 

QA 1929 081433 - 4 of 4 

March 2019 STILE AND RAIL WOOD DOORS 

2.4 SHOP PRIMING 

A. Doors for Opaque Finish:  Shop prime doors with one coat of wood primer.  Seal all four edges, edges of 

cutouts, and mortises with primer. 

2.5 FINISHING 

A. Field finish factory primed MDF doors to comply with requirements in Division 09 Section “Painting.” 

PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine doors and substrates, with Installer present, for suitable conditions where wood stile and rail 

doors and fire-rated wood door frames will be installed. 

1. Verify that installed frames comply with indicated requirements for type, size, location, and swing 

characteristics and have been installed with level heads and plumb jambs. 

2. Reject doors with defects. 

B. Proceed with installation only after unsatisfactory conditions have been corrected. 

3.2 INSTALLATION 

A. Install fire-rated wood door frames level, plumb, true, and aligned with adjacent materials.  Use 

concealed shims where necessary for alignment. 

1. Countersink fasteners, fill surface flush, and sand smooth. 

B. Hardware:  For installation, see Division 08 Section "Door Hardware." 

C. Install wood doors to comply with manufacturer's written instructions, WDMA I.S.6, "Industry Standard 

for Wood Stile and Rail Doors," and other requirements specified. 

D. Factory-Fitted Doors:  Align in frames for uniform clearance at each edge. 

E. Factory-Primed Doors:  Brush apply manufacturer’s standard primer to all job site cut or planed surfaces 

prior to hardware installation. 

3.3 ADJUSTING 

A. Operation:  Rehang or replace doors that do not swing or operate freely. 

B. Finished Doors:  Replace doors that are damaged or do not comply with requirements.  Doors may be 

repaired or refinished if Work complies with requirements and shows no evidence of repair or refinishing. 

END OF SECTION 081433 



CRITICAL NEEDS IMPROVEMENTS AT 

 McKENNA CT 

 WALLINGFORD HOUSING AUTHORITY 

WALLINGFORD, CT 

 

 

QA 1929 087100 - 1 of 16 

March 2019 DOOR HARDWARE 
 

 
 

SECTION 087100 – DOOR HARDWARE 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and 

Division 1 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes commercial door hardware for the following: 

1. Swinging doors. 

2. Sliding doors. 

3. Other doors to the extent indicated. 

B. Door hardware includes, but is not necessarily limited to, the following: 

1. Mechanical door hardware. 

C. Related Sections: 

1. Division 06 Section “Rough Carpentry”. 

2. Division 06 Section “Finish Carpentry”. 

3. Division 08 Section “Door Hardware Schedule”. 

4. Division 08 Section “Hollow Metal Doors and Frames”. 

5. Division 08 Section “Flush Wood Doors”. 

6. Division 08 Section “Stile and Rail Wood Doors”. 

D. Codes and References: Comply with the version year adopted by the Authority Having Jurisdiction. 

1. ANSI A117.1 - Accessible and Usable Buildings and Facilities. 

2. ICC/IBC - International Building Code. 

3. NFPA 70 - National Electrical Code. 

4. NFPA 80 - Fire Doors and Windows. 

5. NFPA 101 - Life Safety Code. 

6. NFPA 105 - Installation of Smoke Door Assemblies. 

7. State Building Codes, Local Amendments. 

E. Standards: All hardware specified herein shall comply with the following industry standards: 

1. ANSI/BHMA Certified Product Standards - A156 Series 

2. UL10C – Positive Pressure Fire Tests of Door Assemblies 
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1.3 SUBMITTALS 

A. Product Data: Manufacturer's product data sheets including installation details, material descriptions, 

dimensions of individual components and profiles, operational descriptions and finishes. 

B. Door Hardware Schedule: Prepared by or under the supervision of supplier, detailing fabrication and 

assembly of door hardware, as well as procedures and diagrams. Coordinate the final Door Hardware 

Schedule with doors, frames, and related work to ensure proper size, thickness, hand, function, and finish 

of door hardware. 

1. Format: Comply with scheduling sequence and vertical format in DHI's "Sequence and Format for 

the Hardware Schedule." 

2. Organization: Organize the Door Hardware Schedule into door hardware sets indicating complete 

designations of every item required for each door or opening. Organize door hardware sets in same 

order as in the Door Hardware Sets at the end of Part 3. Submittals that do not follow the same 

format and order as the Door Hardware Sets will be rejected and subject to resubmission. 

3. Content: Include the following information: 

a. Type, style, function, size, label, hand, and finish of each door hardware item. 

b. Manufacturer of each item. 

c. Fastenings and other pertinent information. 

d. Location of door hardware set, cross-referenced to Drawings, both on floor plans 

and in door and frame schedule. 

e. Explanation of abbreviations, symbols, and codes contained in schedule. 

f. Mounting locations for door hardware. 

g. Door and frame sizes and materials. 

h. Warranty information for each product. 

4. Submittal Sequence: Submit the final Door Hardware Schedule at earliest possible date, 

particularly where approval of the Door Hardware Schedule must precede fabrication of other 

work that is critical in the Project construction schedule. Include Product Data, Samples, Shop 

Drawings of other work affected by door hardware, and other information essential to the 

coordinated review of the Door Hardware Schedule. 

C. Keying Schedule: After a keying meeting with the owner has taken place prepare a separate keying 

schedule detailing final instructions. Submit the keying schedule in electronic format. Include keying 

system explanation, door numbers, key set symbols, hardware set numbers and special instructions. 

Owner must approve submitted keying schedule prior to the ordering of permanent cylinders/cores. 

D. Informational Submittals: 

1. Product Test Reports: Indicating compliance with cycle testing requirements, based on evaluation 

of comprehensive tests performed by manufacturer and witnessed by a qualified independent 

testing agency. 
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E. Operating and Maintenance Manuals: Provide manufacturers operating and maintenance manuals for 

each item comprising the complete door hardware installation in quantity as required in Division 01, 

Closeout Submittals. 

1.4 QUALITY ASSURANCE 

A. Manufacturers Qualifications: Engage qualified manufacturers with a minimum 5 years of documented 

experience in producing hardware and equipment similar to that indicated for this Project and that have a 

proven record of successful in-service performance. 

B. Installer Qualifications: A minimum 3 years documented experience installing both standard and 

electrified door hardware similar in material, design, and extent to that indicated for this Project and 

whose work has resulted in construction with a record of successful in-service performance. 

C. Door Hardware Supplier Qualifications: Experienced commercial door hardware distributors with a 

minimum 5 years documented experience supplying both mechanical and electromechanical hardware 

installations comparable in material, design, and extent to that indicated for this Project. Supplier 

recognized as a factory direct distributor by the manufacturers of the primary materials with a 

warehousing facility in Project's vicinity. Supplier to have on staff a certified Architectural Hardware 

Consultant (AHC) available during the course of the Work to consult with Contractor, Architect, and 

Owner concerning both standard and electromechanical door hardware and keying. 

D. Each unit to bear third party permanent label demonstrating compliance with the referenced standards. 

E. Keying Conference: Conduct conference to comply with requirements in Division 01 Section "Project 

Meetings." Keying conference to incorporate the following criteria into the final keying schedule 

document: 

1. Function of building, purpose of each area and degree of security required. 

2. Plans for existing and future key system expansion. 

3. Requirements for key control storage and software. 

4. Installation of permanent keys, cylinder cores and software. 

5. Address and requirements for delivery of keys. 

F. Pre-Submittal Conference: Conduct coordination conference in compliance with requirements in Division 

01 Section "Project Meetings" with attendance by representatives of Supplier(s), Installer(s), and 

Contractor(s) to review proper methods and the procedures for receiving, handling, and installing door 

hardware. 

1. Prior to installation of door hardware, conduct a project specific training meeting to instruct the 

installing contractors' personnel on the proper installation and adjustment of their respective 

products. Product training to be attended by installers of door hardware (including 

electromechanical hardware) for aluminum, hollow metal and wood doors. Training will include 

the use of installation manuals, hardware schedules, templates and physical product samples as 

required. 

2. Inspect and discuss electrical roughing-in, power supply connections, and other preparatory work 

performed by other trades. 

3. Review sequence of operation narratives for each unique access controlled opening. 
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4. Review and finalize construction schedule and verify availability of materials. 

5. Review the required inspecting, testing, commissioning, and demonstration procedures 

G. At completion of installation, provide written documentation that components were applied to 

manufacturer's instructions and recommendations and according to approved schedule. 

1.5 DELIVERY, STORAGE, AND HANDLING 

A. Inventory door hardware on receipt and provide secure lock-up and shelving for door hardware delivered 

to Project site. Do not store electronic access control hardware, software or accessories at Project site 

without prior authorization. 

B. Tag each item or package separately with identification related to the final Door Hardware Schedule, and 

include basic installation instructions with each item or package. 

C. Deliver, as applicable, permanent keys, cylinders, cores, access control credentials, software and related 

accessories directly to Owner via registered mail or overnight package service. Instructions for delivery to 

the Owner shall be established at the "Keying Conference". 

1.6 COORDINATION 

A. Templates: Obtain and distribute to the parties involved templates for doors, frames, and other work 

specified to be factory prepared for installing standard and electrified hardware. Check Shop Drawings of 

other work to confirm that adequate provisions are made for locating and installing hardware to comply 

with indicated requirements. 

B. Door and Frame Preparation:  Doors and corresponding frames are to be prepared, reinforced and pre-

wired (if applicable) to receive the installation of the specified electrified, monitoring, signaling and 

access control system hardware without additional in-field modifications. 

1.7 WARRANTY 

A. General Warranty: Reference Division 01, General Requirements. Special warranties specified in this 

Article shall not deprive Owner of other rights Owner may have under other provisions of the Contract 

Documents and shall be in addition to, and run concurrent with, other warranties made by Contractor 

under requirements of the Contract Documents. 

B. Warranty Period: Written warranty, executed by manufacturer(s), agreeing to repair or replace 

components of standard and electrified door hardware that fails in materials or workmanship within 

specified warranty period after final acceptance by the Owner. Failures include, but are not limited to, the 

following: 

1. Structural failures including excessive deflection, cracking, or breakage. 

2. Faulty operation of the hardware. 

3. Deterioration of metals, metal finishes, and other materials beyond normal weathering. 

4. Electrical component defects and failures within the systems operation. 
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C. Standard Warranty Period: One year from date of Substantial Completion, unless otherwise indicated. 

D. Special Warranty Periods: 

1. Ten years for mortise locks and latches. 

2. Seven years for heavy duty cylindrical (bored) locks and latches. 

3. Five years for exit hardware. 

4. Twenty five years for manual surface door closer bodies. 

1.8 MAINTENANCE SERVICE 

A. Maintenance Tools and Instructions: Furnish a complete set of specialized tools and maintenance 

instructions as needed for Owner's continued adjustment, maintenance, and removal and replacement of 

door hardware. 

PART 2 - PRODUCTS 

2.1 SCHEDULED DOOR HARDWARE 

A. General: Provide door hardware for each door to comply with requirements in Door Hardware Sets and 

each referenced section that products are to be supplied under. 

B. Designations: Requirements for quantity, item, size, finish or color, grade, function, and other distinctive 

qualities of each type of door hardware are indicated in the Door Hardware Sets at the end of Part 3. 

Products are identified by using door hardware designations, as follows: 

C. Named Manufacturer's Products: Product designation and manufacturer are listed for each door hardware 

type required for the purpose of establishing requirements. Manufacturers' names are abbreviated in the 

Door Hardware Schedule. 

D. Substitutions: Requests for substitution and product approval for inclusive mechanical and 

electromechanical door hardware in compliance with the specifications must be submitted in writing and 

in accordance with the procedures and time frames outlined in Division 01, Substitution Procedures. 

Approval of requests is at the discretion of the architect, owner, and their designated consultants. 

2.2 HANGING DEVICES 

A. Hinges: ANSI/BHMA A156.1 certified butt hinges with number of hinge knuckles as specified in the 

Door Hardware Sets. 

1. Quantity: Provide the following hinge quantity, unless otherwise indicated: 

a. Two Hinges: For doors with heights up to 60 inches. 

b. Three Hinges: For doors with heights 61 to 90 inches. 

c. Four Hinges: For doors with heights 91 to 120 inches. 
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d. For doors with heights more than 120 inches, provide 4 hinges, plus 1 hinge for 

every 30 inches of door height greater than 120 inches. 

2. Hinge Size: Provide the following, unless otherwise indicated, with hinge widths sized for door 

thickness and clearances required: 

a. Widths up to 3’0”: 4-1/2” standard or heavy weight as specified. 

b. Sizes from 3’1” to 4’0”: 5” standard or heavy weight as specified. 

3. Hinge Weight and Base Material: Unless otherwise indicated, provide the following: 

a. Exterior Doors: Heavy weight, non-ferrous, ball bearing or oil impregnated bearing 

hinges unless Hardware Sets indicate standard weight. 

b. Interior Doors: Standard weight, steel, ball bearing or oil impregnated bearing 

hinges unless Hardware Sets indicate heavy weight. 

4. Hinge Options: Comply with the following where indicated in the Hardware Sets or on Drawings: 

a. Non-removable Pins: Provide set screw in hinge barrel that, when tightened into a 

groove in hinge pin, prevents removal of pin while door is closed; for the all out-

swinging lockable doors. 

5. Acceptable Manufacturers: 

a. Hager Companies (HA). 

b. McKinney Products (MK). 

B. Continuous Geared Hinges: ANSI/BHMA A156.26 Grade 1-600 certified continuous geared hinge. with 

minimum 0.120-inch thick extruded 6060 T6 aluminum alloy hinge leaves and a minimum overall width 

of 4 inches. Hinges are non-handed, reversible and fabricated to template screw locations. Factory trim 

hinges to suit door height and prepare for electrical cut-outs. 

1. Acceptable Manufacturers: 

a. Bommer Industries (BO). 

b. McKinney Products (MK). 

c. Pemko Manufacturing (PE). 

2.3 DOOR OPERATING TRIM 

A. Door Push Plates and Pulls: ANS/BHMA A156.6 certified door pushes and pulls of type and design 

specified in the Hardware Sets. Coordinate and provide proper width and height as required where 

conflicting hardware dictates. 

1. Fasteners: Provide manufacturer's designated fastener type as indicated in Hardware Sets. 

2. Acceptable Manufacturers: 
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a. Ives (IV). 

b. Rockwood Manufacturing (RO). 

c. Trimco (TC). 

2.4 CYLINDERS AND KEYING 

A. General: Cylinder manufacturer to have minimum (10) years experience designing secured master key 

systems and have on record a published security keying system policy. 

B. Source Limitations: Obtain each type of keyed cylinder and keys from the same source manufacturer as 

locksets and exit devices, unless otherwise indicated. 

C. Cylinders: Original manufacturer cylinders complying with the following: 

1. Mortise Type: Threaded cylinders with rings and cams to suit hardware application. 

2. Rim Type: Cylinders with back plate, flat-type vertical or horizontal tailpiece, and raised trim ring. 

3. Bored-Lock Type: Cylinders with tailpieces to suit locks. 

4. Mortise and rim cylinder collars to be solid and recessed to allow the cylinder face to be flush and 

be free spinning with matching finishes. 

5. Keyway:  Manufacturer’s Standard.  

D. Permanent Cores: Manufacturer's standard; finish face to match lockset; complying with the following: 

1. Removable Cores: Core insert, removable by use of a special key, and for use with only the core 

manufacturer's cylinder and door hardware. Provide removable core (small or large format) as 

specified in Hardware Sets. 

E. Patented Cylinders: ANSI/BHMA A156.5, Grade 1, certified patented cylinders employing a utility 

patented and restricted keyway requiring the use of a patented key. Cylinders are to be protected from 

unauthorized manufacture and distribution by manufacturer’s United States patents. Cylinders are to be 

factory keyed with owner having the ability for on-site original key cutting. 

1. Acceptable Manufacturers: 

a. Yale (YA) - KeyMark Series. 

b. No Substitution. 

F. Keying System: Each type of lock and cylinders to be factory keyed.  

1. Conduct specified "Keying Conference" to define and document keying system instructions and 

requirements.  

2. Furnish factory cut, nickel-silver large bow permanently inscribed with a visual key control 

number as directed by Owner. 

3. New System:  Key locks to a new key system as directed by the Owner. 

G. Key Quantity: Provide the following minimum number of keys: 

1. Change Keys per Cylinder:  Three (3). 

2. Master Keys (per Master Key Level/Group): Five (5). 
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3. Construction Keys (where required):  Ten (10). 

4. Construction Control Keys (where required): Two (2). 

5. Permanent Control Keys (where required): Two (2). 

H. Construction Keying: Provide temporary keyed construction cores. 

I. Key Registration List (Bitting List): 

1. Provide keying transcript list to Owner's representative in the proper format for importing into key 

control software. 

2. Provide transcript list in writing or electronic file as directed by the Owner. 

J. Key Control Cabinet: Provide a key control system including envelopes, labels, and tags with self-locking 

key clips, receipt forms, 3-way visible card index, temporary markers, permanent markers, and standard 

metal cabinet. Key control cabinet shall have expansion capacity of 150% of the number of locks required 

for the project. 

1. Acceptable Manufacturers: 

a. Lund Equipment (LU). 

b. MMF Industries (MM). 

c. Telkee (TK). 

2.5 MECHANICAL LOCKS AND LATCHING DEVICES 

A. Cylindrical Locksets, Grade 1 (Heavy Duty): ANSI/BHMA A156.2, Series 4000, Grade 1 certified. 

1. Furnish with solid cast levers, standard 2 3/4” backset, and 1/2" (3/4" at rated paired openings) 

throw brass or stainless steel latchbolt. 

2. Locks are to be non-handed and fully field reversible. 

3. Acceptable Manufacturers: 

a. Yale Locks and Hardware (YA) 5400LN Series. 

B. Residential Tubular Locking Devices: Standard ANSI A156.2, Series 4000, Grade 2. 

1. Tubular locksets, deadbolts, and handlesets designed to fit ANSI standard door preps.  

2. Locks are to be non-handed and have adjustable backset.   

3. Acceptable Manufacturers: 

a. Yale Residential (YR) - YH Series. 

b. No Substitution. 
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2.6 LOCK AND LATCH STRIKES 

A. Strikes: Provide manufacturer's standard strike with strike box for each latch or lock bolt, with curved lip 

extended to protect frame, finished to match door hardware set, unless otherwise indicated, and as 

follows: 

1. Flat-Lip Strikes: For locks with three-piece antifriction latchbolts, as recommended by 

manufacturer. 

2. Extra-Long-Lip Strikes: For locks used on frames with applied wood casing trim. 

3. Aluminum-Frame Strike Box: Provide manufacturer's special strike box fabricated for aluminum 

framing. 

4. Double-lipped strikes: For locks at double acting doors. Furnish with retractable stop for rescue 

hardware applications.  

B. Standards: Comply with the following: 

1. Strikes for Mortise Locks and Latches: BHMA A156.13. 

2. Strikes for Bored Locks and Latches: BHMA A156.2. 

3. Strikes for Auxiliary Deadlocks: BHMA A156.36. 

4. Dustproof Strikes: BHMA A156.16. 

2.7 CONVENTIONAL EXIT DEVICES 

A. General Requirements: All exit devices specified herein shall meet or exceed the following criteria: 

1. At doors not requiring a fire rating, provide devices complying with NFPA 101 and listed and 

labeled for "Panic Hardware" according to UL305. Provide proper fasteners as required by 

manufacturer including sex nuts and bolts at openings specified in the Hardware Sets. 

2. Where exit devices are required on fire rated doors, provide devices complying with NFPA 80 and 

with UL labeling indicating "Fire Exit Hardware". Provide devices with the proper fasteners for 

installation as tested and listed by UL. Consult manufacturer’s catalog and template book for 

specific requirements. 

3. Except on fire rated doors, provide exit devices with hex key dogging device to hold the pushbar 

and latch in a retracted position. Provide optional keyed cylinder dogging on devices where 

specified in Hardware Sets. 

4. Devices must fit flat against the door face with no gap that permits unauthorized dogging of the 

push bar.  The addition of filler strips is required in any case where the door light extends behind 

the device as in a full glass configuration. 

5. Lever Operating Trim: Where exit devices require lever trim, furnish manufacturer's heavy duty 

escutcheon trim with threaded studs for thru-bolts.  

a. Lock Trim Design: As indicated in Hardware Sets, provide finishes and designs to 

match that of the specified locksets.  



CRITICAL NEEDS IMPROVEMENTS AT 

 McKENNA CT 

 WALLINGFORD HOUSING AUTHORITY 

WALLINGFORD, CT 

 

 

QA 1929 087100 - 10 of 16 

March 2019 DOOR HARDWARE 
 

 
 

b. Where function of exit device requires a cylinder, provide a cylinder (Rim or 

Mortise) as specified in Hardware Sets. 

6. Vertical Rod Exit Devices: Where surface or concealed vertical rod exit devices are used at 

interior openings, provide as less bottom rod (LBR) unless otherwise indicated.  Provide dust 

proof strikes where thermal pins are required to project into the floor. 

7. Narrow Stile Applications: At doors constructed with narrow stiles, or as specified in Hardware 

Sets, provide devices designed for maximum 2” wide stiles. 

8. Dummy Push Bar: Nonfunctioning push bar matching functional push bar. 

9. Rail Sizing: Provide exit device rails factory sized for proper door width application.  

10. Through Bolt Installation: For exit devices and trim as indicated in Door Hardware Sets. 

B. Conventional Push Rail Exit Devices (Heavy Duty): ANSI/BHMA A156.3, Grade 1 certified panic and 

fire exit hardware devices furnished in the functions specified in the Hardware Sets. Exit device latch to 

be stainless steel, pullman type, with deadlock feature. 

1. Acceptable Manufacturers: 

a. Corbin Russwin Hardware (RU) - ED4000 / ED5000 Series. 

b. Sargent Manufacturing (SA) - 80 Series. 

c. Conventional Push Yale Locks and Hardware (YA) - 7000 Series. 

2.8 DOOR CLOSERS 

A. All door closers specified herein shall meet or exceed the following criteria: 

1. General: Door closers to be from one manufacturer, matching in design and style, with the same 

type door preparations and templates regardless of application or spring size. Closers to be non-

handed with full sized covers including installation and adjusting information on inside of cover. 

2. Standards: Closers to comply with UL-10C for Positive Pressure Fire Test and be U.L. listed for 

use of fire rated doors. 

3. Cycle Testing:  Provide closers which have surpassed 15 million cycles in a test witnessed and 

verified by UL. 

4. Size of Units: Comply with manufacturer's written recommendations for sizing of door closers 

depending on size of door, exposure to weather, and anticipated frequency of use. Where closers 

are indicated for doors required to be accessible to the physically handicapped, provide units 

complying with ANSI ICC/A117.1. 

5. Closer Arms: Provide heavy duty, forged steel closer arms unless otherwise indicated in Hardware 

Sets. 

 



CRITICAL NEEDS IMPROVEMENTS AT 

 McKENNA CT 

 WALLINGFORD HOUSING AUTHORITY 

WALLINGFORD, CT 

 

 

QA 1929 087100 - 11 of 16 

March 2019 DOOR HARDWARE 
 

 
 

6. Closers shall not be installed on exterior or corridor side of doors; where possible install closers on 

door for optimum aesthetics.  

7. Closer Accessories: Provide door closer accessories including custom templates, special mounting 

brackets, spacers and drop plates as required for proper installation.  Provide through-bolt and 

security type fasteners as specified in the hardware sets. 

B. Door Closers, Surface Mounted (Commercial Duty): ANSI/BHMA 156.4, Grade 1 certified surface 

mounted, institutional grade door closers with complete spring power adjustment, sizes 1 thru 6; and fully 

operational adjustable according to door size, frequency of use, and opening force. Closers to be rack and 

pinion type, one piece cast iron or aluminum alloy body construction, with adjustable backcheck, closing 

sweep, and latch speed control valves. Provide non-handed units standard. 

1. Acceptable Manufacturers: 

a. Corbin Russwin Hardware (RU) - DC6000 Series. 

b. Norton Door Controls (NO) - 8500 Series. 

c. Yale Locks and Hardware (YA) - 3500 Series. 

2.9 ARCHITECTURAL TRIM 

A. Door Protective Trim 

1. General: Door protective trim units to be of type and design as specified below or in the Hardware 

Sets. 

2. Size: Fabricate protection plates (kick, armor, or mop) not more than 2" less than door width 

(LDW) on stop side of single doors and 1” LDW on stop side of pairs of doors, and not more than 

1" less than door width on pull side. Coordinate and provide proper width and height as required 

where conflicting hardware dictates. Height to be as specified in the Hardware Sets.  

3. Protection Plates: ANSI/BHMA A156.6 certified protection plates (kick, armor, or mop), 

fabricated from the following: 

a. Stainless Steel: 300 grade, 050-inch thick. 

4. Options and fasteners: Provide manufacturer's designated fastener type as specified in the 

Hardware Sets.  Provide countersunk screw holes. 

5. Acceptable Manufacturers: 

a. Burns Manufacturing (BU). 

b. Hiawatha, Inc. (HI). 

c. Rockwood Manufacturing (RO). 
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2.10 DOOR STOPS AND HOLDERS 

A. General: Door stops and holders to be of type and design as specified below or in the Hardware Sets. 

B. Door Stops and Bumpers: ANSI/BHMA A156.16, Grade 1 certified door stops and wall bumpers. 

Provide wall bumpers, either convex or concave types with anchorage as indicated, unless floor or other 

types of door stops are specified in Hardware Sets. Do not mount floor stops where they will impede 

traffic. Where floor or wall bumpers are not appropriate, provide overhead type stops and holders. 

1. Acceptable Manufacturers: 

a. Burns Manufacturing (BU). 

b. Hiawatha, Inc. (HI). 

c. Rockwood Manufacturing (RO). 

C. Overhead Door Stops and Holders: ANSI/BHMA A156.6, Grade 1 certified overhead stops and holders 

to be surface or concealed types as indicated in Hardware Sets. Track, slide, arm and jamb bracket to be 

constructed of extruded bronze and shock absorber spring of heavy tempered steel. Provide non-handed 

design with mounting brackets as required for proper operation and function. 

1. Acceptable Manufacturers: 

a. Rixson Door Controls (RF). 

b. Rockwood Manufacturing (RO). 

c. Sargent Manufacturing (SA). 

2.11 ARCHITECTURAL SEALS 

A. General: Thresholds, weatherstripping, and gasket seals to be of type and design as specified below or in 

the Hardware Sets. Provide continuous weatherstrip gasketing on exterior doors and provide smoke, light, 

or sound gasketing on interior doors where indicated. At exterior applications provide non-corrosive 

fasteners and elsewhere where indicated. 

B. Smoke Labeled Gasketing: Assemblies complying with NFPA 105 that are listed and labeled by a testing 

and inspecting agency acceptable to authorities having jurisdiction, for smoke control ratings indicated, 

based on testing according to UL 1784. 

1. Provide smoke labeled perimeter gasketing at all smoke labeled openings. 

C. Fire Labeled Gasketing:  Assemblies complying with NFPA 80 that are listed and labeled by a testing and 

inspecting agency acceptable to authorities having jurisdiction, for fire ratings indicated, based on testing 

according to UL-10C. 

1. Provide intumescent seals as indicated to meet UL10C Standard for Positive Pressure Fire Tests of 

Door Assemblies, and NPFA 252, Standard Methods of Fire Tests of Door Assemblies.  
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D. Sound-Rated Gasketing: Assemblies that are listed and labeled by a testing and inspecting agency, for 

sound ratings indicated. 

E. Replaceable Seal Strips: Provide only those units where resilient or flexible seal strips are easily 

replaceable and readily available from stocks maintained by manufacturer. 

F. Acceptable Manufacturers: 

1. National Guard Products (NG). 

2. Pemko Manufacturing (PE). 

3. Reese Enterprises, Inc. (RE). 

 

 

2.12  FOLDING DOOR HARDWARE  

A. General:  BHMA A156.14; complete sets including overhead rails, hangers, supports, bumpers, floor 

guides, and accessories indicated.  

  

1. Basis of Design Product:  Subject to compliance with requirements, provide products by Magiglide 

Custon Bifold door System.  

B. Bifolding Door Hardware:  Product to meet 1994 HUD guidelines for heavy duty bi-folding closet door.  

2.13 FABRICATION 

A. Fasteners: Provide door hardware manufactured to comply with published templates generally prepared 

for machine, wood, and sheet metal screws. Provide screws according to manufacturers recognized 

installation standards for application intended. 

2.14 FINISHES 

A Standard: Designations used in the Hardware Sets and elsewhere indicate hardware finishes 

complying with ANSI/BHMA A156.18, including coordination with traditional U.S. finishes indicated by 

certain manufacturers for their products. 

B Provide quality of finish, including thickness of plating or coating (if any), composition, hardness, and 

other qualities complying with manufacturer's standards, but in no case less than specified by referenced 

standards for the applicable units of hardware 

C. Protect mechanical finishes on exposed surfaces from damage by applying a strippable, temporary 

protective covering before shipping. 
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PART 3 - EXECUTION 

3.1 EXAMINATION 

A. Examine scheduled openings, with Installer present, for compliance with requirements for installation 

tolerances, labeled fire door assembly construction, wall and floor construction, and other conditions 

affecting performance. 

B. Notify architect of any discrepancies or conflicts between the door schedule, door types, drawings and 

scheduled hardware. Proceed only after such discrepancies or conflicts have been resolved in writing. 

3.2 PREPARATION 

A. Hollow Metal Doors and Frames: Comply with ANSI/DHI A115 series.  

B. Wood Doors: Comply with ANSI/DHI A115-W series. 

3.3 INSTALLATION 

A. Install each item of mechanical and electromechanical hardware and access control equipment to comply 

with manufacturer's written instructions and according to specifications. 

1. Installers are to be trained and certified by the manufacturer on the proper installation and 

adjustment of fire, life safety, and security products including: hanging devices; locking devices; 

closing devices; and seals.  

B. Mounting Heights: Mount door hardware units at heights indicated in following applicable publications, 

unless specifically indicated or required to comply with governing regulations: 

1. Standard Steel Doors and Frames: DHI's "Recommended Locations for Architectural Hardware 

for Standard Steel Doors and Frames." 

2. Wood Doors: DHI WDHS.3, "Recommended Locations for Architectural Hardware for Wood 

Flush Doors." 

3. Where indicated to comply with accessibility requirements, comply with ANSI A117.1 

"Accessibility Guidelines for Buildings and Facilities." 

4. Provide blocking in drywall partitions where wall stops or other wall mounted hardware is located.  

C. Retrofitting: Install door hardware to comply with manufacturer's published templates and written 

instructions. Where cutting and fitting are required to install door hardware onto or into surfaces that are 

later to be painted or finished in another way, coordinate removal, storage, and reinstallation of surface 

protective trim units with finishing work specified in Division 9 Sections. Do not install surface-mounted 

items until finishes have been completed on substrates involved. 

D. Thresholds: Set thresholds for exterior and acoustical doors in full bed of sealant complying with 

requirements specified in Division 7 Section "Joint Sealants." 
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E. Storage: Provide a secure lock up for hardware delivered to the project but not yet installed. Control the 

handling and installation of hardware items so that the completion of the work will not be delayed by 

hardware losses before and after installation. 

3.4 FIELD QUALITY CONTROL 

A. Field Inspection: Supplier will perform a final inspection of installed door hardware and state in report 

whether work complies with or deviates from requirements, including whether door hardware is properly 

installed, operating and adjusted. 

3.5 ADJUSTING 

A. Initial Adjustment: Adjust and check each operating item of door hardware and each door to ensure 

proper operation or function of every unit. Replace units that cannot be adjusted to operate as intended. 

Adjust door control devices to compensate for final operation of heating and ventilating equipment and to 

comply with referenced accessibility requirements. 

3.6 CLEANING AND PROTECTION 

A. Protect all hardware stored on construction site in a covered and dry place. Protect exposed hardware 

installed on doors during the construction phase. Install any and all hardware at the latest possible time 

frame. 

B. Clean adjacent surfaces soiled by door hardware installation. 

C. Clean operating items as necessary to restore proper finish.  Provide final protection and maintain 

conditions that ensure door hardware is without damage or deterioration at time of owner occupancy. 

3.7 DEMONSTRATION 

A. Instruct Owner's maintenance personnel to adjust, operate, and maintain mechanical and 

electromechanical door hardware. 

3.8 DOOR HARDWARE SETS 

A. The hardware sets represent the design intent and direction of the owner and architect. They are a 

guideline only and should not be considered a detailed hardware schedule. Discrepancies, conflicting 

hardware and missing items should be brought to the attention of the architect with corrections made 

prior to the bidding process. Omitted items not included in a hardware set should be scheduled with the 

appropriate additional hardware required for proper application and functionality. 

B. Manufacturer’s Abbreviations: 
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      1. MK - McKinney     

      2. PE - Pemko     

      3. JO - Johnson Hardware     

      4. RO - Rockwood     

      5. YR - Yale Residential     

      6. DJ - Don-Jo     

      7. YA - Yale     

      8. RU - Corbin Russwin     

      9. IV - Ives     

 



R
E

V
IT

A
L

IZ
A

T
IO

N
 A

N
D

 A
C

C
E

S
S

IB
IL

IT
Y

 U
P

G
R

A
D

E
S

 A
T

 M
C

G
U

IR
E

 C
O

U
R

T

 W
A

L
L

IN
G

F
O

R
D

 H
O

U
S

IN
G

 A
U

T
H

O
R

IT
Y

W
A

L
L

IN
G

F
O

R
D

, 
C

T

3
.1

 F
IN

IS
H

 N
O

T
E

S

1
.

R
ef

er
 t

o
 A

rt
ic

le
 3

.2
 -

 C
o

lo
r 

an
d

 P
at

te
rn

 L
is

t 
li

st
 f

o
r 

d
ef

in
it

io
n
 o

f 
m

at
er

ia
ls

 a
n
d
 s

u
b
st

ra
te

s.

2
.

A
ll

 i
n
te

ri
o

r 
fi

n
is

h
es

 s
h

al
l 

m
ee

t 
th

e 
re

q
u
ir

em
en

ts
 o

f 
th

e 
C

o
n
n
ec

ti
cu

t 
fi

re
 s

af
et

y
 c

o
d
e 

an
d
 s

h
al

l 
b
e 

C
la

ss
 A

.

3
.

U
se

 o
n
ly

 m
an

u
fa

ct
u

re
rs

 r
eq

u
ir

ed
 a

d
h

es
iv

es
 a

n
d
 s

ea
la

n
ts

 f
o
r 

al
l 

in
te

ri
o
r 

fi
n
is

h
es

. 
A

ll
 a

d
h
es

iv
es

 u
se

d
 a

re
 t

o
 b

e 
en

v
ir

o
n

m
en

ta
ll

y
 s

af
e 

an
d
 c

o
n
ta

in
 n

o
 s

o
lv

en
ts

, 
al

co
h

o
l,

 g
ly

co
l,

 a
m

m
o
n
ia

, 
ca

rc
in

o
g
en

s 
an

d
 m

u
st

 b
e 

a 
lo

w
 V

O
C

 p
ro

d
u
ct

.

4
.

P
ai

n
t 

al
l 

ex
p

o
se

d
 s

p
ri

n
k
le

r 
p

ip
es

, 
d

ec
k
in

g
, 

h
an

g
er

s,
 f

it
ti

n
g
s,

 w
ir

em
o
ld

, 
co

n
d
u
it

, 
et

c.
 

5
.

R
ef

er
 t

o
 f

lo
o

r 
p

la
n

s 
fo

r 
ex

te
n

t 
o

f 
in

te
ri

o
r 

fi
n
is

h
es

.

1
.

A
ll

 f
lo

o
ri

n
g
 t

o
 e

x
te

n
d

 t
o

 m
ee

t 
w

al
l 

an
d

/o
r 

b
as

e 
o
f 

ca
se

w
o
rk

.

2
.

F
lo

o
ri

n
g
 a

n
d

 b
as

e 
to

 e
x

te
n

d
 i

n
to

 c
lo

se
ts

.

3
.

P
ro

v
id

e 
M

an
n

in
g
to

n
 R

u
b

b
er

 t
ra

n
si

ti
o

n
 s

tr
ip

s 
at

 a
ll

 t
ra

n
si

ti
o
n
s 

b
et

w
ee

n
 r

es
il

ie
n
t 

fl
o
o
ri

n
g
, 

 t
ra

n
si

ti
o

n
 t

o
 b

e 
sm

o
o

th
, 

fl
u

sh
, 

 a
n

d
 A

D
A

 

C
o
m

p
li

an
t,

 c
o

lo
r:

 a
rc

h
it

ec
t 

to
 s

el
ec

t 
fr

o
m

 m
fg

's
 f

u
ll

 r
an

g
e

4
.

P
ro

v
id

e 
m

an
u

fa
ct

u
re

r 
ap

p
ro

v
ed

 u
n

d
er

la
y
m

en
t 

fo
r 

al
l 

fl
o
o
ri

n
g
 t

y
p
es

 c
al

le
d
 o

u
t 

in
 c

o
n
tr

ac
t 

d
o
cu

m
en

ts
. 

5
.

P
ro

v
id

e 
m

ar
b

le
 t

h
re

sh
o

ld
s 

at
 C

o
m

m
u

n
it

y
 R

o
o
m

 b
at

h
ro

o
m

s 
o
n
ly

1
.

P
ro

v
id

e 
S

ch
lu

te
r 

R
h

o
n

d
ec

 D
B

 p
ro

fi
le

s 
at

 t
er

m
in

at
io

n
 o

f 
ti

le
d
 k

it
ch

en
 b

ac
k
sp

la
sh

es
. 

C
o
lo

r:
 A

E
-S

at
in

 a
n

o
d

iz
ed

 a
lu

m
in

u
m

F
in

is
h
es

 f
o

r 
M

is
ce

ll
an

eo
u

s 
It

em
s 

1
.

T
y
p
ic

al
 A

D
A

 G
ra

b
 b

ar
s:

 s
ta

in
le

ss
 s

te
el

2
.

D
o
o
r 

H
ar

d
w

ar
e:

 S
ee

 d
o

o
r 

sc
h

ed
u

le
. 

P
A

R
T

 3
 -

 E
X

E
C

U
T

IO
N

G
E

N
E

R
A

L
 N

O
T

E
S

F
L

O
O

R
IN

G

M
IS

C
E

L
L

A
N

E
O

U
S

W
A

L
L

S

Q
u

is
en

b
er

ry
 A

rc
ar

i 
A

rc
h

it
ec

ts

N
o

v
em

b
er

 1
0

, 
2

0
1

7
 

 F
IN

IS
H

 S
C

H
E

D
U

L
E

0
9

 0
0

0
0

P
ag

e 
1

 P
ro

je
ct

 N
o

. 
Q

A
 1

7
1

9
 



R
E

V
IT

A
L

IZ
A

T
IO

N
 A

N
D

 A
C

C
E

S
S

IB
IL

IT
Y

 U
P

G
R

A
D

E
S

 A
T

 M
C

G
U

IR
E

 C
O

U
R

T

 W
A

L
L

IN
G

F
O

R
D

 H
O

U
S

IN
G

 A
U

T
H

O
R

IT
Y

W
A

L
L

IN
G

F
O

R
D

, 
C

T

3
.

C
o
m

m
u
n
it

y
 R

o
o

m
: 

M
fg

: 
E

v
an

s 
C

ab
in

et
s,

 S
ty

le
: 

B
el

la
, 

K
C

M
A

 c
er

ti
fi

ed
, 

fi
n
is

h
: 

ar
ch

it
ec

t 
to

 s
el

ec
t 

fr
o

m
 m

fg
's

 f
u

ll
 r

an
g
e.

 W
it

h
 s

o
li

d
 

su
rf

ac
e 

co
u

n
te

rt
o

p
 a

n
d

 b
ac

k
sp

la
sh

, 
w

it
h
 s

o
li

d
 s

u
rf

ac
e 

u
n
d
er

m
o
u
n
t 

si
n
k
.

4
.

U
n
it

 A
p
ar

tm
en

ts
  

M
fg

: 
E

v
an

s 
C

ab
in

et
s,

 S
ty

le
: 

B
el

la
, 

K
C

M
A

 c
er

ti
fi

ed
, 

fi
n
is

h
: 

ar
ch

it
ec

t 
to

 s
el

ec
t 

fr
o

m
 m

fg
's

 f
u

ll
 r

an
g
e.

 W
it

h
 s

o
li

d
 

su
rf

ac
e 

co
u

n
te

rt
o

p
 a

n
d

 b
ac

k
sp

la
sh

, 
w

it
h
 s

o
li

d
 s

u
rf

ac
e 

u
n
d
er

m
o
u
n
t 

si
n
k
.

5
.

T
y
p
ic

al
 C

ab
in

et
 H

ar
d

w
ar

e:
 M

fg
: 

T
o

p
k
n
o
b
s,

 S
ty

le
: 

L
il

y
 P

u
ll

 T
K

8
2
4
B

S
N

 6
-5

/1
6
" 

(c
-c

).
 F

in
is

h
: 

B
ru

sh
ed

 s
at

in
 n

ic
k
el

Q
u

is
en

b
er

ry
 A

rc
ar

i 
A

rc
h

it
ec

ts

N
o

v
em

b
er

 1
0

, 
2

0
1

7
 

 F
IN

IS
H

 S
C

H
E

D
U

L
E

0
9

 0
0

0
0

P
ag

e 
2

 P
ro

je
ct

 N
o

. 
Q

A
 1

7
1

9
 



R
E

V
IT

A
L

IZ
A

T
IO

N
 A

N
D

 A
C

C
E

S
S

IB
IL

IT
Y

 U
P

G
R

A
D

E
S

 A
T

 M
C

G
U

IR
E

 C
O

U
R

T

 W
A

L
L

IN
G

F
O

R
D

 H
O

U
S

IN
G

 A
U

T
H

O
R

IT
Y

W
A

L
L

IN
G

F
O

R
D

, 
C

T

3
.2

 I
N

T
E

R
IO

R
 F

IN
IS

H
E

S
 P

R
O

D
U

C
T

 L
IS

T

P
R

O
D

U
C

T
 

C
O

D
E

M
A

N
F

.
P

R
O

D
U

C
T

 D
E

S
C

R
IP

T
IO

N
C

O
L

O
R

T
Y

P
IC

A
L

 L
O

C
A

T
IO

N
N

O
T

E
S

/ 

S
U

S
T

A
IN

A
B

L
E

 

A
T

T
R

IB
U

T
E

S

R
E

V
 

D
A

T
E

M
A

N
F

. 
C

O
N

T
A

C
T

 

IN
F

O
R

M
A

T
IO

N

L
V

P
 -

 L
u

x
u

ry
 V

in
y

l 
P

la
n

k
 -

 D
iv

is
io

n
 0

9
 S

ec
ti

o
n

 "
L

u
x

u
ry

 V
in

y
l 

T
il

e"

L
V

P
1

C
o

n
g
o

le
lu

m
E

n
d

u
ra

n
ce

 S
m

ar
tl

in
k
, 

S
iz

e 
6

" 
x
 3

6
",

 .
0

0
5

 

w
ea

rl
ay

er
, 

u
re

th
an

e 
fi

n
is

h
, 

A
S

T
M

 F
1

7
0

0
, 

C
la

ss
 I

II
, 

T
y
p

e 
B

C
o

lo
r:

 D
ri

ft
w

o
o

d
 O

ak
C

o
m

m
u

n
it

y
 R

o
o

m
1

0
 y

ea
r 

re
si

d
en

ti
al

/ 
5

 

y
ea

r 
li

g
h

t 

co
m

m
er

ci
al

 

li
m

it
ed

 w
ar

ra
n

ty

P
T

F
- 

P
o
rc

el
a
in

 T
il

e 
F

lo
o
r-

 D
iv

is
io

n
 0

9
 S

ec
ti

o
n

 "
T

il
in

g
"

P
T

F
1

D
al

ti
le

P
o

rt
fo

li
o

, 
si

ze
: 

1
2

" 
x
 2

4
" 

x
 3

/8
" 

th
ic

k
n

es
s 

F
in

is
h

: 
n

at
u

ra
l

C
o

lo
r:

 T
B

D
C

o
m

m
u

n
it

y
 R

o
o

m
 

B
at

h
ro

o
m

s

G
ro

u
t-

 L
at

ic
re

te
, 

co
lo

r:
T

B
D

, 

in
st

al
la

ti
o

n
: 

1
/3

 

o
ff

se
t 

jo
in

t

R
ep

: 
L

u
ci

a 
F

ra
n

co
  

  
  

  
  

  
  

  
  

  
  

 

2
0

3
-2

3
0

-8
3

1
5

S
V

 -
 S

h
ee

t 
V

in
y

l-
 D

iv
is

io
n

 0
9

 S
ec

ti
o
n

 "
R

es
il

ie
n

t 
S

h
ee

t 
F

lo
o
ri

n
g

"

S
V

1
M

an
n

in
g
to

n
P

ar
ad

ig
m

 c
o

ll
ec

ti
o

n
, 

h
et

er
o

g
en

eo
u

s 
sh

ee
t 

fl
o

o
ri

n
g
, 

st
y
le

: 
fl

o
w

, 
q

u
an

tu
m

 g
u

ar
d

 H
P

 w
ea

r 

la
y
er

, 
1

2
' r

o
ll

 w
id

th

C
o

lo
r:

 T
B

D
U

n
it

 B
at

h
ro

o
m

s
R

ep
: 

K
ev

in
 O

'B
ry

an
 

8
6

0
.2

1
7

.1
8

1
3

R
B

1
M

an
n

in
g
to

n
O

p
ti

m
u

m
 E

d
g
e 

R
u

b
b

er
 W

al
l 

b
as

e,
 T

y
p

e 
T

S
, 

4
" 

H
ig

h
, 

C
o

v
e 

B
as

e

C
o

lo
r:

 T
B

D
C

o
m

m
u

n
it

y
 B

u
il

d
in

g
 

G
en

er
al

R
ep

: 
K

ev
in

 O
'B

ry
an

 

8
6

0
.2

1
7

.1
8

1
3

R
B

2
M

an
n

in
g
to

n
O

p
ti

m
u

m
 E

d
g
e 

R
u

b
b

er
 W

al
l 

b
as

e,
 T

y
p

e 
T

S
, 

4
" 

H
ig

h
, 

C
o

v
e 

B
as

e

C
o

lo
r:

 T
B

D
A

p
ar

tm
en

t 
K

it
ch

en
s 

an
d

 

B
at

h
ro

o
m

R
ep

: 
K

ev
in

 O
'B

ry
an

 

8
6

0
.2

1
7

.1
8

1
3

F
L

O
O

R

R
B

- 
R

es
il

ie
n

t 
W

a
ll

 B
a
se

 -
 D

iv
is

io
n

 0
9

 S
ec

ti
o
n

 "
R

es
il

ie
n

t 
B

a
se

 a
n

d
 A

cc
es

so
ri

es
"

W
A

L
L

Q
u

is
en

b
er

ry
 A

rc
ar

i 
A

rc
h

it
ec

ts

N
o

v
em

b
er

 1
0

, 
2

0
1

7
 

 F
IN

IS
H

 S
C

H
E

D
U

L
E

0
9

 0
0

0
0

P
ag

e 
3

 P
ro

je
ct

 N
o

. 
Q

A
 1

7
1

9
 



R
E

V
IT

A
L

IZ
A

T
IO

N
 A

N
D

 A
C

C
E

S
S

IB
IL

IT
Y

 U
P

G
R

A
D

E
S

 A
T

 M
C

G
U

IR
E

 C
O

U
R

T

 W
A

L
L

IN
G

F
O

R
D

 H
O

U
S

IN
G

 A
U

T
H

O
R

IT
Y

W
A

L
L

IN
G

F
O

R
D

, 
C

T

3
.2

 I
N

T
E

R
IO

R
 F

IN
IS

H
E

S
 P

R
O

D
U

C
T

 L
IS

T

P
R

O
D

U
C

T
 

C
O

D
E

M
A

N
F

.
P

R
O

D
U

C
T

 D
E

S
C

R
IP

T
IO

N
C

O
L

O
R

T
Y

P
IC

A
L

 L
O

C
A

T
IO

N
N

O
T

E
S

/ 

S
U

S
T

A
IN

A
B

L
E

 

A
T

T
R

IB
U

T
E

S

R
E

V
 

D
A

T
E

M
A

N
F

. 
C

O
N

T
A

C
T

 

IN
F

O
R

M
A

T
IO

N

C
W

T
1

D
al

ti
le

E
m

b
le

m
, 

7
" 

x
 2

0
" 

x
 5

/1
6

" 
th

ic
k
n

es
s,

 f
in

is
h

: 

p
o

li
sh

ed

C
o

lo
r:

 T
B

D
C

o
m

m
u

n
it

y
 R

o
o

m
 

b
at

h
ro

o
m

- 
F

u
ll

 h
ei

g
h

t 

w
et

 w
al

ls

L
at

ic
re

te
 g

ro
u

t,
 

co
lo

r:
 T

B
D

 1
/3

 

o
ff

se
t 

jo
in

t

R
ep

: 
L

u
ci

a 
F

ra
n

co
 

2
0

3
.2

3
0

.8
3

1
5

P
W

T
1

D
al

ti
le

Ir
o

n
cr

af
t 

R
an

d
o

m
 I

n
te

rl
o

ck
in

g
 M

o
sa

ic
, 

1
5

" 
x
 

1
2

" 
sh

ee
t 

x
 3

/8
" 

th
ic

k
n

es
s.

 F
in

is
h

: 
p

o
li

sh
ed

C
o

lo
r:

 T
B

D
C

o
m

m
u

n
it

y
 R

o
o

m
 

K
it

ch
en

et
te

 -
 B

ac
k
sp

la
sh

 

(f
u

ll
 h

ei
g
h

t)
. 

L
at

ic
re

te
 g

ro
u

t,
 

co
lo

r:
 T

B
D

R
ep

: 
L

u
ci

a 
F

ra
n

co
 

2
0

3
.2

3
0

.8
3

1
5

P
1

B
en

ja
m

in
 M

o
o

re
In

te
ri

o
r 

L
at

ex
- 

M
P

I 
G

lo
ss

 L
ev

el
 4

C
o

lo
r:

 T
B

D
C

o
m

m
u

n
it

y
 R

o
o

m
/ 

L
au

n
d

ry
/S

to
ra

g
e/

O
ff

ic
e/

 

C
o

m
m

u
n

it
y
 R

o
o

m
 

K
it

ch
en

L
o

w
 V

O
C

P
2

B
en

ja
m

in
 M

o
o

re
K

it
ch

en
 a

n
d

 B
at

h
 P

ai
n

t
C

o
lo

r:
 T

B
D

C
o

m
m

u
n

it
y
 R

o
o

m
 

B
at

h
ro

o
m

s

L
o

w
 V

O
C

P
3

B
en

ja
m

in
 M

o
o

re
K

it
ch

en
 a

n
d

 B
at

h
 P

ai
n

t
C

o
lo

r:
 T

B
D

A
p

ar
tm

en
t 

B
at

h
ro

o
m

s
L

o
w

 V
O

C

P
4

B
en

ja
m

in
 M

o
o

re
In

te
ri

o
r 

S
em

i 
G

lo
ss

 -
 E

n
am

e
C

o
lo

r:
 T

B
D

T
ri

m
/F

ra
m

es
L

o
w

 V
O

C

C
E

IL
IN

G

C
W

T
 C

er
a
m

ic
 W

a
ll

 T
il

e 
- 

D
iv

is
io

n
 0

9
 S

ec
ti

o
n

 "
T

il
in

g
"

P
 -

 I
n

te
ri

o
r 

P
a
in

ti
n

g
 -

 D
iv

is
io

n
 0

9
 S

ec
ti

o
n

 "
P

a
in

ti
n

g
"

P
W

T
 -

 P
o
rc

el
a
in

 W
a
ll

 T
il

e 
- 

D
iv

is
io

n
 0

9
 S

ec
ti

o
n

 "
T

il
in

g
"

Q
u

is
en

b
er

ry
 A

rc
ar

i 
A

rc
h

it
ec

ts

N
o

v
em

b
er

 1
0

, 
2

0
1

7
 

 F
IN

IS
H

 S
C

H
E

D
U

L
E

0
9

 0
0

0
0

P
ag

e 
4

 P
ro

je
ct

 N
o

. 
Q

A
 1

7
1

9
 



R
E

V
IT

A
L

IZ
A

T
IO

N
 A

N
D

 A
C

C
E

S
S

IB
IL

IT
Y

 U
P

G
R

A
D

E
S

 A
T

 M
C

G
U

IR
E

 C
O

U
R

T

 W
A

L
L

IN
G

F
O

R
D

 H
O

U
S

IN
G

 A
U

T
H

O
R

IT
Y

W
A

L
L

IN
G

F
O

R
D

, 
C

T

3
.2

 I
N

T
E

R
IO

R
 F

IN
IS

H
E

S
 P

R
O

D
U

C
T

 L
IS

T

P
R

O
D

U
C

T
 

C
O

D
E

M
A

N
F

.
P

R
O

D
U

C
T

 D
E

S
C

R
IP

T
IO

N
C

O
L

O
R

T
Y

P
IC

A
L

 L
O

C
A

T
IO

N
N

O
T

E
S

/ 

S
U

S
T

A
IN

A
B

L
E

 

A
T

T
R

IB
U

T
E

S

R
E

V
 

D
A

T
E

M
A

N
F

. 
C

O
N

T
A

C
T

 

IN
F

O
R

M
A

T
IO

N

P
G

B
1

B
en

ja
m

in
 M

o
o

re
F

la
t 

fi
n

is
h

 -
o

n
 G

y
p

. 
B

d
. 

C
ei

li
n

g
s 

C
o

lo
r:

 T
B

D
G

en
er

al

P
G

B
 -

  
P

a
in

te
d

 G
y

p
su

m
 B

o
a
rd

 C
ei

li
n

g
s 

- 
D

iv
is

io
n

 0
9

 S
ec

ti
o
n

 "
P

a
in

ti
n

g
"

 

Q
u

is
en

b
er

ry
 A

rc
ar

i 
A

rc
h

it
ec

ts

N
o

v
em

b
er

 1
0

, 
2

0
1

7
 

 F
IN

IS
H

 S
C

H
E

D
U

L
E

0
9

 0
0

0
0

P
ag

e 
5

 P
ro

je
ct

 N
o

. 
Q

A
 1

7
1

9
 



R
E

V
IT

A
L

IZ
A

T
IO

N
 A

N
D

 A
C

C
E

S
S

IB
IL

IT
Y

 U
P

G
R

A
D

E
S

 A
T

 M
C

G
U

IR
E

 C
O

U
R

T

 W
A

L
L

IN
G

F
O

R
D

 H
O

U
S

IN
G

 A
U

T
H

O
R

IT
Y

W
A

L
L

IN
G

F
O

R
D

, 
C

T

3
.2

 I
N

T
E

R
IO

R
 F

IN
IS

H
E

S
 P

R
O

D
U

C
T

 L
IS

T

P
R

O
D

U
C

T
 

C
O

D
E

M
A

N
F

.
P

R
O

D
U

C
T

 D
E

S
C

R
IP

T
IO

N
C

O
L

O
R

T
Y

P
IC

A
L

 L
O

C
A

T
IO

N
N

O
T

E
S

/ 

S
U

S
T

A
IN

A
B

L
E

 

A
T

T
R

IB
U

T
E

S

R
E

V
 

D
A

T
E

M
A

N
F

. 
C

O
N

T
A

C
T

 

IN
F

O
R

M
A

T
IO

N

P
L

1
W

il
so

n
ar

t
P

h
en

o
li

c 
b

ac
k
ed

 d
ec

o
ra

ti
v
e 

la
m

in
at

e,
 4

' x
 1

0
' 

sh
ee

t 
si

ze
s.

  
.9

m
m

 t
h

ic
k
. 

 H
o

ri
zo

n
ta

l 
G

ra
d

e,
 

so
ft

g
ra

in
 t

ex
tu

re

C
o

lo
r:

 A
rc

h
it

ec
t 

to
 

se
le

ct
 f

ro
m

 m
fg

's
 f

u
ll

 

ra
n

g
e

A
p

ar
tm

en
t 

K
it

ch
en

 

C
o

u
n

te
r

P
L

2
W

il
so

n
ar

t
P

h
en

o
li

c 
b

ac
k
ed

 d
ec

o
ra

ti
v
e 

la
m

in
at

e,
 4

' x
 1

0
' 

sh
ee

t 
si

ze
s.

  
.9

m
m

 t
h

ic
k
. 

 H
o

ri
zo

n
ta

l 
G

ra
d

e,
 

so
ft

g
ra

in
 t

ex
tu

re

C
o

lo
r:

 A
rc

h
it

ec
t 

to
 

se
le

ct
 f

ro
m

 m
fg

's
 f

u
ll

 

ra
n

g
e

A
p

ar
tm

en
t 

K
it

ch
en

 

B
ac

k
sp

la
sh

S
S

1
D

u
p

o
n

t
C

o
ri

an
 S

o
li

d
 S

u
rf

ac
e,

 3
/4

" 
x
 3

0
" 

x
 1

4
4

" 
sh

ee
t 

si
ze

 w
it

h
 u

n
d

er
m

o
u

n
t 

so
li

d
 s

u
rf

ac
e 

A
D

A
 

co
m

p
li

an
t 

si
n

k
s.

 C
o

ri
an

: 
A

cc
es

si
b

le
 #

5
6

1
0

, 

C
o

lo
r:

 T
B

D

C
o

lo
r:

 P
ri

v
at

e 

C
o

ll
ec

ti
o

n
, 

A
rc

h
it

ec
t 

to
 s

el
ec

t 
fr

o
m

 m
fg

's
 

fu
ll

 r
an

g
e

C
o

m
m

u
n

it
y
 R

o
o

m
, 

K
it

ch
en

 C
o

u
n

te
r 

an
d

 

L
au

n
d

ry
 C

o
u

n
te

r

B
o

b
 S

p
an

g
, 

D
u

 P
o

n
t 

S
u

rf
ac

es
, 

6
1

7
-7

7
7

-3
7

5
9

S
S

- 
S

o
li

d
 S

u
rf

ac
e 

- 
D

iv
is

io
n

 1
2

 "
S

im
u

la
te

d
 S

to
n

e 
C

o
u

n
te

rt
o

p
s"

M
IS

C
E

L
L

A
N

E
O

U
S

Q
u

is
en

b
er

ry
 A

rc
ar

i 
A

rc
h

it
ec

ts

N
o

v
em

b
er

 1
0

, 
2

0
1

7
 

 F
IN

IS
H

 S
C

H
E

D
U

L
E

0
9

 0
0

0
0

P
ag

e 
6

 P
ro

je
ct

 N
o

. 
Q

A
 1

7
1

9
 



R
E

V
IT

A
L

IZ
A

T
IO

N
 A

N
D

 A
C

C
E

S
S

IB
IL

IT
Y

 U
P

G
R

A
D

E
S

 A
T

 M
C

G
U

IR
E

 C
O

U
R

T

 W
A

L
L

IN
G

F
O

R
D

 H
O

U
S

IN
G

 A
U

T
H

O
R

IT
Y

W
A

L
L

IN
G

F
O

R
D

, 
C

T

A
.

A
.

B
.

A
.

E
T

R
  
  E

x
is

ti
n

g
 t

o
 R

em
ai

n
 

E
X

P
E

x
p

o
se

d

U
N

F
U

n
fi

n
is

h
ed

A
.

D
ra

w
in

g
s 

an
d

 g
en

er
al

 p
ro

v
is

io
n
s 

o
f 

th
e 

C
o
n
tr

ac
t,

 i
n
cl

u
d
in

g
 G

en
er

al
 a

n
d
 S

u
p
p
le

m
en

ta
ry

 C
o

n
d

it
io

n
s 

an
d

 D
iv

is
io

n
 0

1
 S

p
ec

if
ic

at
io

n
 

S
ec

ti
o

n
s,

 a
p

p
ly

 t
o

 t
h

is
 S

ec
ti

o
n

.

R
el

at
ed

 S
ec

ti
o

n
s 

ar
e 

li
st

ed
  
in

 A
rt

ic
le

 3
.2

 -
 I

n
te

ri
o
r 

F
in

is
h
es

 C
o
lo

r 
an

d
 P

at
te

rn
 L

is
t.

1
.3

 A
B

B
R

E
V

IA
T

IO
N

S

A
b

b
re

v
ia

ti
o

n
s 

fo
r 

sp
ec

if
ic

 f
in

is
h
es

 a
re

 l
is

te
d
 i

n
 t

h
e 

In
te

ri
o
r 

F
in

is
h
es

 P
ro

d
u
ct

 L
is

t 
in

 A
rt

ic
le

 3
.2

. 
 O

th
er

 A
b

b
re

v
ia

ti
o

n
s 

in
cl

u
d

e:

1
.4

 S
U

B
M

IT
T

A
L

S

R
ef

er
 t

o
 a

n
d

 c
o

m
p

ly
 w

it
h

 t
h

e 
re

q
u
ir

em
en

ts
 o

f 
ea

ch
 R

el
at

ed
 S

ec
ti

o
n
 l

is
te

d
 i

n
 A

rt
ic

le
 3

.2
 -

 I
n

te
ri

o
r 

F
in

is
h

es
 P

ro
d

u
ct

 L
is

t 
fo

r 
sp

ec
if

ic
 

su
b

m
it

ta
ls

 o
f 

p
ro

d
u

ct
 d

at
a,

 s
am

p
le

s,
 s

h
o
p
 d

ra
w

in
g
s,

 e
tc

.

P
A

R
T

 2
 –

 P
R

O
D

U
C

T
S

 (
N

o
t 

U
se

d
)

S
E

C
T

IO
N

 0
9
 0

0
0
0
 –

 F
IN

IS
H

 S
C

H
E

D
U

L
E

P
A

R
T

 1
 -

 G
E

N
E

R
A

L

1
.1

 R
E

L
A

T
E

D
 D

O
C

U
M

E
N

T
S

T
h

is
 S

ec
ti

o
n

 c
o

n
ta

in
s 

fi
n

is
h

 n
o

m
en

cl
at

u
re

 w
it

h
 r

eg
ar

d
 t

o
 p

ro
je

ct
 f

in
is

h
es

 a
n
d
 a

 F
in

is
h
 S

ch
ed

u
le

.

1
.2

 S
U

M
M

A
R

Y

Q
u

is
en

b
er

ry
 A

rc
ar

i 
A

rc
h

it
ec

ts

N
o

v
em

b
er

 1
0

, 
2

0
1

7
 

 F
IN

IS
H

 S
C

H
E

D
U

L
E

0
9

 0
0

0
0

P
ag

e 
7

 P
ro

je
ct

 N
o

. 
Q

A
 1

7
1

9
 



R
E

V
IT

A
L

IZ
A

T
IO

N
 A

N
D

 A
C

C
E

S
S

IB
IL

IT
Y

 U
P

G
R

A
D

E
S

 A
T

 M
C

G
U

IR
E

 C
O

U
R

T

 W
A

L
L

IN
G

F
O

R
D

 H
O

U
S

IN
G

 A
U

T
H

O
R

IT
Y

W
A

L
L

IN
G

F
O

R
D

, 
C

T

3
.4

 R
O

O
M

 F
IN

IS
H

 S
C

H
E

D
U

L
E

W
al

ls
R

ev
.

R
o

o
m

 N
am

e
F

lo
o

r
B

as
e

N
E

S
W

C
ei

li
n

g
N

o
te

s
N

o
.

1
0
0

C
o
m

m
u
n
it
y
 R

o
o
m

L
V

P
1

 
R

B
1

P
1

P
1

P
1

P
1

P
G

B
1

1
0
1

K
it
c
h
e
n

L
V

P
1

R
B

1
P

1
P

1
P

1
P

1
P

G
B

1

S
S

1
 c

o
u

n
te

rt
o

p
, 

P
W

T
1

 f
u

ll
 

h
ei

g
h

t 
b

ac
k
sp

la
sh

 w
it

h
 

u
n

d
er

m
o

u
n

t 
so

li
d

 s
u

rf
ac

e 
si

n
k

1
0
2

S
to

ra
g
e

L
V

P
1

R
B

1
P

1
P

1
P

1
P

1
P

G
B

1

1
0
3

B
a
th

P
T

F
1

P
T

B
1

P
2

P
2

P
2

P
2

P
G

B
1

C
W

T
1

 F
u

ll
 H

ei
g
h

t 
W

et
 W

al
l

1
0
4

B
a
th

 
P

T
F

1
P

T
B

1
P

2
P

2
P

2
P

2
P

G
B

1
C

W
T

1
 F

u
ll

 H
ei

g
h

t 
W

et
 W

al
l

1
0
5

H
a
ll

L
V

P
1

R
B

1
P

1
P

1
P

1
P

1
P

G
B

1

1
0
6

L
a
u
n
d
ry

L
V

P
1

R
B

1
P

1
P

1
P

1
P

1
P

G
B

1

1
0
7

O
ff

ic
e

L
V

P
1

R
B

1
P

1
P

1
P

1
P

1
P

G
B

1

K
it

ch
en

E
T

R
R

B
2

E
T

R
E

T
R

E
T

R
E

T
R

E
T

R

T
o

u
ch

 u
p

 p
ai

n
t 

to
 m

at
ch

 

ap
ar

tm
en

t 
st

an
d

ar
d

. 
 N

ew
 R

B
2

 

o
n

 c
ab

in
et

 t
o

e 
k
ic

k
. 

 P
L

1
&

P
L

2
 

C
o

u
n

te
rt

o
p

 a
n

d
 B

ac
k
sp

la
sh

B
at

h
ro

o
m

s
S

V
1

R
B

2
P

3
P

3
P

3
P

3
P

G
B

1

R
o

o
m

 

N
u

m
b

er

C
o
m

m
u

n
it

y
 B

u
il

d
in

g

T
y

p
ic

a
l 

U
n

it
s

Q
u

is
en

b
er

ry
 A

rc
ar

i 
A

rc
h

it
ec

ts

N
o

v
em

b
er

 1
0

, 
2

0
1

7
 

 F
IN

IS
H

 S
C

H
E

D
U

L
E

0
9

 0
0

0
0

P
ag

e 
8

 P
ro

je
ct

 N
o

. 
Q

A
 1

7
1

9
 



 



COMMUNITY ROOM AND BATHROOM UPGRADES
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100 COMMUNITY ROOM COMMUNITY ROOM 1 ROOM ID
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103 BATH TOILET 1 TOILET

104 BATH TOILET 1 TOILET
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107 LAUNDRY LAUNDRY 1 ROOM ID
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SECTION 102800 – TOILET AND BATH ACCESSORIES 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. The Contractor, Subcontractors and/or suppliers providing goods or services referenced in or related to 

this Section shall also be bound by the Documents identified in Division 01 Section “Summary”, 

Paragraph 1.1A, entitled “Related Documents.” 

1.2 SUMMARY 

A. This Section includes the following: 

 

1. Private-use bathroom accessories. 

B. Related Sections include the following: 

 

1. Division 22 Section “Plumbing” for underlavatory guards and handicapped accessible shower 

units and accessories including shower grab bars, seat, shower curtain and rod. 

1.3 SUBMITTALS 

A. Product Data:  For each type of product indicated.  Include the following: 

1. Construction details and dimensions. 

2. Anchoring and mounting requirements, including requirements for cutouts in other work and 

substrate preparation. 

3. Material and finish descriptions. 

4. Features that will be included for Project. 

5. Manufacturer's warranty. 

B. Product Schedule:  Indicating types, quantities, sizes, and installation locations by room of each accessory 

required. 

 

1. Identify products using designations indicated on Drawings. 

C. Maintenance Data:  For toilet and bath accessories to include in maintenance manuals. 

1.4 QUALITY ASSURANCE 

A. Source Limitations:  For products listed together in the same articles in Part 2, provide products of same 

manufacturer unless otherwise approved by Architect. 

B. Accessibility:  Comply with applicable provisions in the 2010 ADA Standards and ICC/ANSI A117.1. 
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1.5 COORDINATION 

A. Coordinate accessory locations with other work to prevent interference with clearances required for 

access by people with disabilities, and for proper installation, adjustment, operation, cleaning, and 

servicing of accessories. 

1.6 WARRANTY 

A. Special Mirror Warranty:  Manufacturer's standard form in which manufacturer agrees to replace mirrors 

that develop visible silver spoilage defects and that fail in materials or workmanship within specified 

warranty period. 

1. Warranty Period:  15 years from date of Substantial Completion. 

PART 2 - PRODUCTS 

2.1 MATERIALS 

A. Stainless Steel:  ASTM A 666, Type 304, 0.0312-inch minimum nominal thickness, unless otherwise 

indicated. 

B. Steel Sheet:  ASTM A 1008/A 1008M, Designation CS (cold rolled, commercial steel), 0.0359-inch 

minimum nominal thickness. 

C. Fasteners:  Screws, bolts, and other devices of same material as accessory unit and tamper-and-theft 

resistant where exposed, and of galvanized steel where concealed. 

D. Mirrors:  ASTM C 1503, Mirror Glazing Quality, clear-glass mirrors, nominal 6.0 mm thick. 

E. ABS Plastic:  Acrylonitrile-butadiene-styrene resin formulation. 

2.2 PRIVATE BATHROOM ACCESSORIES 

A. Basis-of-Design Product:  Subject to compliance with requirements, provide products indicated by 

Bobrick Washroom Equipment, Inc. or a comparable product by one of the following: 

1. A & J Washroom Accessories, Inc. 

2. American Specialties, Inc. 

3. Bradley Corporation. 

4. GAMCO Specialty Accessories; a division of Bobrick Washroom Equipment, Inc. 

B. Toilet Tissue Dispenser: 

1. Basis-of-Design Product:  Bobrick; B-6857. 

2. Description:  Single-roll dispenser. 

3. Mounting:  Surface mounted. 

4. Capacity:  Designed for up to 4-1/2-inch- diameter tissue rolls. 

5. Material and Finish:  Chrome plated steel with satin finish, with 16 gauge mounting bracket. 
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C. Tilt Mirror Unit: 

1. Basis-of-Design Product:  Bobrick; B-293 Series. 

2. Frame:  Stainless-steel tapered from 4” depth at top to 1” depth at bottom with vertical-grain satin 

finish, one-piece roll-formed construction.  Bevel design on front holds frame tightly against 

mirror. 

 

a. Corners:  Welded and ground smooth. 

b. Backing:  Galvanized steel fastened to frame with concealed screws and equipped with 

integral horizontal hanging brackets near the top and bottom of the mirror. 

 

3. Hangers:  Produce rigid, tamper- and theft-resistant installation, using method indicated below. 

 

a. Wall bracket of 20 gauge galvanized steel, equipped with concealed locking devices 

requiring a special tool to remove. 

 

4. Mirror:  No. 1 quality, 1/4-inch select float glass, with all edges protected by plastic filler strips.  

Provide protective backing of full-size, shock absorbing, water resistant, nonabrasive, 1/8-inch 

thick polystyrene padding. 

5. Sizes:  24x36. 

D. Medicine Cabinet: 

1. Basis-of-Design Product:  Bobrick; B-398. 

2. Mounting:  Recessed. 

3. Size:  17 inches by 26-7/8 inches. 

4. Door:  Framed mirror door concealing storage cabinet equipped with continuous hinge and spring-

buffered, rod-type stop and magnetic door catch. 

5. Shelves:  Two fixed. 

6. Material and Finish: 

a. Cabinet:  All welded steel with corrosion-resistant finish, white powder coat. 

b. Door (Mirror) Frame:  Stainless steel channel frame. 

c. Hinge:  Stainless steel piano hinge, equipped with a magnetic catch. 

d. Shelves:  Four adjustable, 22 gauge stainless steel with satin finish, roll-formed edges. 

E. Grab Bars: 

1. Basis-of-Design Product:  Bobrick; B-5806.99 Series. 

2. Mounting:  Flanges with concealed fasteners and snap flange covers. 

3. Material:  Stainless steel, 18 gauge. 

a. Finish:  Smooth, No. 4, satin finish on ends and slip-resistant texture in grip area. 

4. Outside Diameter:  1-1/4 inches. 

5. Configuration and Length:  Provide in straight lengths, in sizes indicated. 

F. Swing-Up Grab Bar: 

1. Basis-of-Design Product:  Bobrick; B-4998.99 Series. 

2. Mounting:  Flanges, 3/16 inch stainless steel plate, 3 inch diameter, equipped with screw holes for 

attachment to wall. 
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a. Swing up grab bar is manually raised.  Once the grab bar is raised more than 45 degrees 

from horizontal position, counterweighted design prevents grab bar from falling back down 

to horizontal position. 

 

3. Material:  Stainless steel, 18 gauge, with ends welded to flanges. 

a. Finish:  Smooth, No. 4, satin finish on ends and slip-resistant texture in grip area. 

4. Outside Diameter:  1-1/4 inches. 

G. Towel Bar:  Provide two per bathroom as indicated. 

1. Basis-of-Design Product:  Bobrick; B-6737. 

2. Description:  Heavy gauge stainless steel, lockseam rolled, 3/4 inch square tubing. 

3. Mounting:  Concealed wall plates. 

4. Flange and Support Arms:  22 gauge stainless steel flange with concealed 16 gauge stainless steel 

mounting bracket, all-welded construction.  Secure to wall plates with stainless steel locking set-

screws. 

5. Length:  24 inches. 

6. Material and Finish:  Stainless steel, No. 4 finish (satin). 

H. Towel Pin:  Provide two per bathroom, as indicated. 

 

1. Basis-of-Design Product:  Bobrick; B-6777. 

2. Mounting:  Surface mounted. 

3. Material and Finish:  Stainless steel, No. 4 finish (satin). 

 

a. Flange and Support Arm:  22 gauge stainless steel with concealed 16 gauge stainless steel 

mounting bracket, all-welded construction.  Secure to wall plate with stainless steel 

setscrew. 

b. Concealed Wall Plate:  16 gauge stainless steel. 

c. Cap:  10 gauge stainless steel, welded to support arm. 

I. Soap Dish: 

 

1. Basis-of-Design Product:  Bobrick; B-6807. 

2. Description: Without washcloth bar. 

3. Mounting: Surface mounted. 

4. Material and Finish: Stainless steel, No. 4 finish (satin). 

J. Toothbrush and Tumbler Holder: 

 

1. Basis-of-Design Product:  GAMCO; B-76797. 

2. Description:  Surface mounted toothbrush and tumbler holder with flange and support arm and 

concealed mounting plate, stainless steel, No. 4 finish (satin). 

 

a. Flange and Support Arm:  22 gauge stainless steel with concealed 16 gauge stainless steel 

mounting bracket, all-welded construction.  Secure to wall plate with stainless steel 

setscrew. 

b. Concealed Wall Plate:  19 gauge stainless steel. 
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2.3 FABRICATION 

A. General:  Fabricate units with tight seams and joints, and exposed edges rolled.  Hang doors and access 

panels with full-length, continuous hinges.  Equip units for concealed anchorage and with corrosion-

resistant backing plates. 

PART 3 - EXECUTION 

3.1 INSTALLATION 

A. Install accessories according to manufacturers' written instructions, using fasteners appropriate to 

substrate indicated and recommended by unit manufacturer.  Install units level, plumb, and firmly 

anchored in locations and at heights indicated. 

B. Grab Bars:  Install to withstand a downward load of at least 250 lbf, when tested according to method in 

ASTM F 446. 

3.2 ADJUSTING AND CLEANING 

A. Adjust accessories for unencumbered, smooth operation.  Replace damaged or defective items. 

B. Remove temporary labels and protective coatings. 

C. Clean and polish exposed surfaces according to manufacturer's written recommendations. 

END OF SECTION 102800 
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SECTION 123530 - RESIDENTIAL CASEWORK 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. The Contractor, Subcontractors and/or suppliers providing goods or services referenced in or related to 

this Section shall also be bound by the Documents identified in Division 01 Section “Summary”, 

Paragraph 1.1A, entitled “Related Documents.” 

1.2 SUMMARY 

A. Section Includes: 

 

1. Kitchen cabinets. 

2. Vanity cabinets. 

3. Cabinet hardware. 

B. Related Sections: 

 

1. Division 12 Section “Plastic-Laminate-Clad Countertops” for solid surfacing countertops installed 

with residential casework. 

2. Division 12 Section “Simulated Stone Countertops” for simulated stone countertops with integral 

sinks installed with vanities. 

3. Division 22 Sections for sinks and plumbing fittings. 

1.3 DEFINITIONS 

A. Exposed Surfaces of Cabinets:  Surfaces visible when doors and drawers are closed, including visible 

surfaces in open cabinets or behind glass doors. 

B. Semiexposed Surfaces of Cabinets:  Surfaces behind opaque doors or drawer fronts, including interior 

faces of doors and interiors and sides of drawers, and bottoms of wall cabinets. 

C. Concealed Surfaces of Cabinets:  Surfaces not usually visible after installation, including sleepers, web 

frames, dust panels, bottoms of drawers, ends of cabinets installed directly against and completely 

concealed by walls or other cabinets, and tops of wall cabinets and utility cabinets. 

1.4 SUBMITTALS 

A. Product Data:  For the following: 

1. Cabinets. 

2. Cabinet hardware. 

B. Shop Drawings:  For cabinets.  Include plans, elevations, details, and attachments to other work.  Show 

materials, finishes, filler panels, and hardware. 
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C. Samples for Initial Selection:  For each type of material exposed to view. 

D. Samples for Verification:  For the following products: 

 

1. Exposed hardware, for each type of item. 

2. One full-size, 16 inches wide, finished base cabinet complete with hardware, doors, and drawers 

but without countertop.  Sample will be returned to Contractor for use on Project. 

3. One full-size, 12 inches wide, finished wall cabinet complete with hardware, doors, and adjustable 

shelves.  Sample will be returned to Contractor for use on Project. 

E. Qualification Data:  For qualified manufacturer. 

F. Product Certificates:  For casework, from manufacturer. 

1.5 QUALITY ASSURANCE 

A. Source Limitations for Cabinets:  Obtain cabinets from single source from single manufacturer. 

B. Product Options:  Drawings indicate size, configurations, and finish material of cabinets by referencing 

designated manufacturer's catalog numbers.  Other manufacturers' cabinets of similar sizes and door and 

drawer configurations, same finish material, and complying with the Specifications may be considered.  

See Division 01 Section "Product Requirements." 

1.6 PROJECT CONDITIONS 

A. Environmental Limitations:  Do not deliver or install casework until building is enclosed, wet work is 

complete and dry, and temporary HVAC system is operating and maintaining temperature and humidity 

conditions at occupancy levels during the remainder of the construction period. 

B. Field Measurements:  Where casework is indicated to fit to existing construction, verify dimensions of 

existing construction by field measurements before fabrication and indicate measurements on Shop 

Drawings.  Provide fillers and scribes to allow for trimming and fitting. 

1.7 COORDINATION 

A. Coordinate layout and installation of blocking and reinforcement in partitions for support of casework. 

PART 2 - PRODUCTS 

2.1 CABINETS 

A. Basis of Design Product:  Subject to compliance with requirements, provide Evans Cabinet 

Corporation; Bella or a comparable product by one of the following: 

 

1. Advanta Cabinets; Extreme. 

2. Approved Equal 
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B. Quality Standard:  Provide cabinets that comply with KCMA A161.1. 

 

1. KCMA Certification:  Provide cabinets with KCMA's "Certified Cabinet" seal affixed in a 

semiexposed location of each unit and showing compliance with the above standard. 

2. Product requirements specified herein are based on KCMA Severe Use Cabinet specifications, 

with the exception of the door style. 

C. Face Style:  Flush overlay; door and drawer faces cover cabinet fronts with only enough space between 

faces for operating clearance. 

D. Cabinet Style:  Face frame. 

E. Door and Drawer Fronts:  Solid-wood stiles and rails, 3/4-inch-thick, with routered solid-wood center 

panels. 

F. Face Frames:  3/4-by-1-5/8-inch solid wood with glued mortise and tenon or doweled joints. 

G. Exposed Cabinet End Finish:  Wood veneer. 

H. Cabinet End Construction:  1/2-inch- thick plywood. 

I. Cabinet Tops and Bottoms:  1/2-inch- thick plywood, fully supported by and secured in rabbets in end 

panels, front frame, and back rail. 

J. Wall, Top and Bottom Rails:  3/4-by-3-inch solid wood, interlocking with end panels and rabbeted to 

receive top and bottom panels.  Back rails secured under pressure with glue and with mechanical 

fasteners. 

K. Base, Top Rails:  3/4-by-7-1/4-inch solid pine, interlocking with end panels and rabbeted to receive top 

and bottom panels.  Back rails secured under pressure with glue and with mechanical fasteners. 

L. Wall-Hung-Unit Back Panels:  1/4-inch- thick plywood fastened to rear edge of end panels and to top and 

bottom rails. 

M. Base-Unit Back Panels:  1/4-inch- thick plywood fastened to rear edge of end panels and to top and 

bottom rails. 

N. Front Frame Rails:  Stiles, 3/4-by-1-1/2- inch solid wood mortised and fastened into face frame.  Rails are 

1-3/4- inch wide. 

O. Drawers:  Fabricate with exposed fronts fastened to subfront with mounting screws from interior of body. 

1. Join subfronts, backs, and sides with glued rabbeted joints supplemented by mechanical fasteners. 

2. Subfronts, Backs, and Sides:  11/16-inch- thick solid wood. 

3. Bottoms:  1/4-inch- thick plywood. 

P. Shelves:  1/2-inch- thick plywood, with hardwood veneer front edge.  Shelves are fixed into dadoes in 

end panels of all cabinets. 

Q. Toe Kick:  Nominal 3/4-inch thick pressure treated solid wood toe board, captured between end panels.   
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R. Joinery:  Rabbet backs flush into end panels and secure with concealed mechanical fasteners.  Connect 

tops and bottoms of wall cabinets and bottoms and stretchers of base cabinets to ends and dividers with 

mechanical fasteners.  Rabbet tops, bottoms, and backs into end panels. 

S. Factory Finishing:  Finish cabinets at factory.  Defer only final touchup until after installation. 

2.2 CABINET MATERIALS 

A. General: 

 

1. Hardwood Lumber:  Kiln dried to 7 percent moisture content. 

2. Hardwood Plywood:  HPVA HP-1. 

B. Exposed Materials: 

1. Exposed Wood Species:  Maple. 

a. Select materials for compatible color and grain.  Do not use two adjacent exposed surfaces 

that are noticeably dissimilar in color, grain, figure, or natural character markings. 

b. Staining and Finish:  As selected by Architect from manufacturer’s full range of colors. 

2. Solid Wood:  Clear hardwood lumber of species indicated, free of defects. 

3. Plywood:  Exterior grade, hardwood plywood with face veneer of species indicated, with Grade A 

faces and Grade C backs of same species as faces. 

a. Edge band exposed edges with minimum 1/8-inch- thick, solid-wood edging of same 

species as face veneer. 

C. Semiexposed Materials:  Unless otherwise indicated, provide the following: 

1. Solid Wood:  Sound hardwood lumber, selected to eliminate appearance defects.  Same species as 

exposed surfaces or stained to be compatible with exposed surfaces. 

2. Plywood:  Exterior grade, hardwood plywood with Grade C faces and not less than Grade 3 backs 

of same species as faces.  Face veneers of same species as exposed surfaces or stained to be 

compatible with exposed surfaces. 

D. Concealed Materials:  Solid wood or plywood, of any hardwood or softwood species, with no defects 

affecting strength or utility; particleboard; medium-density fiberboard; or hardboard. 

2.3 CABINET HARDWARE 

A. General:  Manufacturer's standard units complying with BHMA A156.9, of type, size, style, material, and 

finish as selected by Architect from manufacturer's full range. 

B. Pulls:  Back-mounted decorative pulls, 3-3/4 inches c/c. 

 

1. Basis of Design Product:  Subject to compliance with requirements, provide the following, or 

equal: 

 

a. Top Knobs; M757 Hopewell Bar Pull. 
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2. Finish: Oil rubbed bronze. 

C. Hinges:  Concealed European-style, self-closing hinges. 

D. Drawer Guides:  Epoxy-coated-metal, self-closing drawer guides; designed to prevent rebound when 

drawers are closed; with nylon-tired, ball-bearing rollers; and complying with BHMA A156.9, 

Type B05011 or B05091. 

 

1. Provide minimum 75 lb. rated load capacity with positive stop lock. 

PART 3 - EXECUTION 

3.1 INSTALLATION 

A. Install cabinets with no variations in flushness of adjoining surfaces; use concealed shims.  Where 

cabinets abut other finished work, scribe and cut for accurate fit.  Provide filler strips, scribe strips, and 

moldings in finish to match cabinet face. 

B. Install cabinets without distortion so doors and drawers fit openings, are aligned, and are uniformly 

spaced.  Complete installation of hardware and accessories as indicated. 

C. Install cabinets level and plumb to a tolerance of 1/8 inch in 8 feet. 

D. Fasten cabinets to adjacent units and to backing. 

1. Fasten wall cabinets through back, near top and bottom, at ends and not less than 24 inches o.c. 

with No. 10 wafer-head screws sized for 1-inch penetration into wood framing, blocking, or 

hanging strips. 

3.2 ADJUSTING AND CLEANING 

A. Adjust cabinets and hardware so doors and drawers are centered in openings and operate smoothly 

without warp or bind.  Lubricate operating hardware as recommended by manufacturer. 

B. Clean casework on exposed and semiexposed surfaces.  Touch up factory-applied finishes to restore 

damaged or soiled areas. 

END OF SECTION 123530 
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