
 
 

BID #2020-08 
ELEVATOR MODERNIZATION AT: 

THE BALDWIN SENIOR CENTER 
STRATFORD, CT 

      
                                                                                                                                  
 TOWN OF STRATFORD                                                   Date Submitted    , 2019.       
 PURCHASING DEPARTMENT                                                                        
 2725 MAIN STREET 
 STRATFORD, CT 06615                                                           
  
 SEALED submissions are subject to the standard                                Bidder: 
 instructions set forth on the attached sheets. 
 Any modifications must be specifically                                                    _________________________________ 
 accepted by the Town of Stratford.                                              Doing Business As (Trade Name) 
       
                                _________________________________________ 
                       Address   
 

 Released:    Monday, August 12, 2019    _________________________________________ 
 Town / State / Zip 
   

       Phillip Ryan, Purchasing Agent                   _________________________________________ 
                                                                         Title (Mr /Ms)                               
                 
                                       _________________________________________ 
                                        Signature 
                        
                                        _________________________________________ 
                         Telephone                             
  
        _________________________________________ 
        E-mail 
 
 
 
 
 

Sealed bids will be received by the Purchasing Department at the office of the Purchasing Agent, 
2725 Main Street, Room 202, Stratford, Connecticut 06615, up to: 
 

11:00AM, Tuesday, September 3, 2019 
 

NOTE: 
 

1. Bidders are to complete all requested data in the upper right corner of this page and must return 
this page with their bid proposal. 

2. No bid shall be accepted from, or contracts awarded to, any person/company who is in arrears 
to the Town of Stratford upon debt, or contract or who has been within the prior five (5) years, 
a defaulter as surety or otherwise upon obligations to the Town of Stratford. 

3. Submissions are to be submitted in a sealed envelope and clearly marked “BID #2020-08” on 
the outside of the envelope, including all outer packaging, such as, DHL, FedEx, UPS, etc. 
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PROJECT TEAM 

 
 
Architect / Project Manager:          

 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
Elevator Consultant: 
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8/12/2019 

INVITATION TO BID 
 
The Town of Stratford (Town) and on behalf of its Board of Education (BOE) is seeking competitive bids from qualified 
contractors to perform Elevator Modernization at The Baldwin Senior Center, 1000 West Broad Street, Stratford, CT 
 
PRE-BID MEETING 
A site meeting will commence at The Baldwin Senior Center, 1000 West Broad Street, Stratford, CT at 3:00 on 
Tuesday, August 20, 2019 for prospective bidders to scope the conditions. 
 

§ While the meeting is non-mandatory, prospective bidders are strongly encouraged to attend and will be required to 
sign-in at commencement of the meeting. The sign-in sheet will be posted on the Purchasing Department website as 
below. Copies will not be made available at the meeting, nor will they be faxed out.  

§ All requests for information will be answered in writing as specified below under RFI / Addenda. 
 
 
REQUESTS FOR INFORMATION (RFI) / ADDENDA 
Direct requests in writing to: Town of Stratford, Purchasing Department  
    Attention: Phillip Ryan, Purchasing Agent 
    2725 Main Street, Stratford, CT 06615 

E-mail:        PRyan@townofstratford.com 
And Copy:  brian@snyderarchitects.com  

 
NOTE: Written requests for information will not be accepted after 12:00PM on Thursday, August 29, 2019.  
 
Response will be in the form of an addendum that will be posted periodically but no later than Friday, August 30, 2019 at 
the close of business to the Purchasing Department website: www.townofstratford.com/purchase  
 
It is the responsibility of each bidder to retrieve addenda from the website. Any contact about this bid between a Bidder and 
any other Town official and/or department manager and/or Town of Stratford employee, other than as set forth above, may be 
grounds for disqualification of that Bidder. No questions or clarifications shall be answered by phone, in person or in any 
other manner than specified above. Addenda will not be mailed, e-mailed or faxed out. 
 
 
CHECKLIST  
 

The following must be submitted with proposal: 
 

¨ Cover page, completed and signed. 
¨ Bid Form 

o Addenda acknowledged on Bid Form, or submitted if requested. 
¨ Bid Bond. 
¨ Insurance Procedure 
¨ Non-Collusion Affidavit 
¨ AIA Document A305 – Contractor’s Qualification Statement 
¨ List of 5 (minimum) equivalent projects completed within the last 5-years.   

Include project and reference contact information for each. 
¨ List of all subcontractors identifying each trade, hourly rates, location, and Tax ID number. 
¨ Identify any exceptions that may apply. These must be itemized and attached to the proposal form. 

 
The Bidder hereby certifies that any and all defects, errors, inconsistencies or omissions of which he/she is aware, either 
directly or by notification from any material supplier found in the Contract Documents are listed herewith in this Bid Form. 
 
 
 
Name ________________________________ Title ___________________________ Signature ___________________________ Date______________ 
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COMPLETED PROJECTS / REFERENCES: 
Contractor required to have completed a minimum of 5 equivalent projects completed within the last 3-years. 
Provide project information and contact information below or attached Projects Sheet. 
 
PROJECT #1: 

Project      Contract Price  Completion Date   
            
 
Owner / Architect   Contact Person  Phone    E-mail 
              
 
Description of the Work 
             

 
PROJECT #2: 

Project      Contract Price  Completion Date   
            
 
Owner / Architect   Contact Person  Phone    E-mail 
              
 
Description of the Work 
             

 
PROJECT #3: 

Project      Contract Price  Completion Date   
            
 
Owner / Architect   Contact Person  Phone    E-mail 
              
 
Description of the Work 
             

 
PROJECT #4: 

Project      Contract Price  Completion Date   
            
 
Owner / Architect   Contact Person  Phone    E-mail 
              
 
Description of the Work 
             

 
PROJECT #5: 

Project      Contract Price  Completion Date   
            
 
Owner / Architect   Contact Person  Phone    E-mail 
              
 
Description of the Work 
             

 
 

 
This page must be fully completed and submitted with your proposal, including accurate contact names and contact details. 
Prospective bidders may opt to submit own formatted reference sheets with complete project details and contact information. 
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SUBCONTRACTORS 
Provide subcontractor details if any are to be employed as part of this contract, including labor rates: 
 
SUBCONTRACTOR #1: 
 

Name of Company   Fed ID #     
 
Contact Person   Title      
 
Company Address   Phone      
 
Trade   E-mail      
 
 

Rates: Supervisor $________/hr   Foreman $________ /hr   Journeyman $________ /hr   Apprentice $________ /hr   
 
 

SUBCONTRACTOR #2: 
 

Name of Company   Fed ID #     
 
Contact Person   Title      
 
Company Address   Phone      
 
Trade   E-mail      
 
 

Rates: Supervisor $________/hr   Foreman $________ /hr   Journeyman $________ /hr   Apprentice $________ /hr   
 
 

SUBCONTRACTOR #3: 
 

Name of Company   Fed ID #     
 
Contact Person   Title      
 
Company Address   Phone      
 
Trade   E-mail      
 
 

Rates: Supervisor $________/hr   Foreman $________ /hr   Journeyman $________ /hr   Apprentice $________ /hr   
 
 

SUBCONTRACTOR #4: 
 

Name of Company   Fed ID #     
 
Contact Person   Title      
 
Company Address   Phone      
 
Trade   E-mail      
 
Rates: Supervisor $_______/hr   Foreman $_______ /hr   Journeyman $_______ /hr   Apprentice $_______ /hr   

 
 
 

 
NOTE: All sub-contractors are subject to approval by the Town of Stratford and are required to provide Fed ID #. 
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PURCHASING DEPARTMENT 
TOWN OF STRATFORD 

INSTRUCTIONS FOR BIDDERS 
TERMS AND CONDITIONS OF BID 

 
BID PROPOSALS 
Bid proposals are to be submitted in a sealed envelope and clearly marked on the outside “BID #2020-08” including all outer 
packaging such as DHL, FedEx, UPS, etc. All prices and notations must be printed in ink or typewritten. No erasures are 
permitted. Bid proposals are to be in the office of the Purchasing Department, Town Hall, 2725 Main Street, Room 202, 
Stratford, Connecticut, prior to date and time specified, at which time they will be publicly opened. 
 
RIGHT TO ACCEPT / REJECT 
AFTER REVIEW OF ALL FACTORS, TERMS AND CONDITIONS, INCLUDING PRICE, THE TOWN OF STRATFORD 
RESERVES THE RIGHT TO REJECT ANY AND ALL BIDS, OR ANY PART THEREOF, OR WAIVE DEFECTS IN SAME, OR 
ACCEPT ANY PROPOSAL DEEMED TO BE IN THE BEST INTEREST OF THE TOWN OF STRATFORD. 
 
POWER OF REJECTION 
The Mayor shall have the power to reject all bids and to advertise again. 
 
QUESTIONS 
Questions concerning conditions, bidding guidelines and specifications should only be directed in writing to:      

 Mr. Phillip Ryan, Purchasing Agent: PRyan@townofstratford.com 
                                                       And Copy:  brian@snyderarchitects.com  
 

Inquiries must reference date of bid opening, requisition or contract number, and must be received no later than as indicated 
in the bid documents prior to date of bid opening. Failure to comply with these conditions will result in the bidder waiving 
the right to dispute the bid specifications and conditions. 
 
PRICES 
Prices quoted must be firm, for acceptance by the Town of Stratford, for a period of ninety (90) days. Prices shall include all 
applicable duties. Bidders shall be required to deliver awarded items at prices quoted in their original bid. 
 
F.O.B. DESTINATION 
Prices quoted shall be net, delivered to destination. Bids quoting other than F.O.B. Destination may be rejected. 
 
BID BOND 
The BID BOND furnished, as bid security, must be duly executed by the bidder as principal. It must be in the amount equal 
to five percent (5%) of the total estimated bid, as guarantee that, in case the contract is awarded to the bidder, the bidder will, 
within ten days thereafter, execute such contract and furnish a Performance Bond and Payment Bond. 
 
Small businesses may elect to obtain an irrevocable letter of credit or cashier’s check in lieu of the Bid Bond. Such surety 
must also be in an amount equal to at least five percent (5%) of the total estimated bid. 
 
All bid bonds shall be written by a surety company or companies licensed in the State of Connecticut, and shall have at least 
an A-VII policy holders rating, as reported by A.M. Best Rating Services, or otherwise deemed acceptable by the Town. The 
Town always reserves the right to reject surety companies, if an approved surety bond cannot be provided, the bidder shall be 
deemed non-responsive.  
 
A complete list of certified surety companies can be accessed on the U.S. Government Department of Treasury website: 
https://www.fiscal.treasury.gov/fsreports/ref/suretyBnd/c570_a-z.htm 
 
NOTE: Failure to provide a Bid Bond or equivalent security is not cause for a waiver defect. Any bid not accompanied by 
such security will be excluded from consideration. 
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PERFORMANCE AND LABOR AND MATERIAL BOND 
The successful bidder, within seven (7) business days after notification of award, will be required to furnish Performance and 
Labor and Material Bond provided by a company authorized to issue such bonds in the State of Connecticut, or Certified 
Check or properly executed Irrevocable Letter of Credit equal to a hundred per cent (100%) of the award. 
 
In the event that the Contractor where required to provide evidence of insurance and a performance bond does not do so 
before beginning work, the Town of Stratford reserves the right to withhold payment from such supplier until the evidence of 
insurance and performance bond has been received by the Town. 
 
All payment and performance bonds shall be written by a surety company or companies licensed to issue bonds in the State 
of Connecticut, and shall have at least an A-VIII policy holders rating, as reported by A.M. Best Rating Services, or 
otherwise deemed acceptable by the Town. The Town always reserves the right to reject surety companies, if approved surety 
bonds cannot be provided the contract shall be terminated. 
 
A complete list of certified surety companies can be accessed on the U.S. Government Department of Treasury website: 
https://www.fiscal.treasury.gov/fsreports/ref/suretyBnd/c570_a-z.htm   
 
BOND REQUIREMENT – NON-RESIDENT CONTRACTORS 
 

1. Non-resident contractors are required to deposit with the Department of Revenue Services a sum equivalent to 5% of 
the total contract value, as assurance that personal property taxes and/or any other State taxes assessed and due the 
State during the contract will be paid. 

2. If this surety is not deposited with the State, the Town is required to deduct and submit to the State 5% of the total 
contract value. 

 
PERMITS 
The contractor shall be responsible for securing all necessary permits, state and local, and as required by the Town of 
Stratford.  
 
PAYMENT PROCEDURES 
No voucher, claim or charge against the Town shall be paid without the approval of the Director of Finance for correctness 
and legality.  
 

 
PAYMENT PERIOD 
The Town of Stratford shall put forth its best effort to make payment within thirty days (30) after delivery of the item 
acceptance of the work, or receipt of a properly completed invoice, whichever is later. Payment period shall be net thirty days 
(30) unless otherwise specified. For projects that do not require a performance or bid bond, The Town of Stratford reserves 
the right to retain five percent (5%) of total bid amount, which is payable ninety (90) days after final payment or acceptance 
of the work. 
 
THE CONTRACTOR 
The Contractor for the work described shall be thoroughly familiar with the requirements of all specifications, and the actual 
physical conditions of various job sites. The submission of a proposal shall be construed as evidence that the Contractor has 
examined the actual job conditions, requirements, and specifications. Any claim for labor, equipment, or materials required, 
or difficulties encountered which could have been foreseen had such an examination been carefully made will not be 
recognized. 
 
ASSIGNMENT OF CONTRACT 
No contract may be assigned or transferred without the consent of the Town of Stratford. 
 
AWARD OF BIDS 
Contracts and purchases will be made or entered into with the lowest responsible bidder meeting specifications, except as 
otherwise specified in the invitation. If more than one item is specified in the invitation, the Town of Stratford reserves the 
right to determine the low bidder on an individual basis or on the basis of all items included in the Invitation for Bids, unless 
otherwise expressed by the Town. 
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BIDDING FOR PUBLIC WORK OR IMPROVEMENT 
Any public work or improvement costing more than seven thousand five hundred ($7,500.00) dollars shall be executed by 
contract except where specified work or improvement is authorized by the council based on detailed estimates submitted by 
the department authorized to execute such work or improvement.  
 
All contracts for more than seven thousand five hundred ($7,500.00) dollars, shall be awarded to the lowest responsible 
bidder, after public advertisement and competition, as may be prescribed by ordinance.  
 
The Mayor shall establish reasonable regulations for prefiling sub bids on construction contracts where it is anticipated that 
the contracting party shall subcontract all or a portion of the work to be done. 
 
Any public work or improvement costing more than $7,500 shall be executed by contract except where specified work or 
improvement is authorized by the Council based on detailed estimates submitted by the Department authorized to execute 
such work or improvement. All contracts under this section shall be awarded by the Town Council to the lowest responsible 
bidder, after public advertisement as specified above.  
 
NONUSE OF WASTES 
 

A. All bids and contracts related to the retention of services to construct or maintain any publicly owned and/or 
maintained road or real property within the Town of Stratford shall include a provision stating that no materials 
containing natural gas or oil waste shall be utilized in providing such a service. 
 

B. All bids and contracts related to the purchase or acquisition of materials to be used to construct or maintain any 
publicly owned and/or maintained road or real property within the Town of Stratford shall include a provision 
stating that no materials containing natural gas or oil waste shall be provided to the Town of Stratford. 

 
C. The following statement, which shall be a sworn statement under penalty of perjury, shall be included in all bids 

related to the purchase or acquisition of materials to be used to construct or maintain any publicly owned and/or 
maintained road or real property within the Town of Stratford and all bids related to the retention of services to 
construct or maintain any publicly owned and/or maintained road or real property within the Town of Stratford: 
 
"We ____ hereby submit a bid for materials, equipment and/or labor for the Town of Stratford. The bid is for bid 
documents titled ____. We hereby certify under penalty of perjury that no natural gas waste or oil waste will be used 
by the undersigned bidder or any contractor, subcontractor, agent or vendor agent in connection with the bid; nor 
will the undersigned bidder or any subcontractor, agent or vendor agent thereof apply any natural gas waste or oil 
waste to any road or real property within the Town of Stratford as a result of the submittal of this bid if selected." 

 
CHANGE ORDERS 
 

Approval Required: Except as specified herein, when any public work or improvement has been executed by contract, no 
changes in the terms, conditions or scope of said contract nor deviations from the specifications made a part of that contract 
which would result in any way in an increase in the cost of that contract to the Town shall be allowed except by the approval 
of the Council. 
 
Review: Any request for change orders shall first be considered by an appropriate committee appointed and then referred to 
the Council for appropriate action. 
 
Mayor’s Approval: Notwithstanding any provision to the contrary herein, the Mayor, acting upon the advice of the Town 
Engineer, shall have the authority to approve any such changes or deviations without the approval of the Council, provided 
that the cost of any such changes or deviations does not exceed the sum of $5,000, and further provided that, in the opinion of 
the Mayor, due to extraordinary conditions, unforeseen contingencies, market conditions or the nature of the requested 
change, it would not be feasible or in the best interest of the Town to delay approval of the requested change. 
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GUARANTEE 
Equipment, materials and/or work executed shall be guaranteed for a minimum period of one (2) years against defective 
material and workmanship. The cost of all labor, materials, shipping charges and other expenses in conjunction with the 
replacement of defective equipment, and/or unsatisfactory work, shall be borne by the Contractor. 
 
CATALOGUE REFERENCE 
Unless expressly stated otherwise, any and all reference to commercial types, sales, trade names and catalogues are intended 
to be descriptive only and not restrictive; the intent is to indicate the kind and quality of the articles that will be acceptable. 
Bids on other equivalent makes, or with reference to other catalogue items will be considered. The bidder is to clearly state 
exactly what will be furnished. Where possible and feasible, submit an illustration, descriptive material, and/or product 
sample. 
 
OSHA 
The bidder will certify all equipment complies with all regulations and conditions stipulated under the Williams-Steiger 
Occupational Safety and Health Act of 1971, as amended. The successful bidder will further certify that all items furnished 
under this project will conform and comply with Federal and State of Connecticut OSHA standards. The successful bidder 
will agree to indemnify and hold harmless the Town of Stratford for any and all damages that may be assessed against the 
Town. 
 
LIFE CYCLE COSTING 
Where applicable, Life Cycle Costing will be used as a criterion for awarding bids. This is a method of calculating total cost 
of ownership of an item over the life of the product, which may include operation and maintenance expenses, transportation, 
salvage value, and/or disposal costs. 
 
INSURANCE 
The Contractor shall not commence any work under the Contract until all insurance required by this section has been 
obtained and Certificates of Insurance and any other evidence of required coverage requested by the Town, including a copy 
of the policy itself, have been received and approved by the Town. 
 
Such policies shall stipulate that no coverage can be changed or canceled, including for non-payment of premium, unless the 
Town has had thirty (30) days prior notice in writing.  Certificates of renewals or changes in policies shall be delivered to the 
Owner at least thirty (30) days prior to the expiration of the policy.  
 
All insurance issuers chosen by the Contractor must be licensed to do business in the State of Connecticut and rated A- or 
better by A.M. Best Rating Services.  
 
The Town always reserves the right to reject insurance companies, if approved insurance policies cannot be provided the 
contract shall be terminated. 
 
The insurance requirements set forth below are minimum limits of coverage only and in no way limit the Contractor’s 
liability. 
 
The following insurance is required to be maintained in full force until all work required by the contract has been fully 
completed, except that Products/Completed Operations coverage shall be maintained for five (5) years. 
 
Worker’s Compensation Insurance:  The Contractor shall carry Worker’s Compensation and Employer’s Liability Insurance 
in the form and in such amounts as may be currently required to comply with the Labor Laws of the State of Connecticut. 
 
Automobile Insurance:  The Contractor shall carry and maintain during the life of the Contract a policy with a combined 
single limit of $2,000,000 and rider CA9948 or equivalent. 
 
This policy shall include all liability of the Contractor arising from the operation of all self-owned motor vehicles used in the 
performance of the Contract; and shall also include a “non-Ownership” provision covering the operation of motor vehicles 
not owned by the Contractor, but used in the performance of the work. 
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INSURANCE (continued) 
 

Commercial General Liability:  
 
§ Bodily Injury and Property Damage $2,000,000  
§ Products/Completed Operations $2,000,000 

 
This policy shall include Subcontractor's Liability coverage, protecting the Contractor and the Town against liability arising 
out of the activities of Subcontractors engaged by him in the performance of the work.   
 
Umbrella Policy: An umbrella policy in the amount of $5,000,000, covering general liability, auto liability, and employer 
liability is required. 
 
Pollution Liability Insurance:  Where applicable, a policy in the amount of $5,000,000 including coverage for transport and 
other offsite risks.  Such policy must be given to the Town for review and determination of acceptability before an award will 
be made.   
 
Waiver of Subrogation: Waiver of subrogation is required on all policies. 
 
Additional Insureds: The Town of Stratford, Stratford Board of Education, its officers, officials, employees, agents, Boards, 
and Commissions shall be named as Additional Insureds. The coverage shall be primary and non-contributory and contain no 
special limitations on the scope of protection afforded to the Town of Stratford. A waiver of subrogation applies under 
general liability, auto liability and workers compensation. 
 
The coverage shall be primary and non-contributory and contain no special limitations on the scope of protection afforded to 
the Town of Stratford.  A waiver of subrogation applies under general liability, auto liability and workers compensation. 
 
Subcontractor’s Insurance:  Each Subcontractor engaged by the Contractor to perform any work under the Contract shall 
obtain all insurance required of the Contractor in the same amounts and subject to the same provisions specified above for the 
Contractor, including the Additional Insured requirement. Certificates of Insurance shall be submitted to the Contractor and 
the Town and approved by the Town, before commencing any work. 
 
HOLD HARMLESS  
Contractor shall defend, indemnify, and hold harmless the Town of Stratford, its officers, employees, agents or volunteers, 
from and against any and all claims and demands of any nature for any loss, damage or injury which any person may suffer 
by reason of, or in any way arising out of, this Agreement, unless caused by the sole negligence of the Town. 
 
FEDERAL, STATE, AND LOCAL LAWS 
All applicable Federal, State and local laws, rules and regulations of all authorities having jurisdiction over the locality of the 
project shall apply to the contract and are deemed to be included herein. If the total amount of the project, including any 
current or future change orders, exceeds $100,000.00 all work is to be done in accordance with Connecticut Department of 
Labor (CT-DOL) rules and regulations. More information may be obtained from: www.ctdol.state.ct.us 
 
The Davis-Bacon and Related Acts, shall apply to contractors and subcontractors performing on federally funded or assisted 
contracts in excess of $2,000 for the construction, alteration, or repair (including painting and decorating) of public buildings 
or public works. More information may be obtained from: https://www.dol.gov/whd/govcontracts/dbra.htm 
 
NOTE: The Town shall apply the most current wage decision applicable at the time of contract award. 
 
CONFLICT OF INTEREST 
No officer or employee or member of any elective or appointive board, commission, committee or council of the Town, 
whether temporary or permanent, shall have or acquire any financial interest gained from a successful bid, direct or indirect, 
in any project, matter, contract or business within his/her jurisdiction or the jurisdiction of the board, commission, committee 
or council of which he/she is a member. Nor shall the officer / employee / member have any financial interest, direct or 
indirect, in any contract or proposed contract for materials or services to be furnished or used in connection with any project, 
matter or thing which comes under his/her jurisdiction or the jurisdiction of the board, commission, committee or council of 
which he/she is a member. 
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SCOPE OF WORK / SITE INSPECTIONS 
The bidder declares that the scope of the work has been thoroughly reviewed and any questions resolved (see above for name 
and number of individual to contact for questions). If applicable, the bidder further declares that the site has been inspected as 
called for in the specifications (q.v.). 
 
EXCEPTION TO SPECIFICATIONS 
No protest regarding the validity or appropriateness of the specifications or of the Invitation for Bids will be considered, 
unless the protest is filed in writing with the Purchasing Agent prior to the closing date for the bids. All bid proposals 
rendered shall be considered meeting the attached specifications unless exceptions are noted on a separate page dated and 
signed by the bidder. 
 
UNLESS OTHERWISE NOTED 
It will be assumed that all terms and conditions and specifications will be complied with and will be considered as part of the 
Bid Proposal. 
 
TAX EXEMPT 
Federal Tax Exemption 06-6002103. 
Exempt from State Sales Tax under State General Statues Chapter 219-Section 12-412 Subsection A. 
 
DAS PREQUALIFICATION OF BIDDERS 

A. Municipal contracts for the construction or renovation of a public works project, where the estimated value is 
$500,000 or greater, will need to comply with C.G.S. Sec. 4b-91. In such cases the contractors must be pre-qualified 
by the State of Connecticut Department of Administrative Services (DAS). When applicable, this requirement will 
need to be included in the Invitation to Bid as a prerequisite for selecting the Lowest Responsible and Qualified 
Bidder. 

 
B. "Prequalification" means prequalification issued by DAS to bid on a contract or perform work pursuant to a contract 

for the construction, reconstruction, alteration, remodeling, repair or demolition of any public building or any other 
public work by the state or a municipality. 

 
C. It is permissible to use AIA form A305, Contractor's Qualification 

i. Statement, as a prerequisite to bidding, provided prequalification. 
ii. Does not prevent minority/women owned firms from bidding. 
iii. Consult your architect. 
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BID FORM 
Bids must be submitted to the Town of Stratford Purchasing Office, attention Phillip Ryan, 
Purchasing Agent, on the following form signed by an authorized company officer.  Bids will be 
opened on Tuesday, September 3, 2019, 11:00am. 
 
 
Phillip Ryan, Purchasing Agent 
Town of Stratford 
2725 Main Street 
Stratford, CT 06615 
 
Elevator Modernization at: 
The Baldwin Senior Center 
1000 West Broad Street 
Stratford, CT 06615 
  
 
To Whom It May Concern: 
 
(I, We) ______________________________________ the undersigned having visited the   
project site at The Baldwin Senior Center and having familiarized ourselves with the local 
conditions affecting the cost of the work and with Contract Documents and all addenda thereto, 
hereby propose to furnish all labor, materials, tools, equipment, insurance to pay all applicable 
taxes, and to do and perform all things as provided in the drawings and specifications for the 
following sum(s):  
 
BASE BID:   

“Turnkey” modernization of one (1) Hydraulic Elevator System installed at the 
Baldwin Center, 1000 West Broad Street, Stratford, Connecticut 06615 as per the 
attached specification and inclusive of subcontracted work by other trades. 

• One (1) New Microprocessor Controller 

• New G.A.L Door Operators and Hoistway Door Equipment 

• Additional Equipment as Specified 

• Associated Subcontracted Work-By Other Trades 

• Twenty-Four (24) Month Labor and Material Warranty 

Contractor shall include all monies and fees to complete documented elevator 
updates as indicated in bid documents.  Contractor shall include a $10,000 
allowance in base bid number for unforeseen conditions and changes to be used 
at Architect and Owners discretion.  Any unused portion of allowance shall be 
credited back to owner. 
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BASE BID CONTINUED …   
*Written Form: __________________________________________________________ 

*Dollars: ($_________________) 

*PLEASE NOTE THAT STATE OF CONNECTICUT PREVAILING WAGES MUST BE 
USED IF TOTAL BID EXCEEDS $100,000. 
 

ALTERNATES 
 

ALTERNATE #1 – New Entrances and Doors: 
The cost for a new stainless steel Hoistway Entrance and Door, including required 
framing, sill, trim, and finish work.  (Per Entrance Cost) 
*Written Form: __________________________________________________________ 

*Dollars: ($_________________) 

 

ALTERNATE #2 – New Hydraulic Cylinder and Ram Assembly: 
The cost to furnish and install one (1) new hydraulic cylinder and ram assembly 
complete (excluding re-drilling costs). 
*Written Form: __________________________________________________________ 

*Dollars: ($_________________) 

 

ALTERNATE #3 (DEDUCT): 
Deduct Alternate Only for Retaining and Rebuilding Door Equipment: 
Rebuild and refurbish (2) existing Moline door operators to applicable operating 
standards in lieu of replacing with new.  
*Written Form: __________________________________________________________ 

*Dollars: ($_________________) 

 

*Please note the ALTERNATE COST ONLY, not the basebid plus/minus alternate 

costs in Alternate bid numbers. 
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UNIT PRICES: 
 

UNIT PRICE #1 – RE-DRILLING COST (IF NECESSARY): 
Re-drilling costs shall be performed at the fixed rate per hour inclusive of Stand-
By Labor. 
Dollars: ($_________________per hour) 

 

UNIT PRICE #2: 
Team member labor cost: 
Dollars: ($_________________per hour) 

 

UNIT PRICE #3: 
Adjuster labor cost: 
Dollars: ($_________________per hour) 

 

UNIT PRICE #4: 
Mechanic labor cost: 
Dollars: ($_________________per hour) 

 

UNIT PRICE #5: 
Helper labor cost: 
Dollars: ($_________________per hour) 

 

 

Interim and Twenty-Four (24) Month Full-Service (labor and material) warranty elevator 
maintenance after date of substantial completion:      
          __________________ 
                               (Initials)  
 
Amperage Verification:        __________________ 
                              (Initials)  
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*Town of Stratford reserves the right to award all, or selected portions of work above. 
 

ADDENDA 

In submitting this proposal, I have received and included in this Proposal, the following 
Addenda: 
 
Addendum No.   Date 
         
         
         
         
         
 

Signed: ________________________________ ____________________________________ 

                             Signature                                                                Corporate Seal 

Company Name  : _________________________________________________________ 

Address    : _________________________________________________________ 

City, St, Zip Code : _________________________________________________________ 

Phone     : (__ __ __) - __ __ __ - __ __ __ __ 

Fax     : (__ __ __) - __ __ __ - __ __ __ __ 































 Project: Elevator Modernization At: The Baldwin Senior Center 

 Minimum Rates and Classifications  
 for Building Construction 
 Connecticut Department of Labor 
 ID# : B 26428 Wage and Workplace Standards Division 

By virtue of the authority vested in the Labor Commissioner under provisions of Section 31-53 of the  
General Statutes of Connecticut, as amended, the following are declared to be the prevailing rates and  
welfare payments and will apply only where the contract is advertised for bid within 20 days of the date on  
which the rates are established.  Any contractor or subcontractor not obligated by agreement to pay to the  
welfare and pension fund shall pay this amount to each employee as part of his/her hourly wages. 

 Project  Number: Project  Town: Stratford 
 State# FAP#: 

 Project: Elevator Modernization At: The Baldwin Senior Center 

 CLASSIFICATION Hourly Rate Benefits 

1a) Asbestos Worker/Insulator (Includes application of insulating materials,  38.25 27.96 
protective coverings, coatings, & finishes to all types of mechanical  
systems;  application of firestopping material for wall openings &  
penetrations in walls, floors, ceilings 

1b) Asbestos/Toxic Waste Removal Laborers:  Asbestos removal and  
encapsulation (except its removal from mechanical systems which are not to 
 be scrapped), toxic waste removers, blasters.**See Laborers Group 7** 

1c) Asbestos Worker/Heat and Frost Insulator 40.21 30.99 

As of:  Thursday, August 08, 2019 
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2) Boilermaker 38.34 26.01 

3a) Bricklayer, Cement Mason, Concrete Finisher (including caulking),  34.72 32.55 + a 
Stone Masons 

3b) Tile Setter 34.90 25.87 

3c) Terrazzo Mechanics and Marble Setters 31.69 22.35 

3d) Tile, Marble & Terrazzo Finishers 26.70 21.75 

3e)  Plasterer 33.48 32.06 

As of:  Thursday, August 08, 2019 
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------LABORERS------ 

4)  Group 1:  Laborers (common or general), acetylene burners, concrete  30.75 20.84 
specialists, wrecking laborers, fire watchers. 

4a) Group 2:  Mortar mixers, plaster tender, power buggy operators,  31.00 20.84 
powdermen, fireproofer/mixer/nozzleman (Person running mixer and  
spraying fireproof only). 

4b) Group 3:  Jackhammer operators/pavement breaker, mason tender  31.25 20.84 
(brick), mason tender (cement/concrete), forklift operators and forklift  
operators (masonry). 

4c) **Group 4: Pipelayers (Installation of water, storm drainage or sewage  31.75 20.84 
lines outside of the building line with P6, P7 license) (the pipelayer rate  
shall apply only to one or two employees of the total crew who primary  
task is to actually perform the mating of pipe sections) P6 and P7 rate is  
$26.80. 

4d) Group 5:  Air track operator, sand blaster and hydraulic drills. 31.50 20.84 

As of:  Thursday, August 08, 2019 
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4e) Group 6:  Blasters, nuclear and toxic waste removal. 33.75 20.84 

4f)  Group 7:  Asbestos/lead removal and encapsulation (except it's removal  31.75 20.84 
from mechanical systems which are not to be scrapped). 

4g) Group 8:  Bottom men on open air caisson, cylindrical work and boring  29.03 20.84 
crew. 

4h)  Group 9:  Top men on open air caisson, cylindrical work and boring  28.49 20.84 
crew. 

4i)  Group 10:  Traffic Control Signalman 18.00 20.84 

5) Carpenter, Acoustical Ceiling Installation, Soft Floor/Vinyl Floor/Carpet  33.53 25.66 
Laying, Metal Stud Installation, Form Work and Scaffold Building, Drywall  
Hanging, Modular-Furniture Systems Installers, Lathers, Piledrivers,  
Resilient Floor Layers. 

As of:  Thursday, August 08, 2019 
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5a)  Millwrights 34.04 26.09 

6) Electrical Worker (including low voltage wiring) (Trade License required:  39.62 27.25+3% of  
E1,2  L-5,6  C-5,6  T-1,2  L-1,2  V-1,2,7,8,9) gross wage 

7a) Elevator Mechanic (Trade License required:  R-1,2,5,6) 53.37 33.705+a+b 

-----LINE CONSTRUCTION---- 

Groundman 26.50 6.5% + 9.00 

Linemen/Cable Splicer 48.19 6.5% + 22.00 

As of:  Thursday, August 08, 2019 
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8) Glazier (Trade License required:  FG-1,2) 38.18 21.80 + a 

9) Ironworker, Ornamental, Reinforcing, Structural, and Precast Concrete  36.67 35.77 
Erection 

----OPERATORS---- 

Group 1:   Crane handling or erecting structural steel or stone, hoisting  40.97 24.80 + a 
engineer 2 drums or over, front end loader (7 cubic yards or over),  work  
boat 26 ft. and over and Tunnel Boring Machines. (Trade License Required) 

Group 2:   Cranes (100 ton rate capacity and over); Excavator over 2 cubic  40.64 24.80 + a 
yards; Piledriver ($3.00 premium when operator controls hammer); Bauer  
Drill/Caisson.  (Trade License Required) 

Group 3:   Excavator; Backhoe/Excavator under 2 cubic yards; Cranes (under 39.88 24.80 + a 
 100 ton rated capacity), Grader/Blade; Master Mechanic; Hoisting Engineer 
 (all types of equipment where a drum and cable are used to hoist or drag  
material regardless of motive power of operation), Rubber Tire Excavator  
(Drott-1085 or similar);Grader Operator; Bulldozer Fine Grade. (slopes,  
shaping, laser or GPS, etc.). (Trade License Required) 

As of:  Thursday, August 08, 2019 
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Group 4:  Trenching Machines; Lighter Derrick; Concrete Finishing  39.48 24.80 + a 
Machine; CMI Machine or Similar; Koehring Loader (Skooper). 

Group 5:   Specialty Railroad Equipment; Asphalt Paver; Asphalt  38.87 24.80 + a 
Reclaiming Machine; Line Grinder; Concrete Pumps; Drills with Self  
Contained Power Units; Boring Machine; Post Hole Digger; Auger;  
Pounder; Well Digger; Milling Machine (over 24" Mandrell) 

Group 5 continued:  Side Boom; Combination Hoe and Loader; Directional  38.87 24.80 + a 
Driller; Pile Testing Machine. 

Group 6:   Front End Loader (3 up to 7 cubic yards); Bulldozer (rough grade 38.55 24.80 + a 
 dozer). 

Group 7:   Asphalt roller, concrete saws and cutters (ride on types),  38.20 24.80 + a 
vermeer concrete cutter, Stump Grinder; Scraper; Snooper; Skidder; Milling  
Machine (24" and under Mandrell). 

Group 8:   Mechanic, grease truck operator, hydroblaster; barrier mover;  37.79 24.80 + a 
power stone spreader; welding; work boat  under 26 ft.; transfer machine. 

As of:  Thursday, August 08, 2019 
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Group 9:   Front end loader (under 3 cubic yards), skid steer loader  37.34 24.80 + a 
regardless of attachments, (Bobcat or Similar):  forklift, power chipper;  
landscape equipment (including Hydroseeder). 

Group 10:  Vibratory hammer; ice machine; diesel and air, hammer, etc. 35.24 24.80 + a 

Group 11:  Conveyor, earth roller, power pavement breaker (whiphammer),  35.24 24.80 + a 
robot demolition equipment. 

Group 12:  Wellpoint operator. 35.18 24.80 + a 

Group 13: Compressor battery operator. 34.58 24.80 + a 

Group 14: Elevator operator; tow motor operator (solid tire no rough  33.41 24.80 + a 
terrain). 

As of:  Thursday, August 08, 2019 
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Group 15:  Generator Operator; Compressor Operator; Pump Operator;  32.99 24.80 + a 
Welding Machine Operator; Heater Operator. 

Group 16:  Maintenance Engineer/Oiler. 32.32 24.80 + a 

Group 17:  Portable asphalt plant operator; portable crusher plant operator; 36.76 24.80 + a 
 portable concrete plant operator. 

Group 18:  Power safety boat; vacuum truck; zim mixer; sweeper;  34.26 24.80 + a 
(Minimum for any job requiring a CDL license). 

------PAINTERS (Including Drywall Finishing)------ 

10a) Brush and Roller 34.62 21.80 

As of:  Thursday, August 08, 2019 
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10b) Taping Only/Drywall Finishing 35.37 21.80 

10c) Paperhanger and Red Label 34.12 21.05 

10e) Blast and Spray 37.62 21.80 

11)  Plumber (excluding HVAC pipe installation) (Trade License required:  43.62 32.06 
P-1,2,6,7,8,9  J-1,2,3,4  SP-1,2) 

12)  Well Digger, Pile Testing Machine 37.26 24.05 + a 

Roofer:  Cole Tar Pitch 41.50 17.00 + a 

As of:  Thursday, August 08, 2019 
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Roofer:  Slate, Tile, Composition, Shingles, Singly Ply and  40.00 17.00 + a 
Damp/Waterproofing 

15) Sheetmetal Worker  (Trade License required for HVAC and Ductwork:  44.74 42.48 
SM-1,SM-2,SM-3,SM-4,SM-5,SM-6) 

16) Pipefitter (Including HVAC work)                                               (Trade  43.62 32.06 
License required:  S-1,2,3,4,5,6,7,8  B-1,2,3,4  D-1,2,3,4, G-1, G-2, G-8 &  
G-9) 

------TRUCK DRIVERS------ 

17a)  2 Axle 29.51 24.52 + a 

17b)  3 Axle, 2 Axle Ready Mix 29.62 24.52 + a 

As of:  Thursday, August 08, 2019 
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17c)  3 Axle Ready Mix 29.67 24.52 + a 

17d)  4 Axle, Heavy Duty Trailer up to 40 tons 29.72 24.52 + a 

17e)  4 Axle Ready Mix 29.77 24.52 + a 

17f)  Heavy Duty Trailer (40 Tons and Over) 29.98 24.52 + a 

17g) Specialized Earth Moving Equipment (Other Than Conventional Type  29.77 24.52 + a 
on-the-Road Trucks and Semi-Trailers, Including Euclids) 

18) Sprinkler Fitter  (Trade License required:  F-1,2,3,4) 43.92 15.84 + a 

As of:  Thursday, August 08, 2019 
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19) Theatrical Stage Journeyman 25.76 7.34 

As of:  Thursday, August 08, 2019 
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 Welders:  Rate for craft to which welding is incidental. 
 *Note:  Hazardous waste removal work receives additional $1.25 per hour for truck drivers. 

 **Note:  Hazardous waste premium $3.00 per hour over classified rate 

 ALL Cranes:  When crane operator is operating equipment that requires a fully licensed crane  
 operator to operate he receives an extra $4.00 premium in addition to the hourly wage rate and  
 benefit contributions: 

 1) Crane handling or erecting structural steel or stone; hoisting engineer (2 drums or over) 

 2)  Cranes (100 ton rate capacity and over) Bauer Drill/Caisson 
 3) Cranes (under 100 ton rated capacity) 
 Crane with 150 ft. boom (including jib) - $1.50 extra 
 Crane with 200 ft. boom (including jib) - $2.50 extra 
 Crane with 250 ft. boom (including jib) - $5.00 extra 
 Crane with 300 ft. boom (including jib) - $7.00 extra 
 Crane with 400 ft. boom (including jib) - $10.00 extra 

All classifications that indicate a percentage of the fringe benefits must be calculated at the percentage  
rate times the "base hourly rate". 

Apprentices duly registered under the Commissioner of Labor's regulations on "Work Training Standards  
for Apprenticeship and Training Programs" Section 31-51-d-1 to 12, are allowed to be paid the  
appropriate percentage of the prevailing journeymen hourly base and the full fringe benefit rate,  
providing the work site ratio shall not be less than one full-time journeyperson instructing and supervising 
 the work of each apprentice in a specific trade. 

     The Prevailing wage rates applicable to this project are subject to annual adjustments  
 each  July 1st for the duration of the project.    

     Each contractor shall pay the annual adjusted prevailing wage rate that is in effect  
 each July 1st, as posted by the Department of Labor.   

     It is the contractor's responsibility to obtain the annual adjusted prevailing wage rate  
 increases directly from the Department of Labor's website. 
     The annual adjustments will be posted on the Department of Labor's Web  
 page: www.ct.gov/dol.  For those without internet access, please contact the  
 division listed below. 

     The Department of Labor will continue to issue the initial prevailing wage rate  
 schedule to the Contracting Agency for the project. 

     All subsequent annual adjustments will be posted on our Web Site for contractor  
 access.                     
    Contracting Agencies are under no obligation pursuant to State labor law to pay any  
 increase due to the annual adjustment provision. 

As of:  Thursday, August 08, 2019 
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Effective October 1, 2005 - Public Act 05-50:  any person performing the work of any mechanic, laborer, or 
 worker shall be paid prevailing wage 

 All Person who perform work ON SITE must be paid prevailing wage for the  
 appropriate mechanic, laborer, or worker classification. 

 All certified payrolls must list the hours worked and wages paid to All Persons 
  who perform work ON SITE regardless of their ownership i.e.:  (Owners,  
 Corporate Officers, LLC Members, Independent Contractors, et. al) 

 Reporting and payment of wages is required regardless of any contractual  
 relationship alleged to exist between the contractor and such person. 

~~Unlisted classifications needed for work not included within the scope of the  
classifications listed may be added after award only as provided in the labor  
standards contract clause (29 CFR 5.5 (a) (1) (ii)). 

Please direct any questions which you may have pertaining to classification of work and payment of  
prevailing wages to the Wage and Workplace Standards Division, telephone (860)263-6790. 

As of:  Thursday, August 08, 2019 



 
 Sec. 31-53b. Construction safety and health course. New miner training program. 

Proof of completion required for mechanics, laborers and workers on public works 

projects. Enforcement. Regulations. Exceptions. (a) Each contract for a public works 

project entered into on or after July 1, 2009, by the state or any of its agents, or by any 

political subdivision of the state or any of its agents, described in subsection (g) of section 

31-53, shall contain a provision requiring that each contractor furnish proof with the 

weekly certified payroll form for the first week each employee begins work on such project 

that any person performing the work of a mechanic, laborer or worker pursuant to the 

classifications of labor under section 31-53 on such public works project, pursuant to such 

contract, has completed a course of at least ten hours in duration in construction safety and 

health approved by the federal Occupational Safety and Health Administration or, has 

completed a new miner training program approved by the Federal Mine Safety and Health 

Administration in accordance with 30 CFR 48 or, in the case of telecommunications 

employees, has completed at least ten hours of training in accordance with 29 CFR 

1910.268. 

 
 (b) Any person required to complete a course or program under subsection (a) of this 

section who has not completed the course or program shall be subject to removal from the 

worksite if the person does not provide documentation of having completed such course or 

program by the fifteenth day after the date the person is found to be in noncompliance. The 

Labor Commissioner or said commissioner's designee shall enforce this section. 

 
 (c) Not later than January 1, 2009, the Labor Commissioner shall adopt regulations, in 

accordance with the provisions of chapter 54, to implement the provisions of subsections 

(a) and (b) of this section. Such regulations shall require that the ten-hour construction 

safety and health courses required under subsection (a) of this section be conducted in 

accordance with federal Occupational Safety and Health Administration Training Institute 

standards, or in accordance with Federal Mine Safety and Health Administration Standards 

or in accordance with 29 CFR 1910.268, as appropriate. The Labor Commissioner shall 

accept as sufficient proof of compliance with the provisions of subsection (a) or (b) of this 

section a student course completion card issued by the federal Occupational Safety and 

Health Administration Training Institute, or such other proof of compliance said 

commissioner deems appropriate, dated no earlier than five years before the 

commencement date of such public works project. 

 
 (d) This section shall not apply to employees of public service companies, as defined in 

section 16-1, or drivers of commercial motor vehicles driving the vehicle on the public 

works project and delivering or picking up cargo from public works projects provided they 

perform no labor relating to the project other than the loading and unloading of their cargo. 

 
 (P.A. 06-175, S. 1; P.A. 08-83, S. 1.) 

 

 



 History: P.A. 08-83 amended Subsec. (a) by making provisions applicable to public works 
project contracts entered into on or after July 1, 2009, replacing provision re total cost of 
work with reference to Sec. 31-53(g), requiring proof in certified payroll form that new 
mechanic, laborer or worker has completed a 10-hour or more construction safety course 
and adding provision re new miner training program, amended Subsec. (b) by substituting 
"person" for "employee" and adding "or program", amended Subsec. (c) by adding "or in 
accordance with Federal Mine  
Safety and Health Administration Standards" and setting new deadline of January 1, 2009, 

deleted former Subsec. (d) re "public building", added new Subsec. (d) re exemptions for 

public service company employees and delivery drivers who perform no labor other than 

delivery and made conforming and technical changes, effective January 1, 2009. 



Informational Bulletin   
 

THE 10-HOUR OSHA CONSTRUCTION  
SAFETY AND HEALTH COURSE 

(applicable to public building contracts entered into on or after July 1, 2007,  where the 
total cost of all work to be performed is at least $100,000) 

 
(1) This requirement was created by Public Act No. 06-175, which is codified in 

Section 31-53b of the Connecticut General Statutes (pertaining to the prevailing 
wage statutes); 

 
(2) The course is required for public building construction contracts (projects funded 

in whole or in part by the state or any political subdivision of the state) entered 
into on or after July 1, 2007; 

 
(3) It is required of private employees (not state or municipal employees) and 

apprentices who perform manual labor for a general contractor or subcontractor 
on a public building project where the total cost of all work to be performed is at 
least $100,000; 

 
(4) The ten-hour construction course pertains to the ten-hour Outreach Course 

conducted in accordance with federal OSHA Training Institute standards, and, for 
telecommunications workers, a ten-hour training course conducted in accordance 
with federal OSHA standard, 29 CFR 1910.268; 

 
(5) The internet website for the federal OSHA Training Institute is 

http://www.osha.gov/fso/ote/training/edcenters/fact_sheet.html; 
 

(6) The statutory language leaves it to the contractor and its employees to determine 
who pays for the cost of the ten-hour Outreach Course; 

 
(7) Within 30 days of receiving a contract award, a general contractor must furnish 

proof to the Labor Commissioner that all employees and apprentices performing 
manual labor on the project will have completed such a course; 

 
(8) Proof of completion may be demonstrated through either: (a) the presentation of a 

bona fide student course completion card issued by the federal OSHA Training 
Institute; or (2) the presentation of documentation provided to an employee by a 
trainer certified by the Institute pending the actual issuance of the completion 
card; 

 
(9) Any card with an issuance date more than 5 years prior to the commencement 

date of the construction project shall not constitute proof of compliance; 
 



(10) Each employer shall affix a copy of the construction safety course completion 
card to the certified payroll submitted to the contracting agency in accordance 
with Conn. Gen. Stat. § 31-53(f) on which such employee’s name first appears; 

 
(11) Any employee found to be in non-compliance shall be subject to removal from 

the worksite if such employee does not provide satisfactory proof of course 
completion to the Labor Commissioner by the fifteenth day after the date the 
employee is determined to be in noncompliance; 

 
(12) Any such employee who is determined to be in noncompliance may continue to 

work on a public building construction project for a maximum of fourteen 
consecutive calendar days while bringing his or her status into compliance;  

 
(13) The Labor Commissioner may make complaint to the prosecuting authorities 

regarding any employer or agent of the employer, or officer or agent of the 
corporation who files a false certified payroll with respect to the status of an 
employee who is performing manual labor on a public building construction 
project; 

 
(14) The statute provides the minimum standards required for the completion of a 

safety course by manual laborers on public construction contracts; any contractor 
can exceed these minimum requirements; and 

 
(15) Regulations clarifying the statute are currently in the regulatory process, and shall 

be posted on the CTDOL website as soon as they are adopted in final form. 
 
(16) Any questions regarding this statute may be directed to the Wage and Workplace 

Standards Division of the Connecticut Labor Department via the internet website 
of http://www.ctdol.state.ct.us/wgwkstnd/wgemenu.htm; or by telephone at 
(860)263-6790. 

 
 
THE ABOVE INFORMATION IS PROVIDED EXCLUSIVELY AS AN 
EDUCATIONAL RESOURCE,  AND IS NOT INTENDED AS A SUBSTITUTE 
FOR LEGAL INTERPRETATIONS WHICH MAY ULTMATELY ARISE 
CONCERNIG THE CONSTRUCTION OF THE STATUTE OR THE 
REGULATIONS.  

http://www.ctdol.state.ct.us/wgwkstnd/wgemenu.htm


Statute	31-55a
You are here: DOL Web Site  Wage and Workplace Standards  Statute 31-55a

-	Special	Notice	-

To	All	State	and	Political	Subdivisions,Their	Agents,	and	Contractors

Connecticut	General	Statute	31-55a	-	Annual	adjustments	to	wage	rates	by	contractors	doing
state	work.

Each	contractor	that	is	awarded	a	contract	on	or	after	October	1,	2002,	for	(1)	the	construction	of	a	state
highway	or	bridge	that	falls	under	the	provisions	of	section	31-54	of	the	general	statutes,	or	(2)	the
construction,	remodeling,	re inishing,	refurbishing,	rehabilitation,	alteration	or	repair	of	any	public
works	project	that	falls	under	the	provisions	of	section	31-53	of	the	general	statutes	shall	contact	the
Labor	Commissioner	on	or	before	July	 irst	of	each	year,	for	the	duration	of	such	contract,	to	ascertain	the
prevailing	rate	of	wages	on	an	hourly	basis	and	the	amount	of	payment	or	contributions	paid	or	payable
on	behalf	of	each	mechanic,	laborer	or	worker	employed	upon	the	work	contracted	to	be	done,	and	shall
make	any	necessary	adjustments	to	such	prevailing	rate	of	wages	and	such	payment	or	contributions	paid
or	payable	on	behalf	of	each	such	employee,	effective	each	July	 irst.

The	prevailing	wage	rates	applicable	to	any	contract	or	subcontract	awarded	on	or	after	October
1,	2002	are	subject	to	annual	adjustments	each	July	1st	for	the	duration	of	any	project	which	was
originally	advertised	for	bids	on	or	after	October	1,	2002.
Each	contractor	affected	by	the	above	requirement	shall	pay	the	annual	adjusted	prevailing	wage
rate	that	is	in	effect	each	July	1st,	as	posted	by	the	Department	of	Labor.
It	is	the	contractor’s	responsibility	to	obtain	the	annual	adjusted	prevailing	wage	rate	increases
directly	from	the	Department	of	Labor’s	Web	Site.	The	annual	adjustments	will	be	posted	on	the
Department	of	Labor	Web	page:	www.ctdol.state.ct.us.	For	those	without	internet	access,	please
contact	the	division	listed	below.
The	Department	of	Labor	will	continue	to	issue	the	initial	prevailing	wage	rate	schedule	to	the
Contracting	Agency	for	the	project.	All	subsequent	annual	adjustments	will	be	posted	on	our	Web
Site	for	contractor	access.

Any	questions	should	be	directed	to	the	Contract	Compliance	Unit,	Wage	and	Workplace
Standards	Division,	Connecticut	Department	of	Labor,	200	Folly	Brook	Blvd.,	Wethers ield,	CT
06109	at	(860)263-6790.

 Workplace Laws

Published by the Connecticut Department of Labor, Project Management Office
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                     CONNECTICUT DEPARTMENT OF LABOR   
                WAGE AND WORKPLACE STANDARDS DIVISION 

 
                    CONTRACTORS WAGE CERTIFICATION FORM 

 
 
 
I,                                                                      of                                                                        
         Officer, Owner, Authorized Rep.                              Company Name 
 
 
do hereby certify that the                                                                                                            
                                                                           Company Name 
                                                                                                                                                     
                                                                           Street 
                                                                                                                                                               
                    City 
 
and all of its subcontractors will pay all workers on the  
 
                                                                                                                                                   
                                           Project Name and Number 
 
                                                                                                                                                    
                         Street and City   
 
the wages as listed in the schedule of prevailing rates required for such project (a copy of which 
is attached hereto).  
      
                                                                                                           
                                                     Signed 
 
Subscribed and sworn to before me this                       day of                                  ,            . 
 
 
                                                                                                     
   
   Return to:  

                                                 Notary Public 

    Connecticut Department of Labor 
              Wage & Workplace Standards Division 
                    200 Folly Brook Blvd. 
              Wethersfield, CT  06109 
 
Rate Schedule Issued (Date):                                   
 
 
 



[New] In accordance with Section 31-53b(a) of the C.G.S. each contractor shall provide a copy of the OSHA 10 Hour Construction Safety and Health Card for each employee, to be attached to the first 
certified payroll on the project.

In accordance with Connecticut General Statutes,  31-53               PAYROLL CERTIFICATION FOR PUBLIC WORKS PROJECTS    Connecticut Department of Labor
Certified Payrolls with a statement of compliance Wage and Workplace Standards Division
shall be submitted monthly to the contracting agency. WEEKLY PAYROLL         200 Folly Brook Blvd.

      Wethersfield, CT  06109
CONTRACTOR NAME AND ADDRESS: SUBCONTRACTOR NAME & ADDRESS WORKER'S COMPENSATION INSURANCE CARRIER

POLICY #
PAYROLL NUMBER Week-Ending PROJECT NAME & ADDRESS

       Date EFFECTIVE DATE:
EXPIRATION DATE:

   PERSON/WORKER, APPR MALE/            WORK DAY AND DATE Total ST  BASE HOURLY    TYPE OF     GROSS PAY             TOTAL DEDUCTIONS GROSS PAY FOR
ADDRESS and SECTION RATE FEMALE CLASSIFICATION S M T W TH F S Hours         RATE    FRINGE        FOR ALL FEDERAL STATE THIS PREVAILING CHECK # AND

    % AND   BENEFITS          WORK        RATE JOB      NET PAY
RACE* Trade License Type TOTAL FRINGE    Per Hour    PERFORMED   LIST

 & Number - OSHA Total  BENEFIT PLAN    1 through 6     THIS WEEK FICA WITH- WITH- OTHER
10 Certification Number                                   HOURS WORKED EACH DAY        O/T Hours         CASH    (see back) HOLDING HOLDING

1.  $
  $ 2.  $
Base Rate 3.  $

4.  $
  $ 5.  $
Cash Fringe 6.  $

1.  $
  $ 2.  $
Base Rate 3.  $

4.  $
 $ 5.  $

Cash Fringe 6.  $
1.  $

  $ 2.  $
Base Rate 3.  $

4.  $
  $ 5.  $
Cash Fringe 6.  $

1.  $
  $ 2.  $
Base Rate 3.  $

4.  $
  $ 5.  $
Cash Fringe 6.  $

7/13/2009 *IF REQUIRED
WWS-CP1 *SEE REVERSE SIDE             PAGE NUMBER             OF                 

OSHA 10 ~ATTACH CARD TO 1ST CERTIFIED PAYROLL



                                                                                                          
*FRINGE BENEFITS EXPLANATION (P): 

               
Bona fide benefits paid to approved plans, funds or programs, except those required by Federal or State 
Law (unemployment tax, worker’s compensation, income taxes, etc.).   
 
Please specify the type of benefits provided: 
1)  Medical or hospital care                                       4)  Disability                                          

2)  Pension or retirement                                            5)  Vacation, holiday                                                                          

3)  Life Insurance                                                       6)  Other (please specify)                                   
 

CERTIFIED STATEMENT OF COMPLIANCE 
 
For the week ending date of                                                     , 
 
I,                                                          of                                                      ,  (hereafter known as  

Employer) in my capacity as                                                         (title) do hereby certify and state: 

Section A: 
1.   All persons employed on said project have been paid the full weekly wages earned by them during             
the week in accordance with Connecticut General Statutes, section 31-53, as amended.  Further, I               
hereby certify and state the following: 
 a)  The records submitted are true and accurate; 
 
 b)  The rate of wages paid to each mechanic, laborer or workman and the amount of payment or 
 contributions paid or payable on behalf of each such employee to any employee  welfare fund, as 
 defined  in Connecticut  General Statutes, section 31-53 (h), are not less than the prevailing rate 
 of wages and the amount of payment or contributions paid or payable on behalf of each such 
 employee to any employee welfare fund, as determined by the Labor Commissioner pursuant to 
 subsection Connecticut General Statutes, section 31-53 (d), and said wages and benefits are not 
 less than those which may also be required by contract; 
 
 c)  The Employer has complied with all of the provisions in Connecticut General Statutes, 
 section 31-53 (and Section 31-54 if applicable for state highway construction); 
 
 d)  Each such employee of the Employer is covered by a worker’s compensation insurance 
 policy for the duration of his employment which proof of coverage has been provided to the 
 contracting  agency; 
 
 e) The Employer does not receive kickbacks, which means any money, fee, commission, credit, 
 gift, gratuity, thing of value, or compensation of any kind which is provided directly or  
 indirectly, to any prime contractor, prime contractor employee, subcontractor, or subcontractor 
 employee for the purpose of improperly obtaining or rewarding favorable treatment in  
 connection with a prime contract or in connection with a prime contractor in connection with a 
 subcontractor relating to a prime contractor; and 
 
 f) The Employer is aware that filing a certified payroll which he knows to be false is a class D 
 felony for which the employer may be fined up to five thousand dollars, imprisoned for up to 
 five years or both.  
 
2.    OSHA~The employer shall affix a copy of the construction safety course, program or 
training completion document to the certified payroll required to be submitted to the contracting 
agency for this project on which such employee’s name first appears.  
 
                                                                                                                                                    
            (Signature)            (Title)                                   Submitted on (Date) 
                                   
Section B:  Applies to CONNDOT Projects ONLY 
That pursuant to CONNDOT contract requirements for reporting purposes only, all employees 
listed under Section B who performed work on this project are not covered under the prevailing 
wage requirements defined in Connecticut General Statutes Section 31-53.                        

                                                         
            (Signature)            (Title)                                   Submitted on (Date) 
                                                                   
Note:  CTDOL will assume all hours worked were performed under Section A unless clearly 
delineated as Section B WWS-CP1 as such.  Should an employee perform work under both 
Section A and Section B, the hours worked and wages paid must be segregated for reporting 
purposes.                                                                

***THIS IS A PUBLIC DOCUMENT*** 
***DO NOT INCLUDE SOCIAL SECURITY NUMBERS*** 



Weekly Payroll Certification For PAYROLL CERTIFICATION FOR PUBLIC WORKS PROJECTS Week-Ending Date:
Public Works Projects (Continued) Contractor or Subcontractor Business Name:

WEEKLY PAYROLL

PERSON/WORKER, APPR MALE/          WORK DAY AND DATE Total ST BASE HOURLY    TYPE OF     GROSS PAY              TOTAL DEDUCTIONS   GROSS PAY FOR
ADDRESS and SECTION RATE FEMALE CLASSIFICATION S M T W TH F S Hours         RATE    FRINGE FOR ALL WORK FEDERAL STATE THIS PREVAILING CHECK # AND 

    % AND    BENEFITS    PERFORMED          RATE JOB      NET PAY
RACE* Trade License Type TOTAL FRINGE    Per Hour     THIS WEEK

    & Number - OSHA Total BENEFIT PLAN    1 through 6 FICA WITH- WITH- OTHER
10 Certification Number                        HOURS WORKED EACH DAY        O/T Hours          CASH    (see back) HOLDING HOLDING

1.  $
  $ 2.  $
Base Rate 3.  $

4.  $
  $ 5.  $
Cash Fringe 6.  $

1. $
  $ 2.  $
Base Rate 3.  $

4.  $
  $ 5.  $
Cash Fringe 6.  $

1.  $
  $ 2.  $
Base Rate 3.  $

4.  $
  $ 5.  $
Cash Fringe 6.  $

1.  $
  $ 2.  $
Base Rate 3.  $

4.  $
  $ 5.  $
Cash Fringe 6.  $

1.  $
  $ 2.  $
Base Rate 3.  $

4.  $
  $ 5.  $
Cash Fringe 6.  $

 *IF REQUIRED
7/13/2009
WWS-CP2             NOTICE:  THIS PAGE MUST BE ACCOMPANIED BY A COVER PAGE (FORM # WWS-CP1)        PAGE NUMBER             OF                 



Information Bulletin 
Occupational Classifications 

 

 
The Connecticut Department of Labor has the responsibility to properly determine "job 

classification" on prevailing wage projects covered under C.G.S. Section 31-53. 
 

 
 Note: This information is intended to provide a sample of some occupational 
classifications for guidance purposes only. It is not an all-inclusive list of each 
occupation's duties. This list is being provided only to highlight some areas where a 
contractor may be unclear regarding the proper classification.  
 
Below are additional clarifications of specific job duties performed for certain 

classifications: 

 
  

 ASBESTOS WORKERS  
 

Applies all insulating materials, protective coverings, coatings and finishes to all 

types of mechanical systems. 

  
 ASBESTOS INSULATOR  

 
Handle, install apply, fabricate, distribute, prepare, alter, repair, dismantle, heat and 

frost insulation, including penetration and fire stopping work on all penetration fire 

stop systems. 

  
 BOILERMAKERS  

 
Erects hydro plants, incomplete vessels, steel stacks, storage tanks for water, fuel, 

etc. Builds incomplete boilers, repairs heat exchanges and steam generators. 

 
  

 BRICKLAYERS, CEMENT MASONS, CEMENT FINISHERS, MARBLE MASONS, 
PLASTERERS, STONE MASONS, PLASTERERS. STONE MASONS, TERRAZZO 
WORKERS, TILE SETTERS 

 
Lays building materials such as brick, structural tile and concrete cinder, glass, 
gypsum, terra cotta block. Cuts, tools and sets marble, sets stone, finishes concrete, 
applies decorative steel, aluminum and plastic tile, applies cements, sand, pigment 
and marble chips to floors, stairways, etc. 

 
  



 CARPENTERS, MILLWRIGHTS. PILEDRIVERMEN. LATHERS. RESILEINT FLOOR 
LAYERS, DOCK BUILDERS, DIKERS, DIVER TENDERS  
 
Constructs, erects, installs and repairs structures and fixtures of wood, plywood and 
wallboard. Installs, assembles, dismantles, moves industrial machinery. Drives 
piling into ground to provide foundations for structures such as buildings and 
bridges, retaining walls for earth embankments, such as cofferdams. Fastens 
wooden, metal or rockboard lath to walls, ceilings and partitions of buildings, 
acoustical tile layer, concrete form builder. Applies firestopping materials on fire 
resistive joint systems only. Installation of curtain/window walls only where 
attached to wood or metal studs. Installation of insulated material of all types 
whether blown, nailed or attached in other ways to walls, ceilings and floors of 
buildings. Assembly and installation of modular furniture/furniture systems. Free-
standing furniture is not covered. This includes free standing: student chairs, study 
top desks, book box desks, computer furniture, dictionary stand, atlas stand, wood 
shelving, two-position information access station, file cabinets, storage cabinets, 
tables, etc.  

 
 CLEANING LABORER 

 
The clean up of any construction debris and the general cleaning, including 
sweeping, wash down, mopping, wiping of the construction facility, washing, 
polishing, dusting, etc., prior to the issuance of a certificate of occupancy falls under 
the Labor classification. 
 

 DELIVERY PERSONNEL  
 

If delivery of supplies/building materials is to one common point and stockpiled  
there, prevailing wages are not required. If the delivery personnel are involved in  
the distribution of the material to multiple locations within the construction site  
then they would have to be paid prevailing wages for the type of work  
performed: laborer, equipment operator, electrician, ironworker, plumber, etc.  
 
 An example of this would be where delivery of drywall is made to a building and the 
delivery personnel distribute the drywall from one "stockpile" location to  
further sub‐locations on each floor. Distribution of material around a  
construction site is the job of a laborer/tradesman and not a delivery personnel. 

 

 ELECTRICIANS 
 

Install, erect, maintenance, alteration or repair of any wire, cable, conduit, etc., 

which generates, transforms, transmits or uses electrical energy for light, heat, 

power or other purposes, including the Installation or maintenance of 

telecommunication, LAN wiring or computer equipment, and low voltage wiring. 

*License required per Connecticut General Statutes: E-1,2 L-5,6 C-5,6 T-1,2 L-

1,2 V-1,2,7,8,9. 

 

  



 

 ELEVATOR CONSTRUCTORS 
 

Install, erect, maintenance and repair of all types of elevators, escalators, dumb 

waiters and moving walks. *License required by Connecticut General Statutes: 

R-1,2,5,6. 

 

 FORK LIFT OPERATOR  
 

Laborers Group 4) Mason Tenders - operates forklift solely to assist a mason to a 
maximum height of nine (9) feet only.  
 
Power Equipment Operator Group 9 ‐ operates forklift to assist any trade, and to 

assist a mason to a height over nine (9) feet. 

 

 GLAZIERS  
 

Glazing wood and metal sash, doors, partitions, and 2 story aluminum storefronts. 

Installs glass windows, skylights, store fronts and display cases or surfaces such as 

building fronts, interior walls, ceilings and table tops and metal store fronts. 

Installation of aluminum window walls and curtain walls is the "joint" work of 

glaziers and ironworkers which requires either a blended rate or equal composite 

workforce. 

 

 IRONWORKERS  
 

Erection, installation and placement of structural steel, precast concrete, 

miscellaneous iron, ornamental iron, metal curtain wall, rigging and reinforcing 

steel. Handling, sorting, and installation of reinforcing steel (rebar). Metal bridge rail 

(traffic), metal bridge handrail, and decorative security fence installation. 

Installation of aluminum window walls and curtain walls is the "joint" work of 

glaziers and ironworkers which requires either a blended rate or equal composite 

workforce. Insulated metal and insulated composite panels are still installed by the 

Ironworker. 

 

 INSULATOR  
 

Installing fire stopping systems/materials for "Penetration Firestop Systems": 
transit to cables, electrical conduits, insulated pipes, sprinkler pipe penetrations, 
ductwork behind radiation, electrical cable trays, fire rated pipe penetrations, 
natural polypropylene, HVAC ducts, plumbing bare metal, telephone and 
communication wires, and boiler room ceilings. Past practice using the applicable 
licensed trades, Plumber, Sheet Metal, Sprinkler Fitter, and Electrician, is not 
inconsistent with the Insulator classification and would be permitted. 

 
 
  



 

 LABORERS  
 

Acetylene burners, asphalt rakers, chain saw operators, concrete and power buggy 
operator, concrete saw operator, fence and guard rail erector (except metal bridge 
rail (traffic), metal bridge handrail, and decorative security fence installation.), hand 
operated concrete vibrator operator, mason tenders, pipelayers (installation of 
storm drainage or sewage lines on the street only), pneumatic drill operator, 
pneumatic gas and electric drill operator, powermen and wagon drill operator, air 
track operator, block paver, curb setters, blasters, concrete spreaders. 

 
 PAINTERS  

 
Maintenance, preparation, cleaning, blasting (water and sand, etc.), painting or 
application of any protective coatings of every description on all bridges and 
appurtenances of highways, roadways, and railroads. Painting, decorating, 
hardwood finishing, paper hanging, sign writing, scenic art work and drywall hhg 
for any and all types of building and residential work. 

 
 LEAD PAINT REMOVAL  

 
Painter’s Rate 

1. Removal of lead paint from bridges.  
2. Removal of lead paint as preparation of any surface to be repainted.  
3. Where removal is on a Demolition project prior to reconstruction. 

 
Laborer’s Rate 

1. Removal of lead paint from any surface NOT to be repainted.  
2. Where removal is on a TOTAL Demolition project only. 

 
 PLUMBERS AND PIPEFITTERS  

 
Installation, repair, replacement, alteration or maintenance of all plumbing, heating, 
cooling and piping. *License required per Connecticut General Statutes: P-
1,2,6,7,8,9 J-1,2,3,4 SP-1,2 S-1,2,3,4,5,6,7,8 B-1,2,3,4 D-1,2,3,4. 

 

 POWER EQUIPMENT OPERATORS  
 

Operates several types of power construction equipment such as compressors, 

pumps, hoists, derricks, cranes, shovels, tractors, scrapers or motor graders, etc. 

Repairs and maintains equipment. *License required, crane operators only, per 

Connecticut General Statutes. 

  



 

 ROOFERS 
 

Covers roofs with composition shingles or sheets, wood shingles, slate or asphalt 

and gravel to waterproof roofs, including preparation of surface. (tear-off and/or 

removal of any type of roofing and/or clean-up of any and all areas where a roof is 

to be relaid) 

 

 SHEETMETAL WORKERS  
 

Fabricate, assembles, installs and repairs sheetmetal products and equipment in 

such areas as ventilation, air-conditioning, warm air heating, restaurant equipment, 

architectural sheet metal work, sheetmetal roofing, and aluminum gutters. 

Fabrication, handling, assembling, erecting, altering, repairing, etc. of coated metal 

material panels and composite metal material panels when used on building 

exteriors and interiors as soffits, facia, louvers, partitions, wall panel siding, 

canopies, cornice, column covers, awnings, beam covers, cladding, sun shades, 

lighting troughs, spires, ornamental roofing, metal ceilings, mansards, copings, 

ornamental and ventilation hoods, vertical and horizontal siding panels, trim, etc. 

The sheet metal classification also applies to the vast variety of coated metal 

material panels and composite metal material panels that have evolved over the 

years as an alternative to conventional ferrous and non-ferrous metals like steel, 

iron, tin, copper, brass, bronze, aluminum, etc. Insulated metal and insulated 

composite panels are still installed by the Iron Worker. Fabrication, handling, 

assembling, erecting, altering, repairing, etc. of architectural metal roof, standing 

seam roof, composite metal roof, metal and composite bathroom/toilet partitions, 

aluminum gutters, metal and composite lockers and shelving, kitchen equipment, 

and walk‐in coolers. 

 

 SPRINKLER FITTERS  
 

Installation, alteration, maintenance and repair of fire protection sprinkler systems. 

*License required per Connecticut General Statutes: F-1,2,3,4. 

 

 TILE MARBLE AND TERRAZZO FINISHERS  
 

Assists and tends the tile setter, marble mason and terrazzo worker in the 
performance of their duties. 

  



 
 TRUCK DRIVERS  

 
Definitions: 

 

1) “Site of the work” (29 Code of Federal Regulations (CFR) 5.2(l)(b) is the physical place or 

places where the building or work called for in the contract will remain and any other site 

where a significant portion of the building or work is constructed, provided that such site is 

established specifically for the performance of the contact or project;  

 

(a) Except as provided in paragraph (l) (3) of this section, job headquarters, tool yards, 

batch plants, borrow pits, etc. are part of the “site of the work”; provided they are dedicated 

exclusively, or nearly so, to the performance of the contract or project, and provided they 

are adjacent to “the site of work” as defined in paragraph (e)(1) of this section;  

 

(b) Not included in the “site of the work” are permanent home offices, branch plant 

establishments, fabrication plants, tool yards etc, of a contractor or subcontractor whose 

location and continuance in operation are determined wholly without regard to a 

particular State or political subdivision contract or uncertain and indefinite periods of time 

involved of a few seconds or minutes duration and where the failure to count such time is 

due to consideration justified by industrial realities (29 CFR 785.47) 

 

2) “Engaged to wait” is waiting time that belongs to and is controlled by the employer 

which is an integral part of the job and is therefore compensable as hours worked.  (29 CFR 

785.15) 

 

3) “Waiting to be engaged” is waiting time that an employee can use effectively for their 

own purpose and is not compensable as hours worked. (29 CFR 785.16) 

 

4) “De Minimus” is a rule that recognizes that unsubstantial or insignificant periods of time 

which cannot as a practical administrative matter be precisely recorded for payroll 

purposes, may be disregarded. This rule applies only where there are uncertain and 

indefinite periods of time involved of a  short duration and where the failure to count such 

time is due to consideration justified by worksite realities. For example, with respect to 

truck drivers on prevailing wage sites, this is typically less than 15 minutes at a time. 

 

Coverage of Truck Drivers on  State or Political subdivision Prevailing Wage Projects 

 

Truck drivers are covered for payroll purposes under the following conditions: 

 

 Truck Drivers for time spent working on the site of the work. 
   

 Truck Drivers for time spent loading and/or unloading materials and 
supplies on the site of the work, if such time is not de minimus 

   



 Truck drivers transporting materials or supplies between a facility that is 
deemed part of the site of the work and the actual construction site. 

   

 Truck drivers transporting portions of the building or work between a site 
established specifically for the performance of the contract or project where 
a significant portion of such building or work is constructed and the physical 
places where the building or work outlined in the contract will remain. 

 

For example: Truck drivers delivering asphalt are covered under prevailing wage while” 

engaged to wait” on the site and when directly involved in the paving operation, provided the 

total time is not “de minimus”  

 

Truck Drivers are not covered in the following instances:  

 

 Material delivery truck drivers while off “the site of the work” 
   

 Truck Drivers traveling between a prevailing wage job and a commercial 
supply facility while they are off the “site of the work” 

   

 Truck drivers whose time spent on the “site of the work” is de minimus, such 
as under 15 minutes at a time, merely to drop off materials or supplies, 
including asphalt. 

 

These guidelines are similar to U.S. Labor Department policies.  The application of these 

guidelines may be subject to review based on factual considerations on a case by case basis. 

 

For example:  
 

 Material men and deliverymen are not covered under prevailing wage as long as 
they are not directly involved in the construction process. If, they unload the 
material, they would then be covered by prevailing wage for the classification they 
are performing work in: laborer, equipment operator, etc.  

 Hauling material off site is not covered provided they are not dumping it at a 
location outlined above.  

 Driving a truck on site and moving equipment or materials on site would be 
considered covered work, as this is part of the construction process. 

 
 

Any questions regarding the proper classification should be directed to: 
Public Contract Compliance Unit 

Wage and Workplace Standards Division 
Connecticut Department of Labor 

200 Folly Brook Blvd, Wethersfield, CT 06109 
(860) 263-6543 



Connecticut Department of Labor 
Wage and Workplace Standards Division 

FOOTNOTES 
 

 
Please Note: If the “Benefits” listed on the schedule for the following occupations  
  includes a letter(s) (+ a or + a+b for instance), refer to the information  
  below. 

 
   Benefits to be paid at the appropriate prevailing wage rate for the   
   listed occupation. 
    
   If the “Benefits” section for the occupation lists only a dollar amount,  
   disregard the information below. 
 

Bricklayers, Cement Masons, Cement Finishers, Concrete Finishers, Stone Masons 
(Building Construction) and 

(Residential- Hartford, Middlesex, New Haven, New London and Tolland Counties) 
 

a. Paid Holiday: Employees shall receive 4 hours for Christmas Eve holiday  
provided the employee works the regularly scheduled day before and after the 
holiday.  Employers may schedule work on Christmas Eve and employees shall 
receive pay for actual hours worked in addition to holiday pay. 

 
 Elevator Constructors: Mechanics 

 
a. Paid Holidays:  New Year’s Day, Memorial Day, Independence Day, Labor Day, 

Veterans’ Day, Thanksgiving Day, Christmas Day, plus the Friday after                                         
Thanksgiving. 

 
b. Vacation:   Employer contributes 8% of basic hourly rate for 5 years or more   

of service or 6% of basic hourly rate for 6 months to 5 years of service as vacation 
pay credit. 

 
Glaziers 

 a. Paid Holidays: Labor Day and Christmas Day.  
 

Power Equipment Operators 
(Heavy and Highway Construction & Building Construction)  

 
a. Paid Holidays: New Year’s Day, Good Friday, Memorial day, Independence Day,  

Labor Day, Thanksgiving Day and Christmas Day, provided the employee works 
3 days during the week in which the holiday falls,  if scheduled, and if scheduled, 
the working day before and the working day after the holiday.  Holidays falling 
on Saturday may be observed on Saturday, or if the employer so elects, on the 
preceding Friday. 

 
 



Connecticut Department of Labor 
Wage and Workplace Standards Division 

FOOTNOTES 
 

Ironworkers 
a. Paid Holiday: Labor Day provided employee has been on the payroll for the 5                                

consecutive work days prior to Labor Day. 
 

Laborers (Tunnel Construction) 
a. Paid Holidays:  New Year’s Day, Memorial Day, Independence Day, Labor Day, 

Thanksgiving Day and Christmas Day.  No employee shall be eligible for holiday                          
pay when he fails, without cause, to work the regular work day preceding the                                
holiday or the regular work day following the holiday. 

 
Roofers 

a. Paid Holidays: July 4th, Labor Day, and Christmas Day provided the employee is                           
 employed 15 days prior to the holiday.  

 
Sprinkler Fitters 

a. Paid Holidays: Memorial Day, July 4th, Labor Day, Thanksgiving Day and               
Christmas Day, provided the employee has been in the employment of a 
contractor 20 working days prior to any such paid holiday. 

 
Truck Drivers  

(Heavy and Highway Construction & Building Construction) 
 

a. Paid Holidays: New Year’s Day, Memorial Day, Independence Day, Labor Day, 
Thanksgiving Day, Christmas day, and Good Friday, provided the employee has    
at least 31 calendar days of service and works the last scheduled day before and 
the first scheduled day after the holiday, unless excused. 
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NON-COLLUSION AFFIDAVIT 

 
 
State of ___________________________: 
 
County of  _________________________:s.s. 
 
I state that I am the_______________________ of ____________________________ 
       (TITLE)   (NAME OF MY FIRM)  
and that I am authorized to make this affidavit on behalf of my firm, and its owners, directors, 
and officers.  I am the person responsible in my firm for the price(s) and the amount of this bid. 
 
I state that: 
 
(1) The price(s) and amount of this bid have been arrived at independently and without consultation 

communication or agreement with any other contractor, bidder/proposer or potential 
bidder/proposer.   

 
(2) Neither the price(s) nor the amount of this bid/rfp, and neither the approximate price(s) nor 

approximate amount of this bid/rfp, have been disclosed to any other firm or person who is a 
bidder/proposer or potential bidder/proposer, and they will not be disclosed before bid/rfp 
opening.  

 
(3) No attempt has been made or will be made to induce any firm or person to refrain from 

bidding/proposing on this contract, or to submit a bid/proposal higher than this bid/rfp, or to 
submit any intentionally high or noncompetitive bid/rfp or other form of complementary bid/rfp. 

 
(4) I fully understand that more than one offer from an individual, firm partnership; corporation or 

association under the same or different name will be rejected.  Reasonable grounds for 
believing that a bidder/proposer is interested in more than one bid/rfp for the work 
contemplated may cause rejection of all bids/rfps in which the bidder/proposer is interested. 
 Any or all bidders/proposers will be rejected if there is any reason for believing that 
collusion exists among the bidders/proposers. Participants in such collusion may not be 
considered in the future offers for the same work. Each bidder/proposer by submitting a 
bid/proposal certifies that it is not a part to any collusive action.  

 
(5) The bid/rfp of my firm is made in good faith and not pursuant to any agreement or discussion 

with, or inducement from, any firm or person to submit a complementary or other 
noncompetitive bid/proposal. 

 
(6) ______________________________________its affiliates, subsidiaries, officers,   
   (NAME OF MY FIRM) 

directors and employees are not currently under investigation by any governmental agency and 
have not in the last four years been convicted or found liable for any act prohibited by State or 
Federal law in any jurisdiction, involving conspiracy or collusion with respect to 
bidding/proposing on any public contract, except as follows:   

 I state that __________________________ understands and acknowledges that   
     (NAME OF MY FIRM) 
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the above representations are material and important, and will be relied on by the Town of 
Stratford in awarding the bid/proposal for which this is submitted.  I understand and my firm 
understands that any misstatement in this affidavit is and shall be treated as fraudulent 
concealment from the Town of Stratford of the true facts relating to the submission of 
bids/proposals for this contract. 

 
(7) I agree to furnish and deliver all services on the date and time agreed on by  
  ______________________________  and the Town of Stratford once the   
    (NAME OF MY FIRM) 

Contract is signed. Furthermore, there will not be any cancellations to the Town of Stratford.  If 
a bidder/proposer submits a bid/proposal on any services he/she will be responsible for 
delivering that service at the bid/proposal cost, in accordance with the attached above 
specifications, which were submitted with this bid/proposal and upon which the bid/proposal 
was made. 

 
(8) In submitting this bid/proposal, the undersigned declares that this is made without any 

connection with any persons making another bid/proposal on the same contract; that the 
bid/proposal is in all respects fair and without collusion, fraud or mental reservation; and that 
no official of the Town, or any person in the employ of the Town, is directly or indirectly 
interested in said bid/proposal or in the supplies or work to which it relates, or in any portion 
of the profits thereof. 

 
(9) The undersigned further understands that the above declarations are material 

representations to the Town of Stratford made as a condition to the acceptance of the 
bid/proposal.  If found to be false, the Town of Stratford retains the right to reject said 
bid/proposal and rescind any resultant contract and/or purchase order and notify the 
undersigned accordingly, thereby declaring as void said bid/proposal and contract or 
purchase order. 
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          CONTINUTED >>> 
 
 
 
 

VENDOR INFORMATION.  (Please print the following) 
 
            
VENDOR NAME 
 
            
ADDRESS 
 
            
TELEPHONE      FAX # 
 
            
E-MAIL      WEB SITE 
 
            
AUTHORIZED SIGNATURE    TITLE 
 
            
 
 

 
(12)  By signing this bid/proposal the bidder/proposer understands and agrees to the       attached 

terms, conditions, and specifications, including Collusion among Bidders/Proposers Employment 
Discrimination by the Contractor Prohibited. 

 
 _________________________________ 
 SIGNATURE  

 
SWORN AND SUBSCRIBED TO BEFORE ME, A NOTARY PUBLIC, IN AND FOR THE 
COUNTY OF ______________________________ AND THE STATE OF 
 
 ______________________________THIS _______________________  
 
     DAY OF _______________________, 2014 

 
 
 ______________________________ MY COMMISSION EXPIRES_________ 
  NOTARY PUBLIC 
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SUPPLEMENTARY CONDITIONS 

 
 
 
SUPPLEMENTARY CONDITIONS 

 
The following supplements modify, change, delete from or add to the General Conditions of the 
Contract for Construction, A.I.A. Document A201, 2007 (thereafter referred to as “The General 
Conditions).  Where any Article of the General Conditions is modified or any paragraph, 
subparagraph or clause thereof is modified or deleted by these supplements, the unaltered 
provisions of that article, paragraph, subparagraph or clause shall remain in effect. 

 
Numerical designations herein have the same, or are a sequential developmental of the same 
designations as the General Conditions. 

 
 
 
ARTICLE 1 – GENERAL PROVISIONS 

Add the following Subparagraph 1.1.1.1: 

1. Where discrepancies or conflicts occur: 
 
(a) Addenda shall take precedence over Drawings or Specifications.  
(b) Specifications shall take precedence over Drawings. 
(c) Stated dimensions shall take precedence over dimensions obtained by scaling.  
(d) Large-scale detail drawings shall take precedence over small-scale drawings. 

 

ARTICLE 3 - CONTRACTOR 
 
Add the following Subparagraphs to 3.3: 

 
3.3.4  The Contractor shall verify all measurements at the Project and shall be responsible for 
their accuracy.  No increase in the Contract Sum will be allowed for additional work required 
due to differences between field dimensions and Drawing Documents or stated approximate 
quantities. 

 
3.3.5  The Contractor shall consult with representatives of all Subcontractors to avoid 
interference.  The Contractor shall rearrange any work which may cause interference with 
work of other trade, without increase in contract Sum. 

 
Add the following Subparagraphs to 3.9: 

 
3.9.2  Once assigned, the Project Superintendent may not be changed without the 
approval of the Owner and Architect. 

 
3.9.3  Project Superintendent must attend all Project meetings.   
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Add the following Subparagraph to 3.18: 
 
3.18.3  Unless otherwise stated in the Agreement, each respective Contractor shall, before 
commencing work, secure and pay for such insurance as may be required to comply with the 
indemnification and hold harmless provisions outlined under Articles 3.18.1 and 3.18.2. 

 
Such insurance shall be with such companies as may be satisfactory to the Owner. 
Insurance shall be so written as to prevent cancellation without at least thirty (30) days 
written notice to the Owner, Architect and Contractor. 

 
ARTICLE 7 – CHANGES IN THE WORK 

Add the following Subparagraph to 7.3.6: 

7.3.6.1  The allowance for the overhead and profit combined, included in the total cost to the 
Owner shall be based on the following: 

 
1. For the Contractor, for any work performed by the Contractor’s own 

forces 15 percent of this total direct cost. 
2. For work performed by a Subcontractor, 5 percent (5%) of the amount of the 

Subcontractor’s total direct costs (not including Subcontractor’s 
overhead and profit). 

 
ARTICLE 9 – PAYMENTS AND COMPLETION Add 

the following sentence to 9.3.1: 

The form of application for payment shall be AIA Document G702, “Application and 
Certification for Payment,” supported by AIA Document G703, “Continuation Sheet.” Two 
(2) copies of the Application for Payment shall be submitted and sworn before a Notary 
Public. 

 
Add the following clause to 9.3.1: 

 
Payments to the Contractor shall include five percent (5%) retainage and shall be as 
follows: 

 
1.      Monthly progress payments bringing total payments to ninety-five percent 

(95%) of the contract amount upon final acceptance by the Owner and 
Architect. 

 
2. Payment of five percent (5%) retainage no later than forty five (45) days 

after final payment and upon receipt of warranties, operational and 
maintenance manual and record drawings. 

 
Add the following to Subparagraph to 9.3.3: 

 
The Contractor further agrees that the submission of any Application for Payment shall, upon 
receipt of such payment and to the fullest extent permitted by law, be conclusively deemed 
to waive all liens with respect to said work, materials and labor to which the Contractor then 
may be entitled; provided, however, that in no event shall such waiver of lien rights waive 
right to payment for said work, materials and labor. 
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ARTICLE 11 – INSURANCE AND BONDS  

Add the following clause to 11.1: 

11.1.1.9  Liability Insurance shall include all major divisions of coverage and be on a 
comprehensive basis including: 

1. 
2. Premises Operation (including X, C and U coverage as applicable). 
3. Independent Contractor’s Protective. 
4. Products and Completed Operations. 
5. Personal Injury Liability with Employment Exclusion deleted. 
6. Contractual, including specified provision for Contractors. 
7. Owned, Non-owned and Hired Motor Vehicles. 
8. Broad Form Property Damage including Completed Operations. 

 
11.1.2.1  If the General Liability coverage is provided by a Commercial General Liability Policy on 
a “claims-made” basis, the policy date shall predate the Contract termination date of the policy or 
applicable extended reporting period shall be no earlier than the termination date of coverage 
required to be maintained after final payment certified in accordance with Subparagraph 9.10.2. 

 
11.1.2.1  Refer to Town of Stratford – Insurance Requirements document contained in 
Project Manual for coverage requirements. 

 
1.  Workers’ Compensation 

 
(a) State:  Statutory 
(b) Applicable Federal:  Statutory 
(c) Each accident by bodily injury; $100,000  
(d) Each accident by disease; $100,000  
(e) Employer’s Liability:  $500,000.00 

 
2. Refer to Town of Stratford – Insurance Requirements document contained in 

Project Manual for coverage requirements. 
 

(a) Bodily Injury: 
 

$1,000,000.00 Each Occurrence 
$2,000,000.00 Annual Aggregate 

 
(b) Property Damage: 

 
$1,000,000.00 Each Occurrence 
$2,000,000.00 Annual Aggregate 

 
(c) Other Insurance:  Owned, Non-owned and Hired Motor Vehicles: 

 
$1,000,000.00 Single Limit 

(d) Additionally named insured:  
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      Town of Stratford 
2725 Main Street 
Stratford, CT 06615 

 
Snyder Architects, LLC 
Trumbull, CT 06611 

 
 Including employees, consultants and agents of the above parties. 

 
3. Contractual Liability 

 
(a)  Bodily Injury: 

 
$1,000,000.00 Each Occurrence 
$2,000,000.00 Annual Aggregate 

 
(b)  Property Damage: 

$1,000,000.00 Each Occurrence 
$2,000,000.00 Annual Aggregate 

 
4. Personal Injury, with Employment Exclusion deleted: 

 
$1,000,000.00 Each Person 
$2,000,000.00 Annual Aggregate 

 
5. Comprehensive Automobile Liability:  

            (a)  Bodily Injury: 

$1,000,000.00 Each Person 
$2,000,000.00 Annual Aggregate 

 
(b)  Property Damage: 

 
$1,000,000.00 Each Occurrence 

 
6. Excess Umbrella Liability: 

 
$2,000,000.00 Annual Aggregate 

 
7. The Contractor shall provide adequate Fire and Extended Coverage insurance to 

cover equipment, tools, etc., owned or rented by him, his Subcontractors, the 
capital value of which is not included in the work, and those materials stored on 
the site for which payment by the Owner has not been approved. Such coverage 
shall include an endorsement to the effect that the Underwriter waives their rights 
of subrogation against the Owner. 

 
8. The Contractor agrees to secure and protect himself, and shall secure and 

indemnify the Owner and his representatives or employees from any claim of 
liability, expense, cause of action, loss or damage whatsoever for any injury, 
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including death, to any person or property in the performance of 
this Contract; it being the intent of this Agreement to protect and indemnify the 
Owner from any and all loss arising out of or in connection with, the work 
performed under this Contract. 

 
11.1.4 Contractor’s liability insurance must be maintained until final Certificate of Payment 
is issued pursuant to paragraph 9.10.2 and completed Operators Insurance is in effect 

 
11.1.5 Certificates of Insurance must be submitted on AIA Document G715 Certificate of 
Insurance or such other form as acceptable to the owner and Architect. 

 
ARTICLE 13 – MISCELLANEOUS PROVISIONS  

Add the following to Paragraph 13.1.1: 

13.1.1.2  The Contractor and his Subcontractors shall abide by Sections 46a-51, 46a, 
60,61 and 62 of the Connecticut General Statutes “Discriminatory Practices.” 

 
13.1.1.3  The Contractor and all Subcontractors shall comply with all applicable 
requirements of paragraph 814c “Human Rights and Opportunities” of the Connecticut 
General Statutes. 

 
 
ADD THE FOLLOWING ARTICLE 15. 

 
 
ARTICLE 15 – CERTIFIED GUARANTEE AND WARRANTY TO OWNER 

 
 

15.1  The Contractor shall provide a project Guarantee/Warranty on his letterhead in the 
general format shown on the following page.  

 
 
 

(CONTRACTOR’S LETTERHEAD) 
 
 
 
NAME AND ADDRESS OF OWNER Date:     

 
 
 
 
Gentlemen: 

Re:  
 
(Name of Project) 
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The undersigned guarantees the Owner that he will be responsible for faulty materials, equipment 
and workmanship and that he will remedy all defects due thereto and pay for all damages to other 
work resulting therefrom which shall appear within a period of two (2) years from the date at which 
Substantial Completion of the work is certified by the Architect. 

 
During this period, upon written notice, the undersigned will proceed with due diligence at the 
undersigned’s expense to replace properly all defective materials and equipment and perform all 
labor necessary to correct all defects in the work. 

 
In case the undersigned fails upon reasonable notice to remedy such defects, the owner may, in 
addition to and without limitation of any other rights or remedies the Owner may have, furnish such 
materials or labor as are necessary to do so, and the undersigned agrees to reimburse the Owner 
fully and promptly upon demand. 

 
Guarantees from Contractor shall be supported by individual guarantees from each trade or 
subcontractor and manufacturer or supplier covering work performed and material and 
equipment. 

 
All materials, fixtures, appliances, equipment and other items requiring excessive servicing 
during the guarantee period, in the opinion of the Architect, will be considered defective, and 
shall be made good, replaced and/or corrected, to the satisfaction of the Architect and Owner, 
under the terms of this paragraph. 

 
The furnishing of the above guarantee, and all other special guarantees required by the Contract 
Documents, shall be a condition precedent to payment of retainage. 

 
 
 

(Signature of Contractor) 
 

(Notarized)    
 
 
 
 
 
 
 
 
 
 

END OF SUPPLEMENTARY CONDITIONS 
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INSURANCE PROCEDURE 
 
 
PLEASE NOTE: 
 
THIS PAGE MUST BE RETURNED WITH YOUR BID/PROPOSAL.  FAILURE TO DO SO MAY 
RESULT IN YOUR BID/PROPOSAL BEING REJECTED. 
 
Please take the insurance requirements of the Contract to your agent/broker immediately upon receipt of the bid 
documents to determine your existing coverage and any costs for new or additional coverage required for the 
work noted in this Request for Bid/Proposal.  Any bids/proposals with deficient insurance requirements will be 
rejected. 
 
STATEMENT OF VENDOR: 
 
I have read the insurance requirements for this work and have taken the documentation to my insurance 
agent/broker.  The bid/proposal cost reflects any additional costs relating to insurance requirements for this 
work. 
 
 
 
_____________________________________   _______________________ 
                             Signature                           Date 
 
         
                            Contractor 
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(SAMPLE ENDORSEMENT LETTER) 

 
AGENT/BROKER 

(LETTERHEAD) 
 

(Date) 
 
Mr. Phillip Ryan 
Purchasing Agent 
Purchasing Department 
Town of Stratford 
2725 Main Street 
Stratford, CT 06615 
 
Re:   
 
    Town of Stratford Contract #________ 
                                     (Name of Contract) 
 
Dear Mr. Ryan: 
 
The undersigned hereby certifies as follows: 
 

(1) I am a duly licensed insurance agent under the laws of the State of [insert State] and an authorized 
representative of all companies affording coverage under the Acord form submitted herewith; 

 
(2) The Town of Stratford has been endorsed as an additional insured under the general liability policy 

no. [insert policy number], issued by [insert company affording coverage] to [name of insured]; 
 

(3) The general liability policy referenced in paragraph (2) above meets or exceeds the coverage in 
Commercial General Liability ISO form CG 00 01 10 01, including contractual liability; 

 
(4) The policies listed in the Acord form submitted to the Town of Stratford in connection with the 

above-referenced contract have been issued to the insured in the amounts stated and for the periods 
indicated in the Acord form; and 

 
(5) The Town of Stratford shall be given thirty (30) days prior written notice of cancellation, lapse or 

restrictive amendment (except ten days notice of nonpayment) of the policies listed in the Acord 
form. 

 
Sincerely, 
 
 
Authorized Representative for all companies listed in the Acord form 
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ACORD                               CERTIFICATE OF LIABILITY INSURANCE 
PRODUCER 
 

THIS CERTIFICATE IS ISSUED AS A MATTER OF INFORMATION ONLY AND 
CONFERS NO RIGHTS UPON THE CERTIFICATE HOLDER, THIS CERTIFICATE 
DOES NOT AMEND, EXTEND OR ALTER THE COVERAGE AFFORDED BY THE 
POLICIES BELOW. 

INSUREERS AFFORDING COVERAGE 

INSURED                                                                      CONTRACT                
 

INSURER A:  

INSURER B:  

INSURER C:  

INSURER D: 

INSURER E: 
COVERAGES 
THE POLICIES OF INSURANCE LISTED BELOW HAVE BEEN ISSUED TO THE INSURED NAMED ABOVE FOR THE POLICY PERIOD INDICATED, NOTWITHSTANDING ANY 
REQUIREMENT, TERM OF CONDITION OF ANY CONTRACT OR OTHER DOCUMENT WITH RESPECT TO WHICH THIS CERTIFICATE MAY BE ISSUED OR MAY PERTAIN, THE 
INSURANCE AFFORDED BY THE POLICIES DESCRIBED HEREIN IS SUBJECT TO ALL THE TERMS, EXCLUSIONS AND CONDITIONS OF SUCH POLICIES.  LIMITS SHOWN 
MAY HAVE BEEN REDUCED BY PAID CLAIMS. 
IN
SR 
LT
R 

TYPE OF INSURANCE POLICY NUMBER POLICY EFFECTIVE 
DATE(MM/DD/YY) 

POLICY EXPIRATION 
DATE(MM/DD/YY) LIMITS 

 

GENERAL LIABILITY    EACH OCCURENCE 
       COMMERCIAL GENERAL 

 
FIRE DAMAGE (Any one fire) 

¨ CLAIMS MADE T OCCUR MED EXP (Any one person) 
¨______________________________

 
PERSONAL & ADV INJURY 

¨______________________________
 

GENERAL AGGRREGATE 
GENERAL AGGREGATE LIMIT 

  
PRODUCTS-COMP/OP AGG 

¨ POLICY  ¨PROJECT  ¨ LOC  

 

AUTOMOBILE LIABILITY    COMBINED SINGLE LIMIT 
¨ ANY AUTO (Ea accident) 
      ALL OWNED AUTOS BODILY INJURY 
¨ SCHEDULED AUTOS (Per person) 
      HIRED AUTOS BODILY INJURY 
      NON-OWNED AUTOS (Per accident) 
¨____________________________ PROPERTY DAMAGE 
¨ (Per accident) 

 GARAGE LIABILITY    AUTO ONLY-EA ACCIDENT 
¨ ANY AUTO OTHER THAN  EA ACC 
¨ AUTO ONLY: AGG 

 EXCESS LIABILITY    EACH OCCURRENCE 
¨ OCCUR         ¨ CLAIMS MADE AGGREGATE 
  
¨ DEDUCTIBLE  
¨ RETENTION     $  

 WORKERS COMPENSATION AND 
EMPLOYERS’ LIABILITY 

    WC 
STATUORY 

LIMITS 
 
 

OTHER 

E.L. EACH ACCIDENT 
 E.L. DISEASE-EA EMPLOYEE 

E.L. DISEASE – POLICY LIMIT 
 Professional Liability     
DESCRIPTION OF OPERATIONS/LOCATIONS/VEHICLES/EXCLUSIONS ADDED BY ENDORSEMENT/SPECIAL PROVISIONS 
Contract #_____________  
 
CERTIFICATE HOLDER  X ADDITIONAL INSURED; INSURER LETTER: __    CANCELLATION 

Certificate Holder:  
Town of Stratford 
2725 Main Street 
Stratford, CT 06615 
&  
The State of Connecticut 
 

SHOULD ANY OF THE ABOVE DESCRIBED POLICIES BE CANCELLED BEFORE 
THE EXPIRATION DATE THEREOF, THE ISSUING COMPANY WILL ENDEAVOR TO 
MAIL  30  DAYS WRITTEN NOTICE TO THE CERTIFICATE HOLDER NAMED TO 
THE LEFT, BUT FAILURE TO DO SO SHALL IMPOSE NO OBLIGATION OR 
LIABILITY OF ANY KIND UPON THE INSURER, ITS AGENTS OF 
REPRESENTATIONS 

AUTHORIZED REPRESETNATIVE 
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A. M. BEST KEY RATING GUIDE FORM 
 
 
 
 

The ________________________________________ is licensed in  
 
The State of Connecticut as per listing in the 2008 edition of the 
 
A.M. Best Key Rating Guide for Property and Casualty, page 
 
Number _____________. 
 
 
Their rating is ______________. 
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SECTION 01009 

 
MILESTONE SCHEDULE 

 
 

PART 1 – GENERAL 
 
1.01 MASTER SCHEDULE 

The following milestone schedule serves as a basis for bidding.  A Master Schedule shall 
be developed at a general meeting of the successful bidder within fourteen (14) days of 
Letter of Intent to Award the Contracts.  This Master Schedule will incorporate the 
milestones listed below. 

 
1.02 Milestone Dates: 
 

A. Issue for Bid:     August 12, 2019 
 

B. Bid Opening:    September 3, 2019 
 

C. Award Project – on or about:  September 13, 2019 
 
D. Submittals & Shop Drawings:  September 20, 2019 

 
E. Start Construction/Mobilization: September 30, 2019 

 
F. Substantial Completion:  November 1, 2019 

 
G. Final Close-out of Contract:  November 29, 2019 

 
· Final Milestone Schedule to be coordinated and approved by the Town of 

Stratford and Stratford Public Schools 
· Final close out of all contracts shall be by or prior to the date established 

above.  All work including, but not limited to punch lists, project closeout, 
testing, balancing, owners operation, warranties, etc. shall be complete. 

 
 
 

END OF MILESTONE SCHEDULE 
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SECTION 011000  

SUMMARY 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including the Agreement and 
other Division 1 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes the following: 

1. Work covered by the Contract Documents. 
2. Type of the Contract. 
3. Use of premises. 
4. Owner's occupancy requirements. 
5. Work restrictions. 
6. Specification formats and conventions. 

1.3 WORK COVERED BY CONTRACT DOCUMENTS 
Project Identification:   

Elevator Modernization 
The Baldwin Senior Center 
1000 West Broad Street 
Stratford, CT 06615 

A. Owner:  The Town of Stratford 

1. Owner's Representative:  Maurice McCarthy, Director of Public Works, 
(203) 385-4083 

B. Architect:  Brian Snyder, Snyder  Architects – (203) 203-243-3346 
 

C. The Work consists of the following: 

1. The Work includes but not limited to: 
a. Selected modernization and upgrades to one hydraulic elevator. 



8/12/2019 
 

Elevator Modernization: 
The Baldwin Senior Center            SUMMARY               

1.4 TYPE OF CONTRACT 

A. Project will be constructed under a single prime contract. Contractor to be 
referred to as “General Work Contractor” or “GC” or “Contractor”. 

1.5 USE OF PREMISES 

A. General:  Contractor shall have limited use of premises for construction 
operations as required to perform work per Contract Documents. Contractor will 
coordinate access to project site with owner representative. 

1.6 WORK RESTRICTIONS 

A. On-Site Work Hours shall be coordinated with the Town of Stratford 
Department of Public Works and Stratford Public Schools. 

1.7 SPECIFICATION FORMATS AND CONVENTIONS 

A. Specification Format:  The Specifications are organized into Divisions and 
Sections using the 16-division format and CSI/CSC's "MasterFormat" 
numbering system. 

1. Section Identification:  The Specifications use Section numbers and titles 
to help cross-referencing in the Contract Documents.  Sections in the 
Project Manual are in numeric sequence; however, the sequence is 
incomplete because all available Section numbers are not used.  Consult 
the table of contents at the beginning of the Project Manual to determine 
numbers and names of Sections in the Contract Documents. 

2. Division 1:  Sections in Division 1 govern the execution of the Work of all 
Sections in the Specifications. 

B. Specification Content:  The Specifications use certain conventions for the style 
of language and the intended meaning of certain terms, words, and phrases 
when used in particular situations.  These conventions are as follows: 

1. Abbreviated Language:  Language used in the Specifications and other 
Contract Documents is abbreviated.  Words and meanings shall be 
interpreted as appropriate.  Words implied, but not stated, shall be inferred 
as the sense requires.  Singular words shall be interpreted as plural, and 
plural words shall be interpreted as singular where applicable as the 
context of the Contract Documents indicates. 

2. Imperative mood and streamlined language are generally used in the 
Specifications.  Requirements expressed in the imperative mood are to be 
performed by Contractor.  Occasionally, the indicative or subjunctive mood 
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may be used in the Section Text for clarity to describe responsibilities that 
must be fulfilled indirectly by Contractor or by others when so noted. 

a. The words "shall," "shall be," or "shall comply with," depending on 
the context, are implied where a colon (:) is used within a sentence 
or phrase. 

PART 2 - PRODUCTS 

· Contractor agrees to order long lead materials, submit submittals and 
shop drawings within 5 days of being awarded contract.  “Or-equal” 
long lead materials will be considered during the bidding period (use 
attached substitution form). 

PART 3 - EXECUTION (Not Used) 

 

 

END OF SECTION 01100 
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 SECTION 01250 
 
 REGULATORY REQUIREMENTS 
 
 
 
PART 1.00 - GENERAL 
 
1.01 RELATED DOCUMENTS 
 

A. The General Contract Provisions and the General Requirements of Division 1 
apply to the work of this Section. 

 
 

1.02 LAWS, CODES, ORDINANCES, PERMITS, FEES, ETC. 
 

A. All necessary permits from the municipal or other public authorities shall be 
secured by the Contractor who shall give all notices required by Law, 
Municipal Ordinances, or the Rules and Regulations of the various Municipal 
Bureaus or Departments, and also as a part of the Contract, shall comply 
with all Federal and State laws and all Municipal Ordinances or Regulations 
that may be applicable to this work which shall be issued (in compliance with 
Ordinances or Regulations existing at the time of Notice to Proceed) by any 
or all of said Departments as applying to the work of the Contract. 

 
B. Wherever in these Specifications the name of an Official, Bureau or 

Department is mentioned, it is intended to mean that Official, Bureau, or 
Department having jurisdiction. 

 
C. The Contractor shall deliver to the Owner all permits or certificates of 

approval and inspections issued by all Agencies having jurisdiction in 
connection with this work, before the certificate for final payment is issued. 

 
D. Laws, Codes, Provisions - Comply with: 

 
1. Connecticut Building Code 

 
2. NFPA 101 

 
3. OSHA 
 
4. See other codes and ordinances referenced therein. 

 
5. In case of conflicting requirements between the various codes, the 

Contract Documents or any other Local and State Codes or 
Ordinances having jurisdiction, the most stringent shall govern. 
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E. It is the intention of these Contract documents that the contractor's work be 
fully in compliance with all applicable codes and ordinances and that the cost 
of such compliance is included in the Contract Price.  If there are errors or 
omissions in the contract documents which would result in work that was not 
in compliance with all the applicable codes and ordinances then the 
contractor shall not proceed but shall notify the architect in writing.  The 
Contractor shall have included in the contract price the cost of all such work 
even in the case of errors or omissions to the contract documents if such 
errors and omissions could have been readily ascertainable through the 
exercise of reasonable diligence by the contractors. 

 
 
 
 
 
 END OF SECTION 01250 
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 SECTION 01310 
 
 PROJECT MANAGEMENT AND COORDINATION 
 
 
 
PART 1.00 - GENERAL 
 
1.01 GENERAL REQUIREMENTS 
 

A. Work of this Section, as shown or specified, shall be in accordance with the 
requirements of the Contract Documents. 

 
1.02 WORK INCLUDED 
 

A. To enable orderly review of progress during construction and to provide for 
systematic discussions of problems, the Architect will conduct project 
meetings throughout the construction period. 

 
B. In general, project meetings will be held bi-weekly at the job site in 

accordance with a mutually acceptable schedule. 
 

C. The purpose of the project meetings is analysis of problems that might arise 
between the Owner and the Contractor relative to execution of the work. 

 
1.03 RELATED WORK 
 

A. The Contractor's relations with his subcontractors and materials suppliers, 
and discussions relative thereto, are the Contractor's responsibility as 
described in the General Conditions and are not part of project meetings 
content. 

 
1.04 QUALITY ASSURANCE 
 

A. Persons designated by the Contractor to attend and participate in project 
meetings shall have all required authority to commit the Contractor to 
solutions as agreed upon in the project meetings. 

 
1.05 SUBMITTALS 
 

A. Agenda Items:  To the maximum extent possible, advise the Architect at least 
24 hours in advance of the project meeting regarding all items to be added to 
the agenda. 
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B. Minimum Agenda: 
1. Review work progress since last meeting. 
2. Note field observations, problems and decisions. 
3. Identify problems which impede planned progress. 
4. Review off-site fabrication problems. 
5. Develop corrective measures and procedures to regain schedule. 
6. Coordinate projected progress with other prime contractors. 
7. Review submittal schedules, expedite as required to maintain 

schedule. 
 

C. Minutes: 
The Contractor will compile minutes of each project meeting and will 
distribute copies to the Owner and the Architect.  The Contractor shall make 
and distribute such other copies as he wishes. 

 
PART 2.00 - PRODUCTS 
 
(Not Used) 
 
PART 3.00 - EXECUTION 
 
3.01 MEETING SCHEDULE 
 

A. There will be a Pre-construction meeting shortly after award of contract to 
review schedule, use of site, and team coordination issues. 

B. Coordinate with the Architect as required to establish a mutually acceptable 
schedule for project meetings. 

 
3.02 MEETING LOCATION 
 

A. To the maximum extent practicable, project meetings shall be held at the job 
site.  Provide adequate space and facility including table, chairs, and lighting 
for proper conduct of meetings. 

 
3.03 ATTENDANCE 
 

A. To the maximum extent practicable, assign the same person or persons to 
represent the Contractor at project meetings throughout the construction 
period.  Subcontractors, materials suppliers, and others may be invited to 
attend those project meetings in which their aspects of the work are involved. 

 
 END OF SECTION 01202 
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 SECTION 01330 
 
 SUBMITTALS 
 
 
PART 1.00 - GENERAL 
 
 
1.01 GENERAL REQUIREMENTS 
 

A. Work of this Section, as shown or specified, shall be in accordance with the 
requirements of the Contract Documents. 

 
1.02 WORK INCLUDED 
 

A. Work of this Section includes all labor, materials, equipment, and services 
necessary to complete submittal requirements as specified herein, including, 
but not limited to, the following: 

 
1. Construction schedules. 

 
2. Survey data. 

 
3. Shop drawings and samples. 

 
4. Manuals. 

 
5. Integrated drawings. 

 
1.03 RELATED WORK 
 

A. Substitution requirements - Section 01600. 
 

B. General submittal requirements - General Conditions. 
 
PART 2.00 - PRODUCTS 
 
2.01 CONSTRUCTION SCHEDULES 
 

A. Refer to the Agreement for submission of a progress schedule. 
 

B. Contractor shall submit a Schedule of Submittals within thirty (14) days of  
award of contract. 
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2.02 SHOP DRAWINGS AND SAMPLES 
 

A. General: 
 

1. Samples, shop drawings, manufacturer's literature, and other required 
information shall be submitted in sufficient time to permit proper 
consideration and action on same before any materials and items are 
delivered on the work.  All samples of materials requiring laboratory 
tests shall be submitted to the laboratory for testing in sufficient time 
to obtain test results before such materials are required to be used in 
the work. 

 
2. Shop drawings for each Section of the work shall be numbered 

consecutively, and the numbering system shall be retained throughout 
all revisions.  Each drawing shall have a clear space for the stamps of 
the Contractor, Architect, and one of the Architect's consultants. 

 
3. No work shall be fabricated, manufactured, or installed from shop 

drawings stamped "Revise and Resubmit" or "Rejected", and such 
shop drawings shall be corrected and resubmitted by the Contractor 
until accepted by the Architect.  At least one complete set of "No 
Exceptions Taken" or "Exceptions Taken As Noted" shop drawings 
shall be kept at the site in the Contractor's field office for reference at 
all times.  "Revise and Resubmit" or "Rejected" shop drawings shall 
not be permitted at the site. 

 
4. Submittals marked "No Exceptions Taken": 

 
a. Submittals which require no corrections by the Architect will be 

marked "No Exceptions Taken". 
 

5. Submittals marked "Exception Taken as Noted": 
 

a. Submittals which require only a minor amount of correcting 
shall be marked "Exceptions Taken as Noted".  This mark shall 
mean that checking is complete and all corrections are obvious 
without ambiguity. Fabrication will be allowed on work 
"Exceptions Taken as Noted", provided such action will 
expedite construction and noted corrections are adhered to.  If 
fabrication is not made strictly in accordance with corrections 
noted, the item shall be rejected in the field, and the Contractor 
will be required to replace such work in accordance with 
corrected submittals. 
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6. Submittals marked "Revise and Resubmit" or "Rejected": 
 

a. When submittals are contrary to contract requirements or too 
many corrections are required, they shall be marked "Revise 
and Resubmit" or "Rejected".  No work shall be fabricated 
under this mark.  The Architect shall list his reasons for 
rejection on the submittals or in the transmittal letter 
accompanying their return.  The submittals must be corrected 
and resubmitted for approval. 

 
7. All shop drawings and samples shall be identified as follows: 

 
a. Date of submittal. 

 
b. Title of project. 

 
c. Name of Contractor and date of his approval. 

 
d. Name of subcontractor or supplier and date of submittal to 

Contractor. 
 

e. Number of submission. 
 

f. Any qualification, departure, or deviation from the requirements 
of the Contract. 

 
g. Federal Specification or ASTM number where required. 

 
h. Such additional information as may be required by the 

Specifications for the particular material being furnished. 
 

8. The Architect will review and approve shop drawings and samples for 
approval with reasonable promptness, but only for conformance with 
the design concept of the work and with information contained in the 
Contract Documents. 

 
9. The Contractor shall submit appropriate transmittal forms with every 

submittal of shop drawings, manufacturer's literature, and samples.  
All sepia reproducibles shall be rolled on cardboard tubes for 
resubmittal.  The Contractor shall submit all required shop drawings, 
manufacturer's literature and samples in accordance with the following 
procedures noted herein. 
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10. Unless otherwise specifically directed by the Architect, make all shop 
drawings accurately to a scale sufficiently large to show all pertinent 
features of the item and its method of connection to the work. 

 
11. The Contractor shall submit one copy of each standard referred to in 

the Specifications (ASTM, Fed. Spec., etc.) with the submission of 
each respective shop drawing, sample, or literature. 

 
B. Submission of Shop Drawings: 

 
1. Architectural Work:  Submit one (1) sepia reproducible and two (2) 

black line prints of each shop drawing to the Architect for approval. If 
approved, the Architect will return one (1) sepia stamped "No 
Exceptions Taken" or "Exceptions Taken as Noted", and the 
Contractor shall print the required number of copies.  In the event the 
Architect returns one (1) sepia stamped "Revise and Resubmit" or 
"Rejected", the Contractor shall make indicated changes and resubmit 
one (1) sepia reproducible and two (2) black line prints to the 
Architect. 

 
2. Structural Work and Mechanical Work:  Submit one (1) sepia 

reproducible and two (2) black line prints of each shop drawing to the 
Engineer, with one (1) black line print and copy of the transmittal form 
to the Architect.  If accepted, the Architect shall return one (1) sepia 
stamped "No Exceptions Taken" or "Exceptions Taken as Noted", and 
the Contractor shall print the required number of copies.  In the event 
the Architect returns one (1) sepia stamped "Revise and Resubmit" or 
"Rejected", the Contractor shall make indicated changes and resubmit 
one (1) sepia reproducible and two (2) black line prints to the 
Engineer, with a copy of the transmittal form and one (1) black line 
print to the Architect. 

 
3. Prints:  The Contractor shall provide all prints of shop drawings as 

reasonably required by subcontractors, material suppliers, 
superintendents, inspectors, and others as required for the work, or 
as directed by the Architect.  The Contractor shall pay all costs in 
connection with printing and distribution of shop drawings. 

 
C. Submission of Manufacturer's Literature, Including Catalog, Catalog Cuts, 

Brochures, Charts, Test Data, and Similar Information: 
 

1. Manufacturers literature will receive consideration only when 
accompanied by the transmittal form properly filled out, as the 
Specification Section and paragraph numbers describing such 
materials.  Any deviations from contract requirements shall be stated 
on the above form or attached to it. 
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2. Architectural Work:  Submit six (6) copies of manufacturer's literature 
to the Architect for acceptance.  If accepted, the Architect will return 
four (4) copies stamped "No Exceptions Taken" or "Exceptions Taken 
as Noted".  In the event the Architect returns the literature stamped 
"Revise and Resubmit" or "Rejected", he will return two (2) copies 
only.  The Contractor shall resubmit six (6) copies of correct or 
corrected literature of all submissions stamped "Revise and Resubmit" 
or "Rejected", with one (1) copy of correct or corrected literature with 
copy of the transmittal form to the Architect. 

 
3. Structural Work and Mechanical Work:  Submit six (6) copies of 

manufacturer's literature to the Engineer, with one (1) copy of the 
literature and copy of the transmittal form to the Architect.  If accepted, 
the Architect will return four (4) copies stamped "No Exceptions 
Taken" or "Exceptions Taken as Noted".  In the event the Architect 
stamps the literature "Revise and Resubmit" or "Rejected", he will 
return two (2) copies only.  The Contractor shall resubmit six (6) 
copies of correct or corrected literature to the Engineer for all 
submissions stamped "Revised and Resubmit" or "Rejected", with one 
(1) copy of correct or corrected literature with copy of the transmittal 
form to the Architect. 

 
4. All copies of manufacturer's literature required to be resubmitted 

hereunder shall be original printed material.  Reproductions of printed 
material will not receive consideration. 

 
 

D. Submissions of Samples: 
 

1. All samples shall be submitted in triplicate unless otherwise indicated 
in the Specifications. 

 
2. Samples will receive consideration only when accompanied by the 

transmittal form properly filled out, as indicated, and listing each 
sample, as well as the he listing of any ASTM, Federal or other 
standard references specified or applicable and such additional 
information as may be required by the Specifications for the materials 
being submitted.  Any deviation from the contract requirements shall 
be so stated on the above form or attached to it. 

 
3. The Architect shall have the right to require submission of samples of 

any materials, whether or not specifically indicated in the various 
Sections of the Specifications. 
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4. Unless otherwise specified, samples of sufficient size to indicate 
general visual effect shall be submitted.  Where samples must show a 
range of color, texture, finish, graining, or other similar property, the 
Contractor shall submit sets or pairs illustrating the full scope of the 
range. 

5. One (1) sample of each submission will be returned to the Contractor. 
Samples stamped "Revise and Resubmit" or "Rejected" by the 
Architect shall be resubmitted in triplicate by the Contractor. 

 
6. All samples stamped "No Exceptions Taken" or "Exceptions Taken as 

Noted" shall be kept at the site in the Contractor's field office facilities 
for reference at all times.  "Revise and Resubmit" or "Rejected" 
samples shall not be kept at the site. 

 
2.03 MANUALS 
 

A. Where manuals are required to be submitted covering included in this work, 
prepare all such manuals in durable plastic binders approximately 8-1/2 x 11" 
in size and with at least the following: 

 
1. Identification on, or readable through, the front cover stating general 

nature of the manual. 
 

2. Neatly typewritten index near the front of the manual furnishing 
immediate information as to location in the manual of all emergency 
data regarding the installation. 

 
3. Complete instructions regarding operation and maintenance of all 

equipment involved. 
 

4. Complete nomenclature of all replaceable parts, their part numbers, 
current cost, and name and address of nearest vendor of parts. 

 
5. Copy of all guarantees and warranties issued. 

 
6. Copy of the approved shop drawings with all data concerning changes 

made during construction. 
 

B. Where contents of manuals include manufacturer's catalog pages, clearly 
indicate the precise items included in this installation and delete or otherwise 
clearly indicate all manufacturer's data with which this installation is not 
concerned. 

 
C. Number of Copies Required:  Refer to Section 01770 - Contract Closeout. 
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2.04 INTEGRATED DRAWINGS 
 

A. The HVAC subcontractor shall prepare a Drawing or Drawings showing duct 
work, heating and sprinkler piping.  This Drawing shall include location of 
grilles, registers, etc., and access doors in hung ceilings. Locations shall be 
fixed by elevations and dimensions from column center lines and/or walls. 

 
B. The HVAC subcontractor shall prepare and distribute to the Plumbing and 

Electrical subcontractors, the General Contractor, the Construction Manager, 
and to the Architect a sepia of the above. 

 
C. The HVAC subcontractor shall lay out on his sepia the reflected ceiling plan, 

beam soffit elevations, ceiling heights, roof openings, etc. 
 

D. The Plumbing subcontractor shall lay out on his sepia the piping, valves, 
cleanouts, etc., indicating locations and elevations and shall indicate the 
necessary access doors. 

 
E. The Electrical subcontractor shall indicate on his sepia the fixtures, large 

conduit runs, clearances, pull boxes, junction boxes, sound system speakers, 
etc. 

 
F. The General Contractor shall indicate on his sepia any structural framing, 

ceiling hangers, etc. 
 

G. The General Contractor shall call as many meetings with the subcontractors 
as are necessary to resolve any conflicts that become apparent.  He will call 
on the services of the Consultant Engineer or Architect where necessary.  
Any conflicts which result in a relocation of a finished surface are to be 
brought to the attention of the Architect prior to installation. 

 
H. On resolution of the conflicts, each subcontractor shall enter his own work on 

the HVAC subcontractor's sepia, which shall become the master or 
integrated Drawing.  The master sepia shall be signed by each contributing 
subcontractor to indicate his acceptance of the arrangement of the work. 

 
I. A reproducible copy of the master integrated Drawing will be prepared by the 

HVAC subcontractor.  The Construction Manager will make distribution to the 
contractors and the Architect. 

 
J. Each subcontractor shall prepare his shop Drawings in accordance with the 

integrated Drawings.  No work will be permitted without approved shop 
Drawings.  It is therefore essential that this procedure be instituted as quickly 
as possible. 
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2.05 SURVEY DATA 
 

A. Be responsible for properly laying out the work and for the lines and 
measurements for the work executed under the Contract Documents.  Verify 
the figures shown on the Drawings before laying out the work. 

 
B. Be responsible for the proper location and level of the work and for 

maintenance of the reference lines and bench marks.  Establish bench marks 
and axis lines at each floor showing partition layout lines and dimensional 
reference points as required for the information and guidance of all trades. 

 
C. The mechanical and electrical trades shall be responsible for the layout of the 

duct work, piping, and conduit based on the reference lines and bench marks 
established. 

 
 
PART 3.00 - EXECUTION 
 
3.01 COORDINATION OF SUBMITTALS 
 

A. Prior to submittal for Architect's review, use all means necessary to fully 
coordinate all material, including the following procedures: 

 
1. Determine and verify all field dimensions and conditions, materials, 

catalog numbers and similar data. 
 

2. Coordinate as required with all trades and with public agencies 
involved. 

 
3. Secure all necessary approvals from public agencies and others and 

signify by stamp, or other means, that they have been secured. 
 

4. Clearly indicate all deviations from the Contract Documents. 
 

B. Unless otherwise specifically permitted by the Architect, make all submittals 
in groups containing all associated items; the Architect may reject partial 
submittals as not complying with the provisions of the Contract Documents. 

 
 

 
END OF SECTION 01300
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SECTION 01400  
  

QUALITY REQUIREMENTS 
 
 
PART 1 - GENERAL 
 
 
1.1 RELATED DOCUMENTS 
 

A. Drawings and general provisions of the Contract, and other Division 1 Specification 
Sections, apply to this Section. 

 
 
1.2 SUMMARY 
 

A. This Section includes administrative and procedural requirements for quality-
control services. 

 
B. Quality-control services include inspections, tests, and related actions, including 

reports performed by Contractor, by independent agencies, and by governing 
authorities. They do not include contract enforcement activities performed by 
Architect. 

 
C. Inspection and testing services are required to verify compliance with requirements 

specified or indicated.  These services do not relieve Contractor of responsibility 
for compliance with Contract Document requirements. 

 
D. Requirements of this Section relate to customized fabrication and installation 

procedures, not production of standard products. 
 

1. Specific quality-control requirements for individual construction activities are 
specified in the Sections that specify those activities.  Requirements in those 
Sections may also cover production of standard products. 

2. Specified inspections, tests, and related actions do not limit Contractor's 
quality-control procedures that facilitate compliance with Contract Document 
requirements. 

3. Requirements for Contractor to provide quality-control services required by 
Architect, Owner, or authorities having jurisdiction are not limited by 
provisions of this Section. 

 
E. Related Sections:  The following Sections contain requirements that relate to this 

Section: 
 

1. Division 1 Section "Submittals" specifies requirements for development of a 
schedule of required tests and inspections. 
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 1.3 RESPONSIBILITIES 
 

A. Contractor Responsibilities:  Unless otherwise indicated as the responsibility of 
another identified entity, Contractor shall provide inspections, tests, and other 
quality-control services specified elsewhere in the Contract Documents and 
required by authorities having jurisdiction.  Costs for these services are included in 
the Contract Sum. 

 
1. Where individual Sections specifically indicate that certain inspections, tests, 

and other quality-control services are the Contractor's responsibility, the 
Contractor shall employ and pay a qualified independent testing agency to 
perform quality-control services.  Costs for these services are included in the 
Contract Sum. 

  2. Where individual Sections specifically indicate that certain inspections, tests, 
and other quality-control services are the Owner's responsibility, the Owner 
will employ and pay a qualified independent testing agency to perform those 
services. 

 
B. Retesting:  The Contractor is responsible for retesting where results of inspections, 

tests, or other quality-control services prove unsatisfactory and indicate 
noncompliance with Contract Document requirements, regardless of whether the 
original test was Contractor's responsibility. 

 
1. The cost of retesting construction, revised or replaced by the Contractor, is 

the Contractor's responsibility where required tests performed on original 
construction indicated noncompliance with Contract Document requirements. 

 
C. Associated Services:  Cooperate with agencies performing required inspections, 

tests, and similar services, and provide reasonable auxiliary services as requested. 
Notify the agency sufficiently in advance of operations to permit assignment of 
personnel.  Auxiliary services required include, but are not limited to, the following: 

 
1. Provide access to the Work. 
2. Furnish incidental labor and facilities necessary to facilitate inspections and 

tests. 
3. Take adequate quantities of representative samples of materials that require 

testing or assist the agency in taking samples. 
4. Provide facilities for storage and curing of test samples. 
5. Deliver samples to testing laboratories. 
6. Provide the agency with a preliminary design mix proposed for use for 

materials mixes that require control by the testing agency. 
7. Provide security and protection of samples and test equipment at the Project 

Site. 
 

D. Duties of the Testing Agency:  The independent agency engaged to perform 
inspections, sampling, and testing of materials and construction specified in 
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individual Sections shall cooperate with the Architect and the Contractor in 
performance of the agency's duties.  The testing agency shall provide qualified 
personnel to perform required inspections and tests. 

 
1. The agency shall notify the Architect and the Contractor promptly of 

irregularities or deficiencies observed in the Work during performance of its 
services. 

2. The agency is not authorized to release, revoke, alter, or enlarge 
requirements of the Contract Documents or approve or accept any portion of 
the Work. 

3. The agency shall not perform any duties of the Contractor. 
 

E. Coordination:  Coordinate the sequence of activities to accommodate required 
services with a minimum of delay.  Coordinate activities to avoid the necessity of 
removing and replacing construction to accommodate inspections and tests. 

 
1. The Contractor is responsible for scheduling times for inspections, tests, 

taking samples, and similar activities. 
 
 
1.4 SUBMITTALS 
 

A. Unless the Contractor is responsible for this service, the independent testing 
agency shall submit a certified written report, in duplicate, of each inspection, test, 
or similar service to the Architect.  If the Contractor is responsible for the service, 
submit a certified written report, in duplicate, of each inspection, test, or similar 
service through the Contractor. 

 
1. Submit additional copies of each written report directly to the governing 

authority, when the authority so directs. 
  2. Report Data:  Written reports of each inspection, test, or similar service 

include, but are not limited to, the following: 
 

a. Date of issue. 
b. Project title and number. 
c. Name, address, and telephone number of testing agency. 
d. Dates and locations of samples and tests or inspections. 
e. Names of individuals making the inspection or test. 
f. Designation of the Work and test method. 
g. Identification of product and Specification Section. 
h. Complete inspection or test data. 
i. Test results and an interpretation of test results. 
j. Ambient conditions at the time of sample taking and testing. 
k. Comments or professional opinion on whether inspected or tested Work 

complies with Contract Document requirements. 
l. Name and signature of laboratory inspector. 
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m. Recommendations on retesting. 
 
 
1.5 QUALITY ASSURANCE 
 

A. Qualifications for Service Agencies:  Engage inspection and testing service 
agencies, including independent testing laboratories, that are pre-qualified as 
complying with the American Council of Independent Laboratories' "Recommended 
Requirements for Independent Laboratory Qualification" and that specialize in the 
types of inspections and tests to be performed. 

 
1. Each independent inspection and testing agency engaged on the Project 

shall be authorized by authorities having jurisdiction to operate in the state 
where the Project is located. 

 
 
PART 2 - PRODUCTS (Not Applicable) 
 
 
PART 3 - EXECUTION 
 
 
3.1 REPAIR AND PROTECTION 
 

A. General:  Upon completion of inspection, testing, sample taking and similar 
services, repair damaged construction and restore substrates and finishes.  
Comply with Contract Document requirements for Division 1 Section "Cutting and 
Patching." 

 
B. Protect construction exposed by or for quality-control service activities, and protect 

repaired construction. 
 

C. Repair and protection is Contractor's responsibility, regardless of the assignment of 
responsibility for inspection, testing, or similar services. 

 
 

END OF SECTION 01400 
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SECTION 01600 

PRODUCT REQUIREMENTS 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, and other Division 1 
Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes the following administrative and procedural requirements:  
selection of products for use in Project; product delivery, storage, and handling; 
manufacturers' standard warranties on products; special warranties; product 
substitutions; and comparable products. 

B. Related Sections include the following: 

1. Division 1 Section "Allowances" for products selected under an allowance. 
2. Division 1 Section "Alternates" for products selected under an alternate. 
3. Division 1 Section "Closeout Procedures" for submitting warranties for 

contract closeout. 
4. Divisions 2 through 16 Sections for specific requirements for warranties on 

products and installations specified to be warranted. 

1.3 DEFINITIONS 

A. Products:  Items purchased for incorporating into the Work, whether purchased 
for Project or taken from previously purchased stock.  The term "product" 
includes the terms "material," "equipment," "system," and terms of similar intent. 

1. Named Products:  Items identified by manufacturer's product name, 
including make or model number or other designation, shown or listed in 
manufacturer's published product literature, that is current as of date of the 
Contract Documents. 

2. New Products:  Items that have not previously been incorporated into 
another project or facility, except that products consisting of recycled-
content materials are allowed, unless explicitly stated otherwise.  Products 
salvaged or recycled from other projects are not considered new products. 

3. Comparable Product:  Product that is demonstrated and approved through 
submittal process, or where indicated as a product substitution, to have 
the indicated qualities related to type, function, dimension, in-service 
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performance, physical properties, appearance, and other characteristics 
that equal or exceed those of specified product. 

B. Substitutions:  Changes in products, materials, equipment, and methods of 
construction from those required by the Contract Documents and proposed by 
Contractor. 

C. Basis-of-Design Product Specification:  Where a specific manufacturer's 
product is named and accompanied by the words "basis of design," including 
make or model number or other designation, to establish the significant qualities 
related to type, function, dimension, in-service performance, physical 
properties, appearance, and other characteristics for purposes of evaluating 
comparable products of other named manufacturers. 

D. Manufacturer's Warranty:  Preprinted written warranty published by individual 
manufacturer for a particular product and specifically endorsed by manufacturer 
to Owner. 

E. Special Warranty:  Written warranty required by or incorporated into the 
Contract Documents, either to extend time limit provided by manufacturer's 
warranty or to provide more rights for Owner. 

1.4 SUBMITTALS 

A. Product List:  Submit a list, in tabular from, showing specified products.  Include 
generic names of products required.  Include manufacturer's name and 
proprietary product names for each product. 

1. Coordinate product list with Contractor's Construction Schedule and the 
Submittals Schedule. 

2. Form:  Tabulate information for each product under the following column 
headings: 

a. Specification Section number and title. 
b. Generic name used in the Contract Documents. 
c. Proprietary name, model number, and similar designations. 
d. Manufacturer's name and address. 
e. Supplier's name and address. 
f. Installer's name and address. 
g. Projected delivery date or time span of delivery period. 
h. Identification of items that require early submittal approval for 

scheduled delivery date. 

3. Completed List:  Within 60 days after date of commencement of the Work, 
submit 3 copies of completed product list.  Include a written explanation 
for omissions of data and for variations from Contract requirements. 
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4. Architect's Action:  Architect will respond in writing to Contractor within 15 
days of receipt of completed product list.  Architect's response will include 
a list of unacceptable product selections and a brief explanation of 
reasons for this action.  Architect's response, or lack of response, does not 
constitute a waiver of requirement that products comply with the Contract 
Documents. 

B. Substitution Requests:  Submit three copies of each request for consideration 
no later than 5 business days prior to bid opening.  Identify product or 
fabrication or installation method to be replaced.  Include Specification Section 
number and title and Drawing numbers and titles. 

1. Substitution Request Form:  Use form provided at end of Section. 
2. Documentation:  Show compliance with requirements for substitutions and 

the following, as applicable: 

a. Statement indicating why specified material or product cannot be 
provided. 

b. Coordination information, including a list of changes or modifications 
needed to other parts of the Work and to construction performed by 
Owner and separate contractors, that will be necessary to 
accommodate proposed substitution. 

c. Detailed comparison of significant qualities of proposed substitution 
with those of the Work specified.  Significant qualities may include 
attributes such as performance, weight, size, durability, visual effect, 
and specific features and requirements indicated. 

d. Product Data, including drawings and descriptions of products and 
fabrication and installation procedures. 

e. Samples, where applicable or requested. 
f. List of similar installations for completed projects with project names 

and addresses and names and addresses of architects and owners. 
g. Material test reports from a qualified testing agency indicating and 

interpreting test results for compliance with requirements indicated. 
h. Research/evaluation reports evidencing compliance with building 

code in effect for Project, from a model code organization acceptable 
to authorities having jurisdiction. 

i. Detailed comparison of Contractor's Construction Schedule using 
proposed substitution with products specified for the Work, including 
effect on the overall Contract Time.  If specified product or method of 
construction cannot be provided within the Contract Time, include 
letter from manufacturer, on manufacturer's letterhead, stating lack of 
availability or delays in delivery. 

j. Cost information, including a proposal of change, if any, in the 
Contract Sum. 

k. Contractor's certification that proposed substitution complies with 
requirements in the Contract Documents and is appropriate for 
applications indicated. 
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l. Contractor's waiver of rights to additional payment or time that may 
subsequently become necessary because of failure of proposed 
substitution to produce indicated results. 

3. Architect's Action:  If necessary, Architect will request additional 
information or documentation for evaluation within one week of receipt of a 
request for substitution.  Architect will notify Contractor of acceptance or 
rejection of proposed substitution within 15 days of receipt of request, or 7 
days of receipt of additional information or documentation, whichever is 
later. 

a. Form of Acceptance:  Change Order. 
b. Use product specified if Architect cannot make a decision on use of a 

proposed substitution within time allocated. 

C. Basis-of-Design Product Specification Submittal:  Comply with requirements in 
Division 1 Section "Submittal Procedures."  Show compliance with 
requirements. 

1.5 QUALITY ASSURANCE 

A. Compatibility of Options:  If Contractor is given option of selecting between two 
or more products for use on Project, product selected shall be compatible with 
products previously selected, even if previously selected products were also 
options. 

1. Each contractor is responsible for providing products and construction 
methods compatible with products and construction methods of other 
contractors. 

2. If a dispute arises between contractors over concurrently selectable but 
incompatible products, Architect will determine which products shall be 
used. 

1.6 PRODUCT DELIVERY, STORAGE, AND HANDLING 

A. Deliver, store, and handle products using means and methods that will prevent 
damage, deterioration, and loss, including theft.  Comply with manufacturer's 
written instructions. 

1. Schedule delivery to minimize long-term storage at Project site and to 
prevent overcrowding of construction spaces. 

2. Coordinate delivery with installation time to ensure minimum holding time 
for items that are flammable, hazardous, easily damaged, or sensitive to 
deterioration, theft, and other losses. 

3. Deliver products to Project site in an undamaged condition in 
manufacturer's original sealed container or other packaging system, 
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complete with labels and instructions for handling, storing, unpacking, 
protecting, and installing. 

4. Inspect products on delivery to ensure compliance with the Contract 
Documents and to ensure that products are undamaged and properly 
protected. 

5. Store products to allow for inspection and measurement of quantity or 
counting of units. 

6. Store materials in a manner that will not endanger Project structure. 
7. Store products that are subject to damage by the elements, under cover in 

a weathertight enclosure above ground, with ventilation adequate to 
prevent condensation. 

8. Comply with product manufacturer's written instructions for temperature, 
humidity, ventilation, and weather-protection requirements for storage. 

9. Protect stored products from damage. 

B. Storage:  Provide a secure location and enclosure at Project site for storage of 
materials and equipment by Owner's construction forces.  Coordinate location 
with Owner. 

1.7 PRODUCT WARRANTIES 

A. Warranties specified in other Sections shall be in addition to, and run 
concurrent with, other warranties required by the Contract Documents.  
Manufacturer's disclaimers and limitations on product warranties do not relieve 
Contractor of obligations under requirements of the Contract Documents. 

B. Special Warranties:  Prepare a written document that contains appropriate 
terms and identification, ready for execution.  Submit a draft for approval before 
final execution. 

1. Manufacturer's Standard Form:  Modified to include Project-specific 
information and properly executed. 

2. Specified Form:  Forms are included with the Specifications.  Prepare a 
written document using appropriate form properly executed. 

3. Refer to Divisions 2 through 16 Sections for specific content requirements 
and particular requirements for submitting special warranties. 

C. Submittal Time:  Comply with requirements in Division 1 Section "Closeout 
Procedures." 

PART 2 - PRODUCTS 

2.1 PRODUCT OPTIONS 
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A. General Product Requirements:  Provide products that comply with the Contract 
Documents, that are undamaged, and unless otherwise indicated, that are new 
at time of installation. 

1. Provide products complete with accessories, trim, finish, fasteners, and 
other items needed for a complete installation and indicated use and 
effect. 

2. Standard Products:  If available, and unless custom products or 
nonstandard options are specified, provide standard products of types that 
have been produced and used successfully in similar situations on other 
projects. 

3. Owner reserves the right to limit selection to products with warranties not 
in conflict with requirements of the Contract Documents. 

4. Where products are accompanied by the term "as selected," Architect will 
make selection. 

5. Where products are accompanied by the term "match sample," sample to 
be matched is Architect's. 

6. Descriptive, performance, and reference standard requirements in the 
Specifications establish "salient characteristics" of products. 

7. Or Equal:  Where products are specified by name and accompanied by 
the term "or equal" or "or approved equal" or "or approved," comply with 
provisions in "Comparable Products" Article to obtain approval for use of 
an unnamed product. 

B. Product Selection Procedures:  Procedures for product selection include the 
following: 

1. Product:  Where Specification paragraphs or subparagraphs titled 
"Product" name a single product and manufacturer, provide the product 
named. 

a. Substitutions may be considered, unless otherwise indicated. 

2. Manufacturer/Source:  Where Specification paragraphs or subparagraphs 
titled "Manufacturer" or "Source" name single manufacturers or sources, 
provide a product by the manufacturer or from the source named that 
complies with requirements. 

a. Substitutions may be considered, unless otherwise indicated. 

3. Products:  Where Specification paragraphs or subparagraphs titled 
"Products" introduce a list of names of both products and manufacturers, 
provide one of the products listed that complies with requirements. 

a. Substitutions may be considered, unless otherwise indicated. 

4. Manufacturers:  Where Specification paragraphs or subparagraphs titled 
"Manufacturers" introduce a list of manufacturers' names, provide a 
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product by one of the manufacturers listed that complies with 
requirements. 

a. Substitutions may be considered, unless otherwise indicated. 

5. Available Products:  Where Specification paragraphs or subparagraphs 
titled "Available Products" introduce a list of names of both products and 
manufacturers, provide one of the products listed or another product that 
complies with requirements.  Comply with provisions in "Comparable 
Products" Article to obtain approval for use of an unnamed product. 

6. Available Manufacturers:  Where Specification paragraphs or 
subparagraphs titled "Available Manufacturers" introduce a list of 
manufacturers' names, provide a product by one of the manufacturers 
listed or another manufacturer that complies with requirements.  Comply 
with provisions in "Comparable Products" Article to obtain approval for use 
of an unnamed product. 

7. Product Options:  Where Specification paragraphs titled "Product Options" 
indicate that size, profiles, and dimensional requirements on Drawings are 
based on a specific product or system, provide either the specific product 
or system indicated or a comparable product or system by another 
manufacturer.  Comply with provisions in "Product Substitutions" Article. 

8. Basis-of-Design Products:  Where Specification paragraphs or 
subparagraphs titled "Basis-of-Design Product[s]" are included and also 
introduce or refer to a list of manufacturers' names, provide either the 
specified product or a comparable product by one of the other named 
manufacturers.  Drawings and Specifications indicate sizes, profiles, 
dimensions, and other characteristics that are based on the product 
named.  Comply with provisions in "Comparable Products" Article to 
obtain approval for use of an unnamed product. 

a. Substitutions may be considered, unless otherwise indicated. 

9. Visual Matching Specification:  Where Specifications require matching an 
established Sample, select a product (and manufacturer) that complies 
with requirements and matches Architect's sample.  Architect's decision 
will be final on whether a proposed product matches satisfactorily. 

a. If no product available within specified category matches 
satisfactorily and complies with other specified requirements, comply 
with provisions of the Contract Documents on "substitutions" for 
selection of a matching product. 

10. Visual Selection Specification:  Where Specifications include the phrase 
"as selected from manufacturer's colors, patterns, textures" or a similar 
phrase, select a product (and manufacturer) that complies with other 
specified requirements. 
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a. Standard Range:  Where Specifications include the phrase "standard 
range of colors, patterns, textures" or similar phrase, Architect will 
select color, pattern, or texture from manufacturer's product line that 
does not include premium items. 

b. Full Range:  Where Specifications include the phrase "full range of 
colors, patterns, textures" or similar phrase, Architect will select 
color, pattern, or texture from manufacturer's product line that 
includes both standard and premium items. 

11. Allowances:  Refer to individual Specification Sections and "Allowance" 
provisions in Division 1 for allowances that control product selection and 
for procedures required for processing such selections. 

2.2 PRODUCT SUBSTITUTIONS 

A. Timing:  Architect will consider requests for substitution if received no later than 
5 business days prior to bid opening.  Requests received after that time may be 
considered or rejected at discretion of Architect. 

B. Conditions:  Architect will consider Contractor's request for substitution when 
the following conditions are satisfied.  If the following conditions are not 
satisfied, Architect will return requests without action, except to record 
noncompliance with these requirements: 

1. Requested substitution offers Owner a substantial advantage in cost, time, 
energy conservation, or other considerations, after deducting additional 
responsibilities Owner must assume.  Owner's additional responsibilities 
may include compensation to Architect for redesign and evaluation 
services, increased cost of other construction by Owner, and similar 
considerations. 

2. Requested substitution does not require extensive revisions to the 
Contract Documents. 

3. Requested substitution is consistent with the Contract Documents and will 
produce indicated results. 

4. Substitution request is fully documented and properly submitted. 
5. Requested substitution will not adversely affect Contractor's Construction 

Schedule. 
6. Requested substitution has received necessary approvals of authorities 

having jurisdiction. 
7. Requested substitution is compatible with other portions of the Work. 
8. Requested substitution has been coordinated with other portions of the 

Work. 
9. Requested substitution provides specified warranty. 
10. If requested substitution involves more than one contractor, requested 

substitution has been coordinated with other portions of the Work, is 
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uniform and consistent, is compatible with other products, and is 
acceptable to all contractors involved. 

2.3 COMPARABLE PRODUCTS 

A. Where products or manufacturers are specified by name, submit the following, 
in addition to other required submittals, to obtain approval of an unnamed 
product: 

1. Evidence that the proposed product does not require extensive revisions 
to the Contract Documents, that it is consistent with the Contract 
Documents and will produce the indicated results, and that it is compatible 
with other portions of the Work. 

2. Detailed comparison of significant qualities of proposed product with those 
named in the Specifications.  Significant qualities include attributes such 
as performance, weight, size, durability, visual effect, and specific features 
and requirements indicated. 

3. Evidence that proposed product provides specified warranty. 
4. List of similar installations for completed projects with project names and 

addresses and names and addresses of architects and owners, if 
requested. 

5. Samples, if requested. 

PART 3 - EXECUTION (Not Used) 

END OF SECTION 01600 
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SUBSTITUTION 
REQUEST 

 (After the Bidding Phase)   
Project:       
 

      
 
To:        
 

      
 
Re:       

Substitution Request Number:        
 
From:        
 
Date:        
 
A/E Project Number:       
 
Contract For:       
  

 
Specification Title:       Description:        
 

  Section:       Page:                          Article/Paragraph:        
  
 
Proposed Substitution:       
 
Manufacturer:        Address:        Phone:       
 
Trade Name:        Model No.:        
 
Installer:        Address:        Phone:        
 
History:   New product   2-5 years old   5-10 yrs old  More than 10 years old 
 
Differences between proposed substitution and specified product:        
 
      
 
      
 

 Point-by-point comparative data attached - REQUIRED BY A/E 
  
 
Reason for not providing specified item:        
 
      
 
Similar Installation: 
 

Project:       Architect:       
 

Address:       Owner:        
 

      Date Installed:        
 
Proposed substitution affects other parts of Work:   No   Yes; explain       
 
      
 
  
 
Savings to Owner for accepting substitution:       ($       ). 
 
Proposed substitution changes Contract Time:   No    Yes [Add] [Deduct]       days. 

 
 
Supporting Data Attached:   Drawings  Product Data  Samples  Tests   Reports             
  
 
Copyright 1996, Construction Specification Institute, 
601 Madison Street, Alexandria, VA  22314-1791 

Page 1 of 2 September 1996 
CSI Form 13.1A 

 



  

SUBSTITUTION 
REQUEST 

 (Continued) 
 
The Undersigned certifies: 
· Proposed substitution has been fully investigated and determined to be equal or superior in all respects to specified product. 
· Same warranty will be furnished for proposed substitution as for specified product. 
· Same maintenance service and source of replacement parts, as applicable, is available. 
· Proposed substitution will have no adverse effect on other trades and will not affect or delay progress schedule. 
· Cost data as stated above is complete.  Claims for additional costs related to accepted substitution which may subsequently become 

apparent are to be waived. 
· Proposed substitution does not affect dimensions and functional clearances. 
· Payment will be made for changes to building design, including A/E design, detailing, and construction costs caused by the 

substitution. 
· Coordination, installation, and changes in the Work as necessary for accepted substitution will be complete in all respects. 
 
Submitted by:       
 
Signed by:       
 
Firm:       
 
Address:       
 

      
 
Telephone:       
 
Attachments:       
 
      
 
      
 
      
 
  
 
A/E's REVIEW AND ACTION 
 

 Substitution approved - Make submittals in accordance with Specification Section 01330. 
 Substitution approved as noted - Make submittals in accordance with Specification Section 01330. 
 Substitution rejected - Use specified materials. 
 Substitution Request received too late - Use specified materials. 

 
Signed by:       Date:       
  
 
Additional Comments:  Contractor  Subcontractor  Supplier  Manufacturer  A/E        
 
      
 
      
 
      
 
      
 
      
 
      
 
      
 

 
Copyright 1996, Construction Specification Institute, 
601 Madison Street, Alexandria, VA  22314-1791 

Page 2 of 2 September 1996 
CSI Form 13.1A 
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 SECTION 01770 
 
 CONTRACT CLOSEOUT 
 
 
 
PART 1.00 - GENERAL 
 
1.01 GENERAL REQUIREMENTS 
 

A. Work of this Section, as shown or specified, shall be in accordance with the 
requirements of the Contract Documents. 

 
1.02 WORK INCLUDED 
 

A. Work of this Section includes all labor, materials, equipment, and services 
necessary to complete the contract closeout, including, but not limited to, the 
following: 

 
1. Punch list. 

2. Final cleaning. 

3. Warranties. 

4. Operating and maintenance data. 

5. Project record documents. 

6. Waiver of Release of Liens from All Suppliers and Sub-Contractors 

7. Certificate of Occupancy. 

 
1.03 RELATED WORK 
 

A. Submittals - Section 01330. 
 

B. Agreement. 
 
1.04 PUNCH LIST 
 

A. Contractor: 
 

1. Submit written declaration to Architect that project is substantially 
complete. 

 
2. Submit list of items to be completed or corrected. 
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B. Owner, Construction Manager and Architect will make preliminary inspection 
after receipt to Contractor's declaration. 

 
C. Should Owner, Architect, and/or Construction manager consider that work is 

substantially complete: 
 

1. Architect will prepare a punch list of items to be completed or 
corrected, as determined by the inspection. 

 
2. Architect will prepare and issue a Certificate of Substantial 

Completion, containing: 
 

a. Date of substantial completion. 
 

b. Punch list of items to be completed or corrected. 
 

c. The time within which Contractor shall complete or correct 
work of listed items. 

 
d. Date or time Owner will assume possession of work or 

designated portion thereof. 
 

D. Contractor:  Complete work listed for completion or correction, within 
designated time. 

 
 
1.05 FINAL INSPECTION 
 

A. Contractor shall submit written declaration to Owner, Architect and 
Construction Manager that: 

 
1. All aspects of Contract Documents have been complied with. 

 
2. All items on substantial completion punch list have been completed. 

 
3. All tools, construction equipment, and surplus materials have been 

removed from site. 
 

B. Contractor with Owner, Architect, and Construction Manager will make final 
inspection to ensure completion of all contract requirements. 

 
C. When Owner, Architect and Construction Manager consider that work is 

finally complete in accordance with Contract Document requirements, the 
Architect will prepare and process closeout documents. 
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1.06 FINAL CLEANING 
 

A. The Contractor shall be responsible for final cleaning.  The building shall be 
prepared for occupancy by a thorough cleaning throughout, including 
washing (or cleaning by other approved methods) of surfaces on which dirt or 
dust has collected, and by washing glass on both sides. Wash exterior glass 
using a window cleaning contractor specializing in such work.  Provide and 
maintain adequate runner strips of non-staining reinforced Kraft building 
paper on finished floors as required for protection.  Leave equipment in an 
undamaged, bright, clean, and polished condition.  Re-cleaning will not be 
required after the work has been inspected and accepted unless later 
operations of the Contractor make re-cleaning of certain portions necessary. 

 
B. Employ experienced workmen or professional cleaners for final cleaning. 

 
C. In preparation for Substantial Completion or occupancy, conduct final 

inspection of sight-exposed interior and exterior surfaces. 
 

D. Remove grease, dirt, dust, stains, labels, fingerprints and other foreign 
materials from sight-exposed interior and exterior finished surfaces; polish 
surfaces so designated to shine finish. 

 
E. Repair, patch and touch-up marred surfaces to specified finish, to match 

adjacent surfaces. 
 

F. Broom clean paved surfaces; rake clean "landscaped" grounds. 
 

G. Clean ducts, blowers and coils. 
 
 
1.07 DOCUMENTS REQUIRED PRIOR TO FINAL PAYMENT 
 

A. Prior to final payment, and before the issuance of a final certificate of 
payment, the Contractor shall file the following papers with the Architect: 

 
1. Warranties:  The warranty required by the Agreement and any other 

extended warranties stated in the technical Sections of the 
Specifications. 

 
2. Release of liens from contractor and all entitles of contractor. 

 
3. Consent of Surety to Final Payment. 

 
4. Contractor's Affidavit of Release of Liens (AlA G706A). 
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5. Contractors Affidavit of Payment of Debts and Claims (AlA G706) 
 
6.  Certification of Payment of Prevailing Wage Rates (If applicable). 
 
7.  Contractor's certified statement that no asbestos containing material 

was incorporated into the project. 
 

8. Operation and Maintenance Manuals: 
 

a. Furnish complete set of manuals in PDF format containing the 
manufacturer's instructions for maintenance and operation of 
each item of equipment and apparatus furnished under the 
contract and any additional data specifically required under the 
various Sections of the Specifications.  Refer to Section 01330 
- Submittals, for further requirements. 

 
9. Project Record Documents: 

 
a. As the work progresses, keep a complete and accurate record 

of changes or deviations from the Contract Documents and the 
shop drawings, indicating the work as actually installed.  
Changes shall be neatly and correctly shown on the respective 
portion of the affected document, using blackline prints of the 
drawings affected, or the specifications, with appropriate 
supplementary notes.  This record set of drawings, shop 
drawings, and specifications shall be kept at the job site for 
inspection by the Architect and Owner. 

 
b. The records above shall be arranged in order, in accordance 

with the various sections of the Specifications, and properly 
indexed. At the completion of the work, certify by endorsement 
thereof that each of the revised prints of the drawings and 
Specifications is complete and accurate. Prior to application for 
final payment, and as a condition to its approval by the 
Architect and Owner, deliver the record drawings and 
specifications, arranged in proper order, indexed, and 
endorsed as hereinbefore specified. Provide suitable transfer 
cases and deliver the records therein, indexed and marked for 
each division of the work. 

 
c. No review or receipt of such records by the Architect or Owner 

shall be a waiver of any deviation from the Contract 
Documents or the shop drawings or in any way relieve the 
Contractor from his responsibility to perform the work in 
accordance with the Contract Documents and the shop 
drawings to the extent they are in accordance with the Contract 
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Documents. 
 
 

10. Certificate of Occupancy:  The Contractor shall obtain a Certificate of 
Occupancy and pay for these certificates and deliver them to the 
Architect. 

 
 
1.08 EQUIPMENT SYSTEMS DEMONSTRATION 
 

A. Upon completion of the work and tests, instruct the Owner's Representative 
in the operation, adjustment and maintenance of systems and equipment 
furnished. 

 
B. The Owner will determine date of starting the instruction.  The respective 

Subcontractor shall provide instructions for each system installed. 
 
 
 
PART 2.00 - PRODUCTS 
 
(Not Used) 
 
 
 
PART 3.00 - EXECUTION 
 
(Not Used) 
 
 
 

END OF SECTION 01770 
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ELEVATOR GENERAL CONDITIONS 
 
[ 1.] PURPOSE 
 
The contractor must furnish the necessary labor and material to modernize and maintain one (1) 
hydraulic elevator system in accordance with these specifications. 
 
All work is to be accomplished in a professional manner utilizing the best possible materials. The 
Contractor shall perform all operations as indicated on drawings, or specified herein, and in 
accordance with the requirements of the contract documents. Cutting and patching as a result of the 
elevator work is the responsibility of the Elevator Contractor. 
 
This specification will direct the Elevator Contractor to provide all Labor, Material, Equipment, 
Tools, Supplies and Supervision required to maximize the performance of the elevator and establish a 
modern, state of the art, safe, flexible and responsive vertical transportation system. 
It is the intention of this specification to outline broadly the equipment required and establish 
performance criteria but not to cover the details of design and construction. Such details are the 
responsibility of the Contractor. 
 
Once quotation has been bid, and accepted, no additional costs will be allowed for work, as outlined 
in this specification. 
 
Where a device is referred in the singular number, it is intended that such reference shall apply to as 
many such devices as are required to obtain the precise effect and product from the completed 
installation. 
 
[ 2.] DEFINITIONS 
 
The terms used herein are defined as follows: 

 
A.  The “Town” shall mean the Town of Stratford, 550 Patterson Ave, Stratford, CT 

06614. Attention: Ms. Maurice McCarthy, Director of Public Works Telephone 
(203) 385-4083, Fax (203) 385-4082 and Email publicworks@townofstratford.com.  

 
B. “Consultant” shall mean the firm of Sterling Elevator Consultants, LLC; 195 West 

Main Street, Suite 1; Avon, CT 06001. Tel (860) 674-1919, Fax (860) 674-1920. 
 
 C. “Contractor” shall mean the person, firm, entity or corporation named in the  
  Contractor Documents who will execute the work. It shall include all his  
  employees, subcontractors and suppliers. 
 
 D. “Work” shall mean the services, materials, labor and all other equipment required 
  for complete and proper installation by the Contractor. 
 
 E. “Approved”, “Accepted”, “Reviewed” or similar terms as applied to materials,  
  products and workmanship shall mean that acceptance or review by the Consultant 
  is required. 
 
 F. “Directed”, “Requested”, “Selected” and similar terms shall mean that the  
  Consultant shall direct, request and select. 
 
 G. “Satisfactory” or similar terms shall mean to the satisfaction of the Consultant. 
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 H.  “Provide” shall mean to supply, install and connect complete and ready for safe 
   and regular operation particular work referred to unless specifically 
indicated    otherwise by  the Consultant. 
 
 I.  “Install” shall mean to erect, mount and connect complete with related   
  accessories. 
 
 J. “Supply” or “Furnish” shall mean to purchase, procure, acquire and deliver  
  complete with related accessories. 
 
 K. “Wiring” shall mean conduit, fittings, wire, junction and outlet boxes, switches,  
  cutouts, receptacles and related items. 
 
 L. “Concealed” shall mean in masonry or other construction, installed in furred  
  spaces, within double partitions or hung ceilings, in trenches, in crawl spaces or  
  enclosures. 
 
 M. “Exposed” shall mean not installed underground or “Concealed” as defined above. 
 
 N. “Current issues” or “Current editions” as applied to Reference Standards and  
  Governing Codes shall mean the latest published issue or edition available during 
  the bidding period. 
 
 O. “Best”, “First-class” or similar terms as applied to materials, products and  
  workmanship shall mean that, in the Consultant’s opinion, there are no superior  
  qualities of materials or products on the market, and there is no better class of  
  workmanship. 
 
 P.  “Substantial Completion” or “Beneficial Use” shall mean that the progress of the 
  Work, or any portion of the Work, is sufficiently complete in accordance with the 
  Contract Documents, and as reviewed by the Consultant, so that the Town can  
  utilize the Work for its intended purposes. 
 
 Q. “Notice-to-Proceed” shall mean a written document from the Town allowing the 
       Contractor to commence only that portion of the Work started in the written  
  document. 
 
 
[ 3.] CODES / STANDARDS 
 
Except as modified by governing codes, new work shall comply with provisions of the following, and 
in the event of conflict between standards, the Consultant’s determination shall be final: 
 
 A. ANSI A17.1 2013 American National Standard Safety Code 
 
 B. ANSI A17.2 American National Standard Practice for the Inspection of  
    Elevators, Escalators and Moving Walks - Inspectors Manual. 
 
 C. ANSI A17.3 American National Standard Safety Code for Existing Elevators 
    and Escalators. 
 
 D. ANSI A117.1 American National Standard Specifications for Making  
    Buildings and Facilities Accessible to and Usable by Physically 
    Handicapped People. 
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 E. ANSI / ASTM Steel Sheet, Zinc Coated (Galvanized) by the Hot-Dip Process, 
     A446 Structural (Physical) Quality. 
 
 F.  ANSI / ASTM Aluminum and Aluminum-Alloy Extruded Bar, Rod, Wire,  
  B221  Shape and Tube. 
 
 G. ANSI / AWS Structural Welding Code, Steel. 
  D1.1 
 
 H. ANSI /  IEEE C2 National Electrical Safety Code. 
   
 I. ANSI / NFPA 80 Fire Doors and Windows. 
 
 J. ANSI / UL 10B Fire Tests of Door Assemblies. 
 
 K. PA  American Plywood Association. 
 
 L. ASTM A36 Structural Steel. 
 
 M. ASTM A167 Stainless and Heat-Resisting Chromium-Nickel Steel Plate,  
    Sheet, and Strip. 
 
 
 N. FS TT-P-641 Primer Coating, Zinc Dust / Zinc Oxide ( for Galvanized 
    Surfaces ). 
 
 O. FS TT-P-645 Primer, Paint, Zinc Chromate, Alkyd Type. 
 
 P. NEMA LD-3 High Pressure Decorative Laminates. 
 
 Q. OSHA  Occupational Safety and Health Administration. 
 
 
 
[ 3.] PROVISIONS FOR THE DISABLED 
 
The elevator equipment being provided shall be designed and installed to comply with the applicable 
ADA standards / codes in effect as of the date of this specification which include, but are not limited 
to the following: 
 
 1. ADAAG  4.10 Elevators 
 
 2. ANSI A117.1 4.10 Elevators 
 
 3. UFAS  4.10 Elevators 
 
 4. NEII HANDICAPPED STANDARD - New Elevator 
 
 
[ 4.] STORAGE AT SITE 
 
Space for a pod unit provided by the Contractor will coordinated with the Building Manager for 
storage of materials necessary for this project only. Any such material stored at this job site by the 
Contractor will be left at their own risk. The Town shall not be responsible to the Contractor for loss 
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or damage to material, equipment or tools for any cause whatsoever. Contractor is to carry their own 
fire, theft or casualty insurance to cover this material, as they see fit. 
 
 
[ 5.] INSPECTIONS 
 
The Town, Architect, their Legal Representatives and the Elevator Consultant reserve the right to 
inspect the progress and quality of the work at any time to insure complete compliance with the 
specifications and other contract documents. The Contractor shall provide the manpower necessary to 
assist the Town and/or the Consultant during such inspections. 
 
The Town and/or the Consultant shall prepare and submit to the Contractor inspection reports as 
needed. Any deficiencies noted during such inspections will be the subject of a written report to the 
Contractor, outlining the unsatisfactory areas and stipulating a reasonable time to correct the 
problems. 
Final payment of all retained monies shall be subject to a satisfactory inspection of the completed 
installation by the Town, their representatives, the Consultant and all applicable governing bodies. 
 
The scheduling of acceptance inspections with the State of Connecticut Bureau of Elevators shall be 
coordinated with Building Manager. 
 
 
[ 6.] GUARANTEE 
 
The Contractor shall guarantee that the materials and workmanship installed, refurbished, and 
repaired under this contract shall be free of all faults, imperfections, flaws, and damage in every 
respect. The Contractor also assures and warrants that they will make good any Defect, which may 
develop within TWO (2) YEARS from the date of final acceptance of the completed installation. 
Such guarantee shall be delivered in writing, to the Town, before final payment will be made. Neither 
final payment nor any provision of the contract documents shall relieve the Contractor of their 
responsibility to remedy faulty materials or workmanship and to pay all expenses for damages to 
other work resulting therefrom. 
 
“Defect” is hereby defined to include, but not by way of limitation, operation or control system 
failures, performances below required minimums, excessive wear, unusual deterioration or aging of 
materials or finishes, unsafe conditions, the need for excessive maintenance, abnormal noise or 
vibration, and similar unusual, unexpected and unsatisfactory conditions. 
 
[ 7.] SITE SURVEY 
 
It is the responsibility of the Contractor to visit the job sites themselves, prior to submission of a bid, 
to verify that clearances and other conditions are such that he can complete the installation legally and 
as specified. He shall carefully and thoroughly examine the buildings and make all required and 
necessary investigations to inform themselves fully as to the facilities for delivering materials and 
equipment. 
 
The Contractor, at the time of the submittal of their proposal, shall list all qualifications, clarifications 
and exceptions, which they deem may affect the proper and orderly sequence of operation, the 
ultimate product and final result, or the method and disposition to evaluate and respond. 
The submission of a bid will be construed to mean that such a survey has been made and the 
Contractor is satisfied that the installation can be discharged, carried out, and conducted as specified. 
No claims for extra work will be entertained by the Town because of failure to perform a thorough 
site survey. 
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[ 8.] SCHEDULE 
 
The Contractor shall state, and detail, the length of time, in terms of weeks, a schedule covering: 
 
 A. Preparation and submission of drawings, details and layouts, including contract  
  ordering after authorization, and award of contract. 
 
 B.  Manufacture and/or purchase of the major components necessary to begin the work 
  after receipt of approved drawings. 
 

C. Complete installation of all material, timing and testing of the elevator. 
 
 
[ 9.] PROTECTION OF PERSONS AND PROPERTY 
 
The Contractor shall be responsible for initiating, maintaining and supervising all safety precautions 
and programs in connection with the work. Responsibility to protect the public and pedestrians 
entering and exiting the subject property and prevent damage to property during removal, relocation 
or replacement actions rests solely with the Contractor.  The Contractor shall restore to its 
original condition without extra cost to the Town, property that shall be damaged due to the 
negligence of any employees, agents or subcontractors of the Contractor. 
 
Such repairs shall meet the requirements of the Town or their representatives. Take proper care and 
protect all finished work by substantial covering until accepted by the Town or their representatives. 
 
 
[ 10.] QUALITY OF MATERIAL 
 
Material must be new, best or of their respective kind and free from all defects. Materials and 
equipment of similar application must be of the same manufacturer. All materials, equipment and 
installation must be approved by the Consultant. 
 
 
[ 11.] MATERIAL INFORMATION 
 
The following literature and data, upon approval of the equipment to be renewed and renovated, must 
be submitted and delivered to the Consultant with a copy to the Town or their representatives. 
 

A. Manufacturer’s Model or Catalog Number and Warranty Provisions. 
 
B. Indication of performance data, construction material and finishes and 

modifications. 
 
C.   Locations of termination points for all external wiring. 
 
D.   Descriptive literature for all components and operating instructions. 
 
E.   Service manual and spare parts list. 
 
F.   Three (3) sets of complete “as built” field and straight line wiring diagrams, 

showing all electrical circuits in the hoistway and machine room. 
 
G. Field test reports after completion of elevator operations. 
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[ 12.] PAINTING 
 
All exposed metal work furnished under these specifications, except otherwise specified, shall be 
properly painted by the Contractor. 
 
Apply a coat of rust inhibiting paint either in the field or at the factory, to all exposed ferrous metal 
surfaces of controller cabinets, brackets and other similar components supplied under this contract. 
After installation and final cleaning, a high-grade enamel using a minimum of one coat of primer and 
two finishing coats of paint shall be applied unless performed in the factory. Field paint or factory 
plate, wiring ducts, switch boxes, signal boxes, junction boxes, terminal boxes, rigid and flexible 
conduit, metal tubing wire troughs and all brackets that support these fixtures and supplied under this 
contract.  
 
All ferrous metal surfaces which will be concealed in the completed work shall receive a factory 
applied primer and finish coat of rust inhibiting paint.  
 
 
[ 13.] ELECTRICAL DESIGN AND WIRING REQUIREMENTS 
 

 A. All new wiring, to be installed in conjunction with this modernization, shall comply 
with all regulations and codes itemized in the Connecticut and National 
 Electrical Codes and carry approval of Underwriters Laboratory. This 
wiring shall be enclosed in rigid standard weight conduit with steel splice boxes or 
metal wiring troughs, except that flexible conduit may be used in short runs, 
between terminals not exceeding 24 inches. Flexible conduit shall not be used 
where subject to moisture or embedded in concrete. 

 
 B. Wiring shall be insulated with a flame retarding and moisture-resisting jacket.  
  Stranded conductors are to be used in field connections which shall be color-coded. 
  A minimum of ten (10) percent spare wires must be provided throughout each and 
  every major elevator component. Separate junction boxes are to be utilized for the 
  different functions of the elevator installation. This will include, but not limited to, 
  communications or audio, operational modules and signal segments. 
 C. Run all wire between terminal blocks including spares and shielded cable. Check 
  for continuity and ground. Ensure that connectors or terminal strips used maintain 
  the proper grounding continuity and minimize signal deterioration. Make no  
  splices. Use color codes in multi-conductor cable. Identify all connections at  
  terminal blocks with waterproof labels. Provide legible waterproof lists of color  
  codes and identities for all field wiring. Make entries in a bound consecutively  
  numbered journal and attach to each controller. 
 

D. Approved strain boxes shall be installed in all vertical runs in accordance with the 
Code. New raceways shall be neatly and systematically run. All exposed conduit 
boxes shall be supported by approved straps, hangers or clamps fastened to 
structural steel, walls or other substantial supports. All electrical boxes exceeding 
150 cubic inches shall be supported independently of the connecting conduit. 

 
 E. Traveling cables which may be required in conjunction with this installation,  
  shall be designed for elevator service. The cables shall be sufficiently flexible to 
  readily adapt to all changes in the position of the elevator car and hang straight  
  without twist. The open loop shall show no tendency to twist upon itself. 
 
 F. Traveling cables shall be suspended by looping cable around hanger supports.  
  They shall terminate in junction boxes located on the bottom of the car platform. 
  These terminal boxes shall have connection strips for connecting conductors and, 
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  in addition to said devices for connecting conductors, strain devices for connecting 
  the supporting strands and relieving the conductors of all strain. 
 
 G. The cables shall be capable of bending 360 degrees with an inside radius of one  
  foot without any permanent set and without cracking the outer covering. 
 
 H. The swing of the traveling cables shall be checked when the elevator is operating, 
  and all shields and pads necessary to prevent chafing of the cables in the hoistway 
  shall be secured. The loop in the traveling cables shall not be less than two (2) feet 
  in diameter.  
 
 I. The traveling cables and the corresponding groups of conductors connecting these 
  cables shall each contain ten (10) percent spare conductors, but not less than two 
  (2) spare conductors of the same size and type. Each traveling cable conductor will 
  have a distinctive color-coded outer covering for identification. Terminal blocks 
  shall have indelible identification numbers for each terminal connection. 
 

J. Shielded wires and two (2) spare coaxial cables will be provided for current and 
future communication circuits. 

 
 K. The outer covering of all traveling cables shall be flame retarding and moisture  
  resisting which will meet the National Board of Fire Underwriters Standards. 
 
 
[ 14.] FEEDER WIRING 
 
Feeder wiring to the fused disconnect switch or circuit breakers must be checked and verified prior to 
submitting a bid. The Contractor will provide the necessary “Drive System Data Current 
Characteristics” based upon the voltage application being supplied, for the capacity and speed of the 
Elevator. 
 
If the maximum amperage demands reveal size and design of the feeder wiring to be below the 
minimum safety standards, as described by the National Electric Code or other codes having 
jurisdiction, the changes and modifications must be initiated, supplied and developed to the new 
elevator equipment, under this section. The final results of these conversions, modifications and 
transformations, shall be satisfactory to the power as displayed and verified. Failure to confirm and 
establish the power supply shall not relieve responsibility for the sufficient, adequate, and acceptable 
operation of the equipment. 
 
[ 15.] WORKMANSHIP 
 
The Contractor must demonstrate that they have the facilities and organization to properly, and 
diligently fulfill all the services, conditions and requirements of the specifications. The Contractor 
must show that they have actively and normally maintained this organization capable of performing 
installations, repairs and replacements, of equipment, hereinafter described, in continuous operation 
for at least one (1) year. 
 
The Contractor will perform all work with skilled, competent, trained mechanics and elevator 
technicians under the direct control and supervision of the Contractor. 
 
All equipment shall be installed in strict accordance with the manufacturer’s written instructions, 
applicable codes and standards to provide a smooth and quiet product, free from all defects, flaws, 
imperfections, oscillations and vibrations. 
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Install equipment, such that access for maintenance is safe and readily available, and that major 
components may be removed using conventional means. 
 
Keep the premises clean and orderly during the progress of work. Remove all debris as fast as it 
accumulates. Maintain the cab, entrances, hoistway and machine room free of dirt, oil and grease. 
 
If the work falls behind schedule, provide extra personnel as required to meet the schedule at no 
additional expense to the Town. 
 
 
[ 15.] REMOVAL OF EXCESS EQUIPMENT AND WASTE 
 
All material not being utilized for this installation and waste material shall become the property and 
responsibility of the Contractor. This superseded material shall be stored in an orderly fashion and 
removed in a timely manner. 
 
 
[ 16.] SUBCONTRACTED WORK BY OTHER TRADES 
 
The following sub-contracted operations for project related work shall be the responsibility of the elevator 
contractor and included in the base bid amount: 
 
Hoistway and Pit Area: 

Provision of non-specified upgrades to the existing hoistway and pit area that may be required by the 
Department of Public Safety or other enforcing agencies.  This includes, but is not limited to, 
ventilation, patching, wall reinforcement, wall construction around entrances, and pit sump pump to 
maintain a dry pit area.  

 
Machine Room: 

Provision of any and all code upgrades to the existing machine room that may be required by the 
Department of Public Safety or other enforcing agencies.  This includes, but is not limited new 
machine room door with placarding and locking mechanism, emergency lighting, and class “C” 
fire extinguishers. No HVAC system will be required.  

  
Power: 

Provision of fused, grounded and lockable type main and car light disconnect switches properly 
sized, labeled, and located in the elevator machine room. Provide auxiliary contact in main panel. 
Pre-Signal capability for emergency power transfer. 

 
Telephone Line: 

Furnish and install a functional telephone line to the elevator machine room.  All wiring to be 
enclosed in conduit and be connected to a junction box mounted near the elevator controller. 
Note:  Elevator Contractor will provide telephone wires from elevator cab to machine room 
junction box. 

 
The existing intercom systems shall be replaced with a telephone system that provides for 
two-way communication between the machine room and elevator cabs. All work is to be 
subcontracted with Fairfield County Communications, the Town’s telecommunications 
provider. 

 
Smoke Detectors: 

Connect existing addressable smoke detectors to the building’s fire control panel in accordance 
with NFPA code requirements. The installation of smoke detectors shall be subcontracted with the 
Town’s vendor. 
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[ 17.] FINAL INSPECTION 
 
When all work is completed, the Contractor shall notify the State of Connecticut in writing that the 
elevator is ready for final inspection and acceptance tests.  
 
After a date has been arranged, the proper operation of every component of the elevator systems, in 
compliance not only with the contract requirements but also with code practices, will be demonstrated 
in the presence of authorities having jurisdiction. All test related fees are the responsibility of the 
Contractor. 
 
The inspector’s procedure outlined in part II for the Inspection of Elevators, Escalators and Moving 
Walks, Inspector’s Manual ANSI / AMSE A17.2 shall form a part of this final inspection. All 
instruments and equipment necessary for this final testing inspection will be provided by the 
Contractor. 
 
 
[ 18.] FINAL CLEAN-UP 
 
Upon completion of the work covered by the contract, the Contractor shall leave the completed 
project ready for use without the need of further cleaning of any kind and with all work in perfect 
order. In addition, upon completion of all work, the Contractor shall remove from the vicinity of the 
work and from the building’s rubbish, unused materials, and other materials belonging to them or 
used under their direction during the modernization. If during this period, they impair the use or 
appearance of the property, they shall restore such areas affected by the work to their original 
condition. In the event of their failure to do so, the same shall be removed by the Town at the expense 
of the Contractor, and their guarantee shall be liable therefor. 
 
 
[ 19.] SALES AND USE TAXES 

 
A. The Town of Stratford is a tax-exempt municipality. No sales tax will be paid. 
 
B. All bids for work to be done and materials and equipment to be furnished on the job 

are to include all local, state, federal and occupational taxes, luxury taxes, excise 
taxes, federal and state retirement pensions and unemployment insurance 
contributions, and any other similar taxes and contributions in effect at the time of 
the signing the contract.  

 
 
[ 20.] INTERIM AND WARRANTY MAINTENANCE 
 
The total cost and performance of Interim and Warranty Maintenance on the one (1) elevator, as per 
the maintenance contract language contained in this specification, is to be included in the base bid 
amount. Interim maintenance shall commence upon the award date of the contract.  
 
Warranty maintenance for the one (1) elevator will commence when the completed elevator is 
successfully inspected by the proper governing authority and turned over for public use and shall 
continue for a period of twenty-four (24) consecutive months from date of the Town’s final 
acceptance of the completed project.  
 
 

END OF SECTION 
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ELEVATOR SCOPE OF WORK 
 
 

ADDRESS:  Baldwin Center  
1000 West Broad Street  
Stratford, Connecticut 06615 

  
 
OVERVIEW: 
 
The existing in-ground hydraulic elevator was installed in 1979 during building renovations and 
is to be modernized as per the criteria described in this specification. This will include the 
removal of the existing related equipment and the installation of a microprocessor controller with 
the door operating equipment. The rated lifting capacity and travel speed shall be maintained. A 
new in-ground hydraulic cylinder and plunger assembly shall be replaced as an owner alternate. 
A deducted alternate for retaining and rebuilding the existing door equipment shall be selected by 
the owner.   
 
The cost for interim and warranty maintenance of the elevator, as per the language contained in 
this specification, is to be included in the base bid amount. The interim maintenance period is to 
commence upon the award date of the contract and the warranty will continue for twenty-four 
(24) consecutive months from the Town of Stratford acceptance of the modernized elevator and 
substantial work completion. 

 
 

CURRENT SYSTEM CONFIGURATION:  
 

 
Devices:  One (1) Passenger Tradition In-Ground Hydraulic 

Elevator – Elevator Device Number (No. 158-0051)
   

 
Landings Served:  Front: 1, 2  

Rear: B (Basement)  
      

Capacity and Speed: 3,500 Pounds Capacity 
Rated Speed of 100 fpm 
 

Equipment Type:  Unitec Submersible Hydraulic Power Unit installed 
in April 2019; Traditional General Hydraulic In-
Ground Hydraulic Elevator installed in 1979 

  
Operating and Signal Systems: General Elevator Relay-Logic Controller installed 

in 1979. 
     
Cab Dimensions:  90” W x 60” D x 90” H 
 
Doors: 42” W x 84” with a Center Parting Front and Rear 

opening. 
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Emergency Communication: Emergency Telephone, Alarm Buttons, and Push-
Pull Stop 

   
Machine Room:   Level B (Basement Machine Room) 

 
Fire Service and Recall: Firefighter Phase I (Level 1 Lobby) 
 
Tenant Space Access Control:   None 

 
Traffic Handling: Satisfactory 

 
General Equipment Condition:  Obsolete – Not ADA Complaint.  

 
Code Compliance:   Satisfactory. 
  
ADA Compliance: ADA Complaint 
 
Elevator Drawings: In Machine Room 

 
Emergency Power:  None 
 

 
NEW EQUIPMENT SUMMARY – THE MODERNIZATION AND MAINTENANCE 
OF ONE (1) (DEVICE NO. 138-0004) HYDRAULIC PASSENGER ELEVATOR. 
 
GENERAL: 

 
 
A. CONTROLLER Microprocessor Controller Manufactured 

by SmartRise or approved equal, with Soft 
Start. 

  
 B. CAPACITY    3,500 Pounds 
 
 C. SPEED     100 Feet per Minute 
 

D. OPERATION    Retain Existing Submersible Power Unit 
 
 E. HOISTWAY    Existing with Required Code-   

      Compliance Modifications 
 
 F. TRAVEL    Existing 
 
 G. POWER SUPPLY   Existing 
 
 H. MACHINE LOCATION  Level 1 
 
 I. STOPS     Front: 1 & 2 

Rear:     B (Basement) 
 

 J.   OPENINGS    Five (5) Opening Both Front and Rear 
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K.   HOISTWAY DOORS   Opening:   42” W x 84” H 
       Type:  Center Parting Door. 
 

L.   DOOR OPERATION   GAL, or approved equal high- 
speed, closed-loop operation. 

 
 M.  SIGNALS    3D-Plus Infrared Door Curtain, Car  

      Position Indicator, Car Riding Lantern  
      & Gong, Illuminated Buttons. 

 
N.  SPECIAL FEATURES   Multi-Speed Leveling, Rescuvator type  

back-up power supply and Independent 
Service. 

 
 O.  FIREMAN’S SERVICE  Phase I & II  
 

P. CAR ENCLOSURE   Retain Existing 
 
 

 EXTENDED:   
 
[1.] PLATFORM AND SLING – RETAIN EXISTING 
 
The existing platform will be retained and modified to mount equipment as specified. Should 
the existing platform be found to be in unacceptable safe condition, a cost of replacement 
will be provided and reason for inability to reuse provided in writing. Any new platform 
provided will be in accordance with code requirements for support and fireproofing. 
 
The existing car sling will be reused. All missing mounting hardware will be replaced. 
 
 
[2.] CAR DOOR 
 
Door shall be hung on sheave type hangers with polyurethane tires that roll on a polished 
steel track, and guided at the bottom by non-metallic shoes sliding in a smooth threshold 
groove. The door shall be installed with a code-approved restrictor device. 
 
 
[3.] ALARM BELL 
 
An emergency alarm bell shall be connected to plainly marked push button in car. 
 
 
[4.] GUIDE SHOES RETAIN WITH NEW INSERTS 
 
The Existing Guide Shoe assemblies with be retained and refurbished with new inserts 
These guide shoes shall be of the self-aligning swivel type, rigidly bolted to the top and 
bottom of each side of the car frame. 
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[5.] MAIN GUIDE RAILS 
 
Thoroughly clean all guide rails of grease, oil and other foreign substances. File and remove 
all rough edges and surfaces. Tighten bracket bolts and guide clips for smooth and quiet 
operation of car and counterweight. Clean rust from all the rails and cross members and coat 
with rustproof paint. 
 
 
[6.] AUTOMATIC GUIDE RAIL LUBRICATORS – Not Applicable 
 
 
[7.] POWER UNIT – RETAIN EXISTING 
 
The existing Unitec Submersible Hydraulic power unit shall be retained. The existing power 
unit was replaced is April 2019. 
 
 
[8.] VALVES – RETAIN EXISTING 
 
A control valve including safety check valve, up direction valve with high pressure relief 
including up leveling and soft stop features, lowering valve including down leveling and 
manual leveling feature shall be mounted in a compact unit assembly. Control valves shall 
be solenoid operated and designed to open and close gradually to give smooth control. All 
valves shall be readily accessible for adjustment. The valve shall be equipped with a “no 
pressure sensing device” which will disable the piston from dropping if the car is blocked for 
any reason. 
 
 
[9.] AUTOMATIC TWO-WAY LEVELING 
 
An automatic two-way leveling device shall be provided so that the car will approach 
landing stops at reduced speed from either direction of travel. The leveling device shall, 
within its zone, be entirely independent of the operating device and shall automatically stop 
and maintain the car approximately level with the landing, regardless of change in load. 
 
 
[10.] JACK UNIT & PACKING GLAND (AS ALTERNATE) 
 

A. Design and construct the jack unit in accordance with the applicable 
requirements of the ASME Code. It shall be of sufficient size to lift the gross load at 
the rated speed to the height specified and shall be factory tested to ensure adequate 
strength and freedom from leakage.  
 
B. The jack unit shall consist of the following parts: a plunger of heavy 
seamless steel tubing accurately turned and polished; a stop ring electrically welded 
to the plunger to positively prevent the plunger from leaving its cylinder, an internal 
babbitt-lined guide bearing, packing or seal of suitable design and quality, a drip 
ring around cylinder top and a cylinder made of steel pipe enclosed in a protective 
PVC liner and provided with a pipe connection and air bleeder. 
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C. A steel packing gland with phenolic guide bearing, wiper ring and packing 
especially designed for hydraulic elevator service shall be provided. An oil collector 
system shall be furnished to return oil leakage back to the storage tank. 

 
 
[11.] INSTALLATION AND SCHEDULING LOGISTICS 
 
Work space near this elevator is limited as the adjacent public space will need to remain 
open throughout the project. Staging from an upper landing will be required to avoid 
blocking movement to and from the public areas. It should be noted that the existing 
machine room door is approximately 36” wide.  
 
 
[12.] WIRING, PIPING AND OIL 
 
All necessary wiring shall be furnished and installed in the hoistway in accordance with the 
National Electrical Code. This will also include, but not be limited to, GFI outlets, pit switch, 
pit light and switch. 
 
All necessary pipe and fittings to connect the power unit to the jack unit and vegetable based 
hydraulic fluid manufactured by HydroSafe or an approved equal. 
 
 
[13.] FAILURE PROTECTION 
 
The electrical control circuit shall be designed so that if a malfunction should occur, due to 
motor starter failure, oil becoming low in the system, or the car failing to reach a landing in 
the up direction within a pre-determined time, the elevator car will automatically descend to 
the lowest terminal landing. When power operated doors are used, the doors will 
automatically open when the car reaches the landing to allow passengers to depart. 
The doors will then automatically close and all control buttons, except the “door open” 
button in the car station, shall be made inoperative. 
 
 
[13A. ]    EMERGENCY LOWERING DEVICE 
 
A new battery operated Rescuvator type auxiliary power supply shall be installed with the 
system to facilitate the elevator’s landing and door opening in the event of a power outage. 
 
 
[14.] SOUND ISOLATING COUPLINGS – RETAIN EXISTING 
 
A minimum of two shall be installed in the oil line in the machine room between the pump 
and jack. 
 
 
[15.] OIL-HYDRAULIC SILENCER - RETAIN EXISTING 
 
It shall be installed at the power unit location. It shall contain pulsation absorbing material 
inserted in a blowout proof housing arranged for inspecting interior parts without removing 
unit from oil line. Rubber hose without blowout proof features will not be acceptable. 
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[16.] VIBRATION PADS - RETAIN EXISTING 
 
They shall be mounted under the power unit assembly to isolate the unit from the building 
structure. 
 
 
[17.] EMERGENCY TERMINAL STOPPING DEVICE 
 
An emergency terminal stopping device for speeds over 100 FPM shall be provided which 
shall operate independently of the normal terminal stopping device should it fail to slow 
down the car at the terminal as intended. They shall be so designed and installed that a single 
short circuit caused by a combination of grounds, or by other conditions, shall not prevent 
their functioning. 
 
The normal and emergency terminal stopping devices shall not control the same controller 
switches unless two or more separate and independent switches are furnished, two of which 
shall be closed in either direction of travel to complete the circuit to the control valve 
solenoids in the down direction and to complete the circuit to the pump motor for the up 
direction of travel. 
 
 
[18.] AUTOMATIC TERMINAL LIMITS 
 
Electric limit switches shall be placed in the hoistway near the terminal landings and be 
designed to cut off the electric current and stop the car should it run beyond either terminal 
landing. 
 
 
[19.] AUTOMATIC SELF-LEVELING 
 
The elevator shall be provided with a self-leveling feature that will automatically bring the 
car to the floor landings. This self-leveling shall, within its zone, be entirely automatic and 
independent of the operating device and shall correct for overtravel or undertravel. The car 
shall also be maintained approximately level with the landing irrespective of the load. 
 
 
[20.] BUFFERS / PIT LADDER 
 
The existing buffers will be reused in place. Mounting of buffers will be checked for missing 
hardware and properly secured with new hardware if necessary. The buffers will comply 
with the requirements of the ANSI code.  
 
The contractor shall install a new code-approved pit access ladder to meet current code compliant 
standards. 
 
 
[21.] CAR TOP INSPECTION STATION AND RAILING 
 
A new car top inspection station with an “emergency stop” switch and with constant 
pressure “Up/Down” direction buttons shall make the normal operating devices inoperative 
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and give the inspector complete control of the elevator.  Top-of-Elevator code compliant 
safety railings shall be installed. 
 
 
[22.] INTERLOCKS 
 
Each hoistway entrance shall be equipped with an approved type interlock tested as required 
by Code. The interlock shall be designed to prevent operation of the car away from the 
landing until the doors are locked in the closed position as defined by Code and shall prevent 
opening of the doors at any landing from the corridor side unless the car is at rest at that 
landing or is in the leveling zone and stopping at that landing. Interlocks shall bear 
Underwriters’ Laboratories “B” level of approval. 
 
 
[23.] HOISTWAY DOOR UNLOCKING DEVICE 
 
Hoistway door unlocking devices as specified by the ASME A17.1 Code shall be provided 
to permit authorized persons to gain access to the hoistway when the elevator car is away 
from the landing.  
 
 
[24.] DOOR OPERATION 
 
A direct current motor driven heavy-duty operator shall be furnished and installed, designed 
to operate the car and hoistway doors simultaneously. Door movements shall be electrically 
cushioned at both limits of travel and the door shall be provided with a new 3D Plus infrared 
safety curtain arranged to automatically return car and hoistway doors to the open position in 
the event the doors are obstructed during the closing cycle. Doors will then resume closing 
cycle. Doors shall automatically open when the car arrives at the landing and shall 
automatically close after an adjustable time interval or when the car is dispatched to another 
landing. 
 
 
[25.] NUDGING 
 
The doors remain open as long as the electronic detector senses the presence of a passenger 
or object in the door opening. If door movement is obstructed for a field programmable time 
value, a buzzer will sound and the doors will close at reduced speed. If the reversing edge 
contacts a person or object while closing, the doors will stop and resume closing after the 
obstruction has been removed. 
 
When the doors have failed to fully close and are in the recycle mode, the door drive motor 
shall have increased torque applied. This shall possibly overcome any mechanical resistance 
or differential air pressure and allow the door to close. 
 
 
[26.] DOOR HANGERS AND TRACKS 
 
For each hoistway sliding door, furnish an install sheave type two-point suspension hangers 
and tracks complete. Sheaves shall have polyurethane tires with ball bearings properly sealed 
to retain grease. Hangers shall be provided with an adjustable slide to take the up-thrust of 
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the doors. Tracks are to be drawn steel shapes; smooth surfaced and shaped to conform to 
the hanger sheaves. 
 
 
[27.] HOISTWAY ENTRANCES 
 
The existing hoistway entrances shall be retained with new ADA Braille designations. An 
alternate shall be provided for the installation of new entrances and doors on a per floor 
basis. 
 
 
[28.] AUTOMATIC PUSH-BUTTON OPERATION 
 
The elevator control shall be a distributed control system, microprocessor based with non-
proprietary software. Control of the elevator shall be automatic in operation by means of 
push buttons in the car numbered to correspond to floors served, for registering car stops by 
“Up/Down” push-button at each intermediate landing and “call” push buttons at terminal 
landings.  The momentary pressing of one or more buttons shall dispatch the car to the 
designated landings in the order in which the landings are reached by the car, irrespective of 
the sequence in which the buttons are pressed. Each landing call shall be canceled when 
answered. When the car is traveling in the Up direction, it shall stop at all floors for which 
car buttons or Up call buttons have been pressed. Likewise, the pressing of an Up button 
when the car is traveling in the Down direction shall not intercept the travel unless the stop 
for that floor has been registered by a car button, or unless the Up call is the lowest for 
which any button has been pressed. 
 
When the car has responded to its highest or lowest stop, and stops are registered for the 
opposite direction, its direction of travel shall reverse and it shall then answer the calls 
registered for that direction. 
 
Should both Up and Down calls be registered at an intermediate floor, only the call 
corresponding to the direction in which the car is traveling shall be canceled upon the 
stopping of the car at the landing. An adjustable time delay shall be provided so that after the 
car has stopped in response to a hall button, the entering passenger may register their car 
button before the car will reverse to answer calls in the opposite direction. 
 
 
[29.] DOOR STANDING TIME SAVER 
 
Reset the door open time to shorter time upon interruption of the electronic detector prior to 
expiration of initial door open time. 
 
 
[30.] VARIABLE DOOR TIME 
 
The doors shall remain open for an adjustable time for a stop in response to a car call and a 
second variable time for a stop in response to a hall call. If the electronic detector is 
interrupted and reestablished, door open time for a car stop and for a hall stop shall be 
reduced. 
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[31.] CAR OPERATING STATION WITH DIGITAL CAR POSITION   
 INDICATOR 
 

 A. A car control panel shall be provided and shall contain the devices required 
for the specified operations. It shall include “door open”, “door close”, “emergency 
stop switch”, “alarm button”, “emergency light” and “telephone”. The floor buttons 
will illuminate when a call is registered and will remain illuminated until the call is 
answered. All raised handicap symbols shall be located immediately adjacent to the 
floor buttons. No applied symbols shall be allowed. 

 
 B. The car station shall be configured with an integrated digital car position 
indicator.  

 
 
[32.] LANDING BUTTONS WITH INTEGRATED POSITION INDICATORS 
 
One (1) riser of landing push-button stations shall be provided. Each intermediate station 
shall consist of two (2) illuminated pushbuttons with raised direction arrow, one for the Up 
direction and the other for the Down direction. Each terminal station shall contain an 
illuminated push button with raised direction arrow and a digital car position indicator. The 
buttons shall be illuminated to indicate that a call has been registered at that floor for the 
indicated direction. 
 
 
[33.] CAR RIDING LANTERN 
 
The car-riding lantern shall be installed in the column of the elevator cab adjacent to the 
main car station. The lantern, when illuminated will indicate the direction of travel for which 
the car is set. The lantern will illuminate and the signal will sound when the car arrives at a 
floor where it will stop. The lantern shall remain illuminated until the doors start to close. 
 
 
[34.] FLOOR IDENTIFICATION SIGNS 
 
In addition to the raised Alpha/Numeric floor markings adjacent to each push-button in the 
car control panel, provide floor identification signs at specified floors. These floor signs shall 
be integrated with the car control modules and permanently marked. Painted or applied 
identifications shall not be acceptable. The identifications shall consist of the same material 
and graphic design as the standard floor markings. 
 
 
[34.] SUBCONTRACTED WORK BY OTHER TRADES – PER ENCLOSED 

SCHEDULE 
 
 
 

END OF SECTION 
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SUBCONTRACTED WORK BY OTHER TRADES 
  

The following is a summary listing of “Work by Other Trades” that may be required in 
conjunction with the elevator modernization project.  The Contractor shall provide any building 
electrical, structural and mechanical system upgrades as may be required for code compliance, 
life safety, or proper equipment installation and operation. All related Work by Other Trades 
is the sole responsibility of the contractor as a “turnkey” project.   
The inspecting authorities may require other items.  It is not reasonably feasible to predict the 
exact extent of remedial work that may be required by building inspectors, who may be arbitrary 
and capricious.  
 
All required remedial or preparatory work shall be performed by properly licensed trade 
contractors according to governing codes, and in time to allow the uninterrupted progress of the 
elevator work. 
 

Electrical 
q A properly rated three phase fused disconnect switch, externally operable and lockable in the 

open position, located as required by code.  Accommodate any increases in motor size or 
feeder loads. 

q A dedicated 110 VAC fused disconnect switch, externally operable and lockable in the open 
position adjacent to the machine room door for cab lighting and ventilation, located as 
required by code 

q Shunt-trip disconnect if fire sprinklers are present in machine room or hoistway. 
q GFI 120 VAC convenience outlets in machine room and pit. 
q Separate outlet in the pit area if a sump pump is installed. 
q Telephone line service brought to the elevator machine room for emergency communication 

device. 
q Any required RF shielding of TV or radio transmitters, antennae and/or wave-guides. 
q Conduit with pull boxes from each elevator bank to any remote fire control or 

communication panels specified. 
 

q If required by building code, standby/emergency power, sufficiently sized to provide power 
of permanent characteristics to each elevator’s disconnect, simultaneously, upon loss of 
regular power, including feeders, transfer switches and auxiliary contact signal outputs to 
elevator controllers.  
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Machine Room 
q A legal machine room per code requirements.  Provide or maintain fire rating as required by 

building code. 
q Fire-rated door for access into the machine room.  Door shall be self-closing and self-

locking, operable from inside the room without the use of a key. 
q Independent ventilation or an air conditioning system for the elevator machine room, to 

assure temperature is maintained between 65 degrees and 95 degrees Fahrenheit. 
q Fire extinguisher inside machine room. 
q Minimum clear machine room height of 7’-0”. 
q Suitable lighting that provides a minimum of 19 ftc at floor. 
q Removal of any non-elevator related equipment from within the machine room 
 
 

Hoistway 
q A legal hoistway per code requirements.  Provide or maintain fire rating as required by 

building code. 
q Patching of all holes in hoistway walls with fire rated material. 
q Beveling all ledges within hoistway measuring over 4”. 
q Removal of any non-elevator related equipment from within the hoistway. 
q A guarded light fixture and light switch in pit.  Switch must be located 42” above the lowest 

landing floor level. 
q A means to displace water located in the pit. 
q Elevator hoistway ventilation to the outside atmosphere as required by building code. 

 

Fire Service 

q Fire alarm smoke detectors with wiring and relays in the machine room terminating at 
elevator controller. 

q Fire alarm initiating devices must be located in front of each elevator entrance as well as in 
the machine room and at the top of the hoistway. 

q Where sprinklers exist in the machine room and/or hoistway, a fire alarm initiating device 
within 12” of each sprinkler head. 
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General 
q Access to the building for deliveries with dry, protected storage adjacent to the hoistway. 
q Cutting of existing walls, floors and finishes, together with all repairs made necessary by 

such cutting or changes, e.g. cutting of lobby walls for flush hall fixtures and removal of 
encroaching lobby features such as wall-mounted ashtrays.  Removal, replacement, and/or 
repair of any mirrors, millwork, plaster, stone or other special hall finishes. 

q All work of other trades must be complete and ready at time of first elevator inspection, or 
elevator will not be released for operation by the Authority Having Jurisdiction (AHJ). 

 
 

END OF SECTION 
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1 
Main Elevator Lobby Vestibule and Entranceway  

2 
Primary Main Lobby Call Station 

   

 

 

 

3 
Vestibule Fire Detection Smoke Head  

4 
Entranceway Sill 

   
 



Baldwin Center                Reference Photographs 
  

 www.sterlingec.com 

 

 

 

5 
Car Operating Panel  

6 
In-Cab Inspection Certificate 

   

 

 

 

7 
Elevator Machine Room Door  

8 
Elevator Machine Room 

   



Baldwin Center                Reference Photographs 
  

 www.sterlingec.com 

 

 

 

9 
New Unitec Submersible Hydraulic Power Unit – 

April 2019 
 

10 
Unitec Data Tag 

   
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
    

 

 

11 
Original General Elevator Relay  

Logic Controller - 1979 
 

12 
General Elevator Data Tag 
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13 
Newer Electrical Soft Start Device   

14 
Original General Elevator Machine Room Drawings 

   

 

 

 

15 
Original Mainline Disconnect  

16 
Machine Room Fire Detection Smoke Heads 
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17 
Elevator Hoistway and Top of Cab  

18 
Original Moline Door Operator 

   

 

 

 

19 
Elevator Guild Rails and Upper Limit Switches  

20 
Top of Elevator Hoistway 
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21 
Bottom of Elevator Cab  

22 
Elevator Pit and Traditional In-Ground Cylinder 
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INTERIM AND 24-MONTH FULL-SERVICE WARRANTY 

ELEVATOR MAINTENANCE 
 
 
In accordance with the following terms, __________________________________ (hereinafter called the 
“Contractor”) shall furnish services at The Baldwin Center, 1000 West Broad Street, Stratford, Connecticut 
06615, for the Town of Stratford (hereinafter called the “Town”) for the One (1) Traditional In-Ground 
Hydraulic Passenger Elevator (Device No. 138-0004). 
  
The entire elevator system shall be maintained as hereinafter described, in accordance with the following 
detailed terms.  Trained employees of the Contractor will use all reasonable care to keep the elevator in 
proper adjustment and in safe operating condition, in accordance with all applicable federal, state and local 
laws, ordinances and regulations. 
 
1.01 Provide monthly examinations, adjustments, cleaning and lubrication of all machinery, 

machinery spaces, hoistways and pits. The contractor shall allocate a minimum of two (2) hours 
per quarter dedicated to routine scheduled preventative maintenance work. 

 
1.02 The Contractor shall maintain all parts of the elevator consisting of, but not limited to, machine, 
 motor, generator, brushes, controller, selector, worm, gears, thrust bearings, brake magnet coil 
 or brake motors, brake shoes, windings, rotating elements, contact coils, resistance for operating 
 and motor circuits, magnet frames, leveling devices, cams, car and hoistway door hangers, tracks 
 and guides, door operating devices and door motors, car lights, push buttons, indicators, hall 
 lanterns and all other elevator signal scheduling, power drives, solid-state and/or computer 
 devices and accessory equipment complete. 
 
1.03 All work, including regular examinations and repairs in accordance with this Agreement shall be 

made during the regular business hours of the Building, which hours are as follows: Monday thru 
Friday 7:00 AM to 5:00 PM. After 5:00 PM and on Saturday, Sunday and Holidays, the 
Contractor shall provide immediate emergency callback service at no additional cost for the 
elevator. Contractor must sign in and sign out at the Site Foreman's office during regular business 
hours.  In cases of after-hours or weekend calls, Contractor must contact the on-call Foreman and 
advise him/her of scheduled repairs.  Log sheet will be used to verify invoices.  Failure to sign in 
and sign out may result in delayed payment of invoices. 

 
1.04 Contractor shall not be under any obligation hereunder to make any repairs or replacements 
 except those incidental to the normal operation of the machinery, and that the Contractor is not 
 required under this Contract to make repairs or replacement necessitated by reason of malicious 
 damage or fire which the result of causes are beyond Contractor’s control. All repairs, if 
 necessitated by this paragraph, will be performed at a fee determined utilizing the hourly rates 
 contained in the Contractor’s bid form. The Contractor shall receive approval of the estimated 
 cost of labor and material from the Building Agent prior to commencing the repair. 
 
1.05 Contractor shall make any and all repairs or replacements damaged by the Contractor’s improper 
 repair, negligence or willful acts or omissions. 
 
1.06 EMERGENCY CALLBACK SERVICE (24 HOURS, SEVEN (7) DAYS PER WEEK) 
 

Contractor shall provide emergency callback service which consists of immediately dispatching 
qualified employees in response to requests from the Building Agent, by telephone or otherwise, 
for emergency adjustment or repairs on any day of the week, at any hour, day or night. Emergency 
repairs shall be made within two (2) hours to restore the equipment to operating order. If repairs 
cannot be made immediately, the Contractor shall notify the Building Agent as to the reason why. 
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1.07 LUBRICATION 
 
 Contractor shall lubricate twelve (12) times per year at regularly scheduled intervals all of those 
 mechanical parts recommended to be lubricated by the original manufacturer of the elevator 
 equipment. 
 
1.08 LUBRICANTS AND CLEANING 
 
 A. Lubricants used by the Contractor shall consist of oils, greases, and compounds   
  furnished by the Contractor, and shall be of the highest quality, the consistencies of  
  which shall be proper for the purposes employed and for the parts to which applied. It is  
  specifically understood and agreed between the parties hereto that abrasive bearing  
  lubricants shall not be employed except on new parts installed and only if and for the  
  period recommended by the original manufacturer of the elevator equipment. Where  
  abrasive bearing lubricants have been employed in conformity hereto, they are to be  
  thoroughly removed by cleaning after the working-in period has elapsed. 
 
 B. The Contractor shall keep the guide rails clean and properly lubricated except when 
  roller type guides are involved; no rail lubrication shall be used. 
 
 C. When necessary, the Contractor shall renew guide shoe gibs or rollers as required to 
  ensure smooth and quiet operation. All oil reservoirs shall be kept properly sealed to 
  prevent leakage. Approved metal containers shall be provided by the Contractor for the 
  storage of wiping cloths. 
 
1.09 CLEANING AND MATERIALS 
 

Cleaning compounds, waste, cloths and other materials are to be supplied by the Contractor. 
Cleaning agents used by Contractor shall not be flammable or noxious and must always be stored 
in approved metal containers provided by the Contractor. 

 
1.10 TESTING 
 

The Contractor shall on a monthly basis examine all safety devices and governors and conduct the 
annual category 1 and category 5 full-load, full speed test of the safety mechanism, overhead 
speed governors, car and counterweight buffers and/or oil hydraulic test requirements per ANSI 
A17.1 Code and local law standards. Additionally during the said examination and tests, 
Contractor shall check the car balances and the governor shall be recalibrated and sealed for 
proper tripping speed. Contractor shall forward confirmation and results of all such examinations 
and tests to the Building Agent upon completion of testing. Copies of required documents shall be 
filed on behalf of the Building Agent with the State of Connecticut Elevator Division. 

 
1.11 PERFORMANCE TIMES, LEVELING AND CONTRACT SPEED 
 
 Contractor shall maintain the control system so as to provide smooth acceleration and 
 retardation. The Contractor shall maintain the elevators in accordance with the O.E.M. 
 performance specifications or those established by the original equipment manufacturer  

(including floor-to-floor times, door timings, rated speed, supervisory system, etc.). Contractor 
 shall ensure that the door close pressure never exceeds thirty (30) pounds. Floor stop leveling 
 accuracy must be maintained within 1/4 inch sill to sill at all times regardless of load or other 
 operating factors. 
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1.12 SUPERVISORY SYSTEM 
 
 Contractor shall check and test, on a quarterly basis the dispatch supervisory systems to ensure 
 that all circuits and time settings are properly adjusted and that the system performs as designed 
 and installed by the manufacturer. 
 
1.13 SPARE PARTS 
 
 The Contractor shall provide and maintain a supply of contacts, coils, leads, solid-state parts, 
 door guides, door rollers, interlock parts, fuses, brushes, lubricants, wiping cloths, and other 
 minor repair parts in the elevator machine room for the performance of routine preventative 
 maintenance. All spare parts shall be kept in storage cabinets provided by the Contractor. 
 
1.14 WIRE ROPES ( CABLES ) 
 
 The Contractor shall examine and equalize tension on all wire ropes and renew all hoisting 
 ropes, compensating ropes, and governor ropes whenever necessary to ensure maintenance and 
 adequate safety factors. The Contractor shall also reshackle and shorten ropes as required to 
 maintain legal bottom clearances. 
 
1.15 WIRING 
 
 The Contractor shall repair and/or replace all electrical wiring and electrical traveling conductors 
 extending to the elevator from main line switch to the machine room and outlets in the 
 hoistways. The main line switch together with fuses for same are excluded. 
 
1.16 INSPECTIONS 
 
 The Contractor shall be responsible for compliance with all current and other future mandated 
 inspections in accordance with applicable laws and shall provide required assistance to State of 
 Connecticut elevator inspectors performing said inspections. 
 
1.17 PAINTING 
 
 The Contractor shall maintain the exterior of the machinery and any other parts of the equipment 
 subject to rust properly painted, identified and presentable at all times. Contractor shall ensure 
 that motor windings and controller coils shall be periodically treated with proper insulating 
 compound. 
 
1.18 NOTICE BY BUILDING AGENT OR COMPANY TO REPAIR OR REPLACE 
 
 The Contractor shall comply with all written citations of the State of Connecticut and all other 

government agencies having legal jurisdiction, and written recommendations of the Building 
Agent’s Insurance Carrier for repairs as covered herein. However, the Contractor is not required 
under this Contract to install new attachments on the elevators or parts other and different from 
those now constituting the equipment as recommended or directed by the Building Agent’s 
Insurance Carrier, state and local government authorities or otherwise. 

 
1.19 REPAIRS, RENEWALS, AND REPLACEMENTS 
 
 Repairs, renewals, and replacements shall be made by the Contractor as soon as conditions 
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 warrant or other examinations reveal the necessity therefore, or when the Building Agent so 
advises the Contractor under the terms of this Agreement. The parties hereto specifically 
understand and agree that repairs, renewals, and replacements shall be made in accordance with 
high standards of preventative maintenance practices and that the repair and renewals of parts 
made shall be equal in design, workmanship, quality, finish, fit, adjustment, operation and 
appearance to the original installation and that replacements shall be new and genuine parts equal 
to those parts supplied by the manufacturer of the original elevator equipment or its successor, and 
shall apply to the repairs, renewal, or replacement of all mechanical, electronic, and electrical 
parts, including, but not limited to the following: 

 
 A. Automatic power operated door operator, car door tracks and hangers, car door contact, 
  door protective device, photoelectric eye systems and load weighing equipment. Car 
  safety mechanism, platform, entrance saddles, elevator car guide shoes, gibs or rollers. 
 
 B. Gearless and geared machines, worm, gear, thrust bearing, drive sheave, shaft, drive  
  sheave shaft bearings, brake pulley, brake coil, brake contact, shoes and linings,   
  component parts and all associated castings. 
 
 C. Motor, motor generator, motor windings, rotating element, commutator, field coils, 
  brushes, brush holders, bearings, rotors, stators, slip rings, pulley, coupling and 
  associated equipment. 
 
 D. Controller, selector and dispatching components, including relays, solid-state   
  devices, resistors, condensers, transformers, contact leads, dashpots, timing devices,  
  computer devices, insulators, solenoids, resistance grids, and mechanical and electrical  
  driving equipment. 
 
 E. Governor, governor sheave and shaft assembly, bearings, contact, and governor jaws. 
  Car and counterweight mechanical and electrical safety devices complete, selector 
  tapes, sheaves and associated apparatus. 
 
 F. Deflector or secondary sheave, 2:1 sheaves, bearings, car and counterweight buffers, car 
  and counterweight guide rails, top and bottom limit switches, governor tension sheave 
  assembly, compensating sheave assembly, counterweight and counterweight guide 
  shoes including rollers or gibs. 
 
 G. Hoistway door interlocks, hoistway door rollers and hangers, bottom door guides and 
  auxiliary door closing devices, top track assemblies, door protection safe-edge systems 
  complete. 
 
 H. Hall lanterns, car direction indicators, main lobby fixtures, main and auxiliary car 
  operating panels, car position indicators, electric door operators, safety edge or other 
  door safety protective systems, car directional lanterns, control switches, LED devices, 
  call acknowledging equipment, emergency signals and communication devices. 
 
 I. Oil hydraulic systems including, but not limited to, valves, seals, gaskets, packings,  
  O-rings, lantern rings, filters, screens, tanks, pumps, belts, pulleys, fittings, above 
  ground piping, cylinder and ram assembly complete. 
 
 J. The following items of elevator equipment are excluded from coverage under this  
  agreement: car enclosure (including removable panels, suspended ceiling, light   
  diffusers, etc.), car doors, hoistway enclosures, hoistway doors, door frames and sills,  
  fluorescent light tubes, car frame and shaftway structures, below ground and buried  
  piping. 
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1.20 Contractor shall ensure that a complete permanent record of safety inspections, maintenance 

examinations, lubrication and callback services for each elevator under service is kept in the 
appropriate elevator machine room. These records are to be available to the Building Agent at all 
times. The records shall indicate the reason the Contractor was in the building, arrival and 
departure time, the work performed, etc.; and these records will be the property of the Building 
Agent. 

 
1.21 The Contractor shall provide and maintain a complete set of updated electrical wiring diagrams 
 and drawings on file with the building office and to become property of the Building Agent. 
 
1.22 The Contractor shall be responsible to relamp all lighting fixtures in the pit, machine room, and 
 hoistway (excluding cab lighting) as required with bulbs provided by the Building Agent. 
 
1.23 CLEANING 
 
 The Contractor shall, during the course of all examinations, remove and discard immediately all 
 accumulated dirt and debris from the pit areas and car tops in compliance with applicable law. 
 Prior to each anniversary date of this Contract, the Contractor shall thoroughly clean down the 
 entire hoistway of all accumulated dirt, grease, dust and debris (minimum every two [2] years). 
 
1.24 REPORTS BY CONTRACTOR 
 
 The Contractor shall at any time during the term of this Contract, upon written request of the 
 Owner or his Agent, render a report of repairs or replacements made by the Contractor at the 
 premises herein, itemized as to parts installed or services performed and supply samples of  
 lubricants, compounds, or other materials employed. 
 
1.25 SOLE RESPONSIBILITY 
 
 The maintenance work performed by Contractor hereunder shall be performed only by properly 
 uniformed and trained mechanics, directly employed and supervised by the Contractor, who is  
 experienced and skilled in maintaining elevators similar to the elevator to be maintained under this 
 Agreement and shall not be assigned or transferred to any agent or subcontractor. 
 
1.26 LABOR CONTRACTS AND OVERTIME 
 

It is further understood and agreed that the Contractor shall furnish to the Building 
Representative, in duplicate, a copy of his current labor contract and any subsequent labor 
contracts effective 

 during the term of this Contract pertaining to his elevator maintenance personnel, and the 
 Contractor further agrees to furnish any additional information concerning overtime charges to 
 the Owner at any time upon request. 
 
 
1.27 INSURANCE COVERAGE 
 
 The Contractor shall not commence work under this Contract until it has obtained the following 
 insurance and bond: 
 
  The Contractor will throughout the duration of any contract or any work authorized 
  under purchase order, at its expense, carry and, from time to time, renew Worker’s 
  Compensation Insurance, Public Liability Insurance in the amount of $5,000,000.00 
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combined single-limit coverage for both Bodily Injury and Property Damage including 
coverage for the below noted Indemnity Contract in such companies as may be approved 
by the Building Representative.  Certificates in the customary form, evidencing the 
premiums therefore have been paid, shall be delivered to the Building Representative 
simultaneously with the execution of any contract prior to performing any work 
authorized under a purchase order, and within fifteen (15) days prior to expiration of 
such insurance, like certificates shall be delivered to the Building Representative 
evidencing the renewal of such insurance, together with evidence satisfactory to the 
Building Representative of the payment of the premium. All certificates must contain a 
definite provision that if such policies are canceled or changed during the periods of 
coverage as stated herein in such a manner as to affect this certificate, written notice will 
be mailed to the Building Representative by registered mail ten (10) days prior to such 
cancellation or change. 

 
  The Contractor hereby agrees to indemnify and save harmless the Owner of the 
  premises, the Consultant, the Building Representative and any of its subsidiaries from  
  and against all liability claims and demands on account of injury to persons including  
  death resulting there from and damage to property arising out of the performance of this 
  Contract by the Contractor, employees and agents of the Contractor and Contractor’s 
  property, except from and against such claims and demands which may arise out of  
  gross negligence of the Owner, the Consultant, the Building Representative or any of its  
  subsidiaries. The Contractor shall, at his or its own expense, defend any and all actions  
  at law brought against the Owner and/or the Building Representative based thereon and  
  shall pay all attorney fees and all other expenses, and promptly discharge any judgments  
  arising there from. These conditions shall also apply to any subcontracted operations. 
 
  The Building Representative agrees to give the Contractor notice within a reasonable  
  time ( Sunday and Holidays excepted ) of any accidents, alteration or change affecting  
  the equipment covered by this Contract and of any change of ownership. It is understood  

and agreed that the Contractor will notify the Building Representative immediately when 
any equipment becomes unsafe or is operating in a manner which might cause injury to 
anyone using said equipment and it is further understood and agreed that the Contractor 
will immediately remove any equipment from service when the equipment becomes 
unsafe or operating in a manner which might cause injury to anyone using said 
equipment. 

 
 
1.29  CANCELLATION 
 
 A. The Owner shall have the right to cancel this Contract upon at least thirty (30) days  
  prior written notice to the Contractor of its election to do so. 
 
 B. In addition to the rights provided in paragraph (A) hereunder, the Owner shall have the  
  right to cancel this Contract immediately upon the occurrence of any of the following  

contingencies: Bankruptcy of the Owner, Building Representative or Contractor, 
mortgage foreclosure, condemnation, destruction of the equipment whereas it is rendered 
unusable in the opinion of the Owner, or transfer or conveyance of title to the premises. 
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ACCEPTED FOR THE TOWN: 
 
NAME _____________________________________________________  
 
TITLE    ____________________________________________________ 
 
DATE    _____________________________________________________ 
 
 
 
ACCEPTED FOR THE CONTRACTOR:  
 
COMPANY NAME _____________________________________________  
 
NAME       _____________________________________________ 
 
TITLE       _____________________________________________ 
 
DATE       _____________________________________________   
 

 
 
 

END OF SECTION 
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	01100 Summary of Work
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, including the Agreement and other Division 1 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes the following:
	1. Work covered by the Contract Documents.
	2. Type of the Contract.
	3. Use of premises.
	4. Owner's occupancy requirements.
	5. Work restrictions.
	6. Specification formats and conventions.


	1.3 WORK COVERED BY CONTRACT DOCUMENTS
	Project Identification:
	A. Owner:  The Town of Stratford
	1. Owner's Representative:  Maurice McCarthy, Director of Public Works, (203) 385-4083

	B. Architect:  Brian Snyder, Snyder  Architects – (203) 203-243-3346
	C. The Work consists of the following:
	1. The Work includes but not limited to:
	a. Selected modernization and upgrades to one hydraulic elevator.



	1.4 TYPE OF CONTRACT
	A. Project will be constructed under a single prime contract. Contractor to be referred to as “General Work Contractor” or “GC” or “Contractor”.

	1.5 USE OF PREMISES
	A. General:  Contractor shall have limited use of premises for construction operations as required to perform work per Contract Documents. Contractor will coordinate access to project site with owner representative.

	1.6 WORK RESTRICTIONS
	A. On-Site Work Hours shall be coordinated with the Town of Stratford Department of Public Works and Stratford Public Schools.

	1.7 SPECIFICATION FORMATS AND CONVENTIONS
	A. Specification Format:  The Specifications are organized into Divisions and Sections using the 16-division format and CSI/CSC's "MasterFormat" numbering system.
	1. Section Identification:  The Specifications use Section numbers and titles to help cross-referencing in the Contract Documents.  Sections in the Project Manual are in numeric sequence; however, the sequence is incomplete because all available Secti...
	2. Division 1:  Sections in Division 1 govern the execution of the Work of all Sections in the Specifications.

	B. Specification Content:  The Specifications use certain conventions for the style of language and the intended meaning of certain terms, words, and phrases when used in particular situations.  These conventions are as follows:
	1. Abbreviated Language:  Language used in the Specifications and other Contract Documents is abbreviated.  Words and meanings shall be interpreted as appropriate.  Words implied, but not stated, shall be inferred as the sense requires.  Singular word...
	2. Imperative mood and streamlined language are generally used in the Specifications.  Requirements expressed in the imperative mood are to be performed by Contractor.  Occasionally, the indicative or subjunctive mood may be used in the Section Text f...
	a. The words "shall," "shall be," or "shall comply with," depending on the context, are implied where a colon (:) is used within a sentence or phrase.




	PART 2 -  PRODUCTS
	 Contractor agrees to order long lead materials, submit submittals and shop drawings within 5 days of being awarded contract.  “Or-equal” long lead materials will be considered during the bidding period (use attached substitution form).

	PART 3 -  EXECUTION (Not Used)

	01250 GSD RegulatoryRequirements
	SECTION 01250

	01310 GSD Project Management & Coord
	01330 GSD Submittals
	SECTION 01330

	01400 GSD Quality Requirements
	01600 GSD Product Requirements
	PART 1 -  GENERAL
	1.1 RELATED DOCUMENTS
	A. Drawings and general provisions of the Contract, and other Division 1 Specification Sections, apply to this Section.

	1.2 SUMMARY
	A. This Section includes the following administrative and procedural requirements:  selection of products for use in Project; product delivery, storage, and handling; manufacturers' standard warranties on products; special warranties; product substitu...
	B. Related Sections include the following:
	1. Division 1 Section "Allowances" for products selected under an allowance.
	2. Division 1 Section "Alternates" for products selected under an alternate.
	3. Division 1 Section "Closeout Procedures" for submitting warranties for contract closeout.
	4. Divisions 2 through 16 Sections for specific requirements for warranties on products and installations specified to be warranted.


	1.3 DEFINITIONS
	A. Products:  Items purchased for incorporating into the Work, whether purchased for Project or taken from previously purchased stock.  The term "product" includes the terms "material," "equipment," "system," and terms of similar intent.
	1. Named Products:  Items identified by manufacturer's product name, including make or model number or other designation, shown or listed in manufacturer's published product literature, that is current as of date of the Contract Documents.
	2. New Products:  Items that have not previously been incorporated into another project or facility, except that products consisting of recycled-content materials are allowed, unless explicitly stated otherwise.  Products salvaged or recycled from oth...
	3. Comparable Product:  Product that is demonstrated and approved through submittal process, or where indicated as a product substitution, to have the indicated qualities related to type, function, dimension, in-service performance, physical propertie...

	B. Substitutions:  Changes in products, materials, equipment, and methods of construction from those required by the Contract Documents and proposed by Contractor.
	C. Basis-of-Design Product Specification:  Where a specific manufacturer's product is named and accompanied by the words "basis of design," including make or model number or other designation, to establish the significant qualities related to type, fu...
	D. Manufacturer's Warranty:  Preprinted written warranty published by individual manufacturer for a particular product and specifically endorsed by manufacturer to Owner.
	E. Special Warranty:  Written warranty required by or incorporated into the Contract Documents, either to extend time limit provided by manufacturer's warranty or to provide more rights for Owner.

	1.4 SUBMITTALS
	A. Product List:  Submit a list, in tabular from, showing specified products.  Include generic names of products required.  Include manufacturer's name and proprietary product names for each product.
	1. Coordinate product list with Contractor's Construction Schedule and the Submittals Schedule.
	2. Form:  Tabulate information for each product under the following column headings:
	a. Specification Section number and title.
	b. Generic name used in the Contract Documents.
	c. Proprietary name, model number, and similar designations.
	d. Manufacturer's name and address.
	e. Supplier's name and address.
	f. Installer's name and address.
	g. Projected delivery date or time span of delivery period.
	h. Identification of items that require early submittal approval for scheduled delivery date.

	3. Completed List:  Within 60 days after date of commencement of the Work, submit 3 copies of completed product list.  Include a written explanation for omissions of data and for variations from Contract requirements.
	4. Architect's Action:  Architect will respond in writing to Contractor within 15 days of receipt of completed product list.  Architect's response will include a list of unacceptable product selections and a brief explanation of reasons for this actio...

	B. Substitution Requests:  Submit three copies of each request for consideration no later than 5 business days prior to bid opening.  Identify product or fabrication or installation method to be replaced.  Include Specification Section number and titl...
	1. Substitution Request Form:  Use form provided at end of Section.
	2. Documentation:  Show compliance with requirements for substitutions and the following, as applicable:
	a. Statement indicating why specified material or product cannot be provided.
	b. Coordination information, including a list of changes or modifications needed to other parts of the Work and to construction performed by Owner and separate contractors, that will be necessary to accommodate proposed substitution.
	c. Detailed comparison of significant qualities of proposed substitution with those of the Work specified.  Significant qualities may include attributes such as performance, weight, size, durability, visual effect, and specific features and requiremen...
	d. Product Data, including drawings and descriptions of products and fabrication and installation procedures.
	e. Samples, where applicable or requested.
	f. List of similar installations for completed projects with project names and addresses and names and addresses of architects and owners.
	g. Material test reports from a qualified testing agency indicating and interpreting test results for compliance with requirements indicated.
	h. Research/evaluation reports evidencing compliance with building code in effect for Project, from a model code organization acceptable to authorities having jurisdiction.
	i. Detailed comparison of Contractor's Construction Schedule using proposed substitution with products specified for the Work, including effect on the overall Contract Time.  If specified product or method of construction cannot be provided within the...
	j. Cost information, including a proposal of change, if any, in the Contract Sum.
	k. Contractor's certification that proposed substitution complies with requirements in the Contract Documents and is appropriate for applications indicated.
	l. Contractor's waiver of rights to additional payment or time that may subsequently become necessary because of failure of proposed substitution to produce indicated results.

	3. Architect's Action:  If necessary, Architect will request additional information or documentation for evaluation within one week of receipt of a request for substitution.  Architect will notify Contractor of acceptance or rejection of proposed subs...
	a. Form of Acceptance:  Change Order.
	b. Use product specified if Architect cannot make a decision on use of a proposed substitution within time allocated.


	C. Basis-of-Design Product Specification Submittal:  Comply with requirements in Division 1 Section "Submittal Procedures."  Show compliance with requirements.

	1.5 QUALITY ASSURANCE
	A. Compatibility of Options:  If Contractor is given option of selecting between two or more products for use on Project, product selected shall be compatible with products previously selected, even if previously selected products were also options.
	1. Each contractor is responsible for providing products and construction methods compatible with products and construction methods of other contractors.
	2. If a dispute arises between contractors over concurrently selectable but incompatible products, Architect will determine which products shall be used.


	1.6 PRODUCT DELIVERY, STORAGE, AND HANDLING
	A. Deliver, store, and handle products using means and methods that will prevent damage, deterioration, and loss, including theft.  Comply with manufacturer's written instructions.
	1. Schedule delivery to minimize long-term storage at Project site and to prevent overcrowding of construction spaces.
	2. Coordinate delivery with installation time to ensure minimum holding time for items that are flammable, hazardous, easily damaged, or sensitive to deterioration, theft, and other losses.
	3. Deliver products to Project site in an undamaged condition in manufacturer's original sealed container or other packaging system, complete with labels and instructions for handling, storing, unpacking, protecting, and installing.
	4. Inspect products on delivery to ensure compliance with the Contract Documents and to ensure that products are undamaged and properly protected.
	5. Store products to allow for inspection and measurement of quantity or counting of units.
	6. Store materials in a manner that will not endanger Project structure.
	7. Store products that are subject to damage by the elements, under cover in a weathertight enclosure above ground, with ventilation adequate to prevent condensation.
	8. Comply with product manufacturer's written instructions for temperature, humidity, ventilation, and weather-protection requirements for storage.
	9. Protect stored products from damage.

	B. Storage:  Provide a secure location and enclosure at Project site for storage of materials and equipment by Owner's construction forces.  Coordinate location with Owner.

	1.7 PRODUCT WARRANTIES
	A. Warranties specified in other Sections shall be in addition to, and run concurrent with, other warranties required by the Contract Documents.  Manufacturer's disclaimers and limitations on product warranties do not relieve Contractor of obligations...
	B. Special Warranties:  Prepare a written document that contains appropriate terms and identification, ready for execution.  Submit a draft for approval before final execution.
	1. Manufacturer's Standard Form:  Modified to include Project-specific information and properly executed.
	2. Specified Form:  Forms are included with the Specifications.  Prepare a written document using appropriate form properly executed.
	3. Refer to Divisions 2 through 16 Sections for specific content requirements and particular requirements for submitting special warranties.

	C. Submittal Time:  Comply with requirements in Division 1 Section "Closeout Procedures."


	PART 2 -  PRODUCTS
	2.1 PRODUCT OPTIONS
	A. General Product Requirements:  Provide products that comply with the Contract Documents, that are undamaged, and unless otherwise indicated, that are new at time of installation.
	1. Provide products complete with accessories, trim, finish, fasteners, and other items needed for a complete installation and indicated use and effect.
	2. Standard Products:  If available, and unless custom products or nonstandard options are specified, provide standard products of types that have been produced and used successfully in similar situations on other projects.
	3. Owner reserves the right to limit selection to products with warranties not in conflict with requirements of the Contract Documents.
	4. Where products are accompanied by the term "as selected," Architect will make selection.
	5. Where products are accompanied by the term "match sample," sample to be matched is Architect's.
	6. Descriptive, performance, and reference standard requirements in the Specifications establish "salient characteristics" of products.
	7. Or Equal:  Where products are specified by name and accompanied by the term "or equal" or "or approved equal" or "or approved," comply with provisions in "Comparable Products" Article to obtain approval for use of an unnamed product.

	B. Product Selection Procedures:  Procedures for product selection include the following:
	1. Product:  Where Specification paragraphs or subparagraphs titled "Product" name a single product and manufacturer, provide the product named.
	a. Substitutions may be considered, unless otherwise indicated.

	2. Manufacturer/Source:  Where Specification paragraphs or subparagraphs titled "Manufacturer" or "Source" name single manufacturers or sources, provide a product by the manufacturer or from the source named that complies with requirements.
	a. Substitutions may be considered, unless otherwise indicated.

	3. Products:  Where Specification paragraphs or subparagraphs titled "Products" introduce a list of names of both products and manufacturers, provide one of the products listed that complies with requirements.
	a. Substitutions may be considered, unless otherwise indicated.

	4. Manufacturers:  Where Specification paragraphs or subparagraphs titled "Manufacturers" introduce a list of manufacturers' names, provide a product by one of the manufacturers listed that complies with requirements.
	a. Substitutions may be considered, unless otherwise indicated.

	5. Available Products:  Where Specification paragraphs or subparagraphs titled "Available Products" introduce a list of names of both products and manufacturers, provide one of the products listed or another product that complies with requirements.  C...
	6. Available Manufacturers:  Where Specification paragraphs or subparagraphs titled "Available Manufacturers" introduce a list of manufacturers' names, provide a product by one of the manufacturers listed or another manufacturer that complies with req...
	7. Product Options:  Where Specification paragraphs titled "Product Options" indicate that size, profiles, and dimensional requirements on Drawings are based on a specific product or system, provide either the specific product or system indicated or a...
	8. Basis-of-Design Products:  Where Specification paragraphs or subparagraphs titled "Basis-of-Design Product[s]" are included and also introduce or refer to a list of manufacturers' names, provide either the specified product or a comparable product ...
	a. Substitutions may be considered, unless otherwise indicated.

	9. Visual Matching Specification:  Where Specifications require matching an established Sample, select a product (and manufacturer) that complies with requirements and matches Architect's sample.  Architect's decision will be final on whether a propos...
	a. If no product available within specified category matches satisfactorily and complies with other specified requirements, comply with provisions of the Contract Documents on "substitutions" for selection of a matching product.

	10. Visual Selection Specification:  Where Specifications include the phrase "as selected from manufacturer's colors, patterns, textures" or a similar phrase, select a product (and manufacturer) that complies with other specified requirements.
	a. Standard Range:  Where Specifications include the phrase "standard range of colors, patterns, textures" or similar phrase, Architect will select color, pattern, or texture from manufacturer's product line that does not include premium items.
	b. Full Range:  Where Specifications include the phrase "full range of colors, patterns, textures" or similar phrase, Architect will select color, pattern, or texture from manufacturer's product line that includes both standard and premium items.

	11. Allowances:  Refer to individual Specification Sections and "Allowance" provisions in Division 1 for allowances that control product selection and for procedures required for processing such selections.


	2.2 PRODUCT SUBSTITUTIONS
	A. Timing:  Architect will consider requests for substitution if received no later than 5 business days prior to bid opening.  Requests received after that time may be considered or rejected at discretion of Architect.
	B. Conditions:  Architect will consider Contractor's request for substitution when the following conditions are satisfied.  If the following conditions are not satisfied, Architect will return requests without action, except to record noncompliance wi...
	1. Requested substitution offers Owner a substantial advantage in cost, time, energy conservation, or other considerations, after deducting additional responsibilities Owner must assume.  Owner's additional responsibilities may include compensation to...
	2. Requested substitution does not require extensive revisions to the Contract Documents.
	3. Requested substitution is consistent with the Contract Documents and will produce indicated results.
	4. Substitution request is fully documented and properly submitted.
	5. Requested substitution will not adversely affect Contractor's Construction Schedule.
	6. Requested substitution has received necessary approvals of authorities having jurisdiction.
	7. Requested substitution is compatible with other portions of the Work.
	8. Requested substitution has been coordinated with other portions of the Work.
	9. Requested substitution provides specified warranty.
	10. If requested substitution involves more than one contractor, requested substitution has been coordinated with other portions of the Work, is uniform and consistent, is compatible with other products, and is acceptable to all contractors involved.


	2.3 COMPARABLE PRODUCTS
	A. Where products or manufacturers are specified by name, submit the following, in addition to other required submittals, to obtain approval of an unnamed product:
	1. Evidence that the proposed product does not require extensive revisions to the Contract Documents, that it is consistent with the Contract Documents and will produce the indicated results, and that it is compatible with other portions of the Work.
	2. Detailed comparison of significant qualities of proposed product with those named in the Specifications.  Significant qualities include attributes such as performance, weight, size, durability, visual effect, and specific features and requirements ...
	3. Evidence that proposed product provides specified warranty.
	4. List of similar installations for completed projects with project names and addresses and names and addresses of architects and owners, if requested.
	5. Samples, if requested.



	PART 3 -  EXECUTION (Not Used)

	01600 GSD Product Substitution Form
	01770 GSD ContractCloseout
	SECTION 01770

	10000-02 Elevator General Conditions
	If the work falls behind schedule, provide extra personnel as required to meet the schedule at no additional expense to the Town.
	END OF SECTION

	10000-03 Baldwin Center Scope of Work
	10000-04 Baldwin Center Work By other Trades
	Electrical
	Machine Room
	Hoistway
	Fire Service

	10000-05.1 Baldwin Center Mod Spec Photo Insert
	10000-05.2 Baldwin Center Reference Photographs
	10000-06 Baldwin Center Maintenacne Agreement
	INTERIM AND 24-MONTH FULL-SERVICE WARRANTY
	ELEVATOR MAINTENANCE
	1.26 LABOR CONTRACTS AND OVERTIME
	1.27 INSURANCE COVERAGE
	1.29  CANCELLATION
	ACCEPTED FOR THE TOWN:
	ACCEPTED FOR THE CONTRACTOR:
	COMPANY NAME _____________________________________________
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