
Question & Answers for bid 19PSX0209 

 

1. 1.  If the contractor is subcontracting the UPS SOW or vice a versa, must the contractor have their own 
representative on-site each time the subcontractor performs a PM or an emergency call? 

     Please see Exhibit A 

2. 2.  Are the radiators included in the all-in SOW? 

     Please see Exhibit A 

3. 3.  If the DOT elects to test any of the equipment, is the contractor and or subcontractor mandated to attend 
under the all-in SOW? 

     No. 

4. 4.  Will a bid or annual performance bond be required? 

     Please see Exhibit A  

The batteries were changed and they are as follows: 

Data Center UPS:  2/2015 

Main Bldg:   

Eaton UPS:  5/2018 

Pillar UPS:   7/2018 

 


